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EXECUTIVE SUMMARY 

Versar, Inc. (Versar) was retained by the Department of the Navy, Naval Facilities Engineering Command, 
Midwest, under Navy Contract Number: N68950-00-A-5563 BPA Call Number 0019, to perform a 
comprehensive environmental survey to determine the location and types of suspect environmental materials 
present within the 14 residential buildings at Fort Sheridan in Fort Sheridan, Illinois. The residential 
buildings include: 132 Gordon Johnston Drive (Building 834),Units A-H; 143 Gordon Johnston Drive 
(Building 835),Units A-D; 155 Gordon Johnston Drive (Building 836),Units A-F; 157 Gordon Johnston 
Drive (Building 837),Units A-D; 167 Gordon Johnston Drive (Building 838),Units A-D; 183 Gordon 
Johnston Drive (Building 839),Units A-F; 197 Gordon Johnston Drive (Building 840),Units A-H; 229 
Gordon Johnston Drive (Building 841),Units A-D; 226 Chatfield Court (Building 842), Units A-D; 216 
Chatfield Court (Building 843), Units A-D; 204 Chatfield Court (Building 844), Units A-F; 198 Chatfield 
Court (Building 845), Units A-D; 221Chatfield Court (Building 846),Units A-F; and 121 Boles Loop 
(Building 848), Units A-B. Versar understands the residential buildings are to be demolished. 

The purpose of this survey was to confirm the presence and/or absence of environmental concerns in specific 
areas related to the 14 residential buildings, which included: asbestos-containing materials (ACMs), lead
based paint (LBP), lead-containing paint, mercury light bulbs, mercury switches, fluorescent light bulbs and 
ballasts, mold, and chemical storage. 

The building inspection was coordinated with Mr. Carlo Luciano, Naval Facilities Engineering Command, 
Midwest. Mr. Jerry Wilson of Ideal Environmental Engineering, Inc. served as Project Designer to Versar. 
Ms. Shaun Terranova and Mr. Curt Cannon conducted the environmental survey on August 31, 2004 and 
September 1-2, 2004. Ms. Terranova and Mr. Cannon are Illinois Department of Public Health (IDPH) 
licensed Asbestos Building Inspectors and Lead Building Inspectors/Risk Assessors. 

This report was prepared for Department of the Navy, Naval Facilities Engineering Command, Midwest 
(Client) and summarizes the results of Versar' s inspection including findings, conclusions, and 
recommendations. This report has been prepa~ed on behalf of and for the exclusive use of the Client and is 
subject to and issued in connection with the Agreement and the provisions hereof. The Client can rely upon 
the extent, character, and conclusions of the report for future considerations. 
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1.0 INTRODUCTION 

1.1 Purpose 

Versar, Inc. (Versar) was retained by the Department of the Navy, Naval Facilities Engineering Command, 
Midwest, under Navy Contract Number: N68950~00-A-5563 BPA Call Number 0019, to perform a 
comprehensive environmental survey to determine the location and types of suspect environmental materials 
present within the 14 residential buildings at Fort Sheridan in Fort Sheridan, Illinois. The residential 
buildings include: 132 Gordon Johnston Drive (Building 834),Units A-H; 143 Gordon Johnston Drive 
(Building 835),Units A-D; 155 Gordon Johnston Drive (Building 836),Units A-F; 157 Gordon Johnston 
Drive (Building 837),Units A-D; 167 Gordon Johnston Drive (Building 838),Units A-D; 183 Gordon 
Johnston Drive (Building 839),Units A-F; 197 Gordon Johnston Drive (Building 840),Units A-H; 229 
Gordon Johnston Drive (Building 841),Units A-D; 226 Chatfield Court (Building 842), Units A-D; 216 
Chatfield Court (Building 843), Units A-D; 204 Chatfield Court (Building 844), Units A-F; 198 Chatfield 
Court (Building 845), Units A-D; 221Chatfield Court (Building 846),Units A-F; and 121 Boles Loop 
(Building 848), Units A-B. Versar understands the residential buildings are to be demolished. 

The purpose of this survey was to confirm the presence and/or absence of environmental concerns in the 14 
. residential buildings, which included: asbestos-containing materials (ACMs), lead-based paint (LBP), lead
. containing paint, mercury light bulbs, mercury switches, fluorescent light bulbs and ballasts, mold, and 
chemical storage. 

1.2 Statement of Limitations 

The data presented and opinions expressed in this report are qualified as follows: 

1.3 

• Versar has performed services and prepared this report in accordance with applicable, 
accepted environmental consulting practices. We make no other warranties, either expressed 
or implied, as to the character and nature of such services and product. 

• Quantities of materials are based on field observations which may have been inhibited due 
to lack of lighting, accessibility, etc. Quantities of materials should be field verified prior 
to demolition activities. 

Reliance 

This report is confidential and has been prepared for Department of the Navy, Naval Facilities Engineering 
Command, Midwest (Client). No additional party may use this information contained in this report without 
obtaining the permission of Department of the Navy, Naval Facilities Engineering Command, Midwest. 

Versar' s duties and obligations extend to Department of the Navy, Naval Facilities Engineering Command, 
Midwest and are not transferable to any other person, corporation, or organization without express written 
consent of both Department of the Navy, Naval Facilities Engineering Command, Midwest and Versar. 
Versar is not responsible for consequences arising from unauthorized third-party use of this report. 

L:VOB\ 111155\ftsheridanresidential_surveyrpt. wpd 1 
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2.0 SUMMARY OF ASBESTOS SURVEY 

2.1 Terminology 

The following definitions are intended to provide the reader with a better understanding of the terminology 
used in the report. 

Asbestos 
The general name given to a number of naturally occurring hydrated mineral silicates that possess a unique 
crystalline structure, are incombustible in air, and are separable into. fibers. Asbestos includes the asbesti
form varieties of chrysotile (serpentine); crocidolite (riebeckite); amosite (cummingtonite-grunerite); 
anihophyllite; and actinolite. 

Asbestos-Containing Material 
Asbestos-containing materials (ACM) are materials that are found to contain greater than one percent by 
weight asbestos content as determined by polarized light microscopy (PLM). 

Accessible Areas 
An accessible area of the building is any area that the survey team is permitted to inspect and that can be 
inspected without the disassembly of complicated mechanical or rigid structural components of the building. 
Examples of accessible areas of the building are interior floors, walls, ceilings, areas above suspended 
ceilings, return air shafts (normally), mechanical piping exteriors, and equipment exteriors, etc. 

Damaged Material 
A "Damaged" material contains a few water stains or less than one-tenth of insulation with missing jackets 
and/or crushed insulation or water stains, gouges, punctures, or mars on up to one-tenth of the insulation if 
the damage is evenly distributed or up to one-quarter if the darriage is localized; 

Inaccessible Areas 
An inaccessible area is any area where inspection access is not permitted or requires a considerable amount 
of mechanica.l or structural disassembly to inspect. Inaccessible areas are normally only investigated prior 
to renovation or demolition activities. Examples of inaccessible areas are pipe chases behind solid walls, 
mechanically encased insulation, or unsafe areas . 

. Friable Material 
A material, that when dry, may be crumbled, pulverized, or reduced to powder by hand pressure is a friable 
material. Examples of friable materials include: pipe insulation, boiler or tank insulation, or sprayed-on 
fireproofing. 

Non-friable Material 
A material, that when dry, cannot be crumbled, pulverized or reduced to powder by hand pressure. Non
friable materials may become friable through damage or deterioration. Examples of non-friable materials 
include: intact floor tiles, transite building panels, or well maintained roofing materials. 

Homogeneous Area 
. A homogenous area is defined as a group of materials that is uniform in texture and appearance, was installed 

at one time and is unlikely to consist of more than one type or formation of material. 

L:VOB\ 111155\ftsheridanresidential_:surveyrpt. wpd 2 
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Significantly Damaged Material 
A "significantly damaged" material contains missing jackets at on at least one-tenth of the piping or 
equipment and/or crushed, heavily gouged, or punctured insulation on at least one-tenth of pipe runs/ risers, 
boilers, tanks, ducts, etc., if the damage is evenly distributed or one-quarter if the damage is localized. 

2.2 Background Information 

Asbestos is the generic term used to describe a group of naturally occurring silicate minerals that have the 
ability to separate into small, fine fibers. The most widely used types of asbestos are chrysotile and amosite. 
Other types include crocidolite, tremolite, anthophyllite, and actinolite. Exposure to these fibers has been 
linked to a number of health problems, including asbestosis, mesothelioma, and lung cancer. 

Federal regulatory agencies such as the Occupational Safety and Health Administration (OSHA) have 
targeted friable asbestos as the primary source for release of and subsequent exposure to asbestos fibers. 
Friable materials may be crumbled, pulverized, or reduced to powder by hand pressure when dry. The U.S. 
EPA regulations define "ACMs" as materials_ containing more than one percent (1 %) asbestos. ACMs are 
regulated under the U.S. EPA National Emissions Standard for Hazardous Air Pollutants, Standard for 
Demolition and Renovation and OSHA regulations. 

The U.S. EPA banned asbestos in the manufacture, installation, and processing of spray-on insulation and 
fireproofing in 1972. The EPA banned the application of spray-on ACMs for fireproofing and insulation in 
1973. The EPA banned installation of molded and wet applied asbestos mechanical system insulation (e.g., 
pipe and elbow pipe insulation and boiler insulation) in 1975. Spray-on ACMs in acoustical and decorative 
applications were banned by the EPA in 1978. A three-staged phase-out of non-friable ACMs in construction 
materials started in 1989 pursuant to an "Asbestos Ban and Phase-Out Rule," but that Rule was vacated by. 
the U.S. Fifth Circuit Court of Appeals in 1991. In 1993, the U.S'. EPA recommended that floor tiles which 
test negative for the presence of asbestos be analyzed by Transmission Electron Microscopy (TEM) because 
asbestos fibers may be too fine to detect utilizing PLM analysis. 

Asbestos-containing product categories no longer subject to the 1989 ban and phase-out include asbestos
cement corrugated sheet, asbestos-cement flat sheet, asbestos clothing, pipeline wrap, roofing felt, vinyl
asbestos floor tile, asbestos-cement shingle, millboard, asbestos-cement pipe, automatic transmission 
components, clutch facings, friction materials, disc brake pads, drum brake linings, brake blocks, gaskets, 
non-roofing coatings, and roof coatings. 

2.3 Survey Methodology 

Bulk samples were collected in accordance with OSHA 29 CFR 1910.1001, which references U.S. EPA 
Asbestos Hazard Emergency Response Act ( AHERA) protocol. In October 1986, AHERA was signed into 
law. Included in this Act are provisions directing the U.S. EPA to establish rules and regulations addressing 
ACMs in schools. Specifically, EPA was directed to address the issues of: (!)·identifying, (2) evaluating, 
and (3) controlling ACMs in schools. The final rules became effective on December 14, 1987. The AHERA 
inspection protocol is considered state-of-the-art and may be adapted and used for other situations. Specific 
requirements of AHERA include: 

L:\JOB\ 111155\ftsheridanresidential_surveyrpt. wpd 3 
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Accreditt<d inspectors must be utilized for inspections. 

The inspection includes observing and touching all suspect materials, identifying the type of material, 
either sampling suspect materials or assuming they contain asbestos, and documenting the location of 
the material. · 

Bulk sampling and visual inspections were performed in all accessible areas of each building. Each 
residential building was considered a homogenous sampling area based on construction date of each unit 
within the building and similar appearance and texture of building materials in each unit within the building. 
Therefore, bulk samples were collected from representative units within each building and not within each 
individual unit. Additionally, all units within each building were visually inspected, and bulk samples were 
collected of materials which were specific to an individual unit . 

Bulk sampling involved collection of representative samples of suspect material. The areas sampled were 
pre-wetted with an amended water solution to minimize the release of airborne fibers during sample 
collection. A knife or boring tool, which was cleaned af~er the collection of each bulk sample, was used to 
remove a small sample o.f suspect material. Sampled areas having a potential for fiber release were sealed 
with clear encapsulant and/or duct tape. 

Bulk samples were collected and analyzed by Polarized Light Microscopy (PLM) for the presence of asbestos 
which included: vinyl flooring, mastic, mortar, brick, roofing materials, transite, vinyl baseboard, stair thread, 
drywall composite, fiberboard, se.alant, and caulk. Additionally, 14 soil samples were collected on the 
exterior of the buildings and analyzed for the presence of asbestos. 

Based on Navy specifications and a request from Mr. Carlo Luciano, representative for Naval Facilities 
Engineering Command, Midwest, samples which were less than three percent ( <3%) asbestos were analyzed 

·by TEM-Chatfield Method (non-friables)and Point Count Method (friables) at EMSL Analytical, Inc. in 
Chicago, Illinois and Indianapolis, Indiana. 

2.4 Laboratory Analysis 

Each suspect material was placed into a sample container, labeled, and sealed. Upon completion of sampling 
activities, bulk samples were placed into a 'sealed shipping container along with chain-of-custody 
documentation. The bulk samples were sent for analysis, via overnight airfreight, to EMSL Analytical, Inc. 
in Chicago, Illinois and Indianapolis, Indiana. Bulk samples were analyzed by trained microscopists at 
EMSL' s National Voluntary Laboratory Accreditation Program (NVLAP) certified laboratory (No.200399-0; · 
Chicago and 200188-0; Indianapolis). The AHERA protocol states that bulk samples are to be analyzed for 
asbestos by laboratories accredited by the National Institute for Standards and Technologies (NIST) through 
NVLAP. 

Asbestos bulk sample analysis was performed by PLM. PLM was performed in accordance with EPA 
Method 600/R-93/116 to identify asbestos content and quality. PLM is an optical microscopy technique for 
analyzing bulk samples for asbestos in which the sample is illuminated with polarized light to distinguish 
between different types of asbestos fibers by their shape and unique optical properties. PLM is a technique 
recognized and approved by the U.S. EPA and OSHA for analysis of bulk samples. 

On May 8, 1991, the U.S. EPA issued a clarification letter to the NESHAPS, Standard for Demolition and 
Renovation asbestos regulation (40 CFR Part 61) which allowed users to use estimation rather than point
count to call a friable material positive. Friable materials still have to be point-counted in order to call them 

' . . . 
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negative (and unregulated). Therefore, any friable layer reported as less than ten percent must be point
counted to prove it or be assumed to be positive despite the estimate. Non-friable samples are not mandated 
to be point counted by NESHAPS regardless of their estimate percentage. 

Soil samples were sent for analysis, via overnight airfreight, to EMSL Analytical, Inc. in Indianapolis, 
Indiana. Soil samples were analyzed by trained microscopists at EMSL's National Voluntary Laboratory 
Accreditation Program (NVLAP) certified laboratory (No. 200188-0). Samples were analyzed by qualitative 
asbestos analysis of soils using the EPA 600/R-93/116 Method. 

2.5 Asbestos Survey Results 

Identified ACMs by PLM include: 

Building 834: 12x12 tan floor tile mastic, 12x12 tan with white streaks floor tile mastic, 12x 12 gray floor 
tile mastic, 12x 12 dark gray replacement floor tile mastic, 12x 12 off-white replacement tile 
mastic, asphalt roofing on shed, and cove mastic on brick (exterior). 

Building 835: 12x12 tan floor tile mastic, 12x12 gray floor tile mastic, 12x12 tan with white streaks floor 
tile mastic, asphalt roofing on shed and tar sealant on shed, Drywall was <1 % chrysotile, 
which is not positive for asbestos per the EPA definition of an asbestos-containing material 
(greater than 1 % asbestos). · 

Building 836: 12x12 tan floor tile mastic, 12x12 gray floor tile mastic, 12x12 tan with white streaks 
replacement floor tile and associated mastic, 12x12 tan replacement tile mastic, and asphalt 
roofing on shed and tar sealant on shed. Drywall and one interior window gasket sample 
was< 1 % chrysotile, which is nqt positive for asbestos per the EPA definition of an asbestos
containing material (greater than 1 % asbestos) .. 

Building 837: 12x12 tan floor tile mastic, 12x12 gray floor tile mastic, and joint compound.· 

Building 838: 12x12 tan floor tile mastic, 12x12 gray floor tile mastic, green floor tile and associated 
mastic beneath 12x12 gray floor tile, 12x12 brown spotty floor tile mastic, and 12x12 beige 
floor tile mastic beneath the 12x 12 gray floor tile. Drywall was <1 % chrysotile, which .is 
not positive for asbestos per the EPA definition of an asbestos-containing material (greater 
than 1 % asbestos). 

Building 839: 12x 12 tan floor tile mastic, 12x12 gray floor tile mastic, 12x12 brown floor tile mastic,, and 
asphalt roofing on shed. Drywall was <1 % chrysotile, which is not positive for asbestos per 
the EPA definition of an asbestos-containing material (greater than 1 % asbestos). 

Building 840: 12x12 tan floor tile mastic,12x12 gray floor tile mastic, and cove mastic on brick. Drywall 
was <1 % chrysotile, which is not positive for asbestos per the EPA definition of an asbestos-
containing material (gr~ater than 1 % asbestos). · 

Building 841: 12x 12 tan floor tile mastic, l~x 12 gray floor tile mastic, and exterior black window caulk. 
Drywall was <1 % chrysotile, which is not positive for asbestos per the EPA definition of 
an asbestos-containing material (greater than 1 % asbestos). 

L:VOB\111155\ftsheridanresidential_surveyrpt.wpd 5 
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Building 842: 12xl2 tan floor tile mastic, 12xl2 off-white with tan specks floor tile mastic, joint 
compound, 9x9 brown floor tile and associated mastic, 9x9 gray floor tile and associated 
mastic, l 2x 12 dark gray with white streaks floor tile mastic, 9x9 light gray replacement floor 
tile mastic, and 9x9 white replacement floor tile mastic. 

Building 843: 12xl2 tan floor tile mastic, 12xl2 gray floor tile mastic, 12xl2 speckled dark cream floor 
tile mastic, 9x9 brown floor tile and associated mastic, dark tan with specks replacement 
floor tile mastic, and off-white with streaks floor tile mastic. Drywall was <l % chrysotile, 
which is not positive for asbestos per the EPA definition of an asbestos-containing material 
(greater than 1 % asbestos). 

Building 844: 12xl2 tan floor tile mastic, 12xl2 gray floor tile mastic, 12xl2 beige floor tile mastic, 
drywall, exterior door caulk, exterior black window caulk, and tar sealant on shed. 

Building 845: 12xl2 brown floor tile mastic, 12xl2 tan floor tile mastic, drywall, exterior door caulk, 
12xl2 gray floor tile mastic, and exterior black window caulk. 

Building 846: 12xl2 gray floor tile mastic, drywall, 12xl2 tan floor tile mastic, exterior door caulk, 
transite pipe, 12xl2 brown replacement tile mastic, exterior black window caulk, and tar 
sealant on shed. 

Building 848: Exterior door caulk, joint compound, 12xl2 gray floor tile mastic, and transite pipe: 

Roofs: 

Soils: 

Transite: 

Black mastic sealant on roofs of all buildings and transite stack on roof of all buildings 

Asbestos was not detected by the laboratory in any of the soil samples. 

Transite stacks are located in each building and run from the roof to the first floor and may 
extend to the heating units in the exterior mechanical rooms. 

Based on Navy specifications and a request from Mr. Carlo Luciano, representative for Naval Facilities 
Engineering Command, Midwest, samples which were less than three percent ( <3%) asbestos were analyzed 
by TEM-Chatfield Method (non-friables)and Point Count Method (friables) at EMSL Analytical, Inc. in 
Chicago, Illinois and Indianapolis, Indiana. 

Point Counting was performed in accordance with the EPA Point Count Method to identify asbestos content 
and quality. Point Counting is a method of analyzing bulk samples whereby the sample is homogenized, 
placed on microscope slides, and examined under a polarized light microscope. A point counting stage (or 
mechanical stage) and cross hair reticule are used for counting only the particle(s) directly under the cross 
being counted (void space is· not counted). A minimum of 400 counts should be made for each slide with 
several slides examined. 

The drywall was sent for Point Count analysis per EPA NESHAPS regulations which states friable materials 
which are less than 10% asbestos must be Point Counted. The drywall was analyzed by Point Counting to 
obtain a more precise result. The benefit of Point Counting is that it produces a systematic means of 

L:VOB\111155\ftsheridanresidential_surveyrpt.wpd 6 
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quantitative analysis. Point Counting is dependent on the analyst's ability to correctly identify asbestos in 
a sample. Thorough examination of the entire sample (using a stereo microscope), obtaining a homogenous 
sample, and careful slide preparation will impr~ve the analyst's ability to detect and quantify asbestos, either 
by visual estimation, or by Point Counting. The use of calibrated asbestos standards should improve an 
analyst's ability to visually estimate low percentages of asbestos, and, therefore, assist the analyst in 
concluding the need to perform Point Counting. 

Analytical results for drywall samples analyzed by PLM ranged from <1 % to 3% chrysotile. A 
representative drywall sample from each homogenous area (each building) was sent to the laboratory for 
Point Counting based on Navy specifications and EPA regulations. Point Count results indicated all drywall 
samples submitted to the laboratory were less than one percent ( <l % chrysotile) asbestos or none detected 
for the presence of asbestos. Therefore, based on EPA NESHAPS regulations, the drywall is below the EPA 
definition of a regulated friable asbestos-containing material. 

Transmission Electron Microscopy (TEM) was performed in accordance with Chatfield SOP-1988-02. The 
analytical method provides an estimate of the concentration of asbestos reported as the number of asbestos 
structures per unit area of sampled surface. Asbestos identification by TEM is based on morphology, 
electron diffraction, and energy dispersive X-ray analysis. This test method allows determination of the 
type(s) of asbestos fibers present. 

Samples submitted for TEM analysis were positive for the presence of asbestos by PLM. TEM analytical 
results, for those samples sent to the laboratory, confirmed most of the PLM analytical results as positive for 
asbestos with the exception of four samples. The samples summarized below are less than the EPA definition 
of an asbestos-containing material. 

• 

• 

• 

Sample 835-41-M, Building 835 - mastic associated with the 12xl2 dark tan with white streaks floor 
tile was <1 % chrysotile by TEM. 

Sample 842-51-B, Building 842 - mastic associated with 9x9 white replacement floor tile in Unit C 
was none detected for the presence of asbestos by TEM. 

Sample 845-026, Building 845 - exterior white/gray door caulk was <1 % chrysotile by TEM . 

• Sample 848-01, Building 848 - exterior door caulk was <1 % chrysotile by TEM. 

Per EMSL Analytical, Inc. laboratory personnel, the TEM-Chatfield Method is considered to be a more 
reliable method of asbestos detection than Point Counting for non-friable materials. 

Even though TEM results indicated the materials were <l % chrysotile or none detected for the presence of 
asbestos, EPA regulations indicate materials are positive for the presence of asbestos if they contain more 
than one percent asbestos by PLM. U.S. EPA National Emission Standards for Hazardous Air Pollutants 
(NESHAP) regulations indicate in Part 61, Subpart M, Appendix A, paragraph 1.1 "asbestos-containing 
material is material containing more than one percent asbestos as determined using the methods specified 
in Appendix E, Subpart E, 40CFR Part 763, Section 1, Polarized Light Microscopy." Additionally, Section 
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1.2 of the NESHAP regulations states, "Category I ACM includes asbestos-containing gaskets, packings, 
resilient floor coverings, mastic, and asphalt roofing products containing more than one percent asbestos." 

AHERA regulations state in40 CFR 763 Subpart E, Section 763.87, paragraph (a), "Bulk samples shall not 
be composited for analysis and shall be analyzed for asbestos content by PLM using the "Interim Method 
for the Determination·of Asbestos in Bulk Insulation Samples" found at Appendix E to Subpart E of this 
part." Additionally, AHERA states in Section 763.87, paragraph (c)(2), "A homogenous area shall be 
determined to contain ACM based on a finding that the results of at least one sample collected from the area 
shows that asbestos is greater than one percent." 

A letter from Mr. Kent Cook of the Illinois Department of Public Health to asbestos training providers and 
dated October 24, 2001 discussing TEM analysis for floor tiles which were negative for the presence of 
asbestos indicated, "the U.S. EPA stated that all previous bulk sample results that were reported as greater 
than one percent are acceptable as demonstrating that the material is asbestos-containing. " Regulatory 
references to AHERA, NESHAP, and IDPH letter are presented in Appendix N. 

A complete summary of bulk sample data for suspect ACM identified is in Appendix A. A summary of 
asbestos soil locations is in Appendix B. A summary inventory of types and estimated quantities of ACM 
identified is in Appendix C. Copies of the laboratory analytical reports for the PLM analyses are in 
Appendix D. Point Count/TEM-Chatfield Labo~atory Data Sheets and Chain-of-Custody Forms are in 
Appendix E. Floor plans indicating sampling locations are in Appendix F .. 

Transite floor drains may exist beneath the foundation of the building. Samples were not collected due to 
inaccessibility. Quantities of materials are based on field observations which may have been inhibited due 
to lack of lighting, accessibility, etc. Quantities of materials should be field verified prior to renovation 
activities . 

L:VOB\111155\ftsheridanresidential_surveyrpt.wpd 8 



I 

I 
I 

I 
I 

I 
I 
I 
I 
-, 
I 
.I 
I 
I 
I 

I I 
I 

I 

3.0 SUMMARY OF LEAD- BASED PAINT SURVEY 

3.1 Background Information 

Lead is a heavy, soft, malleable, bluish metal with many uses, but it is also a highly toxic and cumulative 
poison. Lead has been recognized as an.industrial hazard for many years, but only recently has its long-term 
effects as an environmental hazard been known. There is a significant amount oflead-based paint in housing. 
In homes that contain lead-based paint (LBP), children may become exposed by eating paint chips or by 
chewing on protruding surfaces painted with lead-based paint. The most common exposure, however, is the 
ingestion of lead-bearing dust that is generated by the paint when it deteriorates, chalks, or is disturbed 
through renovation or abrasion from the opening and closing of windows. Children between the ages of zero 
and six years are the most effected from exposure with lead-based paint. 

In 197 l, the Federal Government enacted the Lead-Based Paint Poisoning Prevention Act (LBPPPA), which 
prohibited lead-based paint in residential structures constructed or rehabilitated with Federal assistance. In 
1978, the Consumer Product Safety Commission banned the sale of lead-based paint to consumers and the 
use of lead-based paint in residences and areas where consumers have direct access to painted surfaces. In 
1987, Congress amended the LB PPP A to require the Department of Housing and Urban Development (HUD) 
to define intact LBP surfaces as an "Immediate .flazard" requiring treatment, conduct inspections of a random 
sample of dwellings in pre-1978 housing developments and to abate lead hazards exceeding 1.0 mg/cm2 and 
conduct and extensive research and development program. 

The amount of lead which is on a painted surface depends on several factors: concentration of lead in the 
paint, number of layers of paint, and thickness of the paint layers. The concentration of lead in paint is 
measured in milligrams per square centimeter (mg/cm2

), which is the weight of lead over the total depth of 
paint on a 1 cm x 1 cm area of surface. EPA and HUD defines lead-based paint as paint or other surface 
coating that contains lead greater than or equal to 1.0 mg/cm2 or 0.5 percent by weight (5,000 micrograms 
per gram (ug/g) or 5,000 parts per million (ppm) by weight). The Consumer Product Safety Commission 
defines LBP as paint that has a total lead content of 0.06 % by weight or greater. 

3.2 Survey Methodology 

Paint chip samples were collected in accordance with EPA (Guidance on Identification of Lead-Based Paint 
Hazards) and HUD guidelines. Sampling arid visual inspections were performed in all accessible areas of the 
building. Paint chip sampling involved collection of representative samples of suspect material. A knife or 
razor scraper, which was cleaned after the collection of each bulk sample, was used to remove a small sample 
of suspect material. 

Forty-four paint chip samples were collected and analyzed by Atomic Absorption Spectroscopy (AAS) for 
the presence oflead-based paint. Additionally, 14 soil samples were collected on the exterior of the building· 
and analyzed for the presence of lead-based paint. Versar collected sufficient information to prqvide the data 
needed to facilitate an understanding of the locations of identified lead-based paint. 

3.3 Laboratory Analysis 

~ach suspect material was placed into a sample container, labeled, and sealed. Upon completion of sampling 
activities, paint chip samples were placed into a sealed shipping container along with chain-of-custody 
documentation. The samples were sent for-analysis, via overnight airfreight, to EMSL Analytical, Inc. in 
Chicago, Illinois. 
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Paint chip samples were analyzed utilizing the EPA SW-846-7 420 Method. AAS utilizes a graphite furnace 
or open flame. This analytical method utilizes HN03 and H20 2 to complete the analytical process. The 
sample is heated and allowed to dry. The sample is diluted with distilled water. A series of working standards 
is prepared so the sample may be compared to them. A spectrophotometer calculates an absorption 
wavelength, and the readings are recorded on the graph. Using the measured absorbencies, the corresponding 
concentrations of lead in the sample are calculated. 

Soil samples were sent for analysis, via overnight airfreight, to EMSL Analytical, Inc. in Indianapolis, 
Indiana. Soil samples were analyzed by trained microscopists at EMSL's American Industrial Hygiene 
Association (AIHA)certified laboratory (No.157245). Samples were analyzed by Method SW-846-7 420 by 
Flame Atomic Absorption (Flame AA). 

3.4 Lead Survey Results 

Paint Chip 

Lead-based paint (0.5% by weight or above) was identified for the following components: Building 838-
white exterior trim, Building 839-white exterior trim, and roof stacks of all residential units. 

Lead-containing paint (below 0.5% by weight) was identified for the following components: 

Building 834: Interior white, exterior white trim, and exterior tan building/fence. 

Building 835: Interior white, exterior white trim, and exterior tan building/fence. 

Building 836: Interior white, exterior white trim, and exterior tan building/fence. 

Building 837: Interior white, exterior white trim, and exterior tan building/fence. 

Building 838: Interior white, exterior white trim, and exterior maroon building/fence. 

Building 839: Interior white, exterior white trim, and exterior tan building/fence. 

Building 840: Interior white, exterior white trim, and exterior tan building/fence. 

Building 841: Interior white, exterior white trim, and exterior tan building/fence. 

Building 842: Interior white, exterior white/gray trim, and exterior tan building/fence. 

Building 843: Interior white, exterior white trim, and exterior red building/fence. 

Building 844: Interior white, exterior white trim, and exterior tan building/fence. 

Building 845: Interior white, exterior white trim, and exterior tan building/fence. 

Building 846: Interior white and exterior gray trim. 

Building 848: Interior white, exterior white trim, and exterior gray building/fence. 
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Lead in Soil 

Lead (Pb) remediation objectives were obtained from the Illinois Environmental Protection Agency (IEPA) 
Tiered Approach to Corrective Action Objectives (TACO), Title 35 of the Illinois Administrative Code, 
Subtitle G, Chapter I, Subchapter f, Part 742. 

Site soil remediation objectives (SROs) are based on "Tier 1 Soil Remediation Objectives for Commercial/ 
Industrial Properties" (Table B, Appendix B, TACO). Tier 1 SROs evaluate three exposure routes: soil' 
ingestion, inhalation, and soil component .of groundwater ingestion (i.e., the potential to contaminate 
groundwater). The soil ingestion exposure route generally applies to contaminant concentrations above Tier 
1 SROs within the first three feet below the land surface .. The inhalation exposure route generally applies 
to contaminant concentrations above Tier 1 SROs within the first ten feet below land surface and within ten 
feet of a manmade migration pathway (e.g., underground utility or basement). 

The applicable exposure pathway SRO for surficial soil is ingestion. The TACO lead SRO for ingestion 
involving commercial/ industrial land use or construction worker contact is 400 mg/kg (ppm). All soil 
samples were below the IEPA soil remediation objective (SRO). 

A complete summary of bulk sample data for lead-based paint is presented in Appendix G. A summary of 
lead soil locations is presented in Appendix H. A summary inventory of types and estimated quantities of 
LBP identified is presented in Appendix I. Copies of the laboratory analytical reports for the LBP analyses 
are presented as Appendix J. 
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4.0 MOLD 

4.1 Background 

Molds are present everywhere in both indoor and outdoor enviro'nments. They are microscopic fungi which 
live on plant and animal matter. Though molds are always present in the air, those that cause mildew need 
moisture and certain temperatures to grow. These molds grow on anything from which they can get enough 
food. There are tens of thousands of fungi, which include molds,· yeasts, and puffballs/mushrooms. 

Indoor exposure to mold and mildew commonly occurs in response to the inadvertent entry of water or 
moisture into a building. If moisture impacted building materials are allowed to remain, the growth of mold 
and mildew will be promoted. A single spore can form a new colony, which within a few days can release 
many additional spores. 

Molds need food and water to survive. They reproduce by specialized microscopic cells called spores. The 
germination of fungal spores is influenced by _such factors as moisture, air velocity, relative humidity, light, 
etc. Molds can grow on many building materials such as acoustical ceiling tiles, carpets, walls, and so forth. 
It should be .noted that it is impossible to eliminate all mold and mold spores in an indoor environment. 

4.2 Field Observations 

Mold and water dainage were observed in some of the residential buildings. A musty odor was detected in 
some of the buildings. Mold samples were not collected during the survey. It is Versar' s recommendation 
that observed mold within the buildings would not be expected to ·adversely affect those in the areas and does 
not need to be removed prior to renovation. 
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5.0 LIGHTING 

5.1 Electrical 

Versar inspected the subject property for electrical equipment that may contain polychlorinated biphenyls 
(PCBs), which were widely used in the electrical manufacturing industry until the mid-1970s, when they 
were banned from use because they pose an unreasonable risk to human health and the environment. 

5.2 Fluorescent Lights and Ballasts 

Fluorescent light fixtures are present in the bathrooms of each unit in alll 4 buildings. Based on age of the 
buildings, PCB-containing ballasts could be present. Prior to disposal, ballasts should be checked for PCB 
content and leakage and disposed of properly, if leaking. Fluorescent tubes should be disposed per applicable 
regulations. · 

5.3 Mercury Lights and Switches 

Mercury lights and switches were not observed in the buildings. 
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I Chemicals were not observed in any of the building during the survey. 
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.I Asbestos-Containing Materials 

Drywall 
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Based on Navy specifications and a request from Mr. Carlo Luciano, representative for Naval F~cilities 
Engineering Command, Midwest, samples which were less than three percent ( <3%) asbestos were analyzed 
by TEM-Chatfield Method (non-friables)and Point Count Method (friables) at EMSL Analytical, Inc. in 

·Chicago, Illinois and Indianapolis, Indiana. 

· Point Counting was performed in accordance with the EPA Point Count Method to identify asbestos content 
and quality. The drywall was sent for Point Count analysis per EPA NESHAPS regulations which states 
friable materials which are less than 10% asbestos must be Point Counted. The drywall was analyzed by 
Point Counting to obtain a more precise result. 

Analytical results for drywall samples analyzed by PLM ranged from <1 % to 3% chrysotile. A 
representative drywall sample from each homogenous area (each building) was sentto the laboratory for 
Point Counting based on Navy specifications and EPA regulations. Point Count results indicated all drywall 
samples submitted to the laboratory were less than one percent ( <1 % chrysotile) asbestos or none detected 
for the presence of asbestos. Therefore, based on EPA NESHAPS regulations, the drywall is below the EPA 
definition of a regulated friable asbestos-containing material. 

Transite Pipe 

Transite pipe from the stack extends from the roof level to the first floor and may extend to the mechanical 
rooms. The transite pipe was in good condition. 

Asbestos-containing transite pipe should be removed prior to demolition activities by a licensed asbestos 
abatement contractor utilizing state-of-the-art work practices in accordance with requirements of the OSHA 
Asbestos Standard for the construction industry (OSHA 29 CFR 1926.1101) for Class II Asbestos Work and 
all regulations. 

Asphalt Roofing Materials, Caulks, and Resilient Floor Coverings 

Transmission Electron Microscopy (TEM) was performed in accordance with Chatfield SOP-1988-02. This 
· test method allows determination of the type(s) of asbestos fibers present. 

Samples submitted for TEM analysis were positive for the presence of asbestos by PLM. TEM analytical 
results, for those samples sent to the laboratory, confirmed most of the PLM analytical results as positive for 
asbestos with the exception of four samples. The samples summarized below are less than the EPA definition 
of an asbestos-containing material. 

• 

• 

Sample 835-41-M, Building 835 - mastic asso.ciated with the 12x 12 dark tan with white streaks floor 
tile was <1 % chrysotile by TEM. 

Sample 842-51-B, Building 842 - mastic associated with 9x9 white replacement floor tile in Unit C 
was none detected for the presence of asbestos by TEM. 

• Sample 845-026, Building 845 - exterior white/gray door caulk was <1 % chrysotile by TEM. 
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• . Sample 848-01, Building 848 - exterior door caulk was <l % chrysotile by TEM . 

Per EMSL Analytical, Inc. laboratory personnel, the TEM-Chatfield·Method is considered to be a more 
reliable method of asbestos detection than Point Counting for non-friable materials. 

Even though TEM results indicated the materials were <1 % chrysotile or none detected for the presence of 
asbestos, EPA regulations indicate materials are positive for the presence of asbestos if they contain more 
than one percent asbestos by PLM. U.S. EPA National Emission Standards for Hazardous Air Pollutants 
(NESHAP) regulations indicate in Part 61, Subpart M, Appendix A, paragraph 1.1 "asbestos-containing 
material is material containing more than one percent asbestos as determined using the methods specified 
in Appendix E, Subpart E, 40CFR Part 763, Section 1, Polarized Light Microscopy." Additionally, Section· 
1.2 of the NESHAP regulations states, "Category I ACM includes asbestos-containing gaskets, packings, 
resilient floor coverings, mastic, and asphalt roofing products containing more than one percent asbestos." 

AHERA regulations state in 40 CFR 763 Subpart E, Section 763.87, paragraph (a), "Bulk samples shall not 
be composited for analysis and shall be analyzed for asbestos content by PLM using the "Interim Method 
for the Determination of Asbestos in Bulk Insulation Samples" found at Appendix E to Subpart E of this 
part." Additionally, AHERA states in Section 763.87, paragraph (c)(2), "A homogenous area shall be 
determined to contain A CM based on a finding that the results of at least one sample collected from the area 
shows that asbestos is greater than one percent." 

A letter from Mr. Kent Cook of the Illinois Department of Public Health to asbestos training providers and 
dated October 24, 2001 discussing TEM analysis for floor tiles which were negative for the presence of 
asbestos indicated, "the U.S. EPA stated that all previous bulk sample results that were reported as greater 
than one p~rcent are acceptable as demonstrating that the material is asbestos-containing. " Regulatory 
references to AHERA, NESHAP, and IDPH letter are presented in Appendix N. 

All asbestos-containing floor coverings, caulks, and roofing materials identified were non-friable and in 
relatively fair to good condition. Currently, asbestos-containing resilient floor coverings, such as floor tile, 
roofing materials, and caulks in good condition are not considered regulated ACM per revised EPA National 
Emission Standards for Hazardous Air Pollutants (NESHAP) regulations of November 20, 1990. This is due 
to the fact that the asbestos fibers are tightly bound in an vinyl rnatrix and are not readily released into the 
air. Non-friable asbestos-containing floor tile, caulks, and roofing materials are classified as "Category I 
non-friable ACM." 

Any demolition/renovation activities that would subject the ACM to abrasive forces (such as sanding, 
cutting, or grinding) could render the ACM friable and, therefore, result in the floor tile becoming RACM 
subject to NESHAP regulations. 

When planning demolition/renovation activities, asbestos-containing resilient floor coverings and roofing . 
materials should be considered carefully. These materials should be removed properly by specially trained 
and equipped workers before demolition/renovation work begins. Although a licensed asbestos abatement 
contractor is not required for the removalof Category I non-friable materials (provided they remain intact, 
non-friable, and in good condition), contractors working with these materials must comply with the OSHA 
Asbestos Standard for the construction industry (OSHA 29 CFR 1926.1101) which has specific training 
requirements and work practices for construction or maintenance involving the removal of any ACM. 
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An O&M Program should be implemented to manage identified ACMs in place. OSHA notification 
requirements should he followed for ACMs and/or PACMs. Under the OSHA Asbestos General Industry 
Standard (29 CFR 1910.1001 ), building owners must notify, in writing, the following persons of the 
presence, locations, and quantity of ACM or PACM: 1) prospective employers applying or bidding for work . 
in or adjacent to areas containing asbestos, 2) the owner's employees who work in or nearby these areas, 3) 
other employers on multi-employer work sites with employees working in or adjacent to the area, and 4) 
tenants who will occupy areas containing such materials. 

Transite floor drains may exist beneath the foundation of the building. Samples were not collected due to 
inaccessibility. · 

Note: Quantities of materials are based on field observations which may have been underestimated 
due to lack of lighting, accessibility' etc. Quantities of materials should be field verified prior 
to demolition activities. 

Lead-Based Paint 

The results of this survey indicate that lead-based paint is present at Building 838- white exterior trim, 
Building 839-white exterior trim, and roof stacks of all residential units. Exterior areas were in fair to good 
condition. Components which contain lead-based paint do not need to be removed prior to renovation 
activities. OSHA regulations indicate air-monitoring must be conducted during renovation and/or demolit~on 
activities in affected areas which contain lead-based paint. 

Note: Quantities of materials are based on field observations which. may have been underestimated 
due to lack of lighting, accessibility, etc. Quantities of materials should be field verified prior 
to demolition activities. 

I 

It is Versar' s recommendation that observed mold within the building would not be expected to adversely 
affect those in the areas and does not need to be removed prior to demolition. 

Electrical 

Fluorescent tubes should be disposed per applicable regulations. Based on age of the building, PCB
containing ballasts could be present. Toxic Substance Control Act (TSCA) regulations state the following 
regarding disposal requirements for fluorescent light ballasts. 

• 

• 

• 

"No PCBs" labels - Not regulated under TSCA 

No PCB .capacitor [ < 50 parts per million (ppm)] - Not regulated under TSCA 

Intact and not leaking or none (;:::: 50 ppm) 
- Is a PCB bulk product waste 
- No labeling is required 
- Manifesting is required for disposal in accordance with Section 761.62(a) and is not 

required under Section 761.62(b), but may be required under Section 761.62( c) 
- Check landfill and state regulations 
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• Intact and not leaking( <50ppm) - No labeling or manifesting required and disposed as municipal 
waste 

• Leaking ( <50ppm or 2'.. 50ppm) -
- Disposal as PCB bulk product waste 
~ No labeling is required 
- Manifesting is required for disposal in accordance with Section 761.62(a), and may also 

be required under Section 761.62( c) 
- Check landfill and state regulations 

Mercury Lights and Switches 

Mercury lights and switches were not observed in the building. 

Chemical Storage 

Chemicals were not observed in any of the building during the survey. 
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FT. SHERIDAN RESIDENTIAL UNITS 
ENVIRONMENTAL SURVEY 
ROOF ASBESTOS RESULTS 

< 

SAMPLE LOCATION/DESCRIPTION 

R-834-61 Black Mastic Sealant on Roof Components 
R-835-62 Black Mastic Sealant on Roof Components 
R-836-63 Black Mastic Sealant on Roof Components 

R-834-64 Transite Stack 
R-835-65 Transite Stack 
R-836-66 Transite Stack 
R-834-37 Roof ShinQles, Main Roof 
R-834-38 Roof Shingles, Main Roof 
R-834-39 Roof ShinQles, Main Roof 
R-834-40 Brick Mortar on Roof 
R-834-41 Brick Mortar on Roof 
R-834-42 Brick Mortar on Roof 
H-834-43 Cove Base Mastic on Brick (PLM) 
R-834-43 Cove Base Mastic on Brick (TEM) 
R-834-44 Cove Base Mastic on Brick 
R-834-45 Cove Base Mastic on Brick 
R-834-46 Asphalt Roofing - Sheds (PLM) 
R-834-46 Asphalt RoofinQ - Sheds (TEM) 
R-834-47 Asphalt Roofing - Sheds 
R-834-48 Asphalt RoofinQ - Sheds 
R-835-49 Roof Shinqles, Main Roof 
R-835-50 Roof Shingles, Main Roof 
R-834-51 Roof ShinQles, Main Roof 
R-835-52. Asphalt Roofing - Sheds (PLM) 
R-835-52 Asphalt Roofinq - Sheds (TEM) 
R-835-53 Asphalt Roofing - Sheds 
R-835-54 Asphalt Roofing - Sheds 
R-835-55 Tar Sealant - Sheds (PLM) 
R-835-55 Tar Sealant - Sheds (TEM} 
R-835-56 Tar Sealant- Sheds 
R-835-57 ·Tar Sealant - Sheds 
R-836-58 Roof ShinQles, Main Roof 
R-836-59 Roof Shingles, Main Roof 
R-836-60 Roof ShinQles, Main Roof 
R-836-67 Asphalt RoofinQ - Sheds.(PLM) 
R-836-67 . Asphalt Roofing - Sheds (TEM) 
R-836-68 Asphalt .RoofinQ - Sheds 
R-836-69 Asphalt RoofinQ - Sheds 
R-836-70 ·Tar Sealant -Sheds (PLM} .. 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT 
YES/NO 

y 

-
-

-
-
N 
N 
N 
N 
N 
N 
y. 
y 

-
-
y 
y 

-
-
N 
N 
N 
y 
y 

.N 

N 
y 
y 

-
-
N 
N 
N 
y 
y 

-
-
y 

ASBESTOS 
CONTENT 

5% Chrvsotile 
NA 
NA 

10% Crocidolite, 
15% Chrysotile 

NA 
NA 
ND 
ND 
ND 
ND 
ND 
ND 

3% Chrvsotile 
37% Chrysotile 

NA 
NA 

2% Chrvsotile 
1.2% Chrvsotile 

NA 
NA 
ND 
ND 
ND 

2% Chrvsotile 
11 % Chrysotile 

ND 
ND 

3% Chrvsotile 
24% Chrysotile 

NA 
NA 
ND 
ND 
ND 

3% Chrvsotile 
12% Chrvsotile · 

NA 
NA 

3% Chrysotile 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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FT. SHERIDAN RESIDENTIAL UNITS 
EN~RONMENTALSURVEY 

ROOF ASBESTOS RESULTS 

SAMPLE LOCATION/DESCRIPTION 

R-836-70 Tar Sealant - Sheds (TEM) 
R-836-71 ·Tar Sealant- Sheds 
R-836-72 . Tar Sealant - Sheds 
R-837-73 Roof Shingles, Main Roof 
R-837-74 Roof Shingles, Main Roof 
R-837-75 Roof Shingles, Main Roof 
R-837-76 Asphalt Roofing - Sheds 
R-837-77 Asphalt Roofing - Sheds 
R-837-78 Asphalt Roofing - Sheds 
R-838-79 Roof Shingles, Main Roof 
R-838-80 Roof Shingles, Main Roof 
R-838-81 Roof Shingles, Main Roof 
R-838-82 Asphalt Roofing - Sheds 
R-838-83 Asphalt Roofing - Sheds 
R-838-84 Asphalt Roofing - Sheds 
R-839-85 Roof Shingles, Main Roof 
R-839-86 Roof Shingles, Main Roof 
R-839-87 Roof Shingles, Main Roof 
R-839-88 Asphalt Roofing - Sheds (PLM) 
R-839-88 Asphalt Roofing - Sheds (TEM) 
R-839-89 Asphalt Roofing - Sheds 
R-839-90 Asphalt Roofing - Sheds 
R-839-91 Tar Sealant - Sheds 
R-839-92 Tar Sealant - Sheds 
R-839-93 Tar Sealant - Sheds 
R-840-94 Roof Shingles, Main Roof 
R-840-95 Roof Shingles, Main Roof 
R-840-96 Roof Shingles, Main Roof 
R-840-97 Brick Mortar on Roof 
R-840-98 Brick Mortar on Roof 
R-840-99 Brick Mortar on Roof 

R-840-100 Cove Base Mastic on Brick (PLM). 
R-840-100 Cove Base Mastic on Brick (TEM) 
R-840-101 Cove Base Mastic on Brick 
R-840-102 Cove Base Mastic on Brick 
R-840-103 Asphalt Roofing - Sheds 
H-840-104 Asphalt Roofing - Sheds 
R-840-105 Asphalt Roofing - Sheds 
R-841-106 Roof Shingles, Tar Paper, Main Roof 
R-841-107 Roof Shingles, Tar Paper, Main Roof 

NA= Not Analyzed 
· ND = None Detected 
'FT = Floor Tile 

ASBESTOS 
PRESENT 
YES/NO 

y 

-
-
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
y 
y 
-
-
N 
N 

.N 
N 
N 
N 
N 
N 
N 
y 
y 

-
-
N 
N 
N 
N 
N 

ASBESTOS 
CONTENT 

9.8% Chrysotile 
NA 
NA 
ND 
ND 
ND 
ND 
ND 
Nb 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

2% Chrysotile 
28.0% Chrvsotile 

NA 
NA 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

3% Chrvsotile 
3.4% Chrysotile 

NA 
NA 
ND 
ND 
ND 
ND 
ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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FT. SHERIDAN RESIDENTIAL UNITS 
ENVIRONMENTAL SURVEY 
ROOF ASBESTOS RESULTS 

SAMPLE LOCATION/DESCRIPTION 
R0841-108 Roof Shingles, Tar Paper, Main Roof 
R-841-109 Asphalt Roofing - Sheds . 
R-841-110 Asphalt Roofing - Sheds 
R-841-111 Asphalt Roofing - Sheds 
R-842-31A Roof Shingles, Main Roof 
R-842-318 Roof Tar Paper, Main Roof 
R-842-32A Roof Shingles, Main Roof 
R-842-328 Roof Tar Paper, Main Roof 
R-842-33A Roof Shingles, Main Roof 
R-842-338 Roof Tar Paper, Main Roof 
R-842-34 Asphalt Roofing - Sheds 
R-842-35 Asphalt Roofing - Sheds 
R-842-36 Asphalt Roofing - Sheds 
R-843-25 Roof Shingles, Main Roof 
R-843-26 Roof Shingles, Main Roof 
R-843-27 Roof Shingles, Main Roof 
R-843-28 Asphalt Roofing - Sheds 
R-843-29 Asphalt Roofing - Sheds 
R-843-30 Asphalt Roofing - Sheds 
R-844-16 Roof Shingles, Main Roof 
R-844-17 Roof Shingles, Main Roof 
R-844-18 Roof Shingles, Main Roof 
R-844-19 Asphalt Roofing - Sheds 
R-844-20 Asphalt Roofing - Sheds 
R-844-21 Asphalt Roofing - Sheds 
R-844-22 Tar Sealant - Sheds 
R-844-23 Tar Sealant - Sheds 
R-844-24 Tar Sealant - Sheds 
R-845-10 Roof Shingles, Main Roof 
R-845-11 Roof Shingles, Main Roof 
R-845-12 Roof Shingles, Main Roof 
R-845-13 Asphalt Roofing - Sheds 
R-845-14 Asphalt Roofing - Sheds 
R-845-15 Asphalt Roofing - Sheds 
R-846-01 Roof Shingles, Main Roof 
R-846-02 Roof Shingles, Main Roof · 
R-846-03 Roof Shingles, Main Roof 
R-846-04 Asphalt Roofing - Sheds 
R-846-05 Asphalt Roofing - Sheds 
R-846-06 Asphalt Roofing - Sheds 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT 
YES/NO 

N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
y 
-
-
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 
N 

ASBESTOS 
CONTENT 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

5% Chrvsotile 
NA 
NA 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

Samples which were "not anaylzed" were part of an homcigenous sampling area which were determined to be asbestos-
containing based on analytical results. · 
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FT. SHERIDAN RESIDENTIAL UNITS 
EN~RONMENTALSURVEY 

ROOF ASBESTOS RESULTS 

SAMPLE LOCATION/DESCRIPTION 
R-846-07 Tar Sealant - Sheds 
R-846-08 Tar Sealant - Sheds 
R-846-09 Tar Sealant - Sheds 

R-848-112 · Roof Shingles, Tar Paper, Main Roof 
R-848-113 Roof Shinoles, Tar Paper, Main Roof 
R-848-114 . Roof Shingles, Tar Paper, Main Roof 

NA = Not Analyzed 
ND = None Detected 
FT =Floor Tile 

ASBESTOS 
PRESENT 
YES/NO 

y 

-
-
N 
N 
N 

ASBESTOS 
' CONTENT 

5% Chrvsotile 
NA 
NA 
ND 
ND 
ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 
834-01 

834-01-B 
834-02 

834-02-B 
834-03 

834-03-B 
834-04 

834-04-B 
834-05 

834-05-B 
834-06 

834-06-B 
834-07 

834-07-B 
834-08 

834-08-B 
834-09 

834-09-B 
834-10 

834-10:-:B 
834-11 
834-12 
834-13 
834-14 
834-15 
834-16 
834-17 
834-18 
834-19 
834-20 
834-21 
834-22 

.. 834-23 
834-24 
834-25 
834-26 
834-27 
834-28 
834-29 

BUILDING 834 
FT. SHERIDAN RESIDENTIAL .UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit A - 12"x12" Tan and White Streak Replacement Tile 

Mastic 
Hall 1st floor, Unit A- 12"x12" Grav Floor Tile. 
Mastic 
Livino Room, Unit B - 12"x12" Grav Floor Tile 
Mastic 
Fever, Unit C - 12"x12" Grav Floor Tile 
Mastic 
Kitchen, Unit A - Vinyl Baseboard 
Mastic 
Kitchen, Unit B - Vinyl Baseboard · 
Mastic 
Kitchen, Unit C- Vinyl Baseboard 
Mastic 
Stair Tread, Unit A 
Stair Tread, Unit B 
Stair Tread, Unit C 
Interior Black Window Gasket, Unit A 
Interior Black Window Gasket, Unit B 
Interior Black Window Gasket, Unit C 
Exterior Black Window Gasket, Unit A 
Exterior Black Window Gasket, Unit B 
Exterior Black Window Gasket, Unit C 
Exterior Door Caulk, Unit A 
Exterior Door Caulk, Unit B 
Exterior Door Caulk, Unit C .. 

Exterior Window Caulk, Unit A 
Exterior Window Caulk, Unit C 
Exterior Window Caulk, Unit D 
Tub Caulk, Unit A 
Tub Caulk, Unit B 
Tub Caulk; Unit C 
Attic Insulation, Unit A 

NA= Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 5% Chrvsotile 
N ND 
y 5% Chrysotile 
N .. ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ' ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 
834-30 
834-31 
834-32 
834-33 
834-34 
834-35 
834-36 
834-37 
834-38 
834-39 

834-39-B 
834-40 

834-40-B 
834-41 

834-41-B 
834-41-B 
834-42 

834-42-B 
834-43 

834-43-B 
834-44 

834-44-B 

BUILDING 834 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Attic Insulation, Unit B 
Attic Insulation, Unit C 
Bedroom Closet, Unit A - Drywall 
Living Room, Unit B - Drywall 
LivinQ Room, Unit.C - Drywall 
Living Room, Unit D - Drywall 
LivinQ Room, Unit E - Drywall 
Living Room, Unit F - Drywall 
LivinQ Room, Unit G - Drywall 
1st Floor Bath, Unit B - 12"x12" Dark Gray Replacement Tile 

Mastic 
1st Floor Bath, Unit B - 12"x12" Off-White Replacement Tile 

Mastic 
2nd Floor, Unit E - 12"x12" Tan White Mottle Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Living Room, Unit F - 12"x12" Off-White Floor Tile 
Mastic 
Living Room, Unit F - 12"x12" Off-White Floor Tile 
Mastic 
Bedroom, Unit F - 12"x12" Off-White Tile 
Mastic 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT. 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 5% Chrvsotile 
N ND 
y 5% Chrvsotile 
N ND 
y 3% Chrvsotile 
- Insufficient Material 
N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 

Samples .which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 
835-01 

835-01-M 
. 835-02 
835-02-M 

835-03 
835-03-M 

835-04 
835-04-M 
835-04-M 

835-05 
835-05-M 

835-06 
835-06-M 

835-07 
835-08 
835-09 
835-10 
835-11 
835-12 
835-13 
835-14 
835-15 
835-16 
835-17 
835-18 
835-19 
835-20 
835-21 
835-22 
835-23 
835-24 
835-25 
835-26 
835-27 
835-27 
835-28 
835-29 
835-30 

. 835-31 

BUILDING 835 
· FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Kitchen, Unit A - 12x12 Tan Floor Tile 
Mastic 
Kitchen, Unit B - 12x12 Tan Floor Tile 
Mastic 
Kitchen, Unit C - 12x12 Tan Floor Tile 
Mastic 
Hall, Unit A - 12x12 Grav Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Hall, Unit B - 12x12 Gray Floor Tile 
Mastic 
Hall, Unit C - 12x12 Gray Floor Tile 
Mastic 
Kitchen, Unit A - Vinyl Baseboard 
Kitchen, Unit B - Vinyl Baseboard 
Kitchen, Unit C - Vinyl Baseboard 
Stair Tread - Unit A 
Stair Tread - Unit B 
Stair Tread - Unit C 
Interior Window Gasket, Unit A - Black 
Interior Window Gasket, Unit B - Black 
Interior Window Gasket, Unit C - Black 
Exterior Window Caulk, Unit A - Black 
Exterior Window Caulk, Unit B - Black 
Exterior Window Caulk, Unit C - Black 
Attic Insulation, Unit A 
Attic Insulation, Unit B 
Attic Insulation, Unit C 
Tub Caulk, Unit A 
Tub Caulk, Unit B 
Tub Caulk, Unit C 
Bedroom #1, Unit A - Drywall 
Livingroom, Unit A - Drywall 
Livinqroom, Unit B -Drywall (PLM) 
Livinqroom, Unit B - Drywall (Point Count) 
Master Bedroom, Unit B - Drywall 

· Livinqroom, Unit C - Drywall 
Mechanical Room, Unit D - Drywall 
Livingroom, Unit D - Drvwall 

NA = Not Analyzed . 
ND= None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrysotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 3% Chrysotile 
y 1.9% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y <1 % Chrvsotile 
y 0.50% Chrysotile 
N ND 
N ND 
y <1% Chrysotile 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-
containing based on analytical results. · 
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SAMPLE 

835-32 
835-33 
835-34 
835-35 
835-36 
835-37 
835-38 
835-39 
835-40 
835-41 

835-41-M 
835-41-M 

835-42 
835-42-M 

835-43 
835-43-M 

BUILDING 835 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Exterior Door Caulk, Unit B - White 
. Exterior Door Caulk, Unit C - White 
Exterior Door Caulk, Unit D - White 
Exterior Window Caulk, Unit B - White 
Exterior Window Caulk, Unit C - White 
Exterior Window Caulk, Unit D - White 
Exterior Wall Insulation, Unit D 
Exterior Wall Insulation, Unit D 
Exterior Wall Insulation, Unit D 
Livingroom, Unit D - 12x12 Dark Tan/White Streaks Floor Tile 
Mastic (PLM) 

. Mastic (TEM) 
Hall 1st FL, Unit D - 12x12 Dark Tan/White Streaks Floor Tile 
Mastic 

· Laundry Rm, Unit D - 12x12 Dark Tan/White Streaks Floor Tile 
Mastic 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

.N ND 
N ND 
N ND 

.N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 

#VALUE! <1 % Chrvsotile 
N ND 
- NA 

·N ND 
- NA 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 

836-01 
836-01-B 
836-01-B 
836-02 

836-02-B 
836-03 

836-03-B 
836-04 

836-04-B 
836-04-B 
836-05 

836-05-B 
836-06 

836-06-B 
836-07 
836-08 
836-09 
836-10 
836-11 
836-12 
836-13 
836-14 . 
836-15. 
836-16 
836-17 
836-18 
836-19 
836-20 
836-21 
836-22 
836-23 
836-24 
836-25 
836-26 
836-27 
836-28 
836-29 
836-30 
836-30~B 

BUILDING 836 
FT. SHERIDAN RESIDENTIAL UNITS 

EN~RONMENTALSURVEY 

ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Kitchen, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Livinqroom, Unit A - 12"x12" Grav Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Livinqroom, Unit B - 12"x12" Gray Floor Tile 
Mastic 
Livinqroom, Unit C - 12"x12" Grav Floor Tile 
Mastic 
Kitchen, Unit A - Vinyl Baseboard 
Kitchen, Unit B - Vinyl Baseboard 
Kitchen, Unit C - Vinyl Baseboard 
Stair Tread - Unit A 
Stair Tread - Unit B 
Stair Tread - Unit C 
Tub Caulk, Unit A 
Tub Caulk, Unit B 
Tub Caulk, Unit C 
Exterior Window Caulk, Unit A - Black 
Exterior Window Caulk, Unit B - Black 
Exterior Window Caulk, Unit C - Black 
Attic Insulation, Unit A 
Attic Insulation, Unit B 
Attic Insulation, Unit C 
Exterior Window Caulk, Unit A - White 
Exterior Window Caulk, Unit B - White 
Exterior Window Caulk, Unit C - White 
Exterior Door Caulk, Unit A 
Exterior Door Caulk, Unit B 
Exterior Door Caulk, Unit C 
Interior Window Gasket, Unit A 
Interior Window Gasket, Unit B - Black 
Interior Window Gasket, Unit C - Black 
Interior Window Gasket, Unit C - White/Brown (PLM) 

NA = Not Analyzed 
ND= None Detecte·d 
FT = Floor Tile 

·ASBESTOS 
PRESENT. ASBESTOS 
YES/NO CONTENT 

N ND 
y 3% Chrysotile 
y 2.1 % Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 2% Chrysotile 
- Insufficient Material 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N· ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N <1 % Chrvsotile 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 
836-30-B 
836-31 
836-32 
836-33 
836-34 
836-35 

836-35 

836-36 
836-37 
836-38 
836-39 
836-40 
836-41 
836-42 
836-43 
836-44 
836-45 
836-46 
836-47 
836-48 

836-48-B 
836-49 
836-49 

836-49-B 
836-50 
836-51 

BUILDING 836 
FT. SHERIDAN RESIDENTIAL UNITS 

EN~RONMENTALSURVEY 

ASBESTOS RESULTS 

. LOCATION/DESCRIPTION 
Interior Window Gasket, Unit C - White/Brown (TEM) 
Bedroom, Unit A - Drywall 
Bedroom, Unit A - Fiber Paoer Wall Insulation (behind drywall) 
Kitchen, Unit B - Drywall .. 

Unit B - Fiber Paper Wall Insulation (behind drywall) 

2nd Floor Bedroom Closet, Unit B - Drywall (PLM) 

2nd Floor Bedroom Closet, Unit B - Dryiwall (Point Count) 

Bedroom Closet, Unit B, Fiber Paper Wall Insulation Behind Drywall 

Kitchen, Unit C - Drywall 
Bedroom, 2nd Floor, Unit C - Fiberboard 
Bedroom, Unit D - Drywall 
Mechanical Room, Unit E - Drywall 
Livingroom, Unit F - Drywall 

-
-
-

Exterior Wall Insulation, Unit A 
Exterior Wall Insulation, Unit B 
Exterior Wall Insulation, Unit C 
Replacement Tile 12"x12" Tan/White Streak, Unit A 
Mastic 
Replacement Tile 12"x12" Tan, Unit A (PLM) 
Replac·ement Tile 12"x12" Tan, Unit A (TEM) 
Mastic 
Fiberboard behind drywall 
Fiberboard behind drywall 

NA = Not Analyzed 
ND= None Detected 
FT = Floor Tile 

ASBESTOS ' 

PRESENT ASBESTOS 
YES/NO CONTENT· 

- · 1nsuffident Material 
N ND 
- Not Submitted 
N ND 
- Not Submitted 
N <1 % Chrysotile 

N ND 

N ND 
N <1 % Chrysotile 
N ND 
N <1 % Chrysotile 
N <1 % Chrysotile 
N <1 % Chrysotile 
- Not Submitted 
- Not Submitted 
- Not Submitted 
N ND 
N ND 
N ND 
N ND 
y 5% Chrysotile 
y 3% Chrysotile 
y 44% Chrysotile 
y 5% Chrysotile 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which.were determined fo be asbestos-
containing based on analytical results. · · · 
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SAMPLE 

837-01 
837-01-B 
837-02 

837-02-B 
837-03 

837-03-B 
837-04 

837-04-B 
837-05 

837-05-B 
837-06 

837-06-B 
837-07 

837-07-B. 
837-08 

837-08-B 
837-09 

837-09-B 
837-10 
837-11 
837-12 
837-13 
837-14 
837-15 
837-16 
837-17 
837-18 
837-19 
837-20 
837-21 
837-22 
837-23 
837-24 
837-25 
837-26 
837-27 
837-28 
837-29 
837-30 

BUILDING 837 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Living Room, Unit A - 12"x12" Gray Floor Tile 
Mastic 
Living Room, Unit B - 12"x12" Gray Floor Tile 
Mastic 
Living Room, Unit C - 12"x12" Gray Floor Tile 
Mastic 
Kitchen, Unit A - Vinyl Baseboard 
Mastic 
Kitchen, Unit B - Vinyl Baseboard 
Mastic 
Kitchen, Unit C - Vinvl Baseboard 
Mastic 
Interior Window Gasket, Unit A - Black 
Interior Window Gasket, Unit B - Black 
Interior Window Gasket, Unit C - Black 
Stair Tread, Unit A 
Stair Tread, Unit B 
Stair Tread, Unit C 
Tub Caulk, Unit A 
Tub Caulk, Unit B 
Tub Caulk, Unit C 
Attic Insulation, Unit A 
Attic Insulation, Unit B 
Attic Insulation, Unit C .. 

Exterior·White ·Window Caulk, Unit A 
Exterior White Window Caulk, Unit B 
Exterior White Window Caulk, Unit C 
Exterior Door Caulk, Unit A 
Exterior Door Caulk, Unit B 
Exterior Door Caulk, Unit C 
Exterior Black Window Caulk, Unit A 
Exterior Black Window Caulk, Unit B 

. Exterior Black Window Caulk, Unit c 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT. ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 5% Chrysotile 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND. 
N ND 
N ND 
N ND 
- Not Submitted 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND' 
N ND 
N ND 
N ·ND 
N ND 
N NO 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ·ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 

L:\JOB\111155/ASBESTOS-BLDG837-TBL.XLS 1 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SAMPLE 

837-31 
837-32 
837-33 
837-34 
837-35 
837-36 
837-37 
837-37 

837-37-B 
837-38 
837-39 

837-39-B 
837-40 

837-40-B 
837-41 

837-41-B 
837-42 

837-43-A/A 
837-43-B 

837-44-A/A 
837-44-B 

837-44-B/A 
837-44-B/B 

837-45 
837-46 

837-46-B 

BUILDING 837 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Exterior Wall Insulation, Unit A 
Exterior Wall Insulation, Unit B 
Exterior Wall Insulation, Unit C 
Interior Black Window Gasket, Unit A 

· Interior Black Window Gasket, Unit A 
Interior Black Window Gasket, Unit A 
Bedroom, Unit A - Joint Compound (PLM) 
Bedroom, Unit A - Joint Compound (Point Count) 
Drywall 
Fiber Board Insulation, Unit A - behind Drvwall 
Laundry Room, Unit A - Joint Compound 
Drvwall 
Mechanical Run, Unit D - Joint Compound 
Drywall 
Livinu Room, Unit B - Joint Compound 
Drywall 
Bedroom, Unit B - Fiber Board 
Laundry Room, Unit C - Joint Compound 
Drywall 
Living Room, Unit C - Joint Compound 
Drywall 
Joint Compound 
Drywall 
Closet - Bedroom, Unit C - Wall, Fiber Board Insulation 
Living Room, Unit D - Joint Compound 
Drywall 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile . 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N ND 
N ND 
N ND 
- Not Submitted 
- Not Submitted 
y 2% Chrysotile 
N 0.25% Chrvsotile 
N ND 
N ND 
y 2% Chrvs.otile 
N ND 
y 2% Chrvsotile 
y ND 
y 2% Chrysotile 
N ND 
N ND 
y 2% Chrvsotile . 
N ND 
y 2% Chrysotile 
N ND 
y 2% Chrysotile 
N ND 
N ND 
y 2% Chrvsotile 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-
.containing based on analytical results. · 
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SAMPLE 

838-001 
838-001-B 
838-001-B 
838-002 

838-002-B 
838-003 

838-003-B 
838-004 

838-004-B 
838-005 

838-005-B 
838-006 

838-006-B 
838-007 

838-007-B 
838-008 

838-008-B 
838-009 

838-009-B 
838-010 

838-010-B 
838-010-B 
838-011 
838-012 
838-013 
838-014 
838-015 
838-016 
838-017 
838-018 
838-019 
838-020 
838-021 
838-022 
838-023 
838-024 
838-025 
.838-026 
838~027 

BUILDING 838 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Kitchen, 1st Floor, Unit A- 12"X12" Tan Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Kitchen, 1st Floor, Unit B - 12"X12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit C - 12"X12" Tan Floor Tile 
Mastic · 
Kitchen, 1st Floor, Unit A - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit B - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit C - Tan Baseboard 
Mastic 
Livingroom, Unit A - 12"x12" Gray Floor Tile 
Mastic 
Laundry Room, Unit A - 12"x12" Grav Floor Tile 
Mastic 
Livinqroom, Unit D - 12"x12" Grav Floor Tile 
Mastic 
Livinqroom, Unit A - Green Floor Tile (under 12" qrav) 
Mastic (PLM) 
Mastic (TEM) . 
Laundry Room, Unit A - Green Floor Tile (under 12" qray 
Livingroom, Unit A - Green Floor Tile (under 12" gray) 
Stair Tread, Unit A, 1st Floor - Black 
Stair Tread, Unit B, 1st Floor - Black 
Stair Tread, Unit D, 1st Floor - Black 
Exterior Window Caulk, Unit A - Black 
Exterior Window Caulk, Unit B - Black 
Exterior Window Caulk, Unit C - Black 
Interior Window Gasket, Livinqroom, Unit A - Black 
Interior Window Gasket, Livinqroom, Unit B - Black 
Interior Window Gasket, Livingroom, Unit C - Black 
Exterior Window Caulk, Unit A - White 
Exterior Window Caulk, Unit B - White 
Exterior Window Caulk, Unit C - White 
Exterior Door Caulk, Unit A - White 
Exterior Door Caulk, Unit B - White 
Exterior Door Caulk, Unit C - White 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
.PRESENT ASBESTOS 

YES/NO CONTENT 

N ND 
y 2% Chrysotile 
- Insufficient Material 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 5% Chrysotile 
N ND 
- NA 
y 5% Chrysotile 
y 2% Chrysotile 
- Insufficient Material 
- NA 
- NA 
N. ND 
N ND 
N ND 
N .ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N . ND 

·N ND 
N ND 
N ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos· 
containing based on analytical results. 
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SAMPLE 
838-028 
838-029 
838-029 
838-030 
838-031 
838-032 
838-033 
838-034 
838-035 
838-036 
838-037 
838-038 
838-039 
838-040 
838-041 
838-042 
838-043 
838-044 . 
838-045 
838-046 
838-047. 
838-048 
838-049 
838-050 

838-050-B 
838-050-B 
838-051 

838-051-B 
838-052 

838-052-B 
838-053 

838-053-B 
838-053-B 
838-054 

838-054-B 
838-055 

838-055-B 

BUILDING 838 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Bedroom Closet, 2nd Floor, Unit A - Drywall Comp. 
Bedroom Closet, 2nd Floor, Unit B - Drywall Comp. (PLM) 

Bedroom Closet, 2nd Floor, Unit B - Drywall Comp. (Point Count) 

Bathroom, 1st Floor, Unit B - Drywall Comp. 
Exterior Mechanical Room, Unit C - Drywall Comp. 
Bedroom Closet, 2nd Floor, Unit C - Drywall Comp. 
Laundrv Room, 1st Floor, Unit C - Drywall Comp. 
Livingroom, 1st Floor, Unit D - Drywall Comp. 
Exterior Wallboard under Siding, Unit A 
Exterior Wallboard under Siding, Unit B 
Exterior Wallboard under Sidino, Unit C 
Bath rub Caulk, 2nd Floor, Unit A 
Bathrub Caulk, 2nd Floor, Unit B 
Bathrub Caulk, 2nd Floor, Unit C 
Attic Insulation, 2nd Floor Bedroom Closet, Unit A 
Attic Insulation, 2nd Floor Bedroom Closet, Unit B 

· Attic Insulation 
Bedroom Closet, 2nd Floor, Unit A - Fiberboard under Drywall 
Bedroom Closet, 2nd Floor, Unit B - Fiberboard under Drywall 

Bedroom Closet, 2nd Floor, Unit C - Fiberboard under Drvwall 
No Sample 
No Sample 
No.Sample 
Laundry, 1st Floor, Unit C - 12" Brown Spottv Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Livinqroom, 1st Floor, Unit C - 12" Brown Spotty Floor Tile 
Mastic 
Livingroom, 1st Floor, Unit C - 12" Brown Spotty Floor Tile 

Mastic 
Bedroom, 2nd Floor, Unit D - Beige Tile under 12" gray 
Mastic (PLM) 
Mastic (TEM) 
Bedroom, 2nd Floor, Unit D - Beige Tile under 12" gray 
Mastic 
Bedroom, 2nd Floor, Unit D - Beige Tile under 12" gray 
Mastic 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N <1 % Chrysotile 
- ND 
N <1 % Chrysotile 
N <1 % Chrvsotile 
N ND 
N <1 % Chrysotile 
N <1 % Chrvsotile 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
- Not Submitted 
- Not Submitted 
- Not Submitted 
N ND 

.Y 3% Chrysotile 
- Insufficient Material 
N ND 
- NA 

·N ND 
- NA 
N ND 
y 2% Chrysotile 
- Insufficient Material 
N ND 
- NA 
N ND 
- NA 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 

839-001 
839-001-B 
839-001-B 
839-002 

839-002-B 
839-003 

839-003-B 
839-004 

839-004-B 
839-005 

839-005-B 
839-006 

839-006-B 
839-007 

839-007-B 
839-008 

839-008-B 
839-009 

839-009-B 
839-010 
839-011 
839-012 
839-013 
839-014 
839-015 
839-016 
839-016 
839-017 
839-018 
839-019 
839-020 
839-021 
839-022 
839-023 
839-024 
839-025 
839-026 
839-027 
839-028 
839-029 
839-030 
839-031 

BUILDING 839 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Kitchen, 1st Floor, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit A- Tan Baseboard 
Mastic 
Kitchen, Unit B -Tan Baseboard 
Mastic 
Kitchen, Unit C -Tan Baseboard 
Mastic 
Bathroom, 1st Floor, Unit A - 12"x12" Grav Floor Tile 
Mastic 
Livingroom, Unit B - 12"x12" Gray Floor Tile 
Mastic 
LivinQroom, Unit C - 12"x12" Grav Floor Tile 
Mastic 
LivinQroom, Unit A - Interior Black Window Gasket 
LivinQroom, Unit B - Interior Black Window Gasket 
Livingroom, Unit C - Interior Black Window Gasket 
Bedroom Closet, 1st Floor, Unit A - Drywall Como·. 
Bathroom/Mech. Rm, 1st Floor, Unit B - Drywall Como. 
Mechanical Room, 1st Floor, Unit C - Drywall Comp. 
Kitchen, Unit D - Drywall Comp. (PLM) 
Kitchen, Unit D - Drywall Como. (Point Count) 
Bedroom, 2nd Floor, Unit E - Drywall Comp. 
Exterior Mechanical Room, Unit F - Drywall Comp. 
LivinQroom, Unit F - Drywall Comp. 
Exterior Black Window Caulk, Unit A - Back Window 
Exterior Black Window Caulk, Unit B - Back Window 
Exterior Black Window Caulk, Unit C - Back Window 
Bathroom, 1st Floor, Exterior White Window Caulk, Unit A 
Bathroom, 1st Floor, Exterior White Window Caulk, Unit B 
Mechanical Rm, 1st Floor, Exterior White Window Caulk, Unit C 
Exterior Front Door, Unit A - White Caulk 
Exterior Front Door, Unit B - White Caulk 
Exterior Front Door, Unit C - White Caulk 
Bathroom, 2nd Floor, Unit A - White Bathtub Caulk .. 

Bathroom, 2nd Floor, Unit B - White Bathtub Caulk 
Bathroom, 2nd Floor, Unit C - White Bathtub Caulk 

NA = Not Analyzeq. 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 3% Chrysotile 

- Insufficient Material 
N ND 

- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 5% Chrysotile 

.N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N <1% Chrvsotile 
- Insufficient Material 
N ND 
N ND 
N <1% Chrvsotile 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results, 
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SAMPLE 

839-032 
839-033 
839-34 

839-035 
839-036 
839-037 
839-038 
839-039 
839-040 
839-041 
839-042 
839-043 
839-044 
839-44-B 
839-44-B 
839-045 
839-45-B 
839-046 

839-046-B 

BUILDING 839 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Closet, 2nd Floor, Unit A - Attic Insulation 
Closet, 2nd Floor, Unit B - Attic Insulation 
Closet, 2nd Floor, Unit C -Attic Insulation 
Stair Treads, 1st Floor, Unit A 
Stair Treads, 1st Floor, Unit C 
Stair Treads, 2nd Floor, Unit C 
Exterior Wallboard Insulation Under SidinQ, Unit A 
Exterior Wallboard Insulation Under SidinQ, Unit B 
Exterior Wallboard Insulation Under Siding, Unit C 
Fiberboard, 2nd Floor Below Drywall, Unit A 
Fiberboard, 2nd Floor, Bedroom Closet, Unit A 
Fiberboard, 2nd Floor, Bedroom Closet, Unit A 
Kitchen, 1st Floor, Unit E - 12"x12" Brown Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Livingroom, 1st Floor, Unit E - 12"x12" Brown Floor Tile 
Mastic 
Bedroom, 2nd Floor, Unit E - 12"x12" Brown Floor Tile 
Mastic 

NA = Not Analyzed 
ND= None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y. 3% Chrvsotile 
- Insufficient Material 
N ND 
- NA 
N ND 
·- NA 

Samples which were "not anaylzed" were part of.an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results. 
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SAMPLE 
840-001 

840-001-B 
840-002 

840-002-B 
840-003 

840-003-B 
840-004 

840-004-B 
840-005 

840-005-B 
840-006 

840-006-B 
840-007 

840-007-B 
840-007-B 
840-008 

840-008-B 
840-009 

840-009-B 
840-010 
840-011 
840-012 
840•013 
840-014 
840-015 
840-016 
840-017 
840-018 
840-019 
840-020 
840-021 
840-022 
840-023 
840-024 
840-025 
840-025 
840-026 
840-027 
840-028 
840-029 
840-030 
840-031 

BUILDING 840 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit B - 12"x12" Tan Floor Tile 

·Mastic 
Kitchen, 1st Floor, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit A - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit B - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit C - Tan Baseboard 
Mastic 

· Bathroom, 1st Floor, Unit A - 12"x12" Gray Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Livinq Room, Unit B - 12"x12" Gray Floor Tile 
Mastic 
Livino Room, Unit C - 12"x12" Grav Floor Tile 
Mastic 
Living Room, Unit A - Interior Black Window Gasket 
Livino Room, Unit B - Interior Black Window Gasket 
Livino Room, Unit C - Interior Black Window Gasket 
Back Window, Unit A - Exterior Black Window Caulk · 
Back Window, Unit B - Exterior Black Window Caulk 
Livino Room, Unit C - Exterior Black Window Caulk 
Exterior White Window Caulk, Unit A 
Exterior White Window Caulk, Unit B 
Exterior White Window Caulk, Unit C 
Exterior White Door Caulk, Unit A 
Exterior White Door Caulk, Unit B 
Exterior White Door Caulk, Unit C 
Stair Tread, 1st Floor, Unit A 
Stair Tread, 1st Floor, Unit B 
Stair Tread, 1st Floor, Unit C 

· Bedroom Closet, 1st Floor, Unit A - Drywall Comp (PLM) 

Bedroom Closet, 1st Floor, Unit A - Drvwall Comp (Point Count) 

Bedroom Closet, 1st Floor, Unit B - Drywall Comp 
Mechanical Room, 1st Floor, Unit C - Drywall Como 
Livino Room, 1st Floor, Unit D • Drywall Comp 
Kitchen, Unit E - Drywall Comp 
Livino Room, 1st Floor, Unit G - Drywall Comp 
Exterior Mechanical Room, Unit H - Drywall Comp 

NA = Not Analyzed 
ND= None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
·YES/NO CONTENT 

N ND 
"Y 5% Chrvsotile 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND· 
N ND 
N ND 
N ND 
y. 2% Chrvsotile 
- Insufficient Material 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
·N ND 
N ND 
N ND 
N ND 
N <1% Chry'sotile 
N ND· 
N <1 % Chrysotile 
N <1 % Chrvsotile 
N <1 % Chrvsotile 
N <1 % Chrvsotile 
N <1% Chrvsotile 
N ·ND 

Samples which were "not .anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results. 
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SAMPLE. 
840-032 
840-033 
840-034 
840-035 
840-036 
840~037 

840-038 
840-039 
840-040 

BUILDING 840 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Bath Tub Caulk, 2nd Floor, Unit A - White 
Bath Tub Caulk, 2nd Floor, Unit B - White 
Bath Tub Caulk, 2nd Floor, Unit C - White 
Bedroom, 2nd Floor, Unit A-Attic Insulation 
Bedroom, 2nd Floor, Unit B - Attic Insulation 
Bedroom, 2nd Floor, Unit C .. Attic Insulation 

· Bedroom Closet, 2nd Floor, Unit A - Fiberboard under drywall 

Bedroom Closet, 2nd Floor, Unit B - Fiberboard under drywall 
Bedroom Closet, 2nd Floor, Unit C - Fiberboard under drywall 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 

Samples which were ~not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results~ · 
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SAMPLE 
841-001 

841-001-B 
841-001-B 
841-002 

841-002-B 
841-003 

841-003-B 
841-004 

841-004-B 
841-005 

841-005-B 
841-006 

841-006-B 
841-007 

841-007-B 
841-008 

841-008-B 
' 841-009 
841-009-B 
841-010 
841-011 
841-012 
841-013 
841-014 
841-015 
841-016 
841-016 
841-017 
841-018 
841-019 
841-020 
841-021 
841-022 
841-023 
841-023 
841-024 
841-025 

'841-026 
841-027 
841-028 
841-029 
841-030 

BUILDING 841 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, 1st Floor, Unit D-12"x12" Tan Floor Tile 
Mastic {PLM) 
Mastic (TEM) 
Kitchen, 1st Floor, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit B -12"x12" Tan Floor Tile 
Mastic 
Livinq Room, 1st Floor, Unit D - 12"x12" Grav Floor Tile 
Mastic 
Bathroom, 1st Floor, Unit C - 12"x12'' Gray Floor Tile 
Mastic 
Livinq Room, 1st Floor, Unit B - 12"x12" Grav Floor Tile 
Mastic 
Kitchen, Unit D -Tan Baseboard 
Mastic ,• 

Kitchen, 1st Floor, Unit C - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit B - Tan Baseboard 
Mastic 
Closet, 1st Floor, Unit D - Drywall Comp 
Livinq Room, 1st Floor, Unit D - Drywall Comp 
Closet, 2nd Floor, Unit C - Drywall Comp 
Exterior Mechanical Room, Unit D - Drywall Comp 
Bedroom, 2nd Floor, Unit D - Drywall Comp 
Bedroom, 2nd Floor, Unit A ~ Drywall Comp 
Bedroom, 2nd Floor, Unit A - Drywall Comp {PLM) 
Bedroom, 2nd Floor, Unit A - Drvwall Comp (Point Count) 

Living Room, 1st Floor, Unit D - Black Interior Window Gasket 
Kitchen; 1st Floor, Unit C - Black Interior Window Gasket 

Kitchen, 1st Floor, Unit B - Black Interior Window Gasket 
Exterior Black Window Caulk, Unit D 
Exterior Black Window Caulk, Unit C 
Exterior Black Window Caulk, Unit B 
Exterior White Window Caulk, Unit D (PLM) 
Exterior White Window Caulk, Unit D (TEM) 
Exterior White Window Caulk, Unit C 
Exterior White Window Caulk, Unit B 
ExteriorWhite Door Caulk, Unit D 
Exterior White Door Caulk, Unit C 
Exterior White Door Caulk, Unit B 
Bedroom, 2nd Floor, Unit D - Attic Insulation 
Bedroom, 2nd Floor, Unit C - Attic Insulation 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 3% Chrvsotile 
- Insufficient Material 
N ND· 

- NA 
N ND 
- NA 
N ND 
y 7% Chrysotile 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N <1% Chrysotile 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
y · 1.5% Chrysotile 
- NA 
- NA 

N ND 
N ND 
N ND 
N ,, ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
· based on analytical results. 
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SAMPLE 
841-031 
841-032 
841-033 
841-034 
841-035 
841-036 
841-037 
841-038 
841-039 
841-040 
841-041 
841-042 
841-043 

'BUILDING 841 · 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Bedroom, 2nd Floor, Unit B - Attic Insulation 
Exterior Wallboard under Siding, Unit D 
Exterior Wallboard under Siding, Unit C 
Exterior Wallboard under Sidina, Unit B 
Stair Tread, 1st Floor, Unit C 
Stair Tread, 1st Floor, Unit B 
Stair Tread, Unit A 
Bath Tub Caulk, 2nd Floor, Unit C - White 
Bath Tub Caulk, 2nd Floor, Unit B - White 
Bath Tub Caulk, 2nd Floor, Unit A - White 
Bedroom Closet, 2nd Floor, Unit C - Fiberboard behind drywall 
Bedroom Closet, 2nd Floor, Unit B - Fiberboard behind drywall 
Bedroom Closet, 2nd Floor, Unit A - Fiberboard behind drvwall 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND. 
N ND 
N ND 
N ND 
N ND 
N ND 

· . Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results. 
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SAMPLE 
842-01 

842-01-B 
842-02 

842-02-B 
842-03 

842-03-B 
842-04 

842-04-B· 
842-05 

842-05-B 
842-06 

842-06-B 
842-07 

842-07-B 
842-08 

842-08-B 
842-09 
842-10 
842-11 
842-12 . 
842-13 
842-14 
842-15 
842-16 
842-17 
842-18 
842-19 
842-19 

842-19-B 
842-20 
842-21 

842-21-B 
842-22 
842-23 

842-23-B 
842-24 

842-24-B 
842-25 

842-25-B 

BUILDING 842 
FT. SHERIDAN RESIDENTIAL UNITS 

. ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit B - 12"x12" Tan Floor Tile 
Mastic-
Kitchen, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Foyer, Unit A- 12"x12" "off" White with Tan Specks Floor Tile 

Mastic 
Foyer, Unit B -12"x12" "off" White with Tan Specks Floor Tile 

Mastic 
Foyer, Unit C - 12"x12" "off" White with Tan Specks Floor Tile 

Mastic 
Kitchen, Unit A- Vinyl Baseboard 
Mastic 
Kitchen, Unit B - Vinyl Baseboard 
Mastic 
Kitchen, Unit C - Vinyl Baseboard 
Interior Black Window Gasket, Unit A 
Interior Black Window Gasket, Unit B 
Interior Black Window Gasket, Unit C 
Exterior Black Window Gasket, Unit A 
Exterior Black Window Gasket, Unit B 
Exterior Black Window Gasket, Unit C 
Stair Tread, Unit A 
Stair Tread, Unit B 
Stair Tread, Unit C 
Living Room, Unit A - Joint Compound (PLM) 
LivinQ Room, Unit A - Joint Compound (Point Count) 
Drywall 
Bedroom, Unit A - Drywall 
Mechanical Room, Unit A - Joint Compound 
Drywall 
Bedroom, Unit B - Drywall 
Living Room, Unit C - Joint Compound 
Drywall 
Living Room, Unit D - Joint Compound 
Drywall 

· Bedroom, Unit D - Joint Compound 
Drywall 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
- Not Submitted 
N .ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
N ND 
N ND 
y 2% Chrvsotile 
N ND 
N ND 
N ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-
containing based on analytical results. · 
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SAMPLE 
842-26 
842-27 
842-28 
842-29 
842-30 
842-31 
842-32 
842-33 
842-34 
842-35 
842-36 
842-37 
842-38 
842-39 
842-40 
842-41 
842-41 

842-41-B 
842-42 
842-43 
842-44 
842-44 

842-44-B 
842-45 
842-46 
842-47 

842-47-8 
842-48 

842-48-B 
. 842-49 
842-49-B 
842-50 

842-50-B 
842-50-B 
842-51 

842.;51-B 
842-51-B 
842-52 
842-53 

BUILDING 842 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS . 

LOCATION/DESCRIPTION 

Tub Caulk, Unit A 
. Tub Caulk, Unit B 
Tub Caulk, Unit c 
Attic Insulation, Unit A 
Attic Insulation, Unit B 
Attic Insulation, Unit C 
Exterior Door Caulk, Unit A 
Exterior Door Caulk, Unit B 
Exterior Door caulk, Unit C 
Exterior Window Caulk, Unit A 
Exterior Window Caulk, Unit B 
Exterior Window Caulk, Unit C 
Exterior Wall Insulation beneath Siding, Unit A 
Exterior Wall Insulation beneath SidinQ, Unit B 
Exterior Wall Insulation beneath Siding, Unit C 
9"x9" Brown Floor Tile, Unit C (PLM) 
9"x9" Brown Floor Tile, Unit C (TEM) 
Mastic 
9"x9" Brown Floor Tile, Unit C 
2nd Floor Master Bedroom Closet, Unit C - 9'x9' Brown Floor Tile 

9"x9" Gray Floor Tile, Unit C (PLM) 
9"x9" Gray Floor Tile, Unit C (TEM) 
Mastic 
9"x9" Grav Floor Tile, Unit C 
9"x9" Gray Floor Tile, Unit C 
2nd Floor Bedroom, Unit C - 12'x12' Dark Gray w/ White Streaks Floor Tile 

Mastic 
2nd Floor Bedroom, Unit C - 12'x12• Dark Gray w/ White Streaks Floor Tile 

Mastic 
2nd Floor Hall, Unit C - 12'x12• Dark Gray w/ White Streaks Floor Tile 

Mastic 
1st Floor Closet, Unit C - 9"x9" Light Gray Replacement Tile 
Mastic (PLM) 
Mastic (TEM) 
1st Floor Backdoor, Unit C - 9"x9" White Replacement Tile 
Mastic (PLM) 
Mastic (TEM) 
1st Floor Foyer, Unit C - 12"x12" Cream Floor Tile 
2nd Floor Foyer, Unit C - 12"x12" Cream Floor Tile ... 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 

.N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
y 45% Chrvsotile 
y 5% Chrvsotile 
- NA 
- NA 
y 2% Chrvsotile 
y 41 % Chrvsotile 
y 5% Chrysotile 
- NA 
- NA 
N ND 
y 5% Chrysotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 2% Chrvsotile 
- Insufficient Material 
N ND 
y 3% Chrvsotile 
N ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 

BUILDING 842 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

: 

LOCATION/DESCRIPTION. 
842-54 3rd Floor Foyer, Unit C - 12"x12" Cream Floor Tile 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT 
YES/NO 

N 

.. . 

ASBESTOS 
CONTENT 

ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. . 
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SAMPLE 
843-01 
843-01-M 
843-02 
843-02-M 
843-03 
843-03-M 
843-04 
843-04-M 
843-05 
843-05-M 

. 843-06 
843-06-M 
843-07 
843-07-M 
843-08 

· 843-08-M 
843-09 
843-09-M 

·. 843-10 
843-11 
843-12 
843-13 
843-14 
843-15 
843-16 
843-17 
843-18 
843-19-A 
843-19-A 
843-19-B 
843-20-A 
843-20-B 

. 843-21-A 
843-21-B 
843-22 
843-23 

. 843-24 
. 843-25 
843-26 

BUILDING 843 
FT. SHERIDAN RESIDENTIAL UNITS 

·ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

· LOCATION/DESCRIPTION 
Kitchen, Unit B - Vinyl Baseboard 
Mastic 
Kitchen, Unit A - Vinyl Baseboard 
Mastic 
Kitchen, Unit C - Vinyl Baseboard 
Mastic 
Kitchen, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Livingroom, Unit B - 12';x12" Gray Floor Tile 
Mastic 
Hall, 2nd Floor, Unit A - 12"x12" Gray Floor Tile 
Mastic 
Foyer, Unit C - 12"x12" Gray Floor Tile 
Mastic 
Stair Tread, Unit B 
Stair Tread, Unit B 
Stair Tread, Unit B 
Livingroom, Unit B - Interior Window Gasket 
Livingroom, Unit A - Interior Window Gasket 
Livingroom, Unit C - Interior Window Gasket 
Unit B - Exterior Black Window Caulk 
Unit A - Exterior Black Window Caulk 
Unit C - Exterior Black Window Caulk 
Livingroom, Unit B - Drywall Joint Compound (PLM) 

Livini:iroom, Unit B - Dr\iwall Joint Compound (Point Count) . 

Drywall 
Livinqroom, Unit A - Drywall Joint Compound 
Drywall 
Bedroom, Unit A - Drywall Joint Compound 
Drywall 

· Unit B - Attic Insulation 
Unit A - Attic Insulation 
Unit C -Attic Insulation 
Restroom, 2nd Floor, Unit B - Tub Caulk 
Restroom, 2nd Floor, Unit A - Tub Caulk 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO. CONTENT 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 8% Chrysotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 5% Chrysotile 

.N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N <1 % Chrvsotile 
N ND 
N ND 
N <1 % Chrysotile 
N ND 
N <1 % Chrysotile 
N ND 
N ND 
N ND 
N ND 

N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-
• containing based on analytical results. 
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SAMPLE 
'• 843-27 
. 843-28 
843-29 
843-30 
843-31 

'843-32 
843-33 

'843-34 
843-35 
843-36 
843-37 
843-37-M 
843-37-M 

'843-38 
843-M 
843-39 
843-39-M 
843-40 
843-40-M 
843-41 
843-41-M 
843-42 
843-42-M 
843-43 

. 843-43-M 

. 843-43~M 
'843-44 
843-45 
843-46 
843-47-A 
843-47-B 
843-48 
843-48-M 
843-48-M 
843-49 

· 843-49-M 
843-50 
843-50-M 

BUILDING 843 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Restroom, 2nd Floor, Unit C - Tub Caulk 
Exterior Door, Unit B - Door Caulk 

· Exterior Door, Unit C - Door Caulk 
Exterior Door, Unit D - Door Caulk 
Exterior Window, Unit B - White Caulk 
Exterior Window, Unit C - White Caulk 
Exterior Window, Unit D - White Caulk 
Exterior Wall Insulation Beneath Siding, Unit B . 
Exterior Wall Insulation Beneath Sidinq, Unit A 
Exterior Wall Insulation Beneath Siding, Unit C 
Bathroom, 1st Floor, Unit A - 12"x12" Speckled Dark Cream FT 
Mastic (PLM) 
Mastic (TEM) 
Faver, Unit A - 12"x12" Speckled Dark Cream Floor Tile 
Mastic 
Bathroom, 1st Floor, Unit A - 12"x12" Speckled Dark Cream FT 
Mastic 
Faver, Unit A - 9"x9" Brown Floor Tile 
Mastic 
Bedroom, 2nd Floor, Unit A - 9"x9" Brown Floor Tile 
Mastic 
Bedroom, 2nd Floor, Unit A - 9"x9" Brown Floor Tile 
Mastic 
Bedrm, 2nd Floor, Unit A- 12"x12" Dk Tan w/specks Repl. FT 
Mastic (PLM) 
Mastic (TEM) 
Mechanical Room, Unit A - Drywall 
Bedroom, Unit C - Drywall 
Livinqroom, Unit D - Drywall 
Bedroom, Unit D - Drywall Joint Compound 

· Bedroom, Unit D - Drywall 
Foyer, 1st Floor, Unit C - 12"x12" Off-White w/streaks FT 
Mastic (PLM) 
Mastic (TEM) 
Bedrm, 1st Floor, Unit C - 12"x12" Off-White w/streaks Fl 
Mastic 
Bedrm, 1st Floor, Unit C - 12"x12" Off-White w/streaks Fl 
Mastic 

NA= Not Analyzed 
ND·= None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

- Not Submitted 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
- Insufficient Material 
N ND 
- NA 
N ND 
- NA· 
y 8% Chrysotile 
y 4% Chrysotile 
- NA 
- NA 
- NA 
- NA 
N ND 
y 3% Chrysotile 
-· Insufficient Material 
N. ND 
N ND 
N ND 
N <1 % Chrvsotile 
N ND 
N ND 
y 2% Chrvsotile 
- Insufficient Material 
N ND 
- NA 
N ND 
- NA 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos
containing based on analytical results. 
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SAMPLE 
844-001 

844-001-B 
'844-002 

844-002-B 
844-003 

844-003-B 
844-004 

844-004-B 
844-005 

844-005-B 
844-006 

844-006-B 
844-007 

844-007-B 
844-008 

844-008-B 
844-009 

844-009-B 
844-010 

844-010-B 
844-010-B 
844-011 
844-012 
844-013 
844-014 
844-015 
844-016 
844-017 
844-018 
844-019 
844-020 
844-020 
844-021 
844-022 
844-023 
844-024 
844-025 
844-026 
844-027 
844-028 
844-029 
844-030 

BUILDING 844 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit B -12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit A - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit B - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit C - Tan Baseboard 
Mastic 
Bathroom, 1st Floor, Unit A - 12"x12" Gray Floor Tile 

·Mastic 
Under Stairs, 1st Floor, Unit B - 12"x12" Grav Floor Tile 
Mastic 
Bedroom, 2nd Floor, Unit C - 12"x12" Grav Floor Tile 
Mastic 
Hallway, Unit A, Replacement 12"x12" Beige Floor Tile 
Mastic (PLM) 
Mastic (TEM) 
Livingroom, 1st Floor, Unit A - Black Window Gasket 
Livinaroom, 1st Floor, Unit B - Black Window Gasket 
Livinaroom, 1st Floor, Unit C - Black Window Gasket 
Bathtub Caulk, 2nd Floor, Unit A 
Bathtub Caulk, 2nd Floor, Unit B 
Bathtub Caulk, 2nd Floor, Unit C 
Bedroom, 2nd Floor, Unit A - Attic Insulation 
Bedroom, 2nd Floor, Unit B - Attic Insulation 
Bedroom, 2nd Floor, Unit C - Attic Insulation 
Bathroom, 2nd Floor, Unit A - Drvwall Comp. (PLM) 
Bathroom, 2nd Floor, Unit A - Drywall Comp. (Point Count) 

Mechanical Room, Unit A- Drvwall Comp. 
Livingroom, Unit B - Drvwall Comp. 
Bedroom, 2nd Floor, Unit C - Drywall Comp. 
Kitchen, 1st Floor, Unit D - Drvwall Comp. 
Bedroom, 2nd Floor, Unit E - Drvwall Comp. 
Livinaroom, 1st Floor, Unit F - Drvwall Comp 
Bathroom, Unit A - Exterior White Window Caulk 
Bathroom, Unit B - -Exterior White Window Caulk 
Mechanical Room, Unit C - Exterior White Window Caulk 
Entry Door, Unit A - Exterior White Door Caulk 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrvsotile. 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 5% Chrvsotile 
N ND 
N ND 
N ND 
- NA 
N ND 
y 3% Chrvsotile 
- Insufficient Material 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
N 0.75% Chrvsotile 
- NA 
- NA 
- NA 
- NA 
- NA 
- NA 
N ND 
N ND 
N ND 
y 2% Tremolite 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results . 
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SAMPLE 

844-030 
844-031 
844-032 
844-033 
844-34 

844-035 
844-036 

844-036 
844-037 
844-038 
844-039 
844-040 
844-041 
844-F04 
844-FOS 
844-F06 

BUILDING 844 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Entry Door, Unit A - Exterior White Door Caulk 
Entrv Door, Unit B - Exterior White Door Caulk 
Entrv Door, Unit C - Exterior White Door Caulk 
Exterior Wallboard, near entrance, Unit A - Sidinq Insulation 
Exterior Wallboard, near entrance, Unit B - Siding Insulation 

Exterior Wallboard, near entrance, Unit C - Siding Insulation 
Back of Building, Unit A - Exterior Black Window Caulk (PLM) 

Back of Building, Unit A - Exterior Black Window Caulk (TEM) 

Back of Building, Unit B - Exterior Black Window Caulk 
Back of Building, Unit C - Exterior Black Window Caulk 
Stair Thread, 1st Floor, Unit B - Black 
Stair Thread, 1st Floor, Unit D - Black 
Stair Thread, 2nd Floor, Unit D - Black 
Livinoroom, Unit A - Fiberboard Insulation (behind drvwall) 
Bedroom, Unit A - Fiberboard Insulation (behind drywall) 
Laundry Room, Unit B - Fiberboard Insulation (behind drywall) 

NA = Not Analyzed 
. ·ND = None Detected 

FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

1.7% Tremolite 
y 1.7% Chrvsotile 

- NA 

- NA 
N ND 
N ND 
N ND 
y 3% Chrvsotile 

4.9% Chrysotile <1% 
y Anthophyllite 
- NA 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 

samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
. based on analytical results. · 
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SAMPLE 

845-001 
845-001-B 
845-002 

845-002-B 
845-003 

845-003-B 
845-004 

845-004-B 
845-005 

845-005-B 
845-006 

845-006-B 
845-007 

845-007-B 
845-008 

845-008-B 
845-009 

845-009-B 
845-010 
845-010 
845-011 
845-012 
845-013 
845-014 
845-015 
845-016 
845-017 
845-018 
845-019 
845-020 
845-021 
845-022 
845-023 
845-024 
845-025 
845-026 
845-026 
845-027 
845-028 
845-029 

845-029-B 
·845-030 

BUILDING 845 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Unit A - 12"x12" Brown Floor Tile 
Mastic 
Bedroom, 2nd Floor, Unit C - 12"x12" Brown Floor Tile 
Mastic 
Livin!1 Room, 2nd Floor, Unit D - 12"x12" Brown Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit A - Brown Baseboard 
Mastic 
Kitchen, 1st Floor, Unit B - Brown Baseboard 
Mastic 
Kitchen, 1st Floor, Unit C - Brown Baseboard 
Mastic 
Bathroom, 1st Floor, Unit A- Drywall Comp (PLM) 
Bathroom, 1st Floor, Unit A - Drywall Comp (Point Count) 

Livina Room, 1st Floor, Unit A - Drywall Comp 
Exterior Mechanical Room, Unit A- Drywall Comp 
Bathroom, 2nd Floor, Unit B - Drywall Comp 
Bathroom, 1st Floor, Unit B - Drywall Comp 
Under Stair, Unit C - Drywall Comp 
Bedroom, 2nd Floor, Unit D - Drywall Comp 
Living Room, 1st Floor, Unit A - Black Window Gasket 
Livina Room, 1st Floor, Unit B - Black Window Gasket 
Living Room, 1st Floor, Unit C - Black Window Gasket 
Bathroom, 2nd Floor, Unit A - Bath Tub Caulk 
Bathroom, 2nd Floor, Unit B - Bath Tub Caulk 
Bathroom, 2nd Floor, Unit C - Bath Tub Caulk 
Exterior White Window Caulk, Unit A 
Bathroom Window, Unit B - Exterior White Window Caulk 
Bathroom Window, Unit C - Exterior White Window Caulk 
Entry Door, Unit A - Exterior White/Gray Door Caulk {PLM) 

Entry boor, Unit A - Exterior White/Gray Door Caulk {TEM) 

Entry Door, Unit B - Exterior White/Gray Door Caulk 
Entrv Door, Unit C - Exterior White/Gray Door Caulk 
Living Room, Unit B -12"x12" Gray Floor Tile 
Mastic 
Living Room, Unit B - 12"x12" Grav Floor Tile 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrysotile 
N ND 
- NA 
N ND 
- NA 
N ND 
y 5% Chrvsotile 
N ND 

- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N <1 % Chrvsotile 
N 0.25% Chrvsotile 
y 3% Chrysotile 
- NA 
- NA 

- NA 
- NA 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
y <1 % Chrvsotile 
- NA 

- NA 
N ND 
y 5% Chrysotile 
N ND 

Samples which were "not anaylzed" were part of ari homogenous sampling area which were determined to be asbestos-containing . . 
based on analytical results . 

. L:\JOB\111155/ASBESTOS-BLDG845-TBL.XLS 
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SAMPLE 

845-030-B 
845-031 

845-031-B 
845-032 
845-033 
845-034 
845-035 
845-036 
845-037 
845-038 
845-039 
845-040 
845-041 
845.:041 
845-042 
845-043 
845-FO? 
845-F08 
845-F09 

Mastic 

BUILDING 845 
.' 

FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 

ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Hallwav, Unit B-12"x12" Grav Floor Tile 
Mastic 
Stair Thread, 2nd Floor, Unit B - Black 
Staii'Thread,-1st Floor, Unit C- Black·· 
Stair Thread, 1st Floor, Unit D - Black 
2nd Floor, Unit B - Attic Insulation 
Bedroom, 2nd Floor, Unit C - Attic Insulation 
Bedroom, 2nd Floor, Unit D - Attic Insulation 
Wallboard under Exterior Siding, Unit A 
Wallboard under Exterior Sidina, Unit B 
Wallboard underExterior Sidina, Unit C 
Outside Back boor, Unit B - Exterior Black Window Caulk (PLM) 

Outside Back Door, Unit B - Exterior Black Window Caulk (TEM) 

Outside Back Door, Unit C - Exterior Black Window Caulk 

Outside Back Door, Unit D - Exterior Black Window Caulk 

Livinaroom, Unit A - Fiberboard Insulation (behind drywall) 
Bedroom, Unit B - Fiberboard Insulation (behind drvwall) 
Laundry Room, Unit C - Fiberboard Insulation (behind drywall) 

NA =Not Analyzed 
ND =None Detected 
FT = Floor Tile 

ASBESTOS 

PRESENT ASBESTOS 

YES/NO CONTENT 

- NA 
N ND 
-. NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
y 14% Chrvsotile 
- NA 
- NA 
N ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
· based ori analytical results. · 

· L:\JOB\111155/ASBESTOS-BLDG845-TBLXLS 2 
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SAMPLE 
846-001 

846-01-M 
846-002 

846-02-M 
846-003 

846-03-M 
846-004 
846-005 
846-006 
846-007 
846-007 
846-008 
846-009 
846-010 
846-011 
846-012 
846-013 
846-014 
846-015 
846-016 

846-016-M 
846-017 

846-017-M 
846-018 

846-018-M 
846-019 

846-019-M 
846-020 

846-020-M 
846-021 

·846-021-M 
846-022 
846-023 
846-024 
846-025 
846-026 
846-027 
846-028 

846-028 
846-029 
846-030 

BUILDING 846 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Bedroom, 2nd Floor, Unit A - 12"x12" Gray Floor Tile 
Mastic 
Livinoroom, 1st Floor, Unit B - 12"x12" Grav Floor Tile 
Mastic 
Hallway, 1st Floor, Unit C - 12"x12" Gray Floor Tile 
Mastic 
Bathroom, 2nd Floor, Unit A - Tub Caulk 
Bathroom, 2nd Floor, Unit B - Tub Caulk 
Bathroom, 2nd Floor, Unit C - Tub Caulk 
Bathroom, 2nd Floor, Unit A - Drywall Composite (PLM) 

Bathroom, 2nd Floor, Unit A - Drvwall Composite (Point Count) 

Livinoroom, Unit B - Drvwall Composite 
Kitchen, 1st Floor, Unit C - Drvwall Composite 
Attic Insulation, 2nd Floor, Unit A 
Attic Insulation, 2nd Floor, Unit B 
Attic Insulation, 2nd Floor, Unit C 
Bedroom, 2nd Floor, Unit A - Interior Window Gasket 
Livinoroom, 1st Floor, Unit B - Interior Window Gasket 
Livinoroom, 1st Floor, Unit C - Interior Window Gasket 
Kitchen, 1st Floor, Unit A- 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit B - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit C - 12"x12" Tan Floor Tile 
Mastic 
Kitchen, 1st Floor, Unit A - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit B - Tan Baseboard 
Mastic 
Kitchen, 1st Floor, Unit C - Tan Baseboard 
Mastic 
Stair Tread, 1st Floor, Unit A 
Stair Tread, 1st Floor, Unit B 
Stair Tread, 1st Floor, Unit C 
Bathrm Exterior Window, 1st Floor, Unit A - White Caulk 
Bathrm Exterior Window, 1st Floor, Unit B - White Caulk. 
Mech. Rm, Ext. Window, 1st Floor, Unit C- White Caulk 
Front Door, Unit A - Gray Exterior Door Caulk (PLM) 

, Front Door, Unit A - Gray Exterior Door Caulk (TEM) 
Front Door, Unit B - Gray Exterior Door Caulk 
Front Door, Unit c - Grav Exterior Door Caulk 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
y 2% Chrvsotile 
N · 0.50% Chrvsotile 

- NA 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 5% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N· ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrysotile 

2.8% Temolite 
y <1 % Chrysotile 
- . NA 
- NA 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determin~d to be asbestos-containing 
based on analytical results. 

L:\JOB\ 111155/ASBESTOS-BLDG846-TBL.XLS 



I 
I 
I 
I 
I 
I 
I 

1• 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

·SAMPLE 

846-031 
846-032 
846-033 
846-034 

836-34-M 
846-035 
846-036 
846-037 
846-037 
846-038 
846-039 

. 846-039 
846-040 
846-041 
846-F01 
846-F02 
846-F03 

BUILDING 846 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
.. 

Pipe, 2nd Floor, Unit B - Gray Transite Pipe Insulation 
Pipe, 2nd Floor, Unit B - Grav Transite Pipe Insulation 
Pipe, 2nd Floor, Unit B - Grav Transite Pipe Insulation 
Hallway, 2nd Floor, Unit D - 12"x12" Brown Repl. FT . 
Mastic 
Under Stairs, Unit D - Drywall Composite 
Under Stairs, Unit E - Drywall Composite 
Closet, 2nd Floor, Unit E - Drywall Composite (PLM) 

Closet, 2nd Floor, Unit E - Drywall Composite (Point Count) 

Exterior Heatina Closet, Unit F -Drywall Composite 
Exterior Black Window Caulk, Unit A (PLM) 
Exterior Black Window Caulk, Unit A (TEM) 
Exterior Black Window Caulk, Unit B 
Exterior Black Window Caulk, Unit C 
Livingroom, Unit E - Fiberboard Insulation (behind drywall) 
Bedroom, Unit E - Fiberboard Insulation (behind drywall) 
Livinaroom, Unit D - Fiberboard Insulation (behind drywall) 

NA = Not Analyzed 
ND = None Detected · 

. FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO CONTENT 

y 40% Chrysotile 

- NA 
- NA 
N ND 
y 5% Chrvsotile 
N ND 
N ND 
y 3% Chrvsotile 
N 0.50% Chrvsotile 
- NA 
y 2% Chrvsotile 
y 10.0% Chrvsotile 
- NA 
- NA 
N ND 
N ND 
N ND 

Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-containing 
based on analytical results. 

L:\JOB\ 111155/ASBESTOS-BLDG846-TBLXLS 2 
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SAMPLE 
848-01 
848-01 
848-02 
848-03 
848-04 
848-05 
848-06 
848-07 
848-08 
848-09 
848-10 
848-11 
848-12 
848-13 
848-14 
848-14 

848-14-8 
848-15 
848-16 
848-17 
848-18 
848-19 

848-19-B 
848-20 

848-20-B 
848-21 

848-21-B 
848-22 
848-23 
848-24 
848-25 
848-26 
848-27 
848-28 
848-29 
848-30 
848-31 
848-32 

848-32-B 

BUILDING 848 
FT. SHERIDAN RESIDENTIAL UNITS 

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 
Exterior Door Caulk, Unit A (PLM) 
Exterior Door Caulk, Unit A (TEM) 
Exterior Door Caulk, Unit A 
Exterior Door Caulk, Unit B 
Wallboard behind Drywall, Unit A 
Wallboard behind Drywall, Unit A 
Wallboard behind Drywall, Unit B 
Interior Window Gasket, Unit A - Black 
Interior Window Gasket, Unit A - Black 
Interior Window Gasket, Unit B - Black 
Stair Tread, Unit A 
Stair Tread, Unit A 
Stair Tread, Unit A 
Drywall, Unit A 
Drywall, Unit A - Joint Compound (PLM) 
Drywall, Unit A - Joint Compound (Point Count) 
Mastic 
Drywall, Unit B 
Exterior Window Caulk, Unit A - Black 
Exterior Window Caulk, Unit A - Black 
Exterior Window Caulk, Unit B - Black 

. Living Room, Unit A- 12"x12" Grav Floor Tile 
Mastic 
Living Room, Unit B - 12"x12" Gray Floor Tile 
Mastic 
Hall, Unit B - 12"x12" Gray Floor Tile 
Mastic 
Attic Insulation, Unit A 
Attic Insulation, Unit A 
Attic Insulation, Unit B 
Unit A - Tub Caulk 
Unit A - Tub Caulk 
Unit B - Tub Caulk 
Fiberglass Insulation Backing above 2nd Floor Ceiling, Unit A 

Fiberglass Insulation Backing above 2nd Floor Ceiling, Unit A· 

Fiberglass Insulation Backing above 2nd Floor Ceiling, Unit B 

Transite Pipe, Exterior Shed, Unit A 
Vinyl Baseboard, Unit A 
Mastic 

NA = Not Analyzed 
ND = None Detected 
FT = Floor Tile 

ASBESTOS 
PRESENT ASBESTOS 
YES/NO· CONTENT 

y 2% Chrysotile 
- <1 % Chrvsotile 
- NA 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
y 2% Chrysotile 
- ND 
N ND 
N ND 
N ND 
N. ND 
N .ND 
N ND 
y 6% Chrvsotile 
N ND 
- NA 
N ND 
- NA 
N ND 
N ND 
N ND 
N ND 
N ND 
N . ND·· 
N ND 
N ND 
N ND 
y· 15% Chrysotile 
N ND 
N ND 

Samples which were."not anaylzed" were part of an homogenous sampling area which were determined to be asbestos~ 
containing based on analytical results. 

L:\JOB\ 111155/ ASBESTOS-BLDG848-TBL.XLS 1 
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SAMPLE 

848-33 
848-33-B 
848-34 

848-34-B 
848-35 
848-36 
848-37 

BUILDING 848 
FT. SHERIDAN RESIDENTIAL UNITS -

ENVIRONMENTAL SURVEY 
ASBESTOS RESULTS 

LOCATION/DESCRIPTION 

Vinvl Baseboard, Unit A 
Mastic 
Vinvl Baseboard, Unit B 
Mastic 
Exterior Window Caulk, Unit A - White 
Exterior Window Caulk, Unit A - White 
Exterior Window Caulk, Unit B - White 

NA = Not Analyzed 
-ND= None Detected 
FT = Floor Tile 

ASBESTOS -
PRESENT ASBESTOS 
YES/NO CONTENT 

N ND 
N ND 
N ND 
N ND 
N ND 
N ND 
N ND 

_ Samples which were "not anaylzed" were part of an homogenous sampling area which were determined to be asbestos-
containing based on analytical results. -

L:\JOB\111155/ASBESTOS-BLDG848-TBL.XLS 2 
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APPENDIXB 

ASBESTOS SOIL SAMPLE SUMMARY TABLE 
AND 

CHAIN-OF-CUSTODY FORMS 
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FT. SHERIDAN RESIDENTIAL UNITS 
ENVIRONMENTAL SURVEY ·· 
ASBESTOS SOIL RESUL rs' 

ASBESTOS 
PRESENT ASBESTOS 

SAMPLE LOCATION/DESCRIPTION YES/NO CONTENT 
834-A01 Building 834 N ND 
835-A01 Building 835 N ND 
836-A01 Building 836 N ND 
837-A01 Building 837 N ND 
838-A01 Building 838 N ND 
839-A01 Building 839 N ND 
840-A01 Building 840 N ND 
841-A01 Building 841 N ND 
842-A01 Building 842 N ND 
843-A01 Buildinq 843 N ND 
844-A01 Building 844 N ND 
845-A01 Building 845 N ND 
846-A01 Buildinq 846 N ND 
848-A01 Building 848 N ND 

ND = None Detected 

L:/JOB/111155/0001.001 /ASBESTos~sOIL-TBL.XLS 
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•• 
Chain of Custody 

Asbestos Lab Services 

EMSL Analytical, Inc. 
200 i East 52nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http:f/www.emsl.com I Please print all information legibly. 

I 
I 
I 

'(:ampa11-y: 

~ddressl: 

l4ddre.rs2: 

City, State: 

Zip/Post Code: 

Country: 

Contact Name: 

'Plwru:: 

IFa.r: 

'r:mail: 
IEMSL Rep_: 

Versarlnc. 

100 West 22nd Street 
Suite 151 

Lombard, IL 

60148 

Shaun Terranova 
63~268-8555 

630-268.--0555 . 
Paul Nyfiold 

Bill To: Versat" Inc. 

Addressl: 100 West 22nd Street 

Add.ress2: Suite 151 

City, Stale: Lombard, IL 

Zip/Post Code: 60148 
Country: 

Attn: Shaun .Terranova 

Phone: 630-268-8555 

Fax: 630-268-0555 

Email: 

P.O. Number: I 
!project Name/Numbsr: Port Shendan Residc11ces - 111155.0001.001 

I .MATRIX TURNAROUND 

I 
EJ Ail" ~Soil al Micro-Vac 1£1 3 Hours lfil 6 Hours . 131 SameDay 

or 12Hours• 

rn B lk 13 D "aki la 48 Hours . ElJ 72 Honts [fil] 96 Hottn u n ng 
Water (2 days) (3 days) (4.days) 

Ql ~Hours 
(1 day) . 

~120Hours 
. (5 days) 

0 Wipe 0 Wastewater m 144+ hours (6-10 dayS) I TEM AIR, 3 lu1ui:s, 6 hours, Pl9R call -~to &CMdule. Tbete Is a premium ch&!"gW! (Or:" ).1-o\lf tAt.. ph:aso c:all Hf00--220-367$ tor price p~ tci sending 
samples. You "111 be: asked to ,ip an autborlzadon rorm forthb service. 
•tz hottl'$ (111ust 11rrlV11 by U:OOA.Ch. Mon ·Fri.), l'ie.s.: Rd'cr to Prlee Quo~ 

I c - . . . l:EM b,it TEM WATEB 

CJ NIOSH 7400(A) IJsue 2: August 1994 (] AHEllA 40 CFR, Part 763 Subpart E .[J EPA 100. L I EJOSHA wrrwA • 0NIOSH7402 . BEPA 100.2 

Dother: · 0EPAI.evelll 0NYSI98.2 

I 
0 EPA Point Count 

0 NY _Stratified Point Count . 

0 PLM NOB (Gravimetric) NYS 198.l 

13 NIOSH 9002: 

I 

TEM BULK '.[EM.MicrovacJWip~ 

D Drop Mount (Qualitative) 0 ASTM D 5755-95 (quantativc melh(l(() 

0 Chatfield SOP - 1988-02 0 Wipe Qualitative 

DmM NOB (Gravimetric) NYS 198.4 
0EMSL Standard Addition: XRD 

fLM SoiD i.'YA 4->oo(n-l\3 )\ \ k. 
}i(EPA Protocol Qualitative 

0 EPA Protocol Quantitative 

D EMSL MSO 9000 .Method flbf!!nilgr.2.111 

OA~bestos 
[J Silica NIOSH 7500 

OTHEa 
D 

0 ,..,,...,/'\If 
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u:J. It.JO 

Chain of Custody 

Asbestos Lab Services 

I 
Please print all information legibly .. 

Client Sample# (s)~_.._..ft..,,___~- -----~ 

Relinquished: .~~"-~Date: ~>\ \oL:\ 
I Received:~~~.,.·-'~ l>ate:._C) ....... \......,,\..w.0'=\~-----

1 
Rdinqdisbed: _________ Date: __ ~--

Received: ________ ___,Date: ____ _ 

I SAMPLE 'NUMB&R SAMPLE DESCRIP1lON/LOCA 'l10N 

I 
i34-AD\ 

• 
<63S-AO\ 

I 
I 
I 0&<\}\0 \' 

I 
~t.{D-Ao \ 

<64 \ -Ao\ 

I <31.t2..-,AD~ 

I ~tf~-AD\ t 

I 
~'1 t.\- -Ao\ '"Bbl 
~L{<:)"' -Ao\ t)ld 

I ~'1 "-A6\ . \3\a 
'i) L{b ..-_AD\ '~k\ 

I 

PAGE 0'3/0'3 
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r;t;if/' 
EMSL Analytical, Xnc. 

2001 East S2nd Street 
Indianapolis, IN 46205 

Phone; (317) 803-2997 
Fax: (317) 803-3047 

http://www.emsl.com 

Total Sainples #:_\4-_.__ __ 
Time: 3,:~ 

T'une: q.-ys 4f5 
nme:. __ -""---'----

Time:. _____ _ 

-···-.. --· .. •·-······ 

tttp://www.emsl.com/COC_Print.cfm?action:::;print&ServiceCatSelect=3&LabsSelect=lndiananolis.... Rt:IO/M 



EMSL Analytical 
2001 E3st 52nd St., tnClianapolis, IN 4G205 

Phone: (317) BD3-:l997 Fu: (317) 803·3047 Emall: lndlana 

Shaun Terran,ova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Roi:ldances -111155.0001.001 

emsl.com 

Customer ID: 

Customer PO: 

Received: 

EMSLOrder: 

EMSLProj: 

Analysis Date: 

Report Date: 

VERS56 

09/01/04 9:45 AM 

160407522 

9/9/2004 

91912004 

Qualitative· asbestos analysis of soils using the EPA 600/R-93/116_ method 

Location AppearanC9 Traatm~nt Result Notes 

Nona Detected 

None Detected 

None Detected 

None Detected 
07522·0004 

None Detected 
407522·oOoG 

None Detected 

None Detected 

None Detected 
07522·000B 

None Dateeted 
407522.000!) 

Richard Harding (14) 
or other approved signatory 

PAGE 05/0'3 

EMSL recommend9 !~I~• ... mp145 reported M "ND" br, le&led by ttie EPA SCrcr;nrng MEllnOd/OUl!lil3!1v~. The Pbove report r~l~lcs only to tne Hems leslcd, Thl& rePOrt may r.ot br;i 
reproduf'ed, r.xcap1 in full, Wllllou! wllffr.n ~ppro11BI Dy EMSL An:ilytlc;<>I. Inc. ine above to~.t mu;I nil! be U!U!CI by.lhn cUan1 lo Claim pl'Oelud o:indonlement by NVLAP nor any a11ency of 
IM United Slsl~~ Govcm,._1, 

ACCREOl'l'ATlONS: N\ll,AP #200186-0 

1 
PLMQual wfTypes-1 



EMSL Analytical 
. 2001 .Ea!!.t s2nd SI., lndlilnapolls, IN 48206 

Phone: (317) 803-2997 Faic (317 803-3047 Eman: 

Attn: Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)26~555 

Project: Fort Sheridan Residences - 111155.0001.001 

Customer ID: VERS66 
Customer PO: 
Received: 09/01104 9:45 AM 

EMSL Order; 160407522 

EMSLProj: 

Analysis Date; 91912004 
Report Date: 91912004 

Qualitative asbestos analysis of soils using the EPA 600/R-93/116 method 

ample 

843-A01 
60407S22·00f0 

4~A01 
f 60407S22·0011 

I 
I 
I 
I 
lnalyst(s) 

Location 

Richard Harding (14) 

.Appearance Treatment Result Notes 

None Dete~ed 

Nono Detected 

None Detected 

None Detected 

None Detected 

or other approved signatory 

PAGE 07/09 

EM5L reccmmen"6 lllat sOll s~mple& reported ~ 'NO• be le~ by lh11 eF'A scre~lng Metllod/OIJalit;iU"'1. The allOve rlllX)rt niiateg ot1ly to lhe Items le!<ltld. Thia repotl m;.y no1 oe 
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SAMPLE 

834-01-B 
834-04-B 
834-05-B 
834-39-B 
834-40-B 
834-41-B 
834-42-B 

835-01-M 
835-04-M 
835-41-M 

836-01-B 
836-04-B 

836-48-B 
836-49 

836-49-B 

837-01-B 
837-04-B 

838-001-B 

838-008-B 
838-010 

838-010-B 
838-050-B 
838-053-B 

839-001-B 

SF= Square Foot. 
LF = Linear Foot 
CF = Cubic Foot 

FT. SHERIDAN RESIDENTIAL UNITS 
ENVIRONMENTAL SURVEY 

ASBESTOS INVENTORY 

LOCATION/DESCRIPTION 

· BUILDING 834 

Mastic-Kitchen, Unit A- 12"x12" Tan·Floor Tile 
Mastic-Kitchen, Unit A -12"x12" Tan and White Streak Repl. Tile 

Mastic-Hall 1st floor, Unit A - 12"x12" Gray Floor Tile 
Mastic-1st Fl. Bath, Unit B - 12"x12" Dark Grav Repl. Tile 
Mastic-1st Fl. Bath, Unit B - 12"x12" Off-White Repl. Tile 
Mastic-2nd Floor, Unit E - 12"x12" Tan White Mottle Floor Tile 

Mastic-Living Room, Unit F - 12"x12" Off-White Floor Tile 

BUILDING 835 

Mastic-Kitchen, Unit A - 12x12 Tan Floor Tile ' 
Mastic-Hall, Unit A - 12x12 Gray Floor Tile 
Mastic-Livinqroom, Unit D - 12x12 Dark Tan/White Streaks Floor Tile 

BUILDING 836 

Mastic-Kitchen, Unit A - 12"X12" Tan Floor Tile ·; .. ~ ~.: 

Mastic-Livingroom, Unit A - 12"x12" Gray Floor Tile? ·' :": ;·~ ~-; .. ~ ' .. 

Mastic-Replacement Tile 12"x12" Tan/White Streak, Unit A 
Replacement Tile 12"x12" Tan, Unit A 
Mastic-Replacement Tile 12"x12" Tan, Unit A 

BUILDING 837 

Mastic - Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic - Living Room, Unit A - 12"x12" Grav Floor Tile 

BUILDING 838 

Mastic - Kitchen, 1st Floor, Unit A - 12"X12" Tan Floor Tile 

Mastic - Laundry Room, Unit A - 12"x12" Grav Floor Tile 
Livingroom, Unit A - Green Floor Tile (under 12" gray) 
Mastic 
Mastic-Laundry, 1st Floor, Unit C --12" Brown Spotty Floor Tile 
Mastic - Bedroom, 2nd Floor, Unit D - Beige Tile under 12" qray 

BUILDING 839 

Mastic-Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 

Note: All quantities are field estimated and should be verified prior to demoition activities. 
Transite stack in each building . 

L:\JOB\ 111155/ ASBESTOS-INVENTORY 1 

ASBESTOS 
QUANTITY 

·1200 SF 
20SF 

8800 SF 
50.SF 
50SF 
50SF 
50SF 

550SF 
4,000 SF 
350SF 

850SF 
6,600 SF 

50SF 
50SF 
50 SF 

550SF 
4,400 SF 

550 sf 
(double) 1, 100 
(single) 3,000 

1,100 SF 
1,100 SF 

500SF 
600SF 

550SF 
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I 
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SAMPLE 

839-007-B 
839-44-B 

840-001-B 
840-007-B 

841-001-B 
841-004-B 
841-023 

842-01-B 
842-04-B 
842-41 

842-41-B ... 
842-44. 

842-44-B 
842-47-B 
842-50-B 
842-51-B 

· 843-04-M 
843-07-M 

· 843-37-M 
843-40 
843-40-M 
843-43-M . 
843-48-M 

844-001-B 
844-007-B 
844-010-B 
844-030 

SF= Square Foot 
LF = Linear Foot 
CF :: Cubic Foot 

FT. SHERIDAN RESIDENTIAL UNITS 
ENVIRONMENTAL SURVEY 

ASBESTOS INVENTORY 

LOCATION/DESCRIPTION 

Mastic-Bathroom, 1st Floor, Unit A - 12"x12" Grav Floor Tile 
Mastic-Kitchen, 1st Floor, Unit E - 12"x12" Brown Floor Tile 

BUILDING 840 

Mastic-Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 
Mastic-Bathroom, 1st Floor, Unit A - 12"x12" Gray Floor Tile 

BUILDING 841 

Mastic-Kitchen, 1st Floor, Unit D - 12"x12" Tan Floor Tile 
Mastic-Livina Room, 1st Floor, Unit D - 12"x12" Grav Floor Tile 
Exterior White Window Caulk, Unit D 

BUILDING 842 

Mastic-Kitchen, Unit A - 12"x12" Tan Floor Tile 
Mastic-Foyer, Unit A - 12"x12" "off" White wffan Specks Floor Tile 
9"x9" Brown Floor Tile, Unit C 
Mastic . ' .. ,-,"··'· 

9"x9" Grav Floor Tile, Unit C -·1 ~)_, .• ., .-. ~ 

Mastic 
Mastic-2nd Fl. Bedrm, Unit C-12"x12" Dk Grav w/ White Streaks FT 
Mastic-1st Fl. Closet, Unit C - 9"x9" Light Gray Replacement Tile 
Mastic-1st Fl. Backdoor, Unit C-9"x9" White Replacement Tile 

BUILDING 843 

Mastic - Kitchen, Unit B - 12"x12" Tan Floor Tile 
Mastic-Livingroom, Unit B - 12"x12" Gray Floor Tile 
Mastic-Bathroom, 1st Floor, Unit A-12"x12" Speckled Dark Cream FT 
Foyer, Unit A - 9"x9" Brown Floor Tile 
Mastic 
Mastic-Bedrm, 2nd Fl., Unit A-12"x12" DkTan w/specks Repl. FT 
Mastic 

BUILDING 844 . 

Mastic-Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 
Mastic-Bathroom, 1st Floor, Unit A - 12"x12" Gray Floor Tile 
Mastic-Hallway, Unit A, Replacement 12"x12" Beiae Floor Tile 
Entry Door, Unit A - Exterior White Door Caulk 

Note: All quantities are field.estimated and should be verified prior to demoition activities. 
. Transite stack in each building 

L:\JOB\111155/ASBESTOS-INVENTORY ' 2 

ASBESTOS 
QUANTITY. 

4,400 SF 
2,200 SF 

1,200 SF 
8,800 SF 

550SF 
4,400 SF 
750 LF 

550SF 
3,500 SF 
500SF 
500SF 
60SF 
60SF 

500SF 
5SF 
5i SF 

550SF 
3,800 SF 

600 SF 
550 SF 
550SF 
20SF 
600 SF 

850 SF 
8,800 SF 

50SF 
350 LF 
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SAMPLE 

844-036 

845-001-B 
845-004-B 
845-026 

845-029-B 
845-041 

FT. SHERIDAN RESIDENTIAL UNITS 
ENVIRONMENTAL SURVEY 

ASBESTOS INVENTORY 

LOCATION/DESCRIPTION 

Back of Building, Unit A - Exterior Black Window Caulk 

BUILDING 845. 

Mastic - Unit A - 12"x12" Brown Floor Tile 
Mastic-Kitchen, 1st Floor, Unit A - l2"x12" Tan Floor Tile 
Entry Door, Unit A - Exterior White/Gray Door Caulk 
Mastic-Livinq Room, Unit B - 12"x12" Grav Floor Tile 
Outside Back Door, Unit B - Exterior Black Window Caulk 

BUILDING. 846 

846-01-M Mastic-Bedroom, 2nd Floor, Unit A - 12"x12" Grav Floor Tile 
846-016-M Mastic-Kitchen, 1st Floor, Unit A - 12"x12" Tan Floor Tile 

846-028 Front Door, Unit A - Gray Exterior Door Caulk 

846-031 Pipe, 2nd Floor, Unit B - Grav Transite Pipe Insulation **** 
836-:34-M Mastic-Hallway, 2nd Floor, Unit D - 12"x12" Brown Repl. FT 
846-039 

848-01 
848-19-B 
848-31 

R-834-61 
R-834-64 
R-834-43 
R-834-46 
R-835-52 
R-835-55 
R-836-67 
R-836-70 
R-839-88 
R-840-100 
R-844-22 
R-846-07 

SF= Square Foot 
LF = Linear Foot 
CF = Cubic Foot 

Exterior Black Window Caulk, Unit A ·-· 

., 
.. BUILDING 848 

Exterior Door Caulk, Unit A 
Mastic-Living Room, Unit.A - 12"x12" Gray Floor Tile 
Transite Pipe, Exterior Shed, Unit A & B 

ROOFING SAMPLES 

Black Mastic Sealant on Roof Components 
Transite Stack {composite w/ interior) '. 

Cove Base Mastic on Brick 
Asphalt Roofing - (3) Sheds 
Asphalt Roofinq - (2) Sheds 
Tar Sealant - (2) Sheds 
Asphalt Roofing - (3) Sheds 
Tar Sealant - (3) Sheds 
Asphalt Roofinq - (3) Sheds 
Cove Base Mastic on Brick 
Tar Sealant - (3) Sheds ' 

Tar Sealant - (3) Sheds 

Note: All quantities are field estimated and should be verified prior to demoition activities. 
·Transite ::;tack in each building · · · 

. L:\JOB\ 111155/ASBESTOS-INVENTORY 3 

:·'"'.. 

ASBESTOS 
QUANTITY 

2,300 SF 

4,400 SF 
550SF 
350LF 

1,100 SF 
1,500 LF 

8,800 SF 
1,200 SF 
320SF 

35 LF each 
building 
50 SF 

3,000.LF 

150 LF 
3,000 SF 

60SF 

250SF 
********** 

30SF 
255SF 
170 SF 
30SF 
250SF 
45SF 
255 SF 
30 SF 
45 SF 
45 SF 



I 
I 

·I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

APPENDIXD 

PLM LABORATORY DATA SHEETS 
AND 

CHAIN-OF-CUSTODY FORMS 
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I. 
I ~ 

Chain of Custody 

Asbestos Lab SerVices 

EMSL Analytical, Inc. 
2001 East 52nd Street 

. Indianapolis, IN 46205 

Phone: (317) 803-2997 
FaJC: (317) 803-3047 

I 
I 
I 
I 
I 
I 
1. 

Please print all information legibly. / & tJ l/ O 7 L/~0 http://www.emsJ.com 

Company: Versar Inc:. BUl To: Versarinc. 

Address}: 100 West 22nd Street Address]: 100 West 22nd Street 

~ddress2: Suite 151 Address2: Suite 151 

k;ity, State: Lombard, n.. City, Sto.te: Lombard, IL 

i,zwfPost Code: .. 60148 Zip/Post Code: 60148 

U>u11.try: .Country: 

Contact Name: Shaun Terranova Attn: Shaun Terranova 

l/'hone: 630-268-8555 ·Phone: 630-268-8555 

!Fax: 630-268-0555 Fax: 630-268-0555 

!Email: Email: 

IEMSLRep: Paul Nyfield P.O. Number: 

'hoject Name!Nu'inbqr: Fon Sheridan Residences - 111155.0001.001 "'VnrJ.' °MA~ i. it.Uh 

OAir 

~Bulk 

ffil Wipe 

MATRIX 
Cl Soil D Miqo.. Vac D 3 Hours 

[]Drinking 
·water 

D Wastewater 

D 48 :llours 
·c2daysl 

.TURNAROUND 

0 24Hours 
(1 day) 

D 120Hoors 
(S days) 

I TEM AIR, 3 taoars, 6 haun, PleUie call ahead to scbed\tll!. Then Is a presnlmn· chargr for ).hour tat, pk!asc call 1-800-220·3675 tor prl~ "._dor ~i,'fr"~& 

"12 bours (mlllll aninl by ll:~m. Mon ·Fri.), ftea...e R2l'l!T to Prke Quote ~U>l ~ '~ 
· Slllltples. YouwlUbculi.edtnslpanallChorlzndonfnrmCorttlls$8Vke. .J\.·. -\~A __ Q \\cl\ ~ 

I 
. .. .~\~ . 

CM· Aic TEM Air TEM WUER 
El NIOSH 7400(A)I5SUc2:AuKURt 1994 0AIIERA40 CPR, Part 763 Subpart E DEPA 100.1 

I 
I 
I 
I 
I 
I 
I 

[)OSHA wnwA . 0NIOSH7402 DEPA 100.2 

DOthcr: OEPALeveJII DNYS198.2 

0 EPA Point Count 

D NY Stratified Point Count 

0 PLM NOB (Gravimetric) NYS 198.J 
DNIOSH 9002: 

D EMSL Standard Addition: 

0 Qualitative 
0 Quantitative 

l'EM BULK TEM Mh::rovac/Wipe 
0 Drop Mount (Qualitative) 0 ASTM D 5155-95 (qaantatlve me1llod) 

0 Chatfield SOP~ 1988-02 D Wipe Qualitative 

0 TEM NOB (Gi:avimctric) NYS 198.4 

D BMSL Standard Addition: XJm. 
0Asbcstos 

PLM Soil 0 Silica NlOSH 7500 

0 EPA Protoc~I Qualitative 

DEPA Protocol Quantitative Q.THER. 

0 EMSL MSD 9000 Method flbcrRlgram 0 

http://www.emsl.com/COC_Print.cfm?action=print&ServiceCatSelect=3&LabsSelect=Indianapolis,... 8130/04 
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/\u A \CJY\A.. ~ m )~ '-' \. • .D ) .., 

:• 
f-JV\Vv -o ~'r-~~ 1L/&L 

Cham. of Custody EMSL Analytical, Inc. 
2001Bast52nd Street 

. 
Asbestos Lab Services 

Please print all information legibly. I Client Sample# (s) • -. ;......· __ _. . .,._ __ J __ 

I :::;~:7=:.---"-¥l--.........._j~~V-
Relinqu;shed: Date=----~-

I Rccei1'ed: --------'------.-ate: ___ -'--___._ 

Indianapolis, IN 46205 

Phone: (3 U 7) 803-2997 
Fax: (317) 803·3047 

bttp:/Jwww.emsl.com 

Total Samples#:. ___ _ 

Time: ______ _ 

Time:. ______ _ 

18/32 

·-· 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SAMPLE NUMBER SAMPLEDESCRXPTION/LOCATION VOLUME ifa licable i•-;\1r.:.:: '··· 
~~~~~~~--~..:::.::;:.:.=.::;..:::.=~~;;,;;.:..=.;;.o;m-.;..=.:.,.....----t-__;_;~-.;o;;~~---~'"--t 

BJ ~de.. l"'\~~1. c. :Je1 \a"-f Q'(\ t'oo 
C.<>r"' i 

15 j, + 

I 
I 
I http://www.enisl.comlCOC_print.cfm'laction=print&ServiceCatSelect=3&LabsSelect=Indianap0lis,. .. 8/30/04 



I t:J'j/ l:J!j/ Lt:Jt:Jq tJ I; t:J:J 

:• 
Chain of Custody . 

. 
Asbestos Lab Services 

Please print all infonnation legibly. I Client Sample# (s) ___ --'-____ .......,. ___ ........... ;.....___ 

Relinquished: ~.u~ ()MJJ(.J?.:-=::" Date:._-.....,8<+~~1~-'\l\.._.'-f. i---l-,... / 

I Received: ~ . Date:, __ .....__'9--:/_..__-_cJ __ . +~-

'I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Relinquished: 

Reccived: 
___________ D,ate: ________ _ 

.. 

,I 

PAGE 19/32 

EMSL Analytical, lnc. 
2001 East S2nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fa~: (317) 803-3047 

http;//www .emsl.com 

Total Samples#:, ___ _ 

~ 

Time: ______ _ 

Time:~-------

L . -fl-: 

I http://www.emsl.com/COCYrint.cfm?action=print&ServiceCatSelcct=3&LabsSele1::t=Iridianapolis,. .. 8/30/04 



·1 l:'.l':l/ l:'.lt!/ :L111:'.l4 l:'.l f: 11~ ::11 ft!l1::1::1114 / 

:• 
Chain of Custody 

I • 

Asbestos Lab Services 

. Please print all information legibly. I Client Sample# (s} · . · · w -------

Relinquished: ~~ :•'"' s\'>'\o~ 1-......i. ;,;z:; . ..., 9-&uc./ 
Relinquisbed: _____________ _,Date: _____ _ 

I Received: ___________ D.ate:,._. ------

I 
I 
I 
I 
I 
I 
I 
I 
,I 
I 
I 
I 

SAMPLE NUMBER SAMPLE DESClUP'110N/LOCA.110N 

.. 

PAGE 20/32 

EMSL Analytic:al, InC. 
:mot Bast 52nd Street' 

lndianapoli.s. IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http://www.emsl.com 

Total Samples#:. ___ _ 

Tune:,_~--~~1----
9 ;~,,-(/f'> Time: 

1ime=-~-----

Time:,~---~--

... J( J. 

I http://www.emsl.com/COC_Print.cfm?action=print&ServiceCatSelect;3&LabsSeJect=Indianapolis,... 8/30/04 
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' 
3178033047 

Chain of Custody 
' 

1+·'. 
I - .. Asbestos Lab Servi~es 

... Please print all information legibly. I Client S::ample .# (s) . · . . 

Relioqu;.hed: ~~.r.;u.::== Date: 

I Received: ~~"""~;:;e::::::..=:~::::;.....----'"-----Date: 
Relinquishcd:. _________ ...,__.ate: _____ _ 

I R~eived: __________ ......... ate;.~.------

PAGE 

/'"/ <../ h 6 '5 'f1b 'b 

EMSL Analytical, Inc. 
2001East52nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2.997 
FeJt: (317) 803-3047 

http://www.emsl.com 

Total Samples#:. ___ _ 

Time:.--.....:3:;..;3()~~~~-· __ 

9 /'(),,-Vb 
Time:. ______ _ 

21/32 

l-----------11-------------------------------t-------------1 '-··-, ... -. "·-·•"···-· .. 

. I 
.I 
I 
I 
I 

·1 

0 

http://www.einsl.com/COCYrint.cfrn?action=pririt&SeiviceCatSelect=3&LabsSelect=Indianapolis, .. - 8/30/04 
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·1 

•• 
Chain of Custody 

' 

Asbestos Lab Servi.ces 

Please print all information legibly. I Oient Sample# (s), __ .-· _...._. ------ -----------

1 ::~=ed'~:::::: 11~~~0 ~ ~-
Relinquished: ____________ ..__.._,,_ ate:_"'"-'"' _______ _ 

,I Received: 
_____ _.._ _______ ate:. ______ _ 

PAGE 22/32 
- -t:I- - -

"?J..f' G t, '6 lh 
EMSL Analytical, Inc. 

2001 East 52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http:l/www.emsl.com 

Total Samples#: ____ _ 

Time: 3: 10 ,,,.,.....,-
Time: , ; yJ .;-c/ ~ 
Till'le:. ______ _ 

T"llDe: _______ _ 

I J..::=S!;!AMP!:.::.:;:L~E,.!.;NUMB:.:::.::=E:.:.R~--....;;;;SAMPL;;;:.;:=E:::;..,;;D-ES;;;.C.;::RIPTI=..::.::.;O=..:N:.;:;IL.;;;;;.;;O.;;C;:.::A:.::TI.:;;.;O;;;,;N-.. __ +--v_o_L;;.;UME;;.;.;.;;:;;;...:;;i-.f a~;.;;;;llca=bl;;.,e~·!·-.- '~..,.r-.:;t:> . ·· 

I 
I 
I 
1 ·~_______.._~ ____ _.._..., ______ ----4 

I 
I 
I 
I 

I 
. t . . I http://www.emsl.com/COC_Prlnt.cfm?action;;;print&ServiceCatSelect=:3&LabsSelect=Indianapolis,... 8130/04 
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:• 
Chain of Custody · 

. 
Asbestos Lab Services 

Please print all infonn4tion legibly. 1. Client Sample # (s) .....<=. 
Relinquished: /)A...().J.k:d..JM ~ Date; 

I Received: #A ~ Date: 

Rdinquished: Date: ______ _ 

I Received: 

·1 SAMPLE NUMBER SAMPLE DESCRlPTlON/LOCATlON 

I 

PAGE 23/32 
- . <.., 

'?~~~' 7111b 
· EMSL Analytical, Ille. 

2001 Easl 52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax:(317)803-3047 

bttp:.1/www.emsl.com 

Total Saniples #: ___ _ 

Tune: 3; o/2P1"== 
nme:_£_Vo c/ ;::'~ 
Time: ______ _ 

Time: ______ _ 

I ~~.......,_._ _______ _.,..__ ______ _,. 

I 
I 
I 
1. 
I 
1. 
I 
II 
I 
I http://www.emsl.com/COC_Print.cfm?action=pcint&ServiceCatSelect;=3&LabsSelect=Indianapolis,... 8/30/04 



:• 
Chain of Custody 

.. 
Asbestos Lab Services 

I 
Please print all infonnation legibly. 

Client Sample# {s) --------

IWUJqdlsh<d' )\k,.,.. .:G.M.cu•.!!1/Z./D.t.• lt~~o ;:( I Received: . ~ Date: ___ 'J_&...-i...L__..__ _ _,_ 
.. _/ 

Relinquisb.ed:. _________ .....__.__Date:. ______ _ 

I Received: --------------'_,_ate:,_.-'-_ ___. __ _ 

'I 
I 
I 
I 

SAMPLE NUMBER. SAMPLE DESCIUPTlON/LOCA.nON 

PAGE 24132 

7l/?b i7 I/th 
EMSL Analytical, Inc. 

2001 East 52nd Street 
Indianapolis, IN 46205 

Phone: (3 H) 803-2997 
Fax: {317) 803~3047 

http://-WWW.emsJ.rom 

Total Samples#:. ____ _ 

Time: -3; 3J?,,..,...= · : / 
Time:·· 9',.'. c/J/ //_> 

I 

·Time;. _______ _ 

Time:._· ______ _ 

VOLUME ifs licable ,. 7 .. ur.~i'"i: , .' 

~55.-f. x. 3 

l~~~-:z..---~--~ 

I, 
' 

I 
I 
I 

. ,/( 3 

13 

. ' 

I i-----+-------------1------1 

I 
~ 

I 
http:l/www.emsl.com/COC_Printcfm?action=print&ServiceCatSelect=3&Lab~11ndianapolis".. 8130/04 

I .\ 

, 



~ 09/08/2004 07:05 3178033047 

:• 
Chain of Custody 

' 

Asbestos Lab Services 

I 
Please print all infonl1ation legibly. . 

. Client Sample# (s) . . · . - _ ___. ...... -------

Relinqulmeq~~Q:Jt\!l< Datt' <6\~1~ I Received . Date: 9 --/- CJ '/. 

I 
Relinquished:. __________ _,atc:. ___ ___:_._ __ 

Received: ----------~ate:._·---~--

PAGE 25/32 

1lf~~ 1 oJlh 
EMSL Analytical, Inc. 

200 l East 52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax.: (317) 803-3047 

http://www.emsl.com 

Total Samples#;. ___ _ 

T'une: ________ _ 

Time:·~------

·1 ~SA~MPL~~E~NUMB.:::.:;:,;~E~R:....i---...::S~A~M:::P:.:L:.:;E::..:D:;,.:ES::.:.;;;C;:,:IUPTl;:;:..:;..:.O;:::;N~IL;.;:;;,;;O•C~A~Tl.::.::O:::.::N-=---~~V..:..;;;;O,;;;:LU~M:::E~if.-aCJ:..::1i:.;:;ca:=b;;.;;le"--t ~· .. :-.: (·)f'.;,;;_ , : · 

I 
I 
I 
I 
I ot; 01v br,, 
.~~~~~~~~~--~ 

I 
1· 
I 
I 
I 
I 

is s.t. ;( 3 

I http://www.cmsl.com/COC_Print.cfm?actiori=print&SeiviceCatSelect=3&LabsSeJect~Indianapolis,. .. 8/30/04 



:• 
Please print all information legibly. 

Chain of Cu~tody 

Asbestos Lab Services 

I Climt 5"'nple # (s) - • · I . 
Rdmquhhm~D-~~~OL 

I Received: Date: . ( 
(..,./ 

Relinquished:. __ ...,.-________ Date: ___ ~---

1 · Received: _ _;..__ __ ___...-'---'------ate:. ____ ~--

I· SAMl'LE NUMBER 

oru· 

PAGE 26/32 
'j'-f(d(p - ··o· . 

. /606/G 

EMSL A118lylical, Inc. 
· 2001 East 52nd Street 
Indianapolis, IN 46205 

Phone:(317)803-2997 
Fax.: (317) 803-3047 

http://www.cmsl.com 

Total Samples#:. ____ _ 

Time;·-~----~~~~ 

VOLUME if a Jicable · !':· • Ul'.:,-; .': · 

I ~~ ............... ------------.--.......----+--------'---I 
5 s . .f ~ ;;;J. 

~~::...:..:.........a.~~+.JU"'l!FJ3.;l.-.;._...oi1ML"'-.:.--;,,+......;;..;...;;;......"""------+---li&..;;..__;::........::.....;..;;...::::::;;;:..---1 ' ...... ··-· ... _ ... -· ..• 

I 
..-.__.l"-4.+--......L..&.:..-+---~__,.--+-----~------~----...... ----'--------~~ 

II 

II 

'r--------+---------~--------+-----~ 
1· t------+-----__.......... __ ___. 

I 
t--------~+------------~~-----~----....o.f.---------~---~ 

I t----~-1----------1---~---1 
I 
·I 
I http://www.emsl.com/COC_Printcfm ?action=print&ServiceCatSelect=3&LabsSelect=lndianapolis,... 8130/04 

< 



I t'.J'j/ t'.ll:S/ Lt'.11'.J'I l'.J I; l'.J!J . .. 

:• 
::1111:!1::133047 

Chain of Custody 

Asbestos Lab Services 

Please print all information legibly. I Client Sample# (s) · · . ·· . "-~-----

Rdlnqubhed:~ :te: ~~~ ·. I Recei•ed' ~ ~ .,., l[/-ocf 
Relinquished:_~------------atc:. _____ __..._ 

I Received:. __ _.;,_ ______ __.._..-ate:~.....-~----

I SAMPLE NUMBER SAMPLE DESCRIPI'ION/LOCATION 

PAGE 27/32 
• """"=' .. - -- -

.. 1l/66 11 t0 /b 
EMSL Analytical, Inc. 

2001 East 52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http://www.emsl.com 

Total Samples#: ____ _ 

Time: ____ ,__;... __ 

Time: ______ _ 

VOLUME ii a lie.able 

., 
.......,c11.-~-=----11ic...:i.~,.._--~--....... ---""'""t------'-~------::-------t----""'1'"----------............. 

( TJ\ ~ PAw~tt S ) 
1~~~--~-----..------.--------~ 
,~~~~~~-~~~--· .. ·-·-.--... ·-... -

...... _r.r.....u....~-3~S---+---~------+-~--~----~----------1--~ ........ ----~-----t 

I 3(:,' 
~~-+-------~---------+----~----t 

I~~~ 

'~~-r--------------------+-----~ 
I....------------------------------+---------_.. 

I 
t------~+---~-----------------------+--------------1 

1.---t--..........___ _____ ..........____-+--__ ~ 

I 
I 
I http://www.emsl.com/COC_P~t.cfm?action=print&ServiceCatSelect::=::3&LabsSelect=Indianapolis,... 8/30/04 



~ 09/08/2004 07:05 

·I 

•• 

3178033047 

Chain of Custody 

Asbestos Lab Services 

I Please print all information legibly. 

Client Sample# (s), _______ _ 

IRellnqulshod•A.~. um~ ~ ~ri_ d~ 
Recol•od~-~-=~~=--------Date: ~_£___ I Relinquished.:, __ · _________ Date:. ______ _ 

Received: ----"----'---------~· Date: ______ _ 

I SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

PAGE 28/32 

Page 2of2 

1lf{Qh 110-01b 
EMSL Analytical, Inc. 

2001East52nd Street 
Indianapolis, IN 46205 

Pbone: (317) 803-2997 
Fax: (317) 803·3047 

ht.tp:/lwww.emsl.com 

Tot.al Samples#:. ___ --:_ 

Time:,_ ......... _____ _ 

T"1m.e:, ___ ..__ __ _ 

. ~·· - . •' .. 
VOLUME ifa licable · r;ut•.;;~.' ;• 

l~JL..!..-r--:~~~~~~...a...u~~oo~t=---1-£~~·{~,~:K~· --~ 

I 
'~· ~~~~~~-~~_.. ....... - .... --···--- .. · 

1~----4----~--------+--+-~~ 
0 

I 
1....---r------...._._ _ ___.__...._...._----I 

1~---+----~--_........_~---~ 

I 
L----------L-------~--------------;..._-_..;.. __ ..___~--~~----1 

I 
9r:tfl/(\A 



~ ~~/~~IL~~4 ~/:~~ :::1178033047 

I .. Chain of Custody 

Asbestos Lab Services 

'Please print all information legibly. 

Client Sample# (s) . . • ---------

•:::od:~--- :: t±~v 
""' IRelinqui.shed: __________ ~_,_ate: ______ _ 

Received: -----------~-_,...ate: ______ _ 

SAMPLE DF.sCRlM.10N/LOCATION 

I 

PAGE 29/32 

Page 2of2 

?lfultt f?o-6 rro 
EMSL Analytical, lilc. 

2001East52nd Sn-eet 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http://www.emsLcom 

Total Samples#: ____ _ 

Time: ____ ~--

Ume: ______ _ 

VOLUME if a licable ·. ~···.·: \ j_~;; ~ . '·:' 

rs s.t t. 3 

I~-----------~--~----~ 

I 

I hftp://www.etnsl.com/COC_Print.cfm?actiori=print&SerVi~~CatSelect=3&LabsSelect=Indianapolis,... 8/30/04 



I 
~~l~~IL~~q ~1;110 

:. 
.:I! ft:U1.:l.:1114 f 

Chain of Custody 

Asbestos Lab Services 

I Please print all information legibly. . . 

Client Sample# (s) • -------..----

I Rell~~ed:~'V>-- Date: sd)~~O 
Rece1~ed. ~~ - ~ate.~~ =~ "L Cf 

I Relioquished: _______ __.._ __ _,_ate:_.... --~---

Received: 
____________ ate: _____ _ 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SAMPLE NUMBER . 
f:.-~l.l5 - 10 

f-i~s ... I I • 

-
?~'S4S-. · 11. 

. 
'K-145 - I~ 

t2 '."'i'i'-; 1~ 

1.c; 

-· . . 

- . , . - ' "8 

SAMPLE D~CRIPTION/LOCATION 

~-..C. ~~:y..4\a "" f\.: ti./ ~ l'lO ~ 
v ' 

,~ 

A :in haJ1" ~n~+~t'\l'l ~h~c\, 
' •. .J 

..... / 

- ' ·-~ . 
' - ~ 

-
.. 

..... .r 

PAGE 30/32 

Page 2 of 2 

1~~ / l/ "a I ftJ 
EMSL Analytical, Inc. 

2001 East 52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax.: (317) 803-3047 

http://W\\'W.emsl.com 

Total Samples#: ___ _ 

Time:~ . ?/1ifS . 
Time. . . 

Time: ______ ....__ 

. Time:. ______ _ 

VOLUME Cif annlicable) 

l\'l.5..,, . ./-; x j 

' 

'V 

s s s .+. ~ ;_ , 
\l/ 

! 

8/30/04 



~ 09/08/2004 07:05 

:. 
3178033047 

Chain of Custody 

Asbestos Lab Services 

tlease print all information le~bly. 
Client Sample# (s). __ --'·"----- - ~ 

r~u~~~=--~:: Dare•~~ ~~ 
R""'1vcd; ~~~~---u-o!f 

IRelinquish~: ate; _____ _ 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I· 

Received: Date: ___ ~--

SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

~-~4b~ 0' 5h~f\~lti_ too~ f'\ ":I\.) ~ c 0 .f-. 
R:'$'ib- o 2- . 
R-1%-03 ' ~ .. 
i,1'-lb- O'i 

~Dn~\-\' 'too~~ l\q S\,-ec\s 
I ..., 

t-lj,'ib- O'S 

Y-'b4b 0-(o ' ~v 
~ 

R-'& Y.ln.. lJ4- -l~e ~A\a:/\-t S'hec\ ~ 

~- ~4ln. o"li 

R~i46'." o t\ ' v 
. 

PAGE 31/32 

Page 2 of2 

1 t.f(pb I ~°tJ 10 
EMSL Analytical, Inc. 

2001 East 52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Pax: (3 l7) 803~3047 

http:/l'W'\VW.ehlSLcom 

Total Samples#: ___ _ 

Time:_S:,..,_·~_,.....__· __ 

'tff o?s Time: 

Time:~~-------

VOLUME (if annli(:9ble) . ~ 

llZ5 ~- ~ l( .~ 
, 

"' ,/ 

SSo . .f. x 3 

\ii 

t 5 s . .f. x3 
, 

'/ 

I http://www.erosl.cqmJCOC_Print.cfm?action=print&ServiceCatSelect~3&LabsSelect=Indi~napolis, .... 8130/04 



I 0'3/08/2004 07: 05 

I 

•• 

3178033047 

Chain of Custody 

Asbestos Lab Services 

I Please print all information legibly. 

Client Sample# (s)'-----'-· --'--""'----- ----------

• Rcu~ubhod' ~~t<fl-=. Date:___,,9':::.+1)-\ ....... \\o._=f_. -V 
Rccelvedt -~~-.....:::;.,_-~t=-~,/ ___ ·----· D.ate: ?: /--0 I Relinqui.shed: _____________ ~Date: _____ _ 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
1· 

Received; 
___________ ate: ______ _ 

SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

r-'\~'i. _ t JL 
. Iv 1\~ 11t pe_~ 
~Ot>t ~"'·"""'' 'JY\A~ V,,,~! 

'.J 

f' . .r~,t\ '?I ·- \\~ 

~ -'34'6 -: llM. ,.) 

. 

PAGE 32/32 

Page 2of2 

'7L/&G llRb[Jlb 

EMSL Analytical, Inc. 
200 l East 52nd Stteet 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http://wwW-.emsLcom 

Total Samples#:. __ ............. _ 

Time: ______ _ 

nme: _____ ._ _ 

VOLUME (i( annlicable) ·. 

Z,cJPO S. J. 

~ 

I 1..t ... •//mmm Pm<ll ,..nm/r'flr' Pnnt r.fm?~r.tinn=nrint~.~ervic.~r.atSelect=3&LabsSelect=Indianapolis, ... 8/30/04 



I EMSL Analytical 
2001 East 52nd St., lndlanapolls, IN 46205 

Pho11e: (31n UOJ.2097 f3X: (:l17) 803..3047 Ema II: lndlan olisl=ib@emsl.com 

Shaun Terranova 
Versart Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-a555 

Fort Sheridan Residen~s -111155.Cl001.001 Roof 
Materials 

Customer ID: 

Customer PO: 
Received: 

EMSL Order: 

EMSL Proj: 
Analysis Date: 
Report Date: 

VERS56 

09101/04 9:45 AM 
160407466 

91712004 

91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

ample Location 

1804074GG-0001 

15040741$tlo0003 

18040740~004 

1 Glld07466-000~ 

1804074~ 

16040741li$.0007 
., 

160407468-0008 

Craig Nixon (117) 

Appearance 

Black 

Non-Fibrous 
Homogeneous 

Gray 
Fibrous 
Homogeneous 

Brown/Black 

Fibrous 
Heterogeneous 

Brown/Black 

Fibrous 
Heterogeneous 

Non-Asbestos 

Treatment · % Fibroug % Non-Fibrous 

Dissolved 95% Non-fibrot1s (other) 

Crushed 75% Non-fibrous (other) 

Teased 20% Glass 80% Non-fibrous (other} 
Dissolved 

Teased 20% Glass SO% Non-fibrous (other) 
Dissolved 

or other approved signatory 

PAGE 02/32 

Asbastos 

% Type 

5% Chtysotlle 

Not Analyzed 

Not Analy:ted 

10% Crocidolite 

15% Chrysotile 

NotAnal~ed 

Ncit Analyzed 

None Detected 

None Detectad 

Due to magnl~lion limltallons inhel'ent In PLM, asbeol0$ fibers In dtrmnsiOM Detow the resoh,1lion capat>uny al Pl.M M8Y nol be dele~llld. Sllmpiee niport&d ~$ '-1 % Of none deleci~ 
fl"ISV f"llqulrg :idditlonsl teellng by TEM to conllrm asbe$1o,; q~nll!les. The E1bove ll!sl report rel~t;o only to Ille Items l~Dd :ind may not be roprOduced In any form wllllclul the exPress 
written :SPPf0"91 of l;MSL Malyltcal. Ille. IOMSL's liat>Hlly 1& ~mll~ to the CO!ll of il11<1IY*;. EMSL bea111 no =PMSilliltly for aamplEI coUectlon actMUllS Qr ;u~lyUcat met11D<l llrn1t~tlons. 
lnterprela~on ~nd <!!le or test result• :1re the respoi15lb1Uty ortl'le cRent. 

An~l\'1'1'1 pcrlomie<I by EMS!. lndt:sn:ipo~a (NVL.AP #2001 eB-0) 



I 
09/08/2004 07:05 3178033047 

rrxizar:rn46rm*&Ji 

Attn: Shaun Terranova Customer ID: VERS56 
Versar, Inc. Customer PO: 

100 w. 22nd Street Received: 09/01/04 9:45 AM 

Suite 151 EMSLOrder: 160407466 

Lombard, IL 60148 

(630) 268-0555 Phone: (630} 268-8555 
EMSL Proj: 

Fort Sheridan Resid~nces -111155.0001.001 Roof 
Analysis Date: 9/1/2004 

Materials 
Report Date: 91712004 

Cr:Jig Nixon (117) 
ot other approved signatory 

Ou~ to tn:ignlflcauon 11111lii1tions innerenl In PLM. ~b.!9109 nbera In dln='ISions below 1t"" ~uliO~ C3paDmty of PLM MllY not De clet~ed. ~rnple5 reported ~ <1 % or none aetecled 
"'<'Y tcqulre addlllon81 te$1ing by TEM la C011ftrm.~soest09 QuanUlle&. The above teat rapgrl lcl3te9 only to Iha II~= le~d and may riot bo reproouced In any fOtM Wlll1out Ille expr<1ss 
wruten sppn;>v:>t of EMSL Anelylli;.111, Inc. EMSL's tlabl1tty 1$ 111'1111.<!d to Iha c:ost ol a~I~. EMSL beers no -.pon!.lbnrty ror 5(1mpl" callectlon aCIMlles or ~nRl)'tle:il metllOcl llmlll'ltlon•. 
lntcrpte1311on and use gf lcsl te9u\l!I are !he ~01\Sibluty D! U>e dlenl. 

Anolysis pertormeG by EMSL lndianapOlls (NVLAP #2001e6-0l 

PAGE 03/32 

2 



IEMSL Analytical 
2.001 E.as.t S2nd St., lndlanapoll~. IN 46205 

Phone: 317) 803-2997 fax; (a17 803-3047 omsl.com 

Attn: Shaun Terranova 

I Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 ., . Phone: (630) 268-8555 

Project; Fort Sheridan Residences -111155.0001.001 Roof 
Materials 

Customer ID: 

Customer PO: 

Received: 

EMSL Order: 

EMSL Proj; 

Analysis Date: 

Report Date: 

VERS56 

09/01/04 9:45 AM 

160407466 

917/2004 

91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance TreatnJent % Fibrous % Non-Fibrous 

RecltBlack Teased 35% Cellulose 65% Non-fibrous (other) 

1GOd074B6-0019 Fibrous Dissolved 

Heterageneous 

Red/Black Teased 30% Cellulose · 70% Non-fibrous (other) 

160407486-0020 Fibrous Dissolved 

Heterogeneous 

Black Teased 30% Cellulose 70% Non-fibrous (other) 

1G0•07466·D021 Fibrous Dissolved 

Heterogeneous 

Brown/Black Teased 30% Cellulose 68% Non-fibrous (other) 

Fibrous Dissolved 

Heterogeneous 

Brown/Slack Teased 35% Cellulose 65% Non-fibrous (other) 

160407466-00~3 Fibrous Dissolved 

Heterogeneous 

Brown/Black Teased 35% Cellulose 65% Non-fibrous (other) 

fG{)407dB6-0024 Fibrous Dissolved 

Heterogeneous 

l.l · , I f . ~J/. ;:,. _ _.,r_--.,. 
<.,) 

or other approved signatory 

PAGE 04/32 

.Asbestos 

% Type 
Not Analyzed 

Not Analyzed 

None Detected 

None Detected 

None Detected 

2% Chrysotife 

None Detected 

None Detected 

Dile lo !Tlilgnlfii::ilion llmtlallon$ Inherent in PLM. a&besw.; fibets in <11men51on~ ~ lhe reeolu11on c;op:ibiiily or PlM msy nol be deleded. Samples reported as <1 'ill or nQl'I<!! detected 
may rqqulto ~ddillanal testing by TEM lo cannrm 11sb«.lo~ qlJ3nUtles. Ttie 11bove l!9t report rel<ilcs only la 1ne nem& 1~ed Md may not be riJ~duced In any form -.iltioul l~e expres 
written approll0! of EMSL Anal~cal. Inc. E;MSL's na1111ny la llrnftod 10 the cost 01 ~!191Y"I~. EMSL lleBr.> no r:espOMlblllly ror sarT11Jle ~lcctlan actlllillee or an~lylbl m~lhod llmllellon•. 
lnlerpret0tlon .ind use ol test rq:;ull~ :ire tl'le re9POf161blllty ol lhe cllent 

Analysts IX'rfom~ by EMSL lndl•n~pons (NVlAI" #200188.0) 

3 



I 
09/08/2004 07:05 3178033047 

leMSL Analytical 
2001 East 52nd St., lndlanapOlit, IN 46205 

Phono: (317) 803•2997 Fi!i!; 1317 803-3047 email: . lndlana 1islab@emsl.com 

Attn; Shaun Terranova Customer ID: VERS56 

I Versar, Inc. Customer PO: 
100 W. 22nd Street Received: 09/01104 9:45 AM 

Suite 151 EMSL Order. 160407466 

lax; Lombard, IL 60148 
(630) 268;.Q5S5 Phone: (630)268-8555 

EMSL Pro): 
Project: Fort Sheridan Residences· 111155.0001.001 Roof 

Analysis Date: 917/2004 
Materials 

., 
Report Date: 9/7/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment .,.,. Fibrous % Non-Fibrous 

Black Dissolved 97% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

.. Brown/Black Teased 35% Cellulose 65% Nan-fibrous (other) 

Fibrous Dissolved 

Heterogeneous 

Brown/Black Teased 36% Cellulose 65% Non-fibrous (other) 

'60407460-0Q?.R Fibrous ·Dissolved 

Heterogeneous 

Brown/Black Teased 35% Cellulose 65% Non-fibrous (other) 

1G0407486-0030 Fibrous Dissolved 

Heterogeneous 

White/Black Teased 22% Glass 75% Non-fibrous (other) 

Fibrous Dissolved 

Heterogeneous 

., 

or other approved signatory 

PAGE 05/32 

Asbestos 

% Type 

3% Chrysotile 

Not Analy;i:ed 

Not Analyzed 

None Detected 

None Det~ted 

None Detected 

3% Cltrysotlle 

Not Analyzed 

Ovc to m:ignillcallon l1rm1aticn~ inllerenl In PLM, ssbasll>\I fibers In dlmeostoos b4llow tlle resah.1Uon capablllly of PLM may not lie flet~od. S~mples reponed as <1 % .,.. not1e delecte<I 
msy require add1Uon;ol teslln(I bV TEM lo ce110rm ~r.b~os quanuues. T111t 11bcwc te~l repcirt relates only IC lhe llems le!le<I and may nQI b" te;il'Oduced In any !or!T1 wllhaut lhe express 
wrrn~n •pill'DV31 or EMSL An;ilytlcol, Inc. f.MSL's llablllty Is llmH<>d to I~ cos! of Sl'tllyi;~. EMSL ~ears no re6l)Ol1slb1lllyf0t ~mple cOllec11on £M:JMll".!" er "n8l)'llcal metlloo nmttstlan~. 
lnterprelation end u~" of lesl fl!!lUll!I are IM rl'Spon~lbUily Oftlle c~enf, . . 

AMlysis perlorme<J by EMSL lndlanapolls (NV~AP #200168-Dl • 

4 



IEMSL Analytical 
2001 East 52nd SL, Indianapolis, IN 46205 

Phone! (317) 803-il!197 Fax: (317) 803-3047 Email: indlanapolislab@emsl.eom 1·····:···-·---····· -·· · ·•·r···h--·-· ·-·--·· = .. , ..... ,,.,r··-~·r·-m·r&-··::mcu-soz:tw ==== 

Attn: Shaun Terranova Customer ID: VERS56 

I Versar, Inc. Customer PO: 

100 W. 22nd Street Received: 09/01/04 9:45 AM 

Suite 151 EMSL Order: 160407466 

Lombard, IL 60148 
(630) 26S.0555 Phc'lne: (630) 268·0555 EMSL Proj: 
Fort Sheridan Residences • 111155.0001.001 Roof Analysis Date: 91712004 
Materials 

Report Date: 91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

L~ion 

160407486-0033 

1B0407466-003~ 

16()<107466-()(};)9 

Craig Nixon (117) 

Appearance 

Black 

Fibrous 
Homogeneous 

Red/Black 

Fibrous 
. Heterogeneous 

Red/Black 

. Fibrous 
Heterogeneous 

Red/Black 

Fibrous 
Heterogeneous 

White/Black 

Fibrous 
Heterogeneous 

Treatment 

Dissolved 

Teased 
Dissolved 

Teased 
Dissolved 

Teased 
Dissolved 

Teased 
Dlssolved 

Non-Asbestos 

% Fibrous 

30% Cellulose 

30% Cellulose 

30% Cellulose 

25% Cellulose 

% Non-Fibrous 

97% Non-fibrous {other) 

70% Non-fibrous (other) 

70% Non-fibrous (olher) 

70% Non-fibrous (other) 

75% Nan-fibrous (other) 

I . · / f 1~.L//. ;z .. ~· 
,_j 

or other approved signatory 

t-"Al.:lt:.. t:lb/ SL 

Asbestos 

% Type 

Not Analyzed 

3% Chrysotlle 

Not Analy.:ed 

Not Analyzed 

None Detected 

None Detected 

None Detected 

None Detected 

Due lo magrolnc:<otian limilallong lnl1'3n!l1t In PLM, :!l!be9toa nbm In dlml!n!iong below the rt1$QfuUon Cllpabl~ty of P~M rrt<IY not be detected. Sampl0$ r.!p0r1e<I ss <1 'lb er netle delede~ 
mAy rAquln: oddlUonal teettns by TEM ta cot1Hrm asDe&IO& quAnUUc$. TIU! above test rilpart tctotes onl)' 10 Ilia llemi; Wied :ind may not be reproduced In any lorm wllh11ul Ille expt'<!SS 
wrllten approval of EMSL An:ilytlcst, Inc. EMSL'• l~bnlty Jg 8mtled to the °"''al t1nalY11IS: EMSL br.~11: no re!:ponstblnty far &l'mplci colleclloo a~MUl!S or co=lyt1col metho<l llmttatlans. 
lnterprel~tlon ond uge al test rasvll$ ote lhe r~onalbflllll of tt>c dlenl 

Anet~ls prnfatmed Cy EMSL lndl<!n;ipal~ (NVLAP "2001 EIS.0) 
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IEMSL Analytical ., 
2001 Eul 52nd St., lndlanapolls, lf\148205 

1 
Ph~~":. <~.~ 7) eo:i:~:;: . ., .. \~;! .. (3114~s:~~~~n ~:!::;~.d:zr:~=~~=-m 

Attn: Shaun Terranova Customer ID: VERS56 
Versar, Inc. Customer PO; 

100 W. 22nd Street -Received: 09101104 9:45 AM 

Suite 151 EMSLOrder: 160407466 

Lombard, IL 60148 
(630) 268..()555 Phone: (630) 268-8555 EMSL Pro]: 
Fort Sheridan Residenees -111155.0001.001 Roof 

Analysis Cate: 917/2004 
Materials 

Report Date; 91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized ., 
Light Microscopy 

Non-Asbe~os Asbestos 

ample Location Appearance Treatment % Fibrous % Non-Fibrous o/o .Type 

White/Black Teased 25% Cellulose 75% Non-fibrous (other) None Detected 

1G0407461HJO.f1 Fibrous Dissolved 

Heterogeneous 

White/Black TGased 25% Cellulose 75% Non-fibrous (other) None Detected 

, 6tl407d66·0042 Fibrous Dissolved 
Heterogeneous 

Black Teased 35% Cellulose 65% Non-fibrous (other) None Detected 

1tl0d074BB-0043 Fibrous Dissolved 

Heterogeneous 

Red/Black Teased 35% Cellulose 65o/a Non-fibrous (other) None Detected 

, IS<l407468-0014 Fibrous Dissolved 

Heterogeneous 

Red/Black Teased 35% Cellulose 65% Non-fibrous (other) None Detected 

180407~56-00dS Fibrous Dissolved 
Heterogeneous 

Tan/Black Teased 5% Synthetic 95% Non-fibrous (other) None Detected 

160407~66-0046 Non-Fibrous Dissolved 

Heterogeneous 

Tan/Bia.ck Teased 5% Synthetic 95% Non-fibrous (other} None Detected 

1G0407d88-0D<l7 Non-Fibrous Dissolved 
Heterogeneous 

Tan/Black Teased 5% Synthetic 95% Non.fibrous (other) None Detected 

1G040746t}-0048 Non-Fibrous Dissolved 

Heterogeneous 

Crnig Nixon (117) 
·or other approved signatory 

Dv~ to m3(1111Hcatlon llmll.,lions inl'lerenlln PUA, i1$b.!!5los nbers In dJrn~~.ions below Ina l'e$0lullon capabillly er Pl.M rn;1y not be detected. Sarnples l't!!j)Orted as <1 '4 or none dt!!tected 
m"y l<!qlJlre eddUlonii'l l~~nQ by T~M to c011~m'l <1~bl!Stos queilUlles. Tl'le above lest report rorates. only ta the Items t>l!;led aM may not ba rep!'Oduced In any form without ine eiqirese 
Wrllten 9pprov~I or EMSL Ane1y11c;>l, Inc. EMSL's llablllty 1$ llmlled Jo the cost ol e""IY""-· !;.MSL bears no n::;~blllly l'llf sample CQll,,cllon .-ictMttes or an;11ytle1l melhOll llmltetlons. 
lnterprct~llon an<! use of re~J results are Ille r1151J~Jbilily or tile ctlenl. 

AnolY'f~ performe~ by EMSL. ll'ld~napctls (Nill.AP #20018S-O} 
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09/08/2004 07:05 3178033047 PAGE 08/32 

IEMSL Analytical .. 
2001 East 52nd St-, Indianapolis, IN 46205 

Phone: (317) 803·2997 Fax; (317 803-3047 Email; indi;in:apollslab em!ll.com 

Attn; Shaun Terranova Customer ID: VERS56 

I Versar, Inc. Customer PO: 

100 W, 22nd Street Received: 09/01/04 9:45 AM 

Suite 151 EMSL Order: 160407466 

Lombard, IL 60148 
(630) 268-0555 Phone: (630) 2eS-8555 

EMSL Proj: 
Fort Sheridan Residence$ • 111155.0001.001 RQOf 

Analysls Date: 9rl/2004 
Material!: 

Report Date: 9!1/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
" Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Green/Slack Teased 30% Cellulose 70% Non-fibrous (other) · 

Fibrous Dissolved 

Heterogeneous 

Green/Black Teased 30% Cellulose 70% Non-fibrous (other) 

Fibrous DisSQlved 

Heterogeneous 

Green/Black Teased 30% Cellulose 70% Non-fibrous (other) 

Fibrous Dissolved 

Heterogeneous 

White/Black Teased 23% Glass 75% Non-fibrous (other) 

lll040746fMXl~Z Flbrous Dissolved 

Heterogeneous 

160407468°0053 

160407 46f;.OO'.A 

Blaek Teased 30% Cellulose 70% Non-fibrous (other) 

1604074B6·005!i Fibrous Dissolved 

Hom_ogeneous 

Blacl< Teased 30% Cellulose 70% Non-fibrous (other) 

1tl0407481'-00~ Fibrous Dissolved 

Homogeneous 

Asbestos 

% Type 

None Detected 

None Detected 

Non~ Detected 

2% Chrysotlle 

Not A11alyzed 

Not Analy:ted 

None Detected 

None Detected 

Craig Nixon (117) 
or other approved signatory 

Oue 10 rn~gnmc:iuon 11m1tall0n$ Inherent In PLM, a&bc$1os fillers In dlmel'SiQM below Ille resalulion e:ip3blllty al PLM in;1y not be detected. Sattiples reponed ss <1 % at none detected 
may raqvin: ~ddltional lesli"!I by TEM lo conflm1 E>Sbo=IO$ qusntmes. The above test repan relolC$ only to Ille Items tested and may not be ~uced In any form wllhout the express 
wrlllen approval a( EMSL Analytl~ Inc. EMSL's lialU!lty le limited lo the coat or an;ilyi:I;. EMSL bears no ro;1;pc'"siblllly 10<' 98mple ~llccth>n "cUY!Uea o< a11Blyt1col method litl\~3t1ons. 
1nterpret,.1lon ~nd u~ or test rr.ul~ ~"fl!! !tie regponslblllly of !tie Client.. 

An:ll~s performed by EMSL lndlaw~olls (NVLAP 11200188-0) 



I 
09/08/2004 07:05 3178033047 

IEMSL Analytical · .. 
2001 Ea&t S2nd St., lndiimapoll&, lN 46205 I P_~o~.:5 (~27~!~=~~~'. . .. l&\~ <!;;!~:-;.a.~: --!~ail: 1;,:?t!b::S::~!·com . ,&1fi*4n 21!1T'TT7 ¥''! =rmspn=4 1 

I 
Attn: Shaun Terranova Customer ID: VER.SSS 

Versar, Inc. Customer PO: 
100 W. 22nd Street Received; 09f01/04 9:45 AM 

Suite 151 E.MSL Order; 160407466 

Lombard1 IL 60148 
(630) 268-0555 PhOnQ: (630)268-8555 

EMSLProj: 
Fort Sheridan Residences· 111155.0001.001 Root 

Analysis Date: 9n12004 
Materia.ls 

Report Date: 917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

.. 
Location Appearance 

Black 

Fibrous 
Homogeneous 

Brown/Black 

Fibrous 
Heterogeneous 

Ella ck 
Fibrous 
Heterogeneous 

Black 

Fibrous 
Heterogeneous 

Beige 

Non-Fibrous 
Homogeneous 

Beige 

Non-Fibrous 
Homogeneous 

Beige 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrovs 
Homogeneous 

Troatment 

Teased 
Dissolved 

Teased 
Dissolved 

Teased 
Dissolved 

Teased 
Dissolved 

Crushed 

Crushed 

Crushed 

Dissolved 

Non-Asbestos 

o/a Fibrous 

30% Cellulose 

30% Cellulose 

3oro Cellulose 

30% Cellulose 

% Non-Fibrous 

70% Non-fibrous (other) 

70% Non-fibrous (other) 

70% Non-fibrous (other) 

70% Non•fibrous (other) · 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

97% Non-fibrous {other) 

;J i;·v .1 f 7:....,/__ / ,l.._..~· 
\..,') 

Craig Nixon (117) 
or other approved signatory 

PAGE 09/32, 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

3% Chrysotile 

Dur. 10 M:Jgnmcau1m 11rn1i.11ons Inherent In PLllA, <1:;il~tas lillera In dlm9n:;h;ms below Ille resotut1o11 l;llpllblll!y or PLM may nol ba detected. Sampl<ls I'll paned :is <1 % or n011e d<;il~cled 
l'l'l.iy reQUire eddltlON<l le,.~llng by TEM lo ~film 01$beS109 quan«tles. Tho above teat report r8h.dcs onry to llli! Item& tesWd ~nd may not be niprodueed In my farm V/1\li<lut ltlc express 
wtlUen approval or EMSL Analytlce1, Inc. eMSL'~ lisblnty ta llmlted 10 ll'le cast ar analY51&. i;;MSL belif!I no rellponslblllly (or sample canecuon a1;11v1ues or anal~! m91hod llmlt~tlo~s. 
lnlerpretallori ~nd ~e or test reaulli sl'Q 11'1~ r~ponslbllllY ol 1he di..,L 

/uiol~IS performed by EMSL lndlsnepolls (NVl.AP 11200188-0). 
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I 
09/08/2004 07:05 3178033047 

I EMSL Analytical 
~001 ea$l S2nd St., lndlanapovs. IN 46205 

Phone; {317) 803-2997 Fax; (317) 803-3047 Email: i"dlamipolisl;ib@em&l.com 

Attn: Shaun Terranova Customer ID: VERSSG 
Versar, Inc. Customer PO; 

100 W ~ 22nd Street Received: 09/01/04 9:45 AM 

Suite 151 EMSL Order: 160407466 

Lombard, IL 60148 
Fax: (630) 268-0555 Phon~; (630) 268-8555 EMSL Proj: 
Project: Fort Sheridan Residences· 111155.0001.001 Roof Analysis Date: 9n12004 

Materials 
Report Date: 9'712004 

Asbestos Analysis of Bulk Materials via EPA 600/~·93/116 Method using Polariied 
Light Microscopy 

Non•Asbestos .. 
· Location Appearance Treatment % Fibrous % Non-fibrous 

R-840-101 

R·840-102 
, G<Jd07d68-006~ 

R-840-103 Black Teased 40% Cellulose 60% Non-fibrous (other) 

16D'07ilB&-{)()Q1 Fibrous Dissolved 

Heterogeneous 

R-84D-104 Stack Teased 40% Cellulose 60% Non-fibrou.s (other) 

1G040746B-0008 Fibrous Dis5o1ved 

Heterogeneous 

R·840-10t5 Black Teased 40% Cellulose 60% Non-fibrous (other} 

1B0407d66-DOG9 Fibrous Dissolved 

Heterogeneous 

R-841-106 Tan/Black Teased 40% Cellulose 60% Non-fibrous (other) 

1S04014/W-0070 Fibrous Dlssolved 

Heterogeneous 

R·841-107 TanfBlaek Teased 40% Cellulose 60% Non-fibrous (other) 

Fibrous Dissolved 

Heterogeneous. 

R-841-108 Tan/81ack Teased 40% Cellulose 60% Non~fibrous (other) 

1604074G$-0072 Fibrous Dissolved 

Heterogeneous 

//.// :l 2-, .... , '. r1,. __ -~ 

\..:. 

Craig Nixon (117) 
or other approvei::I signatory 

PAGE 10/32 

Asbestos 

% Type 

Not Analyzed 

Not Analyzed 

None Detected 

Nono Detected 

None Detected 

None Detected 

None Detected 

Nonn Detected 

Due to magnrt1t<11lgn limillltiOIUl lnllElrenl In PLM. astiestos fiber; In dimen!!lona Dl!lcw the resoluUon cepeblllty of PLM may nol be delcd~. samples r'3PQncd = <1 % or none d111ectcd 
moy 1~quire eddltlcnRI '"~til'IQ by TEM lo confirm Hbestcs au.anllllll$. ihe above lest repo(I rcl:ites only to the Hems le!lted and may not be reproduced In any fCrl'll Without the expi"eos 
wnlten approval or EMSL An~lylical, 11'\c. EMSL 's liab!lliy I~ lii'nllecl lo the c;gsl cf .:111:11~s. EMSI. be"'"' no respon!llDnlty for ~mplr: COiiection actlVlaes or i1n'31yU~I mellloel 11m11<>11cn~. 
ln1'1f"Pl'(!l3llan and use Qf lc~t resultg are the r~orulblllly or tile cllen1. · 

Ar\!lly<I• perlormecJ by EMSL lndl:I 3pcll9 CNVLAI' #200168-0l 

9 



0g/08/2004 07:05 3178033047 
PAGE 11/32 

IEMSL Analytical 
2001 E.ut 52nd St., 1ndlanapoli$, IN 46205 

Phone: 317) 803·2997 Fax: (317) 803·31>47 Email: lndlanapotis111b@emsl.eom 
. . .. " .... ···-· ....... " ... 

Attn: Shaun Terranova Customer ID: VERS5€i 

I Versar, Inc. Customer PO: 

100 W. 22nd Street Received; 09/01/04 9;45 AM 

Suite 151 EMSL Order. 160407466 

Lombard, IL 60148 
(030) 268-0555 Phone: (630) 268-S555 

EMSL Pro]: 
Fort Sheridan Residences • 111155.0001.001 Roof 

Analysis Date: 917/2004 
Materials 

Report Date: 9fT/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polari:zed 
Light Microscopy 

Non-Asbestos Asbestos 

ample Location Appearance Treatment % Fibrous 'Yo Non-Fibrous % Typa 

White/Black Teased 30% Cellulose 70% · Non-fibrous (other} None Detected 

Fibrous Dissolved 

Heterogeneous 

White/Slack Teased 30% Cellulose 70% Non-fibrous (other) !\lone Detected 

11i04074BB-007~ Fibrovs Dissolved 

Heterogeneous 

~ R-Mt-111 White/Black Teased 30% Cellulose · 70% Non-fibrous (other) None Detected 

. 1G040746&-007a Fibrous Dissolved 

Heterogeneous 

R-842·31A White/Black Teased 30% Cellulose 70% Non-fibrous (other} None Detected 
' ' 

160407456-0070 Fibrous Oissolved 

Heterogeneous 

R·842-31B Black Teased 50% Cellulose 50% Non-fibrous (other) Nor:ie Detected 

7 G0d074BB--0077 Fibrous Dissolved 

Homogeneous 

~ R·842-32A 
White/Black Teased 30% Cellulose 70% Non-fibrous (other) None Detected 

. 1G0407d6t;.0078 Fibrous Dissolved 

Heterogeneous 

. R·842-32B Black Teased 50% Cellulose 50% Non-fibrous (other} None Oetected 

1 B04014GG-0079 Fibrous Dissolved 

Homogeneous 

White/Black Teased 30% Cellulose 70% Non-fibrous (other) None Detected 

160407456-COBO Fibrous Dissolved 

Heterogeneous 

_;! . I ,. 
7~.i.// }L_j __ \.\. 

Croig Nixon (117) 
or other approved signatory 

Ou~ 10 m~nificallon ll!nl1<1uons Inherent 111 f'~M. ""'bl!Slos flt>ers In dl~Sions l>elow !he rasotuuon cepablllty Of PLM may m~t be detected. Samples reported as "1 "- or nono defected 
ITl<'Y r<~Quire a<ld1UD11SI l~~lng by 1'EM to tonflfM a9bestoa quantifies. Tile stxive t~ reiiort relate& only to Ille Hema tmed snd m~y nal De l'l!Pf"Oduced In any form wl!f'1QUI !I'll! express 
wtlllen spproVC1i gf EMSL Ansl~caf. In~. EMSL 'a na~lly Is f!mlled ta ltle tgi;f or :an:llY!ls. EMSL bf!;!~ no responslbll11y (Qr sat11ple coile®ri !ldivllles or ane1Y11i;el mclhad llmllaflons. 
lnlerpret0tlQn :ind use ol' lesl rer,~11$ :are tne re&DQf'lSlblllly Of Ille Cl1en1. 

Analysis ~rfcrmi!d by EMS~ lndl:on.,pons [NVl.AP ll'.00188-0) . 
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IEMSL Analytical 
2001 East 52nd St., lnclian:apolls, IN 46:205 

Phone; (317} 803-:2997 Fax: (317) 803-3047 Em:ill: lndia11;pollslab CllftSl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 · 

(630) 268-0555 Phone: (630) 268"8555 

Fort Sheridan Residences - 111155.0001.001 Roof 
Matetiats 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder: 

EMSL Proj: 
Analysis Date: 

Report Date: 

VERS56 

09/01/04 9:45 AM 

160407466 

9/7/2004. 

9/712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment .% Fibrous 'Ye Non.Fibrous 

Black Teased 50% cellulose 50% Non-fibrous (other} 

Fibrous Dissolved 

Homogeneous 

WhltelBlack Teased 30% . Cellulose 70% Non-fibrous (other) 

15 0407 4G6-0082 Fibrous ·Dissolved 

Heterogeneous 

White/Black Teased 40% Cellulose 60% Non-fibrous (other) 

16040746fl-0083 ·Fibrous Dissolved 

Heterogeneous 

White/Black . Teased 30% Cellulose 70% Non-fibrous (other) 

160407466-0084 Fibrous Dissolved 

Heterogeneous 

Black Teased 30% Cellulose 70% Non·fibrous (other) 

1Oo.l074116-0080 Fibrous Dissolved 

Heterogeneous 

Red/Black Teased 30% Cellulose 70% Non-fibrous (other) 

1'S040741l&-0085 Fibrous Dissolved 

Heterogeneous 

Red/Black Teased 30% Cellulose 70% Non-fibrous (other) 

160407466-0067 Fibrous Dissolved 

Heterogeneous 

White/Black Teased 30% Cellulose 70% Non-fibrous (other) 

16040746fl-0068 Fibrous Dissolved 

Heterogeneous 

Craig NiXOfl (117) 
or other approved signatory 

PAGE 12/32 

Asbestos 

% Type 

None Detected 

None Detected 

None Oetected 

None Detected 

None Oetei::ted 

None Oetectgd 

No~ Detgcted 

Nona Detected 

Due to magniflc~llon llmllallons lnhen:nt in PLM, asbe:;lir.; fibers In <tlmer'51~$ below I/le resoillllgn ~p2blllty Cl PLM ~Y net be aetected. $~mples reported a& "1')i. or none detected 
rroy reQulre ~ddmaMI lestlna by TF.M to connrm asbeslos qu~ntltie!I. Tne above l~t report relsles 0111y lo lhe Items \e$ted ~na may not be reptaduced tn any forrri withOut the exprei;5 
writlen ;oll13ra\/3t or EMSL Wlytlc:il, Inc. EMSL'~ 11,.btu1y is llmlted to rim ca!.I af enaly&I$, eMSL 114!~1'9 no respon;lbtuty far ssmple cx;ill'lcllan "dNIUe! or eilt1f)'11c:1I melhOd limllatlOl\3, 
tn1c1prctsllon and u~., er tesl resUlt& are lhc rc~pariSilliMY of the dicnl. 

An~lySis perf~O by EMSL lndla118jiolls (NVLAP 1120018(1-0) 

11 



EMSL Analytical 
2001 east S2nd SL, 1ncnanapolls, IN 4a2os 

Phone: (317 803-2997 Fax: 1317 .803.3047 . Em:ill: lndlanap011!11ab amll.com 

Shaun Terranova 
Versar, Inc. ~ 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

($30) 268-0555 Phone; (630) 268-8555 

Fort Sheridan Residences -111155.0001.001 Roof 
Ma.terials 

Customer 10: 
Customer PO: 

Received: 

EMSL Order: 

EMSL Proj; 

Analysts Date; · 

Report Date: 

VERS56 

09101104 9:45 AM 

160407466 

917/2004 

91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non·Asbestos 

Location Appearance Treatment % Fibrous ."fa Non-Fibrous 

White/Black Teased 30% Cellulose 70% Non-fibrous (other) 

160407466-0099 Fibrous Dis5olved 

Heterogeneous 

White/Black Teased 30% Cellulose 70% Non-fibrous (other) 

lo01074GG-0090 Fibrous Dissolved 

Heterogeneous 

. Brown/Black Teased 30% Cellulose (0% Non"fibrous (other) 

160d07.f66-CC!l1 Fibrous Dissolved 

Heterogeneous 

Brown/Black Teased 30% · Cellul~e 70% Non-fibrous (other) 

1604074G6-0092 Fibrous Dissolved 

Heterogeneous 

Brown!Black Teased 30% Cellulose 70% Non-fibrous (other) 

16()1107486"0093 Fibrous Dissolved 

Heterogeneous 

White/Black Teased ·35% Cellulose 65% Non-fibrous (other) 

10010;4GC-0094 Fibrous Dissolved 

Heterogeneous 

R-844·20 White/Black Teased 35% Cellulose 65% Non-fibrous (otl'Jer) 

160d07466-C09S Fibrous Dissolved 

Heterogeneous 

R-844-21 White/Black Teased 35% Cellulose 65% Non·fibrous (other) 

1 B0407466·009G Fibrous Dlssolved 

Heterogeneous 

Cr~ig Nixon (117) 
or other approved signatory 

PAGE 13/32 

Asbestos 

'Ya Type 

None Detected 

Nona Detect~d 

Nono Detected 

None Detected 

None Deteeted 

None Detected 

None Detected 

None Dett:cted 

Du~ to MSQllllleatlon llrnltatlcM. inherent Jn PLM. 9Sbc:l'l0$ Rbels In OJrmm51Qn$ bdow the reeo!Ullon o;iPl'bMHy al PLM may not De oel..cll!!d. Samples 11!!)00ed iJ.~ "1 % or none detected 
m3y reqlllre sddlllon~I testing by TeM 10 con~rm Mbestos quanUd95, 1hc :ibove teal rellOlt relat01o only to 1ne Items tested 9nd m:iy not be reprodui;ied In llll'l)' Form wllllout the <31'pr11$$ 
W!llten approval gf EMSL Anelytlcat, In~ EMSL'~ llsbUtty le Mml\ed to the CO!I or analysis. EMSL bears no responslblllly fot Mmple eollectlon edMtlc:; Qt 11Mlylfca1 method llmltilllon~. 
lnt~l•tlcn ~nd use Of lest f!JWf1$ "re lhe re~onBlbllhy of lhe dtenL · · 

AnalySI~ pcrlotn'll!!d by EMSL lndl<!n;ipcl~ (NVl.AP 112001$8-0) 

·1 12 



EMSL Analytical 
2001 East 5~nd St., lndlanapolls. IN 46205 

Phone: (317) 803-2997 Fax: (317) 803..:1047 Email: 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Residences -111155.0001.001 Roof 
Materials 

Customer IO: 

Customer PO; 

Received: 

EMSLOrder: 

EMSL Proj: 

Analysis bate: 
Report Date: 

ve~sss 

09/01/04 9:45 Mia 
160407466 

91712004· 

91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non.Fibrous 

Black 'Dissolved 95% Non·fibrous (other) 

Non-Fibrous 
Homogeneous 

1o040741ltJ.0098 

1110407dB5·0099 

BrownfBlack Teasad 30% Cellulose 70% Non-fibrous (other) 

160407455-0100 Fibrous Dissolved 

Heterogeneous 

Brown/Black Teased 30% Cellulose 70% Non-fibrous (other) 

1604074GG-0101 Fibrous Dissolved 

Heterogeneous 

R·845-12 Brown/Sleek Teased 30% Cellulose 70% Non-fibrous (other) 

160401~0102 Fibrous Dissolved 

Heterogeneous 

R-845-13 White/Black Teased 30% Cellulose 70% Non-fibrous (other) 

150407486-0103 Fibrous Dissolved 

Heterogeneous 

R-845-14 White/Black Teased 30% Cellulose 70% Non-fibrous (other) . 

180407466-0104 Fibrous Dissolved 

Heterogeneous 

il//.i.J~ 
Cro/g Nixon (117) 

or other approved signatory 

PAGE 14/32 

Asbestos 

% Type 

5% Cl\rysotllo 

Not Analyzed .. 

Not Analyzad 

Nona Detected 

None Dl!tected 

Noni! Detected 

None Detected 

None Detected 

Due lo m;igncfie3tion llmUa\IQN; lnhctenl in PLM, B6tl'l$1os fibers In <llme1151Qn~ b<!!low 11le reBOl~tton c=apabR~y or PLM ~ nal be delecled. S;ornph!1S repo11e<1 BG <1 % or none detected 
may •P.Qt•lm ~ddiliOnal tesUng by TEM 10 confirm ~c:;i0$ qllllnllUea. The c'lbOve lest report relolll$ only to the herrn; tosied :ind may not be reproduced In any fotm wit.nout lhe expn15S 
writlen approval ol EMSL Analytical, In~. l;MSL's llabillly la llmlled to the ~l or 81'!11ys1$, E:MSL be3rs l'IO Tl!l!µon•lblllly for 93mple CQllAdlon ~IMtlea er analyllc;il melhod llmltetlOns. 
lnlerprel!ltlon ;ind use 0( tesl rE1$Ult. ;ire Ille re91K>11Blbtl"y gf Ille Client. · 
Anal~I~ peJ1Qm1c:d by EMSL lnOlt1n1!1pall:; (NVLAI" 11200189-0) 

13 



EMSL Analytical 
2001 East 5:Znd St., lndianapoll9, IN 4620$ 

Phone; (311• 803-2997 Fax: (317) 803-3047 Email: lndlanapollslab@emsl.com 
t.·- ,;ctr""···-·· ·+=r=tn•"·w·p ... w- ¥ <mvm 77£ a 2 '5 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 26~555 

Fort Shgridan Residences" 111155.0001.001 Roof 
Materials 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VE;RS56 

09101/04 9;45 AM 

160407466 

917/2004 

9/712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous o/a Non-Fibrous 

White/Black Teased 30% Cellulose 70% Non-fibrous (other), 

160407406-0105 Fibrous Dissolved 

Het~rogeneous 

Gray/Black Teased 30% Cellulose 70% Non-fibrous (other) 

160~07.tlB6-0106 Fibrous Dlssolved· 

"' Heterogeneous 

Gray/Black Teased 30% Cellulose 70% Non-fibrous (other) 

160~0746~107 Fibrous Dissolved 
Heterogeneous 

Gray/Black Teased 30% Cellulose 70% Non-fibrous (other) 

1d0407.tl66-o108 Fibrous ·Dissolved 

Heterogeneous 

White/Black Teased 20% Glass. 80% Non-fibrous (olher) 

16040746~0109 .Fibrous Dissolved 

Heterogeneous 

White/Black Teased 20% ·Glass 80% Non-fibrous (other) 

1604074B8-0110 .Fibrous Dissolved 

Heterogeneous 

White/Black Teased 20% Glass 80% Non-fibrous (other) 

1G040741lfl.0111 ·Fibrous Dissolved 

Heterogeneous 

Black Dissolved 95% Non-fibrous (other) 

'60407486-0112 Non-Fibrous 
Homogeneous 

Craig Nixon (117) 
or other approved signatory 

t-'Abl::. l:i/ ::J:L 

As~sto!!: 

% Type 

None Detected 

None Detected 

None D11tected 

None Detected 

None Detected 

lllone Detected 

None Detecte·d 

5% Chrysotile 

Due lo mSllnlf\QOllQl'I Hmll:llions lnlleren1 In P~M. ~!U!Mlos fll>era In dlnien;ioM bl!!low tile resolution c:ip.:tblllty Of PLM may nol be dele:led. Samples reported M <1 '11. or none d91ecti:d 
rnay ~quire oddillonal tesUng by Tl:M to confirm aaDeatas qwnti1lcs. Tiie at>ave lest repgrl rcbles only to the Uerils. lll:'lcd ond may not be ~pl'Qdueed In ony rorm Without the ~ptt!"..S 
wrlue~ 81>1lfOYSI of EMSI. Ano1yUC:!1, Inc. EMSL's liGbility i~ limnl!d to tt>e coi;t of :1n~lysl~. EMSL tleE>l'l' no n!~poo~lbl111y rcr sample callec\lon ~C!!Vlties or analytlcal method llmllallons. 
1n1erpretauori and IA'e of lest results e~ the rc~~biity Of tile ctlenl, 

AnslysiS perl~ by l:MSL lndianapOllS (NVLAP #200188-o) 

-1 . 14 



I 

EMSL Analytical .. 
2001 Ea6t 52"d SL,lndlanapollg,, IN 46205 

Phone; 1317) 803-2997 Fax: (317) 803-3047 Email! lndlana lbl.ab@emsl.com· 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 . ., P!'lone: (630)268-6555 
Fort Sharlda~ Residences -111155.0001.001 Roof 
Materials 

Customer ID: 
Customer PO; 

--Received; 

EMSLOrder: 

EMSLPro]: 

Analysis Date: 

Report Date: 

·. VERS56 

09/01/04 9:45 AM 

160407466 

9/7/2004 

9/7/2004 

1-'AC::il:. lb/32 

Asbestos Analysis of Bulk Materials via EPA 600/R~93/11'6 Method using Polarized. 
Light Microscopy 

Non~A$bestos Asbestos 

Location Appearance Treatment % Fibrous 'Yo Non·Fibrous % Type 

Not Analyzed 

160407"156-0113 

N<Jt Analyzed 

160407466-0114 

Gray/Black Teased 30% Cellulose 70% Non-fibrous (other) None Deteet~d 

160407461'-011~ Fibrous Diss.olved 

Heterogeneous 

Gray/Black Teased 30% Cellulose 70% Non-fibrous {other) None Detected 

Fibrous Dissolved 

Heterogeneous 

Gray/Black Teased 30% Cellulose 70% Noo"fibrous (other) None Detec~ed 

1GC40746B-0117 Fibrous Dissolved 

Heterogeneous 

Craig Nii<en (117) 
or other approved signatory 

Due to m:!gtliflcallon limll01tons lnhc~n1 in PLM, asbestos llDerl' 1n dlmen!litlns bElow uie r~oh.11lon t:l~bility Of PLM msy nol be dclected. samptea rilpor1eo lils <1% ot nOM delecled 
may reqll1re sdd•llon,~1 te.ting by TEM lo conllnn C1sbc:;lc• qu:3nbliea. 1ne abCJve lir,;i mpott relates only to thlil lie=. lll!'lcd ~nd may nol be .rsprodur.Qd In :.ny rorm willloul Ille s~press 
wrlllon ~pprav~I er EMSL Analyl1C91, lne. EMSL'~ llalllfity 19 llmlled IO tM e~ Of :malysl!i. EMSL becort< no ~ponslblllty rar gamJ]le collcc;tlon oQlvlU~ or anslyllcal molhod llmlt;;illon"-
lnlcrpreblion and use or tl'l;t ,.,.u1i,. :!n'e the reaPOr<&o"l>llllY of 1h<I dlc:nt. · 

AMly51s l)effOllMd by EMSL 11'\dl.:lllllDollS (NVLP,P ~oa1aa.o) 

THIS IS THE LAST PAGE ()F THE REPORT. 
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.PAGE 11/15 
Pagel of2 

I 
I • 

Chain of Custody 

Asbestos Lab Services 

EMSL Analytical, Jnc. 
2001 East 52nd Strcct 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http://www.ernsl.com I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Please print all information legibly. 

'Company: Versar Inc. Bill '.fo: Versai IiJc. 

Address/: 100 West 22nd Street Address/: 100 West 22nd Street 

4.ddress2: Suite 151 Address2: Suite 151 

Ciry, State: Lombard, IL City, Staie: Lombard, n... 
Zip/Post Code: 60148 Zip/Post Code: 60148 
Counrry: Country: 

'Contact Name: Shaun Terranova Attn: Shaun Terranova 

!phone: 630-268-8555 . Phone: 630-268-8555 
IFttt: 630~268-0555 Fax: 630-268-0555 

!,Email: Email: 

EMSLRep: Paul Nyfield P.O. N.u.rnber: 

Project Name/Number: Fort Sheridan Residences - 111155.0001.001 -Bl.d~P,3Lf ._, 
MATRIX TURNAROUND 

l§I A' ll" EiJ S 'I 01 1iJ Micro-Vac GI 3 Hours Iii c>Houn 61 SameDay 

-
~ulk ffiJ Drinking 

Water 

Iii Wipe f2J Wa5tcwater 

[SJ NIOSH 7400(A) wuc: 2: Au1t11st 1994 

1EJ OSHA wrrw A 

or12Houn* 

la 48Houi's J!i;7_2 Houn fi11 96 Hours 
(2days) (3 days) (4days) 

131 144+ hours (<i-10 days) 

TEM Air TEM WAT.E....R 
U!JAHBRA 40 CPR, Part 763 Subpart E fa EPA 100.l 

QJNJOSH7402 l§IBPA i00.2 I !mother: [IjEPA Level Il 0NYS 198.2 

TEM BULK '.tEM Microyact\Yipe 

IIl 24Hours 
(1 day) 

[iJ · 120 Hours 
(Sdays) 

I ffil Drop Mount (Qualitative) B ASTM D 5755-95 Cq114nllllivc me1bod) 

ffi NY Stratified Point Count 

I . ~PLM NOB (Gravimetric) NY$ J98.1 
u NIOSH 9002: 

0 EMSL Standard Addition: 

I 0 Qualitative 

1 
1:IJ Quantitative 

I 

Q Chatfield SOP - 1988-02 lifWipe Qualitative 

DTEM NOB (Gravimetric) NYS 198.4 
f3 EMSL Standard Addition: XRll. 

0Asbestos 
ELM Soil ~Silica NIOSH 7500 

EJ EPA Protocol QuaJitative 
DEPA Protoeol Quantitative Qllj.~R. 
0 EMSL MSD 9000 Method fibers/gram 0 

http://www.emsl.com/COC_Print.cfm?action=print&ServiceCatSelect;;;;3&LabsSelect=Indianapolis,... 8/30/04 

I 



i 
I 

7syl 
PAGE 12/15 

Page 2 of2 

• 

Chain of·Custody HMSL Analytical, Inc. 
200 l East 52nd Street 

Indianapolis, lN 46205 

- Asbestos Labs~~-'" . ' Phone:(317)803-2997 

I , A:V\.a.lq:2.L. 'Zact.Jl5A 05,.\..U.,-e_. , Fax: (317) 803-3047 Q., 
PJcase print all infonnation legibly. (J ·· http:/lwww.emsl.c:otn 8 3- I 
Client Sample# (s) Total Samples#: ~ 

I Relinquished: ~---i:zu Q -t~te: 9 ( 1 I 0 'f · Time:34.0f>1=== 

Received:~"-'-+-=- Date: q.--i-.-o tf Time: CJr J..- ~·& 
I Relinquished: _________ _,.,ate:. _____ _ 

I 
Received: 

SAMPLE NUMB R 

I s~-0< 
I o7-

o 

SAMPLE DESCRIPTION/LOCATION 

Time: _____ _ 

Time: _____ _ 

VOLUME if a licable 

IL--l--~o~.2-1--~~~~~~~~~~~-b.~.=t~~:__--1 

l '--~-0~-----~~--~~~~~·_..__._~----~ ·lo ~ ~L 

I RJ-~A 
1--~.,_ ______ ~~---~~...-..-......;;;_------~-----+------------~~-f 

I~---+-~--~~~~----~ 
f> .....y- . -~ ~ 

I 4 ~13ttLr-°'<: li-J....._.kLJ~-h+-W·k 
I 
I 

http://www.emsl.com/COC_Prlnt.cfm?action=print&ServiceCatSelect::::3&LabsSe]ect=Indianapolis,... 8/30/04 

I 



<.J...JI .1.UI LUU""t t.J..:J • ..:JO 

I 
.::u. r c t:J .::i .::u::i '+ r PAGE 13/15 

Page 2of2 

I • 

Rec;cived: 

Chain of Custody 

Asbestos·Lab Services 

EMSL AnalyticaJ, Inc. 
2001 East S2nd Street 

Indianapolis, IN 46205 

Phone: (317) 803·2997 
Fax: (317) 803-3047 

http://www.etnsl.com . 

Total Sample.s #: __ ........__ 

T'dtle: 3: 3Q{h==-
Time: _____ _ 

Time:_ .......... ___ __,_ 

Time: _____ _ 

...... 
SAMPLENUMBER SAMPLEDESCRIM'ION/LOCATION VOLUME ifa licable · !'·::(.:r1.:,: 

1-=.::.:.:::~.:.;..;o-..-m;.:... ........... __ ..-r.;:=::;.:::.=::..:;,,;::;.;;.;.;:::..:~:.::;,;.;.;.;;;.~:;:.;..----1--~=.:.~~g;::;:::::::.;..__. 

I 
I 
I 
I 

I ~ -· 
-·.· I; ~ ....._ _ _._ ____ ,.._ _________________ ---' ______ ...._ ___________ ---I 

I ~~ 
<2-tf 

I <i,t:;' ~ 
1~~~~~~~-~~k~-------~----1 
I 2-1 ll.J-15 

fl<i ~(:___ 
I 
I 

http://www.cmsLcom/COC_Ptint.cfm?action:print&Sei:viceCatSelect=3&LabsSelect:::Indianapolis,... 8/30/04 I . 



I 
I 
I • 

Please print all information legibly. 

Chain of Custody 

Asbestos Lab Services 

I 
Client Sample# (s) ~ 

Relinquished: .M..0-v-l.LU.CLtA.crLJL.. Date:= q \ \) Q'=\ 
I Recelved~~~==---~Date: _____ _ 

Relinquishcd: ___ ~ ______ Date: _____ _ 

I 
I 
I 
I 
I 

I I 

I 

Received: 
_________ __..ate: _____ _ 

SAMPLE NUMBER SAMPLE DESCRIPTION/LOCA TlON 

PAGE 14/15 

Page 2 of2 

EMSL Analytical; Inc. 
2~Street 
~60618 

Phone: (877) 888-3675 
Fu: (773) 313-0139 

http://www.emsl.com 

Tobll Samples#:~---'--

".:l. •• '2-"fi?"-"== Time:.--=-..;>--;;r...J--=-t--~---

Time:. _____ _ 

Time: _____ _ 

Time:_.------

VOLUME if a lkable 

1~~+------4-~~--~~~ 

I 'kl2 ~k G:,A 
' °"" 11--~-A-D--~t~U~ .. ·tL.~W-~ __ __,_~l~----:..~--L-~~~~~~-~~~ 

1 t-'--~,___4....;;._\ _._...2.!l-____ r2 .. _-rc.....,D-tA-~w_luh_. -----~-· _l-e._-n:--1--. ZtJ ........... · J ____ .it.t_--._~-"~E. 
~ 4-z, lU\-Z...-~~rr-~t -~ .~ 

I 
I 
1 

http:l/www.emsJ.com/COCJ'rint.crm?aclion"'!Jrinl&ServiceCatSelect~3&:LabsSele~hicago,%20... 8130/04 



I 

•• 
I Please priot all infonnation legibly. 

Chain of Custody 

Asbestos Lab Services 

Client Sample# (s) ________ --------

1 Relinquished: 7~~.tl~Date:_4__._l "--ll \i->"o--1'{~---

1 
Received:~ Date: ________ _ 

Relinquished: ate=-----~-

I Received: 

I 
I 
I 
I 
I 

-

I 

I 
I 
I 
I 
I 

SAMPLE NUM8ER 

~3'-l -q3 

Lftl 

SAMPLE l>F.8CRIP110NILOCA TION 
.-

1~\L_ ~LV~{~/T~-.~ 
• 

l\ l \ -c 

" 

PAGE 15/15 
Page 2 of2 

EMSL Analytical, Inc. 
2~Strcct 
· C~g~60618 

Phone: (877) 888-3675 
Fax: (773} 313-0139 

http://www.einsl.com 

Tot.al Samples#: ____ _ 

Tlme:3~ 
Time:-------

Time: ______ _ 

Time=---~--~ 

VOLUME (if applicable) · 

~lJ<'!~ ~ ..... ._.'Y 

u 
~,\ ··~ ., - -·-~ 

. . . . 
http://www.emsl.com/COC_Print.cfm?action:::print&ServiceCatSelect=3&LabsSelect=Chicago, %20... 8/30/04 

I· . 



EMSL Analytical 
2001 East 52nd St., lneli:in;ipoli$, IN 40205 

Phone: (:J17) 1!0:3·2997 Fax; (317) 803-3047 Email: lndlanapallslab@emst.com 
f'F, 2 ·1-aac;-.... ··3t·cr:ts··u2·· ..... .,....,,....... a~w-;0z_,~ =ri**44B l1mllr I 9AAMHM&?. a 

Shaun Terranova 
Versar, Inc. 
100 W. 22rid Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fon Sheridan Resideoces - 111155.0001.001 • Bldg 834 

Customer ID: VER$56 

Customer PO: 

Received: 09/02/04 9: 15 AM 

EMSL Order. 160407551 

EMSL Pro]: 

Analysis Oate: 9/9/2004 

Report Date: 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R~93/116 Method using Polarized 
Light Microscopy 

834-01/A FLOOR 
TILE 

834-02/A FLOOR 
TILE 

834-02/B MASTIC 

34·03/A FLOOR 
ILE 

34-0318 MASTIC 
6040755 HJ047 

-

34-04/A FLOOR 
ILE 

80407551 ·0004 

I 
lalyst(s) 

Loe:1tion Appearance 

Tan 

Non· Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Tan 

Non· Fibrous 

Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Treatment ·3 Fibrous 

Crushed 
Melted 

Dissolved 

Crushed 
Melted 

Crushed 
Melted 

Crushed 
Melted 

Non-Asbestos 

% Non-FibroL1s 

100% Non-fibrous (other) 

95% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (oltier) 

100% Non-fibrous (other) 

j//~.y I / 
"j:.../J ,(' ):_ . .fi-"\.· 

'S 

or other approved signatory 

PAGE 02/15 

Asbestos 

% Type 

None Oetected 

5% Chrysotlle 

None Oeteeted 

Not Analyzed 

None Detected 

NotAnal~ed 

None Detected 

e lo maQnlficalion romil'lliMS inherent In Pl.M. as~cs fll>E'f'S In dlme'151ons l>elow lhe resolution ~pablllty cf Pl.M mayno11>e cletected . .Sampl~ repotled ~s <:1% or none detecled 
y require acicimonal 1esung lly TEM lo confirm ;i~slos qua11tllle&. Tne el>ove test report rel:iles only lo 1'1<! ltsm:; teated end mily not be reproduced in llt'ly form wtlhaul the expresg 

wrlif<ln approval of eMSL Analytical, Inc. EMSl '• ll:iblllly I:; llmtled lo Iha cosl or enefYBla. EMSLIU!81'!< l'IO ~pa.n,.Jblllly for «1rnple COill'cilOn aCU'iltles or an:alytlc.31 method llmll..ilcn~. 
lnterptelallon ~nd u~.e Of lo;;i;t results are tile re&ponsU>lllly or !lie Cflenl. 

3l)'!:i• ~tformr:d by £MSI. lrtdlei11eip0118 (NVLAP #200180-0J 

-1 

I 



EMSL Analytical 
2001 East 52nd S!., lndlanapolls, IN 46205 

Phone; (317) 803·2997 · Fax: (317) 803-3047 Einall; indlanapollslab@amsl.eom 
I .. ., - ., ... a ..... ,,~"% ~- =R*5i n rrrsz MIA MMIA?EMiii!ii3MiW!iij$• 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 26~·8555 

Fon Sheridan Residences -111155.0001.001 ·Bldg 834 

Customer ID; 

Customer PO: 

Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/02104 9:15 AM 

160407551 

9/9/2004 

91912004 

Asbestos Analysis of Bulk Material~ via EPA 600/R-93/116 Method using Polarized 
L:-ight Microscopy 

834-04/B MASTIC 

34·071B MASTIC 

I 
lalyst(s) 

Crai~ Nixon (60) 

Location 

••See Note at 
end of report 

Appearance 

Black 

Non-Fibrous 
Homogeneous 

Tan 

Non~Fibrous 

Homogeneous 

Black 
Non-Fibrous 
H6mogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Dissolved 95% Non-fibrous (other) 

Crushed 3% Cellulose . 97% Non-fibrous (other) 
Melted 

Dissolved 95% Non-fibrous (other) 

Crushed 3% Cellulose 97% Non-fibrous (other) 
Melted 

Crushed 3% Cellulose 97% Non-fibrous (other) 
Melted 

or other approved signatory 

PAGE 03/15 

Asbostos 

% Type 

5% Chrysotile 

None Detected 

5% Chrysotlle 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

111 Q magnification llmlletlons lnM!'ent In PLM, :i~bol;lo:; ltl:len; In a1menB1ons below 111~ r~lu!lon ap;iblllly of PLM mey not be detected. Si!mp!M rcporllld a; <1 % or none ae1ected 
m3y 1equirc "'1dllhinel tei;Ung by TEM lo connrm asbest~ qu,,..tlll~. Tha ebove lest report relates only to th<!! Hems llJSfed and may net ~e reprodUCec! In :iny form wtlh6ut the 8Kpfe59 
Wflllen 3pp1ov:i1 Of EMSL l\n~l. Inc. EMSL's llabmtv iS tlmil!!d to the ca;! gr i>"'11}'Sis. EMst bears no respon!lllllllly rOI' ~MplA ~oll!ldlon lldMtles 0r arialy!lcol molhod lll't1it\oflons. 

1erpret~t10~ ana use or I~ r~ulls :ire 111" ra:;pon~lblllly 111 tne cnent. · 
~lysis performed by EMSL lndi3MpQlls (NVl.AP 112001813-o) 

I 



.:a f t!tJ..::l..::ltJCJ I 

EMSL Analytical 
2001 East S2rid St., Indianapolis, IN 46205 

F'ho11e: (317) 803·2997 Fax: (317} 803-So47 Email; lndlanapollslab@em9l.eom 
L-· · ., ••swm···~·~- .... · · .... '·-· .. ., ........... ·2M·r##::rqc··azmm···NE===r-::ze:=trr 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 266-0555 Phone: (630) 26B·8555 

Fort Sheridan Residences -111155.0001.001 - Bldg 834 

Customer ID: 
Customer PO: 
Received: 

EMSLOrder: 

EMSL Pro]: 

Analysis Date: 
Report Date: 

PAGE 04/15 

VERS56 

09/02/04 9:15AM 

160407551 

9/9/2004 

91912004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location 

16040755f.C)008 

834-08/B MASTIC 

Appgaran~ 

Black 

Non-Fibrous 

Homogeneous 

Yellow 

Non.fibrous 
Homogeneous 

Brown 
Non-Fibrous 

Homogeneous 

Brown/Yellow 

Non-Fibrous 
Homogene01Js 

Tan 
Non-Fibrous 

Homogeneous 

Yellow 

Non-Fibrous 
Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Treatment 

Melted 

Dissolved 

Melted 

Dissolved 

Melted 

Oi5solved 

Melted 

Non-Asbestos Asbestos 

% Fibrous % Non-Fibrous % Type 

100% Non.fibrous (other) ·None Detected 

100% Non-fibrous {other) Nane Detected 

100% Non-fibrous (other) None Detected 

100% Non-fibrous (other). ·None D~eeted 

100% Non-fibrous (other) None Detected 

100% Non.fibrous (other) None Detected 

100% Non-fibrous (other) None Detected 

or other approved signatory 

uo to rnagnlflcstioo limlt.1tiolls inhere1111n PLM, esllestosfibcl'$ In dlmeos1ons DelDW UU! reSOluUcn <;<>i;>Bblllty al PLM msy nol bi;o d'.llected. Sample3 reporled ~ <1'!!. or none aetected 
may require ~ddlllOnal testing b)' TEM lo ecn11rm a~toa quanlitles. TM ;ob:lve 1951 reporl relates only IQ the ltema tested and m:iy not b911lpraduce<11rt 3ny foim wlllJQul the express 
wrttlen appro..:it Of EMSL An(llytli:at, Inc. EMSL'!!. fi;:ibltlly 1$ llmlled to the C051 of ~1'1.,ly.5/s. EMSL lleera no resporu.illlllty fgr sample conecuan ~et1"1tle& or anel)'llcsl melMcl liniltatlone. 

terpretauon snd use or tc.;t ri;,.vft5 are !11e responstllir.ly Ol lhe dlent 

stysla performed by EMS~ lnd4enaPQfls (NVLAP #200188.ol 

3 

I 



•·. 

EMSL Analytical 
2001 Ea!lt 52nd SL, lndl:in;ipofis, IN 46205 

Attn: Shaun Terranova Customer ID; VERS56 
Versar, Inc. Customer PO: 
100 W. 22nd Street Received: 09102104 9:15 AM 

Suite 151 EMSLOrder; 160407551 

Lombard, IL 60148 
(630) 268-0555 Phone: (630) 268-8555 

EMSLProj: 
Fort Sheridan Residences • 111155.0001.00.1 • Bldg 834 

Analysis Date: 9/912004 

Report Date: 9/9/2004 

Asbestos Ana1¥sis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location ApPffram;:e Treatment % Fibrous % Non-Fibrous 

Brown Melted 100% Non·flbrous (olher) 

!Gll407551·0012 Non-Fibrous 
Homogeneous 

Brown Melted 100% Non-fibrous (othsr) 

Non-Fibrous 
Homogeneous 

Black Melted 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Black Melted 100% Non-fibrous (other} 

Non-Fibrous 
Homogeneous 

Black Melted 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Black Dissolved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Black Dissolved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

PAGE E'l5/15 

Asbestos 

% Type 

None Detected 

None Detected 

None Dsteeted 

Nona Detected 

None 09tocted 

None Detected 

None Deteded 

Black Dissolved 100% Non-fib1'9US (other) ·None Detected 

Non-Fibrous 
Homogeneous 

l.i. I . - _ _;/A~~ 
~-lalyst(s) 

Craig Nixon (60) 
or other approved signatory 

c 10 magnt"csuon NmllaUons In~ In PLM. aabe8tos fibers in dJlhQns/ons belaw tne resoMfon ~pablUty or PLM may not Ile dellltled. Samples reporl<!d ::i~ "1% or none deteeled 
msy r~ulte oddltlonst 1es11ng by TEM 10 confirm ;isbeslos QUenUtles. Tne ~bove test rePOlt refales only lo lhe Items teatea ana may not bo l'ellrodueed In llTrJ form wttllout the express 
wrmen ~~prov:il cf EMSL AnE>iyltcal, Inc. EMSL ': ll~blllty 1$ llmted lo lhe cml ar ""',lvsls. EMSL bears no reot:i:ian~blllly for sarTl!lle call~cilon ~M1~~ er anslytlc:if ·m~lhod llm"8Uona. 

tcrprQtM<m ena US<! Df le~l te-.. ullo "'o lh~ rei;ponsllllllty or ~e dlc)nt, 

~lysls par1orme<l lly EMSL l~dlon,.po11$ (N\11.AP #2001B8.0) 

I 



_.., t ._. ___ OJ.,. I 

EMSL Analytical 
2001 E8$t S.Znd St., 10dlanapoll$, 111141!205 

•--~!;:~~~.::=~!_,_ ·Fax:_JZ}f' 8?WO:: 'L;:!: indlanapollslabf!T!.l@m 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 ·. Phone: (630)268-8555 
Fort Sheridan Residences -111155.0001.001 - Bldg 834 

Customer 10; 

Customer PO: 
~eceived: 

EMSL Order: 

EMSL Proj: 
Analysis Date: 

R.ep0rt Date: 

fii1Mh&&. of 

VERS56 

09/02104 9: 15 AM 

160407551 

. 9/9/.2004 

919/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Ught Microscopy 

1 G0407551-0021 

160407551-()()22 

1C040~~51-0024 

160407551-0025. 

1B0407S51-002S 

134-27 
160'!07551-(1027 

I 
lalyst(s) 

LocaUon Appearance 
.. 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Non-Asbestos 

Treatment % Fibrous "I• Non-f:ibrous 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other} 

Oissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolv9d 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

i.Ll/iJ,, 
\.'I 

or other approved slgnatory 

PAGE 06/15 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

I!: lo ITlilll'lirlcallon Umil31ioru; lnhQreiit In PLM. :is~o:; flbera In C!lmensions belgw l~e resolU!iOn Cll~blllly of PLM may not be Cl.:>teo;ted. Sample! repolii;<1.,:; <:1~ or non!!! dt?lccled 
y tequ;,..., atfdlttonal lesllng by TEM lg r;cJl'lnrm a!lllestos qu;in1lltes. The allovl!: tesl rc:;iort relst1!6 anly to Ille ll1irns tested and FMy 11¢1 be rePfoduced In .llny form wltnout Ille l!><pte$$ 

wi-llten apptovill <lf E;MS~ A'lal\ltie3I, Inc. EMSl.'& llBDUllV ta litnll.:.d lo tho t051 or analysis. EMS~ bears no respon~lblllly for 68mp!I! collection l!ldlvWea or 11Mlytlc:il rndhod llmitaUons. 
lnl~rpretatiOn and u~e of t~t reoullS are tt'li! n::pon!.'Jbll!!Y r1' lhe Clie~I. · 

~l~ls per1ortn<!CI ~y EM$1. lrx11SnaPOUS (NV!..AP ~00188-0) 

-1 5 

I 



EMSL Analytical 
2001 East 52nd St., lndlanapolls, IN 411205 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (630) 266-8555. 

Fort Sheridan Residences • 111155.0001.001 - Bldg 834 

Customer ID: 

Customer PO: 
Received: . 

EMSL Order; 

EMSL Proj: 

Analysis Date; 

Report Date: 

"'9& 

VERS56 

09/02104 9: 15 AM 
16040?551 

9/9/2004 

9/9/2004 

·., 

Ii I , .. 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Locatio·n Appearance Treatment o.i,, Fibrous 'Y· Non.fibrous 

White Dissolved 100%. Non.fibrous (other} 

Non-Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1% Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1 % Nori-fibrous (other) 

Fibrous 
Homogeneous 

White/Brown Teased 5% Glass 5% Non-fibrous (other) 

Fibrous Crushed 50% Cellulose 40% Gypsum 
Heterogeneous 

White/Srown Teased 5% Glass 10% Non-fibrous (other) 

G0407551·0033 Fibrous Crushed 30% Cellulose 55% Gypsum 
Heterogeneous 

White/Brown Teased 5% ·Glass 5~~ Non-fibrous (other} 

Fibrous Crushed 30% Cellulose 60% Gypsum 
Heterogeneous 

White/Brown Teased 50% Cellulose 5% Non-fibrous (other) 

18040 7~!11-0035 Flbrous Crushed 45% Gypsum 

I 
Heterogeneous 

ii// J ___ ,L, -
"-..) lalyst(s) 

or other approved signatory 

PAGE 07/15 

Asbestos 

% Ty~ 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

to ma(lnir~tion llmltatlons inllel'l:!nl In l'LM, Hll~los fiboira In dimension~ b<.llow tne resolullgn c;epaDllllY Of PLM m1>y nol De del~cd. Samples reported es ~1% 0t nono dete<:teel 
y rqqulre addlli~ te~tlng by TEM to ecrrflrm a&Destos q~nUllG$, The sbOve 11'$1 lllllOl1 relaleS only IQ the ttems !est<>d end may n01 be 'llllfOduced tn :sny fQITT1 wilhout t~e express 

wrtllen ~pprQ110f of EMSL An.-lyllc:Ell, Inc. EMSL'~ lli'bllltvla llmiled lo ll>c cost or anal~$. eMSL Dears no l~•ponslbillty ror s3mple i;ollecuon 3cU'JIUes or sna1y11~1 memoa 11m11atlon$, 
1nterprelslion :ind use or lesl result.. ~re ll>e rest>QOSlblllly ol the dlenl. 

ly919 pt:<'t'otmcd by eMSL lnefr.in:ipaU~ (PNLAP #2<1011!8.0} 

I 



EMSL Analytical 
2001 E_a&t 52nd St., lndi;aMpolls, IN 4S205 

1 ~~o~:.: .. ~:1.;~.8~3~~-~L-x ~~;; 1~~7-~8~~;r:vm!'.:~~-,.i~.la~agollsl~!.m.sl.com mmem-&¥=4¥~·mctrN s- aarl 

Attn: Shaun Terranova 
Versar, Inc, 
100 W. 22nd Street 
S1.1ite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Stieridan Rasidences • 111155.0001.001 • Bldg 834 

Customer ID: 

Customer PO: 
Received; 

EMSL Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/02104 9: 15 AM • 
160407551 

9/912004 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R..gJ/116 Method using Polarized 
Light Microscopy 

Location Appearance Treatment 

Wl'lite/Brown Teased 
Fibrous Crushed 

Heterogeneous 

% 

5% 

30% 

Non-Asbestos 

Fibrous 

Glass 

Cellulose 

% Non•Fibrous 

.. 10% Non-fibrous (other) 

55% Gypsum 

PAGE 08/15 

Asbestos 

% Type 

None DeU!cted 

White/Brown Teased 5% Gla5S 5% Non-fibrous (other) None Detected 

160407551·0037 Fibrous Crushed 35% Cellulose 55% Gypsum 
Heterogeneous 

White/Brown Teased 5% Glass 5% Non-fibrous (other) 

55% Gypsum 

None Detected 

160407$51-0038 Fibrous Crushed 35% Cellulose 
Heterogeneous 

834-39/A FLOOR 
TILE 
160407$51-0039 

Gray Crushed 3% Cellulose 97% Non-fibrous (other) None Detec'ted 

Non-Fibrous Melted 

Homogeneous 

B34-39/B MASTIC Slack Dissolved 95% Non-fibrous (other) 5% Chrysotile 

150407551·0055 Non-Fibrous 
Homogeneous 

834·40/A FLOOR White Crushed 3% Cellulose 97% Non-fibrous (other) None Detected 

Non-Fibrous Melted 

Homogeneous l lLE 
. 50~07551·0040 

Black Dissolved 95% Non-fibrous (other) 

Non-Fibrous · 
Homogeneous 

I 
lalyst(s) 

or other approved signatory 

e to m:ignlfoc:;ollQ<l llmltations inhercn1 In PLM. Hti~I~ flbera In dimensions below 111e resoluUcn ct>PQll(llty or PLM m1;1y nol be delecfed, Samples repctted 9s <1 '111 or none detected 
y require sddHion;.I resdng Dy TEM lo c;Q111lrm aaDeslos qu;inlqlea, 'Tl1e :ibove! Ir.I r8pon retal~ only kl the nems l~d ;md may not be ""?rodUl:ed In any fQnTI wllhou1 tile ~~ 

wntlr.n epprollSI Of EMSL Anidylia>I, Inc. EMSL'~ UeDlllty 1s 11maed lo the cost or an:il~. eMSL Delirs no 1'11.•ponslbml)' ror ~m~ i;offee1lon oct1"4llc:i or ana1J'(ic:.1i mi:tllod t1muat1aru:. 
1nterpret:111on ;ond vse of test l'Coulb; Ml' lhe re!l)on"1bU11y .,, tile ctieftl 

lygls p.!r'fotml.'d by EMSL tndlon:ipalls (NVLAP #200188.0). 

I 

. 5% Chryi:otile 

7 



PAGE 09/15 

EMSL Analytical 
2001 E.:ist. 52nd St., lndlan:ipolls, IN 46205 

Phano: p171 803-299'7 Fa.11; (317) 803-3047 Emall: lndl:anapoli&lab@emsl.c:om 
I -··,~c·· ·ft·s··t·I:,? fr··· ' 2 ·-i4*1···3·•-::,:·""t·•··A#r·vsrcr ?'"?:'··· *'10fiB4@ 

Attn: Shaun Terranova 
· Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555• Phone: (630) 268-6555 

Fort Sheridan ~i:!i>idences • 111155.0001.001 • Bldg 834 

Customer ID: 

Customer PO: 
Received: 

E:MSL Order: 

EMSL Pro]: 

Analysis Date: 

Report Date: 

rae 

VERS56 

09/02/04 9: 15 AM 

160407551 

9/9/2004 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-.93/116 Method using Polarized 
Light Microscopy 

834-4118 MASTIC 

83~2/B MASTIC 

834-43/A FLOOR 
ILE 

134·43/B MASTIC 
B0407551-CJC5(1 

f,
34-44/AFLOOR. 
ILE · 
G0~0755 7-CHJ44 

I 
Elyst(s) 

Locatiot1 Appearance 

Tan 

Non-Fibrous 

Homogeneous 

Black 
Non-Fibrous 

. Homogeneous 

White 

Non-Fibrous 

Homogeneous 

Black· 

Non-Fibrous 
Homogeneous 

White 

Non-Flbrou$ 

Homogeneous 

White 

Non-Fibrous 

Homogeneous 

Non-Asbestos 

Treatment % Fibrous % Non•Flbrous 

Crushed 100% Non-fibrous (other) 
Melted 

Dissolved 97% Non-fibrous (other) 

Crushed 5% Cellulose 95% Non-fibrous (other) 
·Melted 

Dissolved 95% Non-fibrous (other) 

Crushed 5% Cellulose 96% Non-fibrous (other) 
Melted 

Crushed 5% Cellulose 95% Non-fibrous (other) 
Melted 

or other approved signatory 

Asbestos 

% Type 

None De~cted 

3% Chrysotlle 

None Detected 

5% Chrysotllo 

None Detected 

Not Analyzed 

None Detected 

e to magnlr~licn llrnttstlona inhe1en1 In Pl.M, 119beSIM Rbo!ri; In lllmensJons b-Olow lhe reaalUUon e:;ipabilllY or PLM m:Jy 110t be clelecled. &r11~s /'llllOl1ed ~ "1 '14 or norie de!ec!Qd 
y require addllio""I ~;1111g by TEM lo ecnllrJi> sabeslos quMlltles, 'Tt1e aba~ I~ "-'PQrt relates only 10 lhtil lie.ms t~ted ~nd msy not be N!!~dur;ed In any IOl'l'l'I wffh<:>Ut 1he expreu 

wrtllcn opprolll'I of EMSL 11n~1y11cl'{, Inc. EMSL'• ll~blltty ts limited ta the co:;t or enalysl!. eMSL beera no re~blllty ror 93mpl!! eoll~/on actlvill~~ 01 Ano/)lllcal meotticd llmllellone. 
lnterprel>llh;in ;ind use or test re~ull$ ~re Ille respon~bmty QI the dienl. 

l~!i!: pr.rlgrriied by EOMSL lndr..n;ipolls (NVlAP ll2001 aa..01 

8 

I 



I 
PAGE 10/15 

EMSL Analytical 
2001 East 52nd St., lndfanapolls, IN 46205 

Phone: (317) 803-2997 Flllx: (31D 803-3047 Email; lndlan:ipolrsla!J@l!Rl!ll.com 
! =*•Eg;;=;;g; :: ? ; 2 M ¥4¥ uHWS¥41 

Attn: Shaun Terranova Customer 10; VERS56 
Versar, Inc. Customer PO: 

100 W. 22nd Street Received: 09/02/04 9:15 AM 

Suite 151 EMSL Order. 100407551 

Lombard, IL 60148 
(630) 268-0555 Phone: (630)268-8555 

EMSLProj: 
Fort Sheridan Residences· 111155.0001.001·Bldg834 

Analysis Date: 9/9/:2004 

Report Date; 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA SOOIR-93/116 Method using Polarized 
Light Microscopy 

Non-Asbe$tOS 

Location Appearance treatment . 'Yo Fibrous "I• Non-Fibtous 

IB0407$51-C!060 

There were 2 samples labeled 07 and no samples labeled 05. Analyst changed one of the 07's to 05. 

I 
I 
l;lyst(s) .. 

I.LI/. i,_.!_~. 
\ . .,) 

or other approved signatory 

Asbestos 

% Typ~ 

Not Analy;i:ed 

e lo m:ignlfic;illon llmltalions inhersnt In PLM, .:i~~to& ~Dl!IS ir'I clim<,1nsto"8 below lhi: rvsolutlan ca)l.:ibllity 1;11 PLM m:iy not be aetectl!d. sa111p1es reported iJ:; <1 'Yo or nane dl!lected 
y require addiliewl~I !9$1lng Dy TEM la conflrrn lisbe~los: q~t1nUl1es. The :ab""'.I test report tcl~t95 onlY to !he Item$ tested el'ld ~not be reproduced In any farm wffhout tne l!!l<ll~•~ 

wnlten ~pprcll~I of t:MSL M•lyt!C<OI, Irie. EMSL'" IL.bl~lY (8 fomlled tg lha coal or lll'l<'llY"ls. EMSL be.:!N: 11CHlllijl011SIOilily fQr semple COlll!die<l ectMlles er ;;inalyticel method li111~1111ons. 
ln1arpretslian .:ind use ot test resull~ ;ire the regpon~lbillly ot tne cr.etd. · 

Jysl! p~ DY EMSL lndl;m~pglls (NvtAP #200186-0) 

1LM·1 THIS IS THE LAST PAGE OF THE REPORT. 

I. 
9 



PAGE 10/13 
-- '------·I 

I 
I 

•• 
Chain of Custody 

Asbestos Lab Services 

~MSL An~lytical, Inc. 
2001 Ea$t 52nd Street 

lndian;ipolis, IN 46205 

Phone: (3 t 7) 803-2997 
Fa:<: (.317) 803-3047 

http://www.emsl.cotn I Plca~e print nil informurion legibly. 

Vcrsar Inc. Versar lnc. 

.100 West 22nd Strec[ Address/: 100 West 22nd Street 

Suite 151 Address2: Suite 151 

Lomb.'.\rd, IL . City, State:. Lombntd, IL 

p/Post Code: 60148 Zip/Post Code: 60148 

·Country: 

011tact Name: Shaun Terranova Attn: Shaun Terranova 

630-268-:8.555 Phone: 630-268~8555 

630-268-0555 . Fa..": . 630-268-055.5 

Email: 
Paul Nyfield P.O. Number: 

rojet:t Name/Number: Port Sheridan Residences - l l 1155.000LOOl -

ll l\ofATRIX TURNAROUNI) 
0 Ai.- 0 Soil 0 Micro-Vac 0 3Hours 0 6Hou~ 0 Same Day 0 24 Hoon 

L;-Bolh 
~r 12Hours• (1 day) 

0 Drinking 0 48 Hours ~72 Hours 0 96 H'ours 0 120Hours 
Water (2 days) (3 days) (4 days) (5 days) 

~ Wipe 0 Wastewater 0 144+ hours (6-10 day$) . . . 
l AIR, 3 bou~. 6 boutS, Pfo:as~ l:'all ahe:iid 10 schedule. Then: Is a pre~ium ch for :J..bnur tat, lean caU l·S00..220·3'75 (or: rltt rior to sending 

~3tnpla. Vou .nll be ~keel lo sign an :u1tborluti0n form for thfg sec-Tice. 

bours (must arrivc by I 1:00a.m. Mon ·Fri..). J?'kase R"Ccr ta Price Quote 

I NlOSH 7400(A) Issue 2: August 199.i 

OSHAwnwA 

Oorher: 

Y Stratified Point Count 

:J PLM NOB (Gravimetri~) NYS 198.1 

:luosH 9002: 

TEM Mr TEM WATER · 
DA HERA 40 CFR, Pan 763 Subpart E 0 EPA l 00.1 . 

0 NIOSH 7402 0 EPA 100.2 

DEPA Level n D NYS 198.2 

TEM BULK IEM Mkroya~~ 
0 Drop Mount (Qualitative) 0 ASTM D 5155-95 (qu:i.nt:i1ivc method) 

0 Chatfield SOP - 1988-02 0 Wipe Qualitative 

0TEM NOB (Gravimetric) NYS 198.4 

0 EMSL Standard Addition: K@ 

0Asbcstos 
0 Silica NIOSH 7.500 ~MSL Standard Addirion;~- ~ 

I
A~rnulk 

ualirativc 

. Quantitative 

I 
I 

DEPA P.roteeel Qualitative 
0 EPA Protocol Quantitative 

0 EMSL MSD 9000 Mcrhod 1ih=t11r.:1.m 

OJ:HER 

0 



·; . 
-1 

Chain of Custody 

PAGE 11/13 

Page 2of2. 

EMSL Analytical, Inc. 
. 2444 W. George Street 

Chicago, IL 60618 •• I 
· . Asbestos Lab Servic~ , . 
~lu:u. fu,e.L, l-\.5\. lLt.c.:~t(f~c:'~{~ 

Please print all infonnation legibly. 0 

Phone: (877) 888-3675 
Fax: ('/73) 313-0139 

http://www.emsl.com 

I Client Sample # (s) . 

Relinquished: · . . . :ate: 
I Recehed' ~"---...... -.-===---· ate: 9 ... -;.. -oy 

Total Samples#:·-~--

Tiine: ______ _ 

Time: tjl b ~ 
Relinquished: ___________ ate:~------,-- 'rime~·-------

I Received: Date:_----"-~--

SAMPLE NUMBEa SAMPLE DESCRJPTIONILOCA TION VOLUME if a licable 

I 
rp:/lwww.emsl.com/COC_PrinLcfin?action~ptint&ServiceCatSelect=3&LabsSelect=Chical!o. %20... 8110/04 



I 

•• I 

Chain of Custody 

Asbestos Lab Services 

Please print all information legibly. 1. Client S81Dple # (s) . • ------...----..--

Relinquished: ~~~te:. _ _._ct..,....l-+-Z---.ut~· ___,... 
11 /"":2 I 7 I Rtceived; ..... ~ · __. . Date: _____ _ 

Relinquished: Date: _____ _ 

I Received: ___ __...__..__...__ __ __,_.ate: _ __. ___ _ 

PAGE 12/13 

Page 2 of2 

175)J 
EMSL Analyiic:al, Inc. 

2001East52nd Street 
Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803·3047 

http://www.emsLcom 

Tot.al Samples#:. ___ _ 

Time: 3~'3rQ~ 

Time: _______ _ 

Time:. ______ _ 

le- l.t.w±-A 

~c_ 
..,_---+----+----------------~-------~ .. ..:--·-·1·-·"'-·44~ 

A--

" Zif 

~C) 

~ 
): 

~ d.~· .I 

I 
ltp://www.emsl.com/COC_Print.cfm?action;;;;print&ServiceCatSelect;3&LabsSelect=Indianapolis,... 8/30/04 



.............. _.. __ ...... ...,. 

I 

•• 
?SS1 

PAGE 13/13 

Page 2of2 

EMSL Analytical, Inc. 
2001East52nd Street 

Indianapolis, IN 46205 

I 

Recclved: _________ __.Date:, _ _;...;, ___ _ 

SAMl'LE NUMBER SAMPLE DESCRIPTION/LOCATION 

Phone:(3l7)803-2997 
Fax: (317) 803-3047 

http://wwW.emsl.com 

Total Samples#:. ___ _ 

Time: ~~ 
Time: ·------
Time: _____ _ 

T'.une:. _____ _ 

VOLUME lf'a licable . ' ~.-,-·f(J.r:i~.; ,':' 
·-· .... _. 

1---..i.c~~....,.;:;;....L.+-~~~~~:t.-.--__;:..-:...;;~~~_.:.~+-_:;..:.;..;;;..__...;.--==----~ 

.I ..___...---=--__.._____,__ ___ ___._.___.;:;...-....__..__,,, 

I 
11--+--~----+--------4-~~~~-· --I . -v ~1:) 

I ~ ~. ~-li..:.:k-15 
11----T---=---i~_._-1-~--~--4-+-------~~~--I~ 
It-----;--~---~~-----------~--~---·~~ 

~~w~t\~~D..~ tL_:kD 

4 2 l2- "D\< .~ w~s~~ ' 1) -~~~ 
------~-.......,,_....-.-:-.:..;::=---------.:;;~-+..-..;=---....;_~~i-;.-..;__~;.::.:::~~~ 

4'2. l..\a.Q.Q -{ $\ 
~~-------r-..a.--~w--~----~---~:--------""--------1-:--~--~ I 43 - ~·"·~k 

I 
http://www.emsl.com/COC_Print.cfm ?action=print&ServiceCatSelect=3&LabsSelect=lndianapolis.... 8/30/04 

I 



EMSL Analytical 
2001 Eas1 s211d SI., tne11anapotis, IN 46205 
Phone: (3171 ao~9g7 Fax; (317) 803-3047 Email! lndla11~polislab@emsl.com 

"Z • • -- Pi-§-~ ·a.. · -·«Yn*''tZ" .. n*=· '·:'r:I~ ............ ,, ... _,_ .,.u. ;;., ;;=.;-, '==#+:;; 4 1ifi' "" n 

Attn: Shaun Terranova Customer ID: VERS06 

Versar, Inc. Customer PO: 
100 W. 22nd Street Received: 09102104 9: 15 AM 

Suite 151 EMSL Order: 160407557 

Lombard, IL 60148. 
Fax: (630) 268-0555 Phone: (6:30) 268-8555 EMSL Proj: 

Fort Shcirldan Residences "111155.0001.001 Bldg 835 
Analysis Date: 9/Sf.2004 
Report Date: 91812004 

Asbestos Anafysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbesto$ 

Location .Appearance Trem:ment % Fibrous % Non-Fibrous 

White Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 
7G04075S7·0001 

Homogeneous 

835-0118 MASTIC Black Crushed 95% Non-fibrous (other) 

1c04orss7-0044 Non-Fibrous Melted 
Homogeneous 

835-02/A FLOOR White. Crushed 100% Non-fibrous (other} 
TILE Non·Flbrous Melted 
180407557-0002 

Homogeneous 

835-0i/B MASTIC 

160407557.()(JSA 

835-03/A FLOOR While Crushed 100% Non-fibrous (other) 
TILE · Nbn·Flbrous Melted 
160d07S57·000l 

Homogeneous 

835--03/B MASTIC 
1G0401ii57·0055 

White Crushed 100% Non-flbrous (Other) 

Non-Fibrous Melted 
160407557·0004 

Homogeneous 

I 
il j' 1J . 

'nalyst(s} 
. . u ):.. ·.(\ 

'· 
~ic/1ard Harding (57) 

or other approved signatory 

PAGE 02/13 

Asbestos 

% Type 

Non!! Detected 

5% Chrysotile 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

None Detected 

ue to ""19fllrlt~t1on nmltations in.,er~nr 111 f>LM, aaoestc! ~ In dlnleriBlona bel!M' lhe tesotvtlon capaDQlly Of PLl.A """Y 110t be (jetected. s.:implet< rnpcrteO ss <1 % or none detected 
may reqlllre ~ddillonill tesang Dy lEM to e<)l\llrm asbestos qtisnli6e$, Tho above test report re~to; only ID the Items le$fcd and mey not De reprQduced In sny farm WilllOuC lhe el(prell9 
wrlllen appr~l af IOMSL Ancill/Clcel, tnc. !OMSL':; ll;ibtllty ta Umlted to th" c~ of 9'18\Y!llB. EMSL ~ llQ AlsPO'lBlblUty fot s.:impto ccllectlon aci\Vitie.: ot :;inalytlcal rhelhOd limH~tlon~. 
I \l!!rprc•~llc<1 E111<1 uae.or l~t '"""'ts "'9 "1it responaib8ity of fhr. dient. · 

ly$\s µll!formeO b)" EMSL tndl:inapolfs (N\IUIP l!20018B-O) 

1 

I 
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EMSL Analytical 
2001 Eas1 52nd St., lneltariapolls, IN 46205 

Phone: (317) BD:J-2997 fax: (317) 803-3047 Email: 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (630)268-8555 

Fort Sheridan Residence$ - 111155.0001.001 Bldg 835 

Customer JD; VERS5S 

Customer PO: 

Received: 09/02/04 9:15 AM 

EMSL Order. 160407557 

EMSL Proj; 

Analysls Date: 9/S/2004 
Report Date: 9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

835-04/B MASTIC 

160407557·0045 

635-05/A FLOOR 
TILE 
'ffX/407557-0005 

S35-05/B MASTIC 

835-06/A FLOOR 
TILE 
! G"40756T-0006 

83$-06/EI MASTIC 
160407557·0057 

835-07/A cove 
lsAsE' 
.160407557.0007 

.35-07/8 MASTIC 

.60407~~7-0045 

I 

Location Appearance 

Black 

Non· Fibrous 
Homogeneous 

White 

Non-Fibrous 

Homogeneous 

White 

Non-Fibrous 

Homogeneous 

Black 

Non-Fibrous 

Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Non-A1:bestos 

Treatment % Fibrous o;. Non-Fibrous 

Crushed 97% Non-fibrous (other) 
Melted 

Cruehed 100% Non-fibrous (other) 
Melted 

Crushed 100% Non-fibrous (other) 
Melted 

crushed 100% Non-fibrous (other) 
Melted 

Crushed 100% Non-fibrous (other) 
Melted 

or other approved signatory 

Asbestos 

% Type 

3% Chrysotile 

None Detected 

Not A.naly;tetl 

None Detected 

Not Analyzed 

None Detected 

None Detected 

e lo nug~IRcitlon ~mnallOnB lnllettinl in P~M, Bsbestos fibers In dlmen51on8 Oelow II\~ n;i;Qlu11on cepelllfit)I Of PLM IT19Y nol be deleclod. S..mplea reported~~ <1 % or none detected 
Y require edaiUon:ll l~llng by TEM to confittn ~~1o5 quenU!ie!. Tl'lc ~bove 1e5t repart rel~leJ: only lo the Kerns tested Ai\d may not be reptadueGd tri any rorm Without the express 

wrilte~ ~pprov;ol Qi E~Sl Anal~icol, Inc. EMSL's llabifity ~ llmltcd to lhe easl or an3lf$is, eMSt: oearg no retJlOnslbllity rorsampll!! cel~llQll acll\llU~ or :itu;1lytlc:al method limilnllon5• 
lnterix-etstlon 31'1d u .. ., Qf test reeults 3re "'" rre;porislbillly or the dlc:nl, 

1Y51a l)ell'ormed by EMSt. 1na1enepotiS CN\llAP #<00188-01 

2 

I 
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EMSL Analytical 
2001 east 52nd St., lndlanapolls, IN 48205 

Phone; (317) 803.2997 "'Fax: ~317) 803-3047. . Emall: lndlana olisla omsl.eom 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fa><: (630) 266-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Residences· 111155.0001.001 Bldg 835 

Customer ID: 
Customer PO: · 

Received: 

EMSL Order: 

EMSL Proj: 
Analysis Date: 

Re?ort Date; 

VERS56 

09/02/04 9; 15 AM 

160407557 

91812004 

9/812004 

·Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polari;z:ed 
Light Microscopy 

Location 

1604C7557°00D8 

835-08/B MASTIC 

160d07557·0047 

160407557°0009 

835-09/B MASTIC 

1Gt:l407~!17·0013 

Appearance 

Black 

Non-Fibrous 

Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 

·Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Brown 

. Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Treatment 

Crushed 
Melted 

Cruslied 
Melted · 

Crushed 
Melted 

Crushed 
Melted 

Crushed 
Heated · 

Crushed 
Heeted 

Crushed 

Crushed 
Melted 

% Fibrous % Non-Fibrous 

100% Non-fibrous (other) 

100% Non·flbrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

None Detected 

None Detected 

NoM Detected 

Norie Dotectad 

None Detec:ted 

None Detected· 

None Detected 

None Detected 

e lo m•gnlflcallon llmlt3tiot1S lnhr,renl ln PLM. a5lleslos Cicero In dimensions below Ille resolullon c..p:iblUly o! Pl.M may nol be delaclad. sample.i: teportecl aa <1 % or no~ detected 
y requite oddlllon.,l IE16llnA by TEM lo connrm asbl!!llOS quMlitle~. The above lest tepgri relalea only to lht> It~ teated and rn:iy not be rei>roduced In =iriy form w11n0u1 th<! e•~ 

wn11~n 9pprolll!I of EMSL Antily!leal, Inc:. E:MSL'; 119bllllY la r.mnea to the c:oot of ana1yg1s. EMSL ~rs no respomiolllty tor 1J6mple co11eeU011 o;a~llliUea or analylic;;il mll'lhod 11m11at1on~. 
1nte1prcte11on end uae Of le!.t ,,,.. ..... 11; <ire t11e respansiblti1y of the Cllenl. · . . 

n~ly;I~ performed by EMSL tno'lsnepelis (NVLAP lf.!00169.¢) 

I 
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I 
EMSL Analytical 

I 2001 East S2nd SL, lndlanapolls, lN ~205 
Phone: (317} 803-2997 F:ix: (317) 803-3047 email; lndlan3poflslab@emsl.com 

+ ... +rrzMG*£-. ... u..., ....... zA;;;;;GZ?·m=· 2 . ; rn:=m f A :·;aa;1 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8000 

Fort Sheridan Residences -111155.0001.001 Bldg 835 

Customer ID: 
Customer PO: 
Received: 
EMSL Order: 

EMSL Proj: 

Analysis Date: 
Report Cate: 

VERS56 

09/02/04 9:15 AM 

160407557 

9/8/2004 

9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non.Asbestos Asbestos 

Location Appearance Treatment % Fibrous % Non·Fibrous . % Type 

Black Crushed 100% N~m-flbrous (other) None Detected 

160407557-~14 Non-Fibrous Heated 

Homogeneous 

835·15 Black Crushed 100% Non-fibrous {other) · None Deeected 

160407557-CQ15 Non-Fibrous Heated 

Homogeneous 

835-16 Brack Crush ad 100% Non.fibrous (other) None Detected 

160407557-0016 Non-F='ibrous Melted 

Homogeneous 

835-17 Black Crushed 100% Non-fibrous (other) None Detected 

tG0407557.0017 Non-Fibrous Melted 

Homogeneous 

835-18 Bia el< Crushed 100% Non-fibrous (other) None Detected 

1/$0407557-0018 Non-Fibrous Melted 

Homogeneous 

835-19 Tan/Gray Teased 100% Cellulose None Detected 

160407557.0019 Fibrous 

135-20 

Homogeneous 

Grayrran Teased 100% Cellulose' Nooe Detected 

I 00407557.0l)ZO •· Fibrous 
Homogeneous 

35.21 Grayrran Teased 10% Glass None Detected 

1fi0407557-00lt Fibrous 90% Cellulose 

I 
Homogeneous 

rlyst(s) 
/JJ/i~ 

hard Hal'ding (57) 
or other approved signator)i 

to m:>gnif~Uon llmil.llli0no Inherent in PLM, ~estos fibers In dlrnenSIOM be/aw me re!Dlullon 1:1>pallUl1y Of PLM IT19Y nol bl! del~(lld. Sempl~ f9por1ecl as '-1'11. Ql"OOrte detedcd 
y require addillorqot testing b~ TEM to oonmm :)sbQslgs quantities. The above tei:t ~PQCI relates only IQ the nemg t~d ana may not b(I repro!luc@d in 61/lY form Wlthoul the ~<!Ss 

wtillr.n approval or EMS~ Analytical, Ille. EMSL'g liabmty 1$ lllllited 10 ~ c;gst or analygiS. El.ISL Deal"!I no 1'1'.1$PQn51Dlnty rot ~mple collecUon ;acU'<IUea 01 .sn•IYllc:al method 11ni11atton9. . 
lnlerp"'1~t1on E>r]d uge of 1~1 reGUll9 are the: r~sponglllillly or th~ <:!lent 

1~~ parlonned by toM$~ ln<11anapo11s (NVl.Af' 1'20018&.0) 

4 

I 
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EMSL Analytical 
2001 East 52nd St., fndlanapolls, IN 46205 

Phone: (317} 803-2997 Fax: (317) 803-3047 Em11ll: indianapoll!da erml.com 

Attn: Shaun Terrapova 
. Versar, Inc. 
100 w. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Residences -111155.0001.001 Bldg 835 

Customer ID: 
Customer PO: 

Received: 

EMSL Order: 

EMSL Proj: 
Analysis Date: 

Report Date; 

VERS56 

09/02/04 9: 15 AM 

160407557 

918/2004 
9J8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

160407557-00Z2 

1604075~7-002'1 

160407557.00~S 

'60407557:0026 

835-27/A JOINT 
COMPOUND I' G<l40755 7-0027. 

835-27/8 

I
RYWALL 

80407557-00•9 

835-28 

10407557·0028 

lalyst(s) 

Location Appearance 

Whlta 

Non-Fibrous 
Homogeneous 

Wl'lite 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Brown/While 

Fibrous 
Layers: 2 

Brown/\Nhite 

Fibrous 
Layers: 2 

White 

Non-Fibrous 

Homogeneous 

Brown/WhilB 

Fibrous 

Layers; 2 

Brown/White 

Fibrous 
Layer.1; 2. 

Treatment 

Crushed 

Crushed 

Crushed 

Teased 
Crushed 

Teased 
Crushed 

Crushed 

Teased 
Crushed 

Teased 
Crushed 

Non-Asbestos 

% Fibrous % Non-Fibrous 

100% Non-flbrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

20% Cellulose 80% Gypsum 

20% Cellulose 80% Gypsum 

100% Non·fibrOl.Js (other) 

20% Cellulose 80% Gypsum 

20% Cellulose 80% Gypsum 

or oth0r approved slgna~ry 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

<1 % Chrysotile 

None Detected 

Nono Detect~ 

r. to magnific:itlan um1ee11orn1 !Men::nt rn PLM, asb~tas nt>era In din'l~Jgria Delow lhe rt1$0lutlon c:ip~blllly or PLM INiy not be <letecle.:t. S6"11>IBS reporl<>d as .;1% or nonEJ c!etectea 
y 1equl"' a'1~111onat tesdng by TeM to ecnflrm 88beatos """'111Iles. Tile abovEI Ills! resion relo:il9$ gnly to lfte HQm& lestea and m~y nor IH! reprOduced In any farm whhaut the expre88 

wr111en 3PPfOY.Ol ol EMSL An.11ytlgif, Inc. EMSL,'~ Wabn11y 15 Umlled to the cost or '1n"'IY!'la. EMSL ~rs no reapMolblll1y tor sample collection actMI~ or enalyllc:il method llrni~lians, 
lrit.,,rpretaUon :ind or..e or test result.. ilfll the respoMiblllty cl Ule dienl, · 

1ys1e pe<fotmcd byF.MSL Jndi:l""PQllS (NvlAI' 12001$8-01 

5 

I 
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EMSL Analytical 
2001 East 52nd St., lndlanapoU!i, IN 46205 

Phone: (317) 803-2997 Fax: (317} 803-3047 
,,._. .. ".Z:W-Zt:c-rv rz -p=·r.ee:,.._..,_. ......... 

Attn: Shaun Terranova 
Versar, Inc. • 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

t:;ll'lall: lndianaPQllslab@emsl.com 
:µ dQ 

Customer ID: 

Customer PO: 
Received: 
EMSL Order; 

Fax: (630) 268--0555 Phone: (630) 268-8555 
EMSL Proj: 

Project: Fort Sheridan Residences - 111155.0001.001 Bldg 835 
Analysis Date: 

Report Date: 

ff" 

VERS56 

09102104 9:15 AM 

160407557 

9/8/2004 
91812004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method usihg Polarized 
Light Microscopy 

1GOJ07ssr-0029 

835-30/A JOINT 
COMPOUND 
1t1C407551-0030 

•60'107557·0050 

160407551·0031 

150407557·003~ 

1B0407551·0033 

1t!JD407557-0034 

lnalyst(s) 

Ricli.;ird Harding (57) 

Location Appearance 

Brownl'JVhite 

Fibrous 
Layers: 2 

White 
Non-Fibrous 

Homogeneous 

Brown/White 

Fibrous 

Layers: 2 

Brown/White 

Fibrous 
Layers: 2 

Whlle 

Non.fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Wl'lite 
Non-Fibrous 
Homogeneous 

White 
Non-Fibrous 
Homogeneous 

Treatment 

Teased 
crushed 

Crushed 

·crushed 

Teased 
Crushed 

Crushed 
Heated 

Crushed 
Heated 

Crushed 
Melted 

Crushed 
Heated 

Non-.A.sbestos 

% Fibrous % Non.fibrous 

20% Cellulose 80% Gypsum 

100% Non-fibrous (other) 

20% Cellulose 80% Gypsum 

20% Cellulose 80% Gypsum 

100% Non-fibrous {other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

iu/i~ 
. . '· 

or other approved signatory 

Asbestos . 

% Type 

None Detected 

<1 o/o Ch r'ysotlle 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

ue to m:ignlfQUOll llmitstioM 1n/1'Jrenl In PLM, ~IQ6 nl>er! In dirnc,.,.lons llefOW tlle tcr.<;Jluaon CSllStMllly al PLM may not be dql~acl. Semptd 113port8Cl 89 '-1 % or none delecled 
lni'Y reQtJlre addllic;in.;d tesllng by TEM to c;onflrm a!lbffto~ qu..ntltlea. The ::ibove lest report rer~tos omty ta ttie lle<'ll$ tested enll may not be reprodUCl!!IS in any form wrtl'lou! the el(l)l'ess 
wrilli:o 0pprov111 or !OMSL Aru;d)'11C!ll, Inc. 1:1\ASL'' llebmty is limit~ lo tne cost Of ::in;:ily.:;ls. EM.SL beM! ng responslbmty ror ~mple ccllcctiQn actMtiu or ~n;ilytlcal melhod 11mN~11ons. 

' terp1al~1lori 911d use llf to~I rei;ulla ere ti!<! =PQn&lbMlty OI the dlvnt, 

31y>0. per!O!TTied by EMSL IM1i111~apoH~ (NVLAP #'.00188-0) 

6 
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EMSL Analytical 
2001 Easl 52nd SL, fndl.an;i"oliS, IN 46205 

Phone: (317) 803.211117 Fax:. (317) 803..3047. !;mail: inelianap<11fsfab@emsLcom 
·-·fr·-¥·a·wu·····nrr• ... ,M,._M_ .. _ v-?ZA - m=s=a,,C r RA&cc .**rm A 

Attn; Shaun Terranova Customer ID: VERS56 
Versar, Inc. Customer PO: 
~00 W. 22nd Street Received: 09/02104 9: 15 AM 

suite 151 EMSL Order; 160407557 ' 

Lombard, IL 60148 
Fax: (630) 266-0555 Phone; (630) 268·8555 

EMSL Pl'Qj; 
Fort Sheridan Residences ~ 111155.0001.001 Bldg 835 

Analysis Date: 9/13/2004 
Report Date: 9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-A$bestos 

Locatl,on Appearance Treatment 'Yo. Fibrous "lo Non-Fibrous 

White Crushed 100% Non-fibrous (other) 

160407557°003(1 Non-Fibrous Heated 

Homogeneous 

White Crushed 100% Non-fibrous (other} 

100407557-0037 Non-Fibrous Melted 

Homogeneous 

Brown/White Teased 20% Cellulose 80% Gypsum 

160407557·~/l Fibrous Crushed 

Layers:. 2 

Brown/White Teased 20% Cellulose 80% Gypsum 

160407557-0039 Fibrous Crushed 
Layers: 2 

Brown/lf\.lhite Teased 20% Cellulose 80% Gypsum 

t80407551-(J04() Fibrous Crushed 

Layers; 2 

835-41 /A FLOOR White Crushed 100% Non-fibrous (oltler) 
TILE Non"Flbrous Mel led 
160407S!l7-004t 

Homogeneous 

835-4118 MASTIC Black Crushed 98% Non-fibrous (other) 

(60407557°0051 Non-Fibrous Melted 

Homogeneous 

35-42/A FLOOR White Crushed 100% Non-fibrous (other) 
TILE Non-Fibrous Melted 

1130401557-0042 
Homogeneous 

lalyst{s) 

, Jchard Harding (57) 
or other approved signatory 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

2% Chrysotile 

None Detected 

u~ 10 rriagnlriealiOtl limit;,Uo11$ innerenl in PLM, 9SbeslDll OllerS In dlme11$lon8 lletow the tcr.otutt"'1 capalllllly af P~M may not be ~ad. Semple! repor1ed as «1 % ot l'IOtli:> <klte<:led 
y require ;;iddluooa1 tes11ng by TEM to confirm a~tc$ quantifies. Tiie .:iboll~ lest report l'll!l:lla; only la the II~ ti:stad end may nol oe reproduced in :iny form wtlhout !tie C"9fl3SG 

Written appro•.31 af EMSl l\nalyliC31. Inc. EMSl 's !labmly i~ thnltlld 10 tile ccat Of ""~I~. EMSL ~ars no ro!soonalblllty ror l~mplll collection odktiU<1s or analytie.:11 niclhod ltm~sUcirt• •. 
1nte~1~11on end ~e cl ~$1 r~ults are 1111!! =?gn&lbtlltyo! the Cflenl. 

Ir.;!:; JX1r101T11ed by EMSL lndlarlSPOlls (NVl.AP #~00188-01 

I 
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PAGE 0'3/13 

.... _ ..... -. __ ..... """T ....,, • ""-..&. 

. EMSL Analytical 
2001 E;ist S2nd St., Indiana pall&, IN 46:lOS 

• · P~o.~11; ~~r:::~~7'"'.,... Fax: (31U e::--=~ 1ndlanw;~:•all@1e::·c;om mr 

Attn: Shaun Terranova Customer 10; VERS56 
Versar, Inc. Customer PO: 

100 W. 22nd Street Received: 09/02104 S: 15 AM 

Suite 151 EMSLOrder: 160407557 

Lombard, IL .60148 
-

. Phone: (630) 268-8555 (630) 268-0555 EMSL Proj: 
Fort Sheridan Residences· 111155.0001.001Bldg835 Analysis Date: 9/812004 

Report Date; 9/812004. 

·Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
· Light Microscopy 

835-42/B MASTIC 
160407557-0CSZ 

835-43/A FLOOR 
TILE 
160407~~7-0013 

83.5-43tS MASTIC 
160407557-0053 

I 
lalyst(s) · · 

Location · Appearance 

White 

Non-Fibrous 

Homogeneous 

Treatment 

Crushed 
Melted 

% Fibrous 

Non-Asbestos 

'Yo Non-Fibrous 

100% Non-fibrous {other) 

or other approved signatory 

Asbestos 

% Type 

Not Analyzed 

None De~ted 

Not Analyzed 

e lo =gnmc1>llon ~mi1:1Ucns lnl1eren1 In P~M. aabesios t1~ers In dlmt!~n5 DelOYt tlle ~"4ullan ~p~bUlty Of PLM m"y nol be delectGd, 5ampli!!: reported as <1% or~ detac;teU 
y require addilion~11es11np by TEM 10 confirtl'I Ol$beslos qu:intilkJs, Tile above 11181 report rCJ;lles only lo lhc Items teslelf.<!ncl may not 114 reprO!luced In eny1onn wllhout 1he eitpr=:; 

wrlllen ~pproval of EMSL Alie1Y1ie81, Inc. liMSL 's l~blll1y IS Dmlled lo lhQ coal or a~IY$1s. EMSL II~;"'; no respo11$1b11Uy for ~mple coUecUon "~ti.ttles or 11i'l.:ll)'lfca1 inetl'IOd llrnheuons. 
lnlerpretalion ;ind uee oft~ ll!$JllB are 1he responsil>i~ty ar the cllenl. 

91YSlS p~ Dy EMSL lndlmepoll! (N'.It.AP 11'200188.0) 

THIS IS THE LAST PAGE OF THE REPORT. 8. 

I 



Chain of Custody 

PAGE 10/14 

Pagel of 2 

EMSL Analytical, Inc. 
2001 East 52nd Street 

Indianapolis. IN 46205 

Asbestos Lab Services Phone: (317) 803-2997 
Fax: (317) 803-3047 

case print a II . fi .• 'l I m ormat1on cg1 J Y-
~J 7~!) 

ht II I tp: www.ems .com 

I 'f;ompany: Vcrsac fnc. Bill To: Vcrsarlnc. 

'!Address/: too West 22nd Strecc Address!: 100 West 22nd Strccl 

'Address2: Suite 151 Address2: Suite 151 I City. Statl!: Lombard, IL City, State: Lombard, IL 

Zip/Post Code: 60148 Zip/Post Codi!: 60148 

Co11ntry: .. Country:· I ConJact Name: ·shaun Terranova Attn: Shaun Terranova 

Pho11c: 630-268-8555 Phone: 630-268-8555 
. f:a.'=: 630-268-0555 Fax: 630-268-0555 I [mcu.- Email: 

EMSLRep: Paul Nyficld P.O. ·Number: 

I Foject Name/Number: Fort S.hendan Residences - l 1l155~0001.001 - "'Rt..\.ZJ ~ 3ln 

MATRIX .TURNAROUND 

IE Air 
0 Soil D Micro-Vac 0 3 Hours 0 6Hours D Same Day 0 24 Hout"S 

orl2 Hours* (l day) 

~lk D Drinking D 48Hours. ~2Hours D 96Hours 0 120 lfoun 
Water (2 days) · (3 days) (4 days) (5 days) 

ipe D Wastewater D 144+ hou~ (6-10 days) 
TEM AlR. 3 bours,' houri. Pk:llSC! c:11l ahud ro schedule. Ttie.-e IS A p«nt~11m ch11rgc tor J•hour tat, plcue c:all l-8oo•2:!.0-3(i75 ror price prior to C(ending 

J j>lcs. You will be ll!!ked ro 1l11n an 111urboriVltion form for &hi& nl"Vicll!. W\ b 2 · · 
. houl'5 (must arrl~e by tt:OO~-m. Mon ·Fri.), Ple:is:e Reier to Price Quote r'\ V\0.:--n ZJL 

NY Stratified Point Count 

I PLM NOB (Gravimetric) NYS 198.1 
NIOSH9002: 

0 EMSL Standnrd Addition: 

ll'!tA.iu>.r..P_~u~ 
Qualitative 

CJ Quantitative 

I 

TEM Air TEM WATER 
0 AHERA 40 CFR, Part 763 Subpart E 0 EPA 100.1 

0NIOSR7402. DEPA 100.2 

DEPA Level II D NYS 198.2 

TEM BULK · IEM Mi~t<ac/Wipe 
0 Drop M~unt (Qualitative) 0 ASTM D 5155-95 (quaotative method) 

0Chatfie[d SOP - 1988-02 D Wipe Qualitative 

07EM NOB (Gravimetric) NYS 198.4 

DEMSL Standard Addition: XRD 

a,MSojl 

DEPA Protocol Qualitative 
DEPA Protocol Quan~itativc 

0 EMSL MSD 9000Method1i1>c:rf/1,1r:1•ti 

0Asbestos 
0 Silica NIOSH 1500 . 



Chain of Custody 

I 

•• I . . Asbestos Lab Services 
. . . . A11.a.ftrz.L- Uui.il fhs;/.rv~ 

Please pont a1l 111formation legtbly. I · 

I cn ... •Sampl•#(•) . . • · . ~ 
Rolinqnlsh°"' Aww-~ot.JW>at.: µ<{ 

I Received:~ & • • Date: q,..'"& -0 Y 

I
. R.elinqui.shed:_, -. ________ ___,Date: _____ _ 

Received: ---------~Da~:~-----

I SAMPLE NUMBE1l SAMPLE DESCRIPTION/LOCATION 

~ 3~-DI 

I oz. 

I D3 

PAGE 11/14 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. George Street 

Chicago. IL 60618 

Phone: (877) 888~3675 
€tu.t./k, Fu: (773)313·0139 

r.,_http://www.emsl.com 

Total Samples#: ___ _ 

·Time: .:3.'..-~ _. 

Time: 10 '"l... 'S" ~ . 
'l'illle: · 

I 6'5"' ~ .· 

lr----+-a-~-+-------------------..J./------+-_·~--~~------t 
ll----l--67~~~~~~~~~~~~~-~·~~·~~~--~ 

6y ]:, 

I 6 1 ~"(; 1----+------~-+....._ ___________________ _...,__.."""-_________ ~ 

l1---+-~'o~~~~_u::~~~~-~~___;·~·~A=-+-------~---1 
I c 

I ~ \J...u,.:J:c.. 

l.__-+-_1~--t---~~~~.~------· _k ___ -~~--A----t-~-------~ 
/'I Clv,o\. 

I 
· tttp://www.emsl.com/COC_Print.cfm?action;print&ServiceCatSeJect=3&LabsSelect=Chicago.%20... 8/30/04 



I 
~~/11/~~~4 ~4:~1 3178033047 

I 

•• 
Chain of Custody· 

Asbestos Lab Services · 

I. Please print all information legibly. 

Client Sample# (s) __ __..._...__~- ___. ____ _....__ 

I RollaqWshed:~ ~le: 11_*<{ 
· Received: __ ...d.£3 Date: ~i:- 0 Y 
I Rdinquishcd:~--------~Date: ________ _ 

Received: __________ fJatie:. __ ~---

PAGE 12/14 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax.: (773) 313-0139 

http://www.em.sl.com 

Total Samples#; ___ ~ 

·Time: ______ _ 

I. SAMPLE NUMBER 

1~~~-1-~~~~~C~o~uf2:~k---~~~~-r_,,.-1-------------1 
~ ""Btcu.k-w~c le.-~ A-

SAMPLE DFSCRIPTION/LOCATION VOLUME if a llcable 

I ·\1 ~:B 
1------t,.....--....-......--........ ...._--------t--------------------+---+-------------==-----1 

I· 1--J----1..l.l....--l----------------------11--~::::.:::::::::..:_.=c.,=----1 
AttU- ~~o..tu..--i-. 1· 2o 

lt--t---·~2~--------~----~-+-------------~ 
I ,,,,_ ~ c~'--lt....i: A-

'2-3 LLv.A-"F:, 

lt--t----~-+------------------+----~~~-~-~c 
11--t~~~~-...-~~--·~1:bvl.~~~-~--~~k--~--4----~~~----1 

/.). 

I J? e-, 

l~~--=-~~i~~~~.::.::.:::::::.::::~==:s::·~~-~-~~~-~·~_J-· 

I 
· 1http://www.emsl.com/COC_Print.cfm?action~riat&ServiceCatSelect=3&LabsSelect=Chicago, %20.... 8/30/04 



I 

:• 
Chain of Custody 

Asbestos Lab Services 

I 
Please print all information legibly. 

Client Sample# (s) - -------'"----

Relinqolshed: ~~ Date: ~Jo~ 
I Received: e:,.d,,..,.~-_.c.....-------Date: q_,. ~ ~ r.f 

I 
Relinquished:_. --~------_,..ate:._---'-__ ___...._ 

Received: --------~--~ate:, _____ _ 

1. SAMPLE NUMBER SAMPLE DESCRIP'l10NILOCATION 

I 

PAGE 13/14 

Page 2of2 

EMSL Analytical, lnc. 
2444 W. George Sttcct 

Chicago, IL 606 l& 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://www.emsl.com 

To~ Samples#:. ___ _ 

Tiine: ,'?;.~ 

Time:. ________ _ 

Time=-----'----

VOLUME if a licable 

It--~---.-~---~~--~----~---------~~--~ 
1------~·_,.;,,,,,;or:~ ___ ... ------..=~~~~~~~;......;i 

'~~~~~~~~~~~~~~ 
11---~~~~~~~~~:e______J 

I 
I 3<6 . ~ho<M. -2~-~~ -~G-
t-----~~~-~---a.--~!-----1 

1t--____ 31~~w~-~'Be,~~-------~~~~~\:)-----+---__.___-----~ 

I 

I 
tttp://www.emsl.collllCOC_Print;cfm?action=print&Ser\ric~CatSelect=3&LabsSelect=Chica1m. %20... 8/30/04 



1-'AC:it:. 14/14 

I Page 2 of2 

:• 
Chain of Custody 

Asbestos Lab Services 

EMSL Analytical, Inc. 
2444 W. George Sl:l'eet 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (173) 313-0139 

http:.1/www.emsl.com 

Total Samples#:. ___ _ 

'lime: 3~ 

Relinquished: Date=·---~-- 'lime=~------

Received: Time: __ --'-----

SAMPLE DESCRIPTION/LOCATION VOLUME if a licable 

I 
I k-
l ..,__ __ .tl_lr>~-------........-..-----+-...._~ ....... ----13_~ 

41 0 
I \~f I; l-e_ (2.x_rz_ \( ·~5{.uo_k-~ 

t---------~~1--;.......ot--------~---..._----.-..---........ii;--~--------------1 

I~---+-------~~--~~ 

I 
lt--~--t-------~--------1------~~ 
1~~-t-~---------+-----~ 

I 
t---~~---t------------------------------------ll----__;------___;,,,i 

l~--~~-------___i._----~ 

I 
I http://www.emsl.com/COC_Print.cfm?acti_on=print&ServiceCatSelect=3&LabsSelect=Chicae;o. %20 .. . 8130/04 



~l /l:::ll1~~114 (. 

I EMSL Analytical 
2001 East 52nd SL, lndlanapolls, IN 48205 

Phone; (3171803-2997 F~: a17) 803-3047 Email: indlamipollsla omst.com 

Shaun Terranova 
Versar, Inc .. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 266-8565 

Fort Sheridan Residences • 111155.0001.001 Bldg 836 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder: 

EMSL Proj: 
Analysis Date: 

RePort Oaie: 

VERS5G 

09103104 10;25 AM 

160407570 

9/10/2004 
9/1012004 

Asbestos Analysis of Bulk Materials via EPA 600/R-9311'16 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non·Fibrous 

Tan Crushed 100% Non-fibrous (other) 

Non~Fibrous Melted 

Homogeneous 

Black Dissolved 97% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Tan Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

36-03/A FLOOR Tan Crushed 100%. Non-flbrous (other} 
ILE Non-Fibrous Melted 

Homogeneous 

36·03/6 MASTIC 

36-04/A FLOOR Gray Crushed 100% Non-fibrous (other) 
ILE Non-Fibrous Melted 

160407570.0°"4 

Homogeneous 

i . I . 

. l//;!..~ 

or other approved signatory 

·PAGE 02/14 

Asbestos 

% Type 

None Oetected 

3% Chrysotlle 

None Detected 

Not Analyzed 

None Detected 

Not Analy;i:ed 

None Detected 

Due lo m:ignificatlon _nmnatJorn; lnhervnt In Pl.M, "~~tcs fibim in dlmenSlons below the re&Qfution o;.;al""blllty Cf PLM 1n3y nor De detected. Sermileo rellQl'lad ~:; .. 1 ')I. ar 1'IOfoe ~tl!eted 
may require edrllt1cn1;11111Stlng by TEM tc conli!'m estll!9tos quenUtles. Tne ebo1111 tc:~t n:pal'I relot~ only lo lhe itema teeleel snd may not bli repnxluccd tn ~ny rcrm Wflhoul lh~ excrega 

tt~n 9PP'<!•~I Of EMSL All31y11cal, Inc. EMSl'a l1<>b1ll1y 15 Umll11d to t~ cosl or ll"3lysl!I. EMSL bears no respor'151ttlllty for ~mpl,., coUecUon acllvtUeil or anel>'IJcal metnO<J umnatlens. 
1erpre1Sllon end use Cf _test l'Gsun:; '-'"" the: ~slbillty Of thl! ctlent. 

alyai9 pelformeo ~Y EM$L lndl"n"poll~ (NVLAP #200166-0) 



09/11/2004 04:01 3178033047 

EMSL Analytical 
2001 E:ist S2nd St. Indianapolis, IN 46205 

PhOo~: (317) 80:M!997 Fax: (317) 803-3047 Email: indlanapollslab am&l.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Residences • 111155.0001.001 Bldg 836 

Customer 10: 

Customer PO: 

Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09103/04 10:25 AM 

160407570 

9/10/2004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy· 

Non-Asbestos 

Loeation Appearance Treatment % Fibrous % Non.fibrous 

Black Dissolved 98% Non-fibrous (other) 

160,07570-0052 Non-Fibrous 
Homogeneous 

836-05/A FLOOR Gray Crushed 100% Non-fibrous (other) 
TILE Nori-Fibrous Melted 
160407570-0005 

Homogeneous 

836-05/B MASTIC 
150407570-0053 

836-06/A FLOOR Gray Crushed 3% Cellulose 97% Non-fibrous (other) 
TILE Non-Fibrous Melted 
160401;70-oooi; 

Homogeneous 

836-06/B MASTIC 

160407570-0054 

••See Note at Tan Melted 100% Non-fibrous (other) 
c;:nd of report Non-Fibrous 

IG(/407570-0007 

Homogeneous 

836-07/B MASTIC Yellow Dissolved 100% Non-fibrous (other) 

f 60407570-0055 Nol'l-Fibrous 
Homogeneous 

Craig Nixon (61) 
or other approved signatory 

PAGE 03/14 

Asbestos 

% Type 

2% ChrysotHe 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

NoriQ DetectQd 

None Detected 

DUI!! lo m:!l(lnlficsllon Umitauona lnfler!!llt In PLllA. l'Sb9slos r1tiero In dlm,,,,,.ia,,. below tM teSCluUon cspalllllly or PLM may nat De aete<:tea. Samples rep0r1ed 9S <1% or f10l1e d~t8C1qd 
may require aadlllOl\81 tei;tlng by TE;M tc;i ccnllrm ~~bestos qu3nlllill!!l. Tiie above le91 report relates only to the uems tested and 1119y not b"' ~oduo:xl In '-'"Y farm without the ex~ 
wrluen approv;ll of EMSL An~lytic::il, Inc. EMSL's ll:Jblllly Is llmlle<l to tne cost ol ent11yi;1s. EMS~ be1111' no ~Ol'l$1blllly tot r.:imple couec11cn ~ctM11es er analyllel!I meltlad Jlmllallons. 
lnterprel~llon snd use Of lesl resullg ere the resll0(1511Jlllty of tht> cllenl, · 

.. ~ly:;i$ performl!d by EMSL lndl&nBPQl;a (NVLAP 11200168-0) 

2 



I 

.,:J.J. tOU..:J..:JU""t i 

EMSL Analytical 
2001 East !i2nd SI., ll'dlanapo11&, IN 46205 

Phone: 13171 ao:1.2g97 Fax; (317 803-3047 Email; lndl:in:apoll91ab@emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 2GS-0555 Pl'lone: (630) 268-8555 

Fort Stu~ridan Residences -111155.0001.001 Bldg 836 

Customer ID: 
Customer PO: 

Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: . 

VERS56 

09/03104 10:25 AM 

160407570 

9110/2004 

9/10/2004 

Asbestos Analysis of Bulk Materials via E,PA 600/R-93/116 Method using Polarized 

Location 

160407~ 70-0008 

83&-0819 MASTIC 

160107570-00~G 

15Cl'I07510-0009 

836·09/B MASTIC 

1tl0407570>0057 

lll0407570·0010 

Til0407570.0011 

160407570-0012 

160407S70.0013 

nalyst(s) 

Craig Nixon (61) 

· light.Microscopy 

Appearance 

Tan 

Non-Fibrous 

Homogeneous 

Yellow 

Non· Fibrous 
Homogeneous 

Tan 

Non-FibrOU$ 

_Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

White 

Non-FibrOu$ 
Homogeneous 

Treatment % Fibrous 

Melted 

Dissolved 

Melted 

Dissolved 

Melted 

Melted 

Melted 

Melted 

Non-Asbestos 

% Non..fibrou:s 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non·fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous {other) 

100% Non-fibrous {other) 

100% Non-fibrous (other)' 

100% Non~flbrous (other) 

' 
or other approved signatory 

t-'Al;lt:. l'.14/14 

·Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

D"" lo magnirieauon llmltsUons 1n~ereo11n PLM, ""best~ fibe~ in dimensions below tne nisolUllon Qlpilbl\ny QI PLM -'I ~01 be dl!!tec:ted. samp1ea repor1eQ' as <1 o/o or none detei;ted 
may require 8<1d\Uon<1I toi;tlng by ~M to eonfoN'll a!lbesto• quantities. Tl>e ebouv t9$1 rq>Orf rct:;I~ Otlly to Ille llem!I te!lted anC' may not be reprod~tQed In 9ny form wllhOul tllco ~ptess 
writtM ~ppr0\121 o1 EMSL AnalytlClll. inc. EMSL'i; U«blllty 1$ lhl'llted to lh~ cost cf ansl)'Sls. EMBL beers no rcspons1tin11Y for :;ample: QJlleCllOtl octM~ 0t eN1lyllc8t mMhDa nm1111110na. 
lnlerpretsuon and use of lei;I r(ISUltt; "'"' lhc> IT$poMibHily Cf lhe cllenl 
Analysis pe<larmecl ~y eMSL lndl•n•pcll• (NVLAP ll:200186-0) 

3 



3178033047 

EMSL Analytical 
2001 E:isl 52nd St., lndlanapolls, IN 48205 

I . ~h::~:, ~3.1:1.~~;;:.e1 ... ·:=?.:: s:~:.g;5°"1 "'' Elml~H .·~:1a7ap:::zt@ernsl.com AAfu 'CJ! :m_;,_•S£@§4d*•i!@F&• . 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 6014·8 

Fax: (630) 268-0555 Phone: (S30) 266-8555 · 

Project: Fort Sheridan Residences • 1111 SS.0001.001 Bldg 836 

Customer ID: 

Customer PO: 

Received: 

EMSLOrder: 

EMSL Proj; 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407570 

9/10"2004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

White Melted 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

While Melted 100% Non-fibrous (other} 

Non-Fibrous 
Homogeneous 

Black Dissolved 100% No1'1-fibrous (other) 

Non-Fibrous 
Homogeneous 

Blaek Dissolved 100% Non.fibrous (other) 

Non-Fibrous 
Homogeneous 

Black Dis8olved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1% Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

Fibrous 
Homogeneous 

I.Liz iL, .. 
I.~ 

or other approved signatory 

PAGE 05/14 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Due lo magnifrcalion limitations inherenl in PLM, :isbeslos fobe11. il'I dicnen~on~ bclOw the: "'"clullcn c;:il"'blllly of Pl.M mey not bs detected. Sampl98 reported as <1 % or none <lell!ciell 
rmiy require additional tes1tn11 bY TEM to conllfm a9be9to9 quantllle9. Tile above ~t repott relales Ol'lly ta the Hl!!IM lesled ~nd ~Y net bi;? rvprod~o;ed In "'1Y form wUhout the express 
. riltM ~pl)tov:>I of EMSL ~tytlt::il, Inc. EMSL'" ll;oblllly I& Umlttod 11;1 "'" !;0$1 of <mel!f"I;, l:MSL 1>e11rt; no reeponslblllly ror !13mple collee!lon aciMtic~ or on:llyltc:il motl\od limlt•1tlon~. 
nlerpretation an<I use or test resufl& are Ille respan!llb!lity Of Ille diet1L 

•ly,;1~ perlo1m11d by EMSL lfl(tl81J!1polls (f\l\/UIP "'200188-o) 

PLM-1 4 

I 



~~/11/~~~4 04:01 3178033047 

EMSL Analytical 
2001 Ea&t ~d St., tndi311apolis, IN 48ia5 

Phon9: (317) 803·~!197 f"ait: 317 803-3047 email: indi;tn~ oUsl;ib@emsl.~m 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Fort Sheridan Residences -111155.0001.001Bldg836 

Customer ID: 

Customer PO: 

Received: 

EMSL Order: 

EMSL Proj; 

Analysis Date: 

Report Date: 

VERS56 

09/03/0410:25 AM 
160407570 

9/1012004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

White Dissolved 100% Non-fibrous (other) 

Non·Flbrous 
Homogeneous 

White Dissolved 100% Non-fibrous (olher} 

Non-Fibrous 
Homogeneous 

White Dissolved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

White Dissolved 100% Non-fibrous {other) 

Non-Fibrous 
Homogeneous 

Whita Oi$SOIVecl 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

White Dis sol lied 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Black Melted 100% Non-fibrous (other) 

Non.Fibrous 
Homogeneous 

Black Mel tad 100% Non-fibrous {other) 

Non-Fibrous 
Homogeneous 

. 1L /. I " t..U . . 2~-~ 

or other approved signatory 

PAGE 06/14 

Asbestos 

% Type 

None Detecied 

None Detected 

None Detected 

None Detected 

None Detected 

NoM Detectecl 

None Detected 

None Detected 

Due 10 M:Jgniflco>tlan UmltGtlQn6. tnnerent in PLM, asDeslos fi~ In dlmr,n;1Dn$ belgw tne reaolutiOn capablllly of PLM ""'Y MQt 11':1 d«~eo. Samples reported :is -.:1% or none uetected 
may require sddlllonal te~nl:J by TEM lo ciinflnn asbe51DB QtianUUes. The :ibovc lc:•I ~ F'li<ltes only lo the Hems tested and rMy not be reproduced In any rorm Wllllout Ille axprOJSs • 

llqn 8PJ)f'OVl'I of t:MSL Anal)lliesl, Inc. EMSL'o: ll;Jbllliy I~ 1111111911 ID IM cost or analysis. GMSL bo;;.vs ng ro:;iionslbllllY for samP1e COllecfJOn adlvlllllt Ot il!l<llYllCSI melhaa llmltllloo~. 
l~rp.,,i.tion ""d u•A al 1~61 rea1.•lts t1re the responsibmty DI the c11.,n1. 

n31~$ porlormcd by E;MSL lndlSnioPQQs Cl'NLAP "2001BB-ci) 

I 
5 



EMSL Analytical 
2001 e:~sC 52nd St-

0

; lndl:in:spolis, IN 48205 

Pho11c: (317) sa3.291!1 F:i1<: 311) 803-3041 im:all~ lndl:an:iipollsl:sb@emsl.com 

. ' 

-. 

Shaun Terranova 
Versar, Inc. 
100 w. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268·8555 

Fort Sheridan Residences -1111 ss.0001.001 Bldg 836 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder: 

EMSLProj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10;25 AM 

160407570 

9/10/2004 
9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-·93/116 Method using Polarized 
Light Microscopy 

160407570-0030 

B~6-30b COMP 

180407570.0058 

.... 160407570-0032 

" 
, , .. 

~ . 
;,., , .. 

• 
, . . " 

f G0407S7o-0036 

alyst(s) 

Craig Nixon (61) 

Loeati~n 

•••See Note at 
end of report 

.... Sample does 
not match 
description on 
coc 

Appearance 

Black 

Non-Fibrous 
Homogeneous 

White/Brown 

Fibrous 
Heterogeneous 

Brown 
Fibrous 
Homogeneous 

While/Brown 
Fibrous 
Heterogeneous 

White/Brown 

Fibrous 
Heterogeneous . 

Brown 

Fibrous 
Homogeneous 

Treatment 

Melted 

Teased 
Crushed 

Teased 

Teased 
Crushed 

Teased 
Crushed 

Teased 

Non-Asbestos 

% FibrOU$ 

6% Glass 
25% Cellulose 

99% Cellulose 

25% Cellulose 

30% Cellulose 

99% Cellulose 

o/o Non-Fibrous 

100% Non-fibrous (other) 

10% Non-fibrous (other) 

60% Gypsum 

1 % Non-fibrous (other} 

5% Non-fibrous (other) 

70% Gypsum 

10% Non-fibrous (other) 

60% Gypsum 

1 % Non-fibrous (other) 

or other approved signatory 

PAGE 07114 

Asbestos 

"la Type 

None Detected 

<1 % Chrysotlle 

None Detected 

Not Submitted 

None Detected 

Not Submitted 

<1% Chrysotile 

None Detected 

Due le m;ignlffi;;illon u1111111uons 1nnerent in PLM. asbMt~ fib..-:; Jn dlm(!nSfor>s below tile re!CIUllon c:.p:.l!llity al PLM may nol be <letecled. &Imp!~ t~d oo .,, "' or none detected 
may reQulre addificn:il tesllng by TEM to confl!m asDe!tos quantities. The -'lb~ 1\>:;t re110r1 relates only to lhe items t~d ;ind ITlEIY not be reprlKluced In :snyfom1 wtlhQ1.1l Iha express 
written ;pprov~1 of EMSL Ansl~lcal, l~c. EMSL's ll;>blllty Is llmllc:lf lo !he oost or analys~. EMSL b~I"$ f10 responSl!Jlffty for sample collecUan ;:1dlvlll9& or snalyt!C31 metflOll Umll:illon~. 
lnter~l:.lion :ind u-..c Qt 1~~1 rosu11s are tM responSibllily of tne dlenl, 

ANll)'!~ perfottn~ by EUSL lridltu1apol1s !NVLAP 112001 B8·0) 

6 



09/11/2004 04:01 3178033047 

EMSL Analytical 
~001 Eai;t 52nd St., Indianapolis, IN 46205 

Phone; t:~17) 803·2997 Fax; (31!) 803-3047 Emall; lncllanapollslal>@emsl.com 
.,,,,, ......... ----~ 

Shaun Terranova 
versar, Inc~ . 
100 w. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Resldencgs • 111155.0001.001 Bldg 836 

Customer ID: VERS56 
Customer PO: 
Received: 09/03/0410:25 AM 

EMSLOrder. 160407570 

t:;MSL Proj: 

Analysis Date: 9(1012004 

Report Date: 9(1012004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
light Microscopy 

L.ocation Appearance TreatmGnt 

836-37 COMP White/Brown Teased 

160d0757Q.0037 Fibrous Crushed 

Heterogeneous 

Brown Teased 

Fibrous 
Homogeneous 

836-39 COMP White/Brown Teased 

Fibrous Crushed 

Heterogeneous 

White/Brown Teased 

Fibrous Crushed 

Heterogeneous 

White/Brown Teased 

Fibrous Crushed 

Heterogeneous 

Non-Asbestos 

% Fibrous 

30% Cellulose 

99% Cellulose 

30% Cellulose 

5% Glass 

30% Cellulose 

5% Glass 

25% Cellulose 

% Non-Fibrous 

10% Non-fibrous (other) 

60% Gypsum 

1 o/a Non-fibrous (other) 

1 Oo/o Nt>n·flbrous (other) 

60% Gypsum 

10% Non-fibrous (other) 

55% Gypsum 

10% Non-fibrous (other) 

60% Gypsum 

-/.!.l/.i~. 
'-~ 

or other approved signatory 

PAGE 08/14 

Asbestos 

% Type 

<1% Chrysotlle 

None Detected 

<1% Chrysotile 

<1% Chrysotile 

<1% Chrysotile 

Not Submitted 

Not Submitted · 

Not Submitted 

DIM IQ ~gnl!lcallon 11m11auorni inne1en1 In PLM, e:;tiesloi; Allers In dlmenslOl'I~ bclowlho rv5QJ\1Uon capal>lllty or PLM M:ly net bF.1 oetecte<I. samples fe$l0rlcd ;;Ii ~1'14 or none delec1ed 
may require :iddHl"""I tci;Ung by TEM to confirm a~~tos qu;antll~. Ttie &Dove lest report tel~tes anly tQ ttie Pems 1eate<1 and rmy not be rcp<Qducoo 111 any rDf!ll Without lhr. 11•presa 
mttcn .,ppro\191 or EMSL Analyllcal, Inc. "MSI..'~ 11<1bthty ii; ninltea to tne cost Of an;1ly$1$, EflASL bears no respon~llllllty rar comcli! ccllecuon actl\lmei: or anolyll~I melhcd llmilati0ns. 
n1erpre13Uon :ind u1o1; of 1~1 re:;u1n; are tne responSibiRly Of l~ dlent. 

nal~S p~rMcd by EMSL lndta"81XlUS (NVlAP #2001Sll-O) 

I 
7 



::11 11:111::131::14 7 PAGE 0'3/14 

EMSL Analytical 
2001 E:ist 52nd St., lndlanapolls, IN 4Bzas 

Phone: (317) 803-2097 Fax: (317) lJ03-3047 

Shaun Te.rranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Fort Sheridan Residences • 111155.0001.001 Bldg 836 

Customer ID: VERS56 

Customer PO: 

Received: 09/03/04 10:25 AM 
EMSLOrder: 160407570 

EMSLProj: 

Analysis Date: 9/1012004 

Report Date: 9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

Location Appearance Treatment 

Brown/Black Teased 

Fibrous Crushed 

Heterogeneous 

Non-Asbestos 

% Fibrou1: 

20% Cellulose 

% Non-Fibrous 

5% Non-fibrous (other) 

.75%. Gypsum 

Asbestos 

% TyJ19 

None Detected 

Brown/Black Teoised 20% Cellulose 5% Non-fibrous (other) 

75% Gypsum 

None Detected 

Fibrous Crushed 

·Heterogeneous 

Brown/Black Teased 20% Cellulose 5% Non-fibrous (other) None Detected 

Fibrous Crushed 75% Gypsum 
Heterogeneous 

Tan Crushed · 100% Non·flbrous (other) None Detected 

Non· Fibrous Melted 

Homogeneous 

YellOVJ/Black · Dissolved 95% Non-fibrous (other) 5% Cnrysotile 

Non-Fibrous 
Homogenaaus 

NOTONCOC Tan Crushed 97% Non-fibrous (other) 3% Chrysotile 

Non-Fibrous Melted 

. Homogeneous 

Black Dissolved 95% Non-fibrous (o,her) 5% Chrysotlle 

Non-Fibrous 
Homogeneous 

·2 samples labeled 07, none labeled 08. Analyst changed one of the OTs to 08. · """2 samples were labeled 30. Analyst changed one to 30b. 

or other approved signatory 

we lo magnl!lcallon Hmll3lion~ lnh~tent Jn PLM. 11stul&loa flDer111n <llmeMiafts belc.w the "'5cilllllon ~peblltty or PLM may nol be d.,l.,.,lr:d. S..mples 111p0f1f!<I 89 <1 % or none dc:lrx:tqd 
~Y rt:qulm :addlllg~~l te&llng by TEM lo confirm 3Sb<!~los qu:;inlltl9$, The above leat repcn rl!b~ only IO lh.., ltiJr'r>& 1851ed and may nal be re·pmduecd In ;iny form wtlhout Ille expre~ 

tten approval of EMSL Al'l:slyl"'11. Irie:. EMSL's llallRlty 19 limited to lhe CM! or ~l'l<llysls. EMSL bean; no respomlbRlly for ~mplQ conec1lon ac!MUe• or on:ily!ieal mell'!Od limllelloos. 
te<Prelellon and use or le~l ~I~ ~rr. 11'9 rv&pon&tbllllY or Ille dienl. 

nalyals perf0011e<1 by EMSL lndi:ln:lpoll:; (NVlAP #200185-01 

PLM·1 

I 
THIS IS THE LAST PAGE OF THE REPORT. 8 



{ { .j.j.J. .jtJJ. .j'j .~M~L ANALYl!~AL ~~KV 

Chain of Custody 

I 

1-· I -
Please print aU infonnation legibly. 

Asbestos Lab Services Phone: (877) 888-3675 
Fax: (173) 313·0139 

http://www.ernsl.com 

I 'Company: V¢1'Sat, Inc. Bill To: Versar, Inc. 

k.ddress 1: 
. 

100 West 22nd Sb'eet Addressl: 100 West 22nd Street 

l4ddress2: Suite 151 Address2: Suite 151 

!City, State: Lombard, n.. City, State: Lombard, n... I 
'rzip/Post Code: 60148 Zip/Post Cede: 60148 

Country: Country_· 

tolltact Name: Shaun Terranova Attn: Shaun Ter.ranova I 
I 

Phone; 630-268-8555 Phone.- 630-268-8555 

Fox: 630-268-0555 Fax: 630-268:..0555 

Email: Email: 
IEMSLRep: Paul Nyfield lf!e P.O. Number: 

'ihoject Name/Number: Fort Sheridan Buildings -1111~0001.001 

MATRIX TURNAROUND 

I 
I Cl Air El Soil 0 Micro-Vac II] 3Hours El 6 HGUr'S 0 SameDay 1~24Hottts 

or 12Hours* (l day) -
I ~Bulk El Drinking [ill 48Hours (£] 72 H.;.urs [] 96Hours CJ 12.0Hoors 

Water (2days) (3 days) (4 days) (5 days) 

Si Wipe !SJ W~ewater fill 144+ hours (6~10 days} 

I TEM Allt, 3 boan;, 6 hour.i, Pleiise: Clltl ahc:ad to schedule. l'here is a pnmlum t=hal'{tl! far 3-bour tat, plell!ll! c:all l-800·120·3675 for price prior ti:! scndlna: 
sampla Yoa wlD be asked tll sttn an authorbadon faorm for thl!ii .suvk:e. · 
•12 ho11ci (must arrive by 11:00a.m. Mon -l!'i:i.), Please Rdcr to Price Quote ' . 

I ~.?M·AY: 
El NlOSH 7400(A)Issuc2:.Augu$t 1994 

I 
[]OSHA wrrw A 

@Other: 

:P1 M-Bull,<. I JiEPA 600/R-93/{16 

0 EPA Point Count 

I 
13 NY Stratified Point Count 

0 PLM NOB (Gravi~elric) NYS 198.l 

Q NlOSH 9002: 

I 0 EMSL Standard Addition: 
~RM A~r oLfutlk 
0 Qualitative I 0Quantitativc 

I 

It;M Air TEM WATEJ! . 
[] AHERA ~O CPR. Part 763 Subpart E £ill EPA 100. l 

ONIOSH 7402 la EPA 100.2 

DEPA Level II DNYS 198.2 

:J:EM BULK TEM Microva~ 
D Drop Mount (Qualitative) Q ASTM D 5155~95 (quantative method) 

D Chatfield SOP· 1988-02 · 0 Wipe Qualitative 

0 IBM NOB (Gravimetric) NYS 198.4 

0 BMSL Standard Addition: XRll 
0Asbcstos 

l'LMSqi.1 0 Silica NIOSH 7500 

0 EPA Protocol Qualitative 

0 EPA Protocol Quantitative QTIW~ 
0 EMSL MSD 9000 Method fiberslgram 0 

rttp://www.emsl.com/COC_Print.cfm?action=print&serviceCatSelect=3&LabsSelect=Chicago,%201... 9nl04 



I 09/25./2004 20: 51 

I 
I 
I 
I 
I ,. 
I 
I l 
I[ 
I[ 

I t 
I. 
ll 
I 

SAMPLE NUMBER 

8JC- 5o. . 
~1l SJ 

. 

. 

7733130139 EMSL ANALYTICAL SERV PAGE 04 

EMSL AJ;lal~~I, Inc. ... ·. 

SAMPLE DESCRIPTIONILOCATCON VOLUME (If AppUcsble) 

.r:..,/J. ... /1.._ - ~- fl..- 4,.__,o ,/)_fi.J tA ..A/ I ( J~:.AI .. 1 ..... 
r 

/I I I flt. 

.. 

.. 

_// 
~ 

I. ~. 9~,_; · Relinquiih~: Date: Time: 

I Received: 

I 
I 

{/ 
,,, __ 

-;J/(; 
Date: fJ!;ftll 

SAMPl£S ACCEPlEO fOR ANAIYSIS 
BY EMSL ANALYTICAL. INC. 

CHH~AGO,I. 

Time: 

Page of - --

rB~~· 

~ 



0g125/2004 20:51 773313013g 

EMSL Analytical, Inc~ 
2444 w. George Streot, Cl'llcago, IL 60618 

Phono: (773) 31:J.-0099 Fax: 773 313-0139 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax; (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Buildings -111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: 
. Customer PO; 

Received: 

EMSL Order. 

. EMSL Proj: 

Analysis Date; 
·Report Date: 

VERS56 

09/23104 10:00 AM 

260402836 

9/24/2004 

9/24/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous o/o Non-Fibrous 

Living Room Tan Teased 95% Cellulose 5% Non-fibrous (other) 
260402836..CCOI Fibrous 

Homog-eneous 

Living Room Tan Tea3ed . 95% Cellulose 5% Non-fibrous (other) 
Fibrous 
Homogeneous 

I 
I 
I 
l~lyst(s) 
Sandra Sobrino (2) Sand~ Sobrino 

or other approved signatory 

PAGE 02 

Asbestos 

o/o Type 

None Detected 

None Detected 

to mall/llRC3llOl'l JlmltaUons "'hel'l!l1t In PLM, asbestos flbl!ru In dimensions below the resoluUon capability of PLM ~ nol be Clelooled. S;ll'!lJlea reported sa <1% or nooe Cl<!!M~ted 
may requlro addltlofl31 lestlng by iEM to confirm ~$bestos qu:in"ttes. Tha :ibove tl!9t l'Cpart relates only 10 tne ltttn. tesleel 311d may not be rellf'[ld~ In any rarm wl!hout t~ '"'Pre88 
'M'lllen oi;iproval of EMSL Malytk::d, Inc. EMSL';: lleblllly is llmlled to the eo1;t or SMl)'!'I$, EMS!. bl!:lrs no r1!9ponslbl!lt)I ro.- $ample colle~llon act1vt~1JS or an31ytli;sl mell1oel llrnltauon". 

tpretaUon "11d use or test t"'>Ulta are the rei;pon~bUily ot lhe dlent. The test 1~.utts conl:lln(ld "'1tnln 1111~ report llll!!r.t !lie re~Ulternenta cl NELl\C unless ct'1er.o.lse no~. 
lysis p<.1rformed by EMSL Cl'l~go (NVLAP ..:!00399-0 , roH Wcen!e lll30•0289 

'LM-1 

I 
THIS IS THE LAST PAGE OF THE REPORT. 



PAGE 11/15 

I 
I 

P<.lgc l of 2 

•• Chain of Custody EMSL An:.lytical, Inc. 
200 I Eru;t 52nd Sttcct 

Indianapolis, IN 46205 

Asbestos Lab Services 

IPlciisc print all informo.trun l~gibly 
7 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http•l/www cmsl com . . . 

1 'Compa11y: Versa.r lnc. Jiill To: Versll.f Inc. 
f'\ddn:s.rl: 100 West 22nd Street Address/: 100 West 22nd Street 

Address2: Suite 151 Address2: Suite I.SI I 'City, Stace: Lombard, {L City, State: Lombard, IL 

rz.ip/Post Code: 60148 Zip/Post Code: 60148 
Country: Country: I ::'ontact Name: Shaun Terranova A11n: Sh:iun Terranova 

Phone: 630-268-8555 Phone.'. 630-268-8555 
,.. (2.t.' 630-268~0.SSS Fax: 630-268-0555 

1 f;mctil.- . Enuzil: 
EMSLRep: Paul Nyfield I P.O. Number: I roject Name/Number: Fort Sheridan Residences. 111155.0001.001 ,. ~\All. ~3"1 

u 

MATRIX TURNAROUND 

F:ir D Soil 0 Micro-Vac 0 3Hours 0 6 flours D Same Day 0 24Hours 

, or 12 Hours* (1 day) 

~Bulk 0 Drinking D 48Hours j)c{.2 Hours D 96Hours D 120Hours 

~~ Water (2 days) · ·(3 days) (4 days) (S days) 

Wipe 0 Wastewater 0 144+ hours (6-10 days) 
TEM AIR, J hours, 6 hours, Pl1!2Se call ahead to llclled~le. Then is a pnmlum ch11rg!! rot J·hour tat, please c:all l-ll00.220°U7S .ror.pri~f'{a sending · 1plcs. You wtU bl! :a.<ik.ed to slg11 an :1ulhoriiation farm ror 1111.<1 SM"V~t:e- V\. \.ti.: f ~ l-\ S 4-~ 

boul'$ (11111st trriYc by ll!OO:oi .. 111. Mon -Fri.), Please Rdcr to Prlcc Quote f '\ 11\.Cl -~ :z.L .. ~ . 
. \ vu . 

'.IEM Aic TEM W ATE_B 

0 AHERA 40 CFR, Part 763 Subpart E 0 EPA 100.1 

D NIOSH 7402 DEPA 100.2 

DEPA Level n DNYS 19S.2 

.'.IEM..B_U..L,K TEM Mh;coxa~/Wipe 

0 Drop Mount (Qualitative) 0 AS'IM D 5155-95 (qua1u11.livc: method) 

EPA Point Count Ochatfield SOP· 1988-02 0Wipe Qualitative 

0 NY Stratified Point Counr 0 TEM NOB (Gravimetric) NYS 198.4 . 

I PLM NOB (Gravimetric) NYS 198. I. 0 EMSL Standard Addition: XlID.. 
NJOSH 9002; 0 Asbestos 

0 EMSL Standard Addition: PLM S9..il 0 Silica NIOSH 1500 

S~lt.\.i.!:...~r Bulk 

~Qualitarivc 

I 

D EPA-ProToCol Qualit..1livc 

0 EPA Protocol QunnJ,itativc 

0 EMSL MSD 9000 Method nrn:rstgr:un 



PAGE 12/15 

I Page 2of2 

7 sto1 ~--:p 
I • Chain of Custody EMSL Analytical, Inc. 

· 2444 W. George Street 

I 
.. . Chicago, IL 60618 

Asbestos Lab Services_..-;-;) , .. Phone: csn) 888•361s 
. . . . AtAall.4'2t. 'Z.~ «sAludiQfostt,ue- Fax:(773-)JB-ot39 

I 
Please prmtall mfonnauon legibly. \ http://www.emsl.com 

==At::~~ J)ateo ,;/;;t; r::-;~~ ~Il-
l Reatml:~~ Da"" ii"tl'f Tim"' )&L'S° '='&"-S 

1 
Relinquished: 

Received: 

_________ Date.: _____ _ Time:. ________ _ 

_________ J)ate:. _____ _ 
Time:_-'-----

I SAMPLE NUMBER SAMPLE DESCRIP'l10N/LOCAnON Ii cable 

I 
<6 37- or 

02· 

I 'b3 

I 
b'f . 

'IJ<) 

I 0 

I 6 

I 
or.· 
0 

I /o 
. /( 

/z._ 

{]> 

I 
lttp://www.emsl.coril/COC Print.cfm?action=nrint&SPl"Vtf'P.r~t.~ .. 1 .. ,.t-'l/JrT ah .. (' .. 1 ...... -r-i..: ____ m '°\I'\ 



I 

:• 
Chain of Custody 

Asbestos Lab Services 

PAGE 13/15 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

I 
Please print all information legibly. 

Client Sample #I (s) . · ---~--~-

Phone: (877) 888~3675 
Fax: \/73) 313-0139 

· http://www.emsl.com:f' 

· . Total Samples #: · · · 

RdinqaJshed, Mtt.u=---z;;,.. oJ.J..lfY n-:Af-r. 
I Received: ._. >4A . Date:={-:; =d "/ 

~-~ Time: ...... -~~'----
Time: _____ _ 

I
·. Relinquished:._. _________ .-ate: 

Received: _________ _,Pate:_---'-----

Time=-----~ 

Time: _____ _ 

·1. SAMPLE NUMBER SAMPLE DESCRIPTIONILOCA TION VOLUME 

I ~31-1s-

1--~--=-'~~~=-~=.!.:.--~~~~--~------~ 
l1---....---n-+-__ -4-___________ ~-------t 

I 
·er. 

1· '2o 
1-----+~-----+---------+-------------------1-----------~-----t 

l1----a---2.......,.__ ____ ---'-_____ --+-_C.-......__. _ ___. 
·~~ w~~G lc_-~A-

0 l?.r\ll'IA 



3178033047 

I 
I 

•• 
Chain of Custody 

Asbestos Lab Services 

I Please print all infonnation legibly. 

Client Sample# (s) _____ ......__,, __ ----..----

I Rdin1alshed' ~~ D•'"'-~~~--
Reca-ved:......._ ~ Date:_...__. ___ -=-_,__-

! I Relinquished: _____________ Date: 

Received: --------'-----'-_D.ate:. ____ __._ 

I SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

I '3'~1--- 2 

3-0. 

I ?f 

I ?2-

PAGE 14/15 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http:/IV/Vtw.emsl.com 

Total Samples#: ___ _ 

Time: 3;~ 
Time: _____ ......... _ 

'lirne: _ __..._ __ ---'----

T1D1e:.~~---~-

VOLUME if a licable 



::n 11:11133114 7 

Chain of Custody 

Asbestos Lab Services 

Please print all information legibly. I Client Sample# (s) . .. -----,.--.--

Relinquished: ~~()c.Mdt-- Date: ti/a-tf ·I A /) Q 1:;1 0'-1 
Received~ Date: ) • .:> - T 

I 
. Relinquished: ___________ .___.Datc; _______ _ 

Received: __________ __,_ate: _____ _ 

I 
I 
I 
I 
I 
I 
I 
I 
I 

' 

·--

I 
. I 
I 

I 

SAMPLE NUMBER 

~31--lf3 
I 

if if 
L{~ 

',v 4~ 
. 

\ 

. 

SAMPLE DESCR.IM'ION/LOCATION 

l- f'I l • >& ~~-i<ArA- '- '"- ~C-
L .& ;,...: .. /)-?.AAA - ~~ 
t\trW:- lAAH - ~~-

~ - .. --

I _L-1,Jtnj\ ~::n~--·~-
- - I 

\ 

~--.. -

PAGE 15/15 . 

Page 2 of2 

EMSL Analytical; l~c. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http :/lwww.e111:5(;com 

Total Samples#; ___ _ 

Time: )3 ! ¥?(:=: 

Time:--'-----~ 

Time: ______ _ 

VOLllME (if annlicahle) 

~b~ 

---Pw .. 
'J.)AH-1=~~0~ 
~J~ 

~ 

' . 
lttp://www.etnsl.com/COC_Print.cfm?action=print&~erviceCatSelect=3&LabsSelect=Ch,ic:;i un %?0 SU1,0IM 



3178033047 

EMSL Analytical 
2001 East 5211d SC., lndlanapolls. IN 46205 

Phone: (317) B03·2997 Fax: {317) 803-3047 Email: lndlanapollslaJ?temi;l.com 
+ .. , · ·?F ··· -·--·:rr::aa:E" ....... ·x=,.. .... *2 .. +?c"' di"'Emc::m:.tvnr n=-rn .. '"'! 

Shaun Terranova 
Versar, Inc. .. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 2138"8555 

Project; Fort Sheridan Residences -111155.0001.001Bldg837 

customer ID; 

Customer PO: 

· R·ecelved: 

EMSLOrder; 

EMSL ProJ: 

Analysis Date: 

Report Date; 

PT 'TQ 

VERS56 

09/03/04 10:25 AM 

160407567 

9/10/2004 

9110/2004 

if 

Asbestos Analysis of Bulk Materials via EPA 600/R~93/116 Method using Polarized 

837·01/A FLOOR 
TILE 

837-01/B MASTIC 

37.02/A FLOOR 
TILE 

637-02/8 MASTIC 

37-03/A FLOOR 
ILE 

1~".t"7~G1-W03 .. 

137-03/B MASTIC 
' 1B0407SIS7-0049 

Location 

137-04/A ~LOOR .. 
ILE 

tC0407~6~-00°'4 

I 
lalyst(s) 

Margaret Philllps (64) 

Light Microscopy · 

Non-Asbestos 

Appearance Treatment % Fibrous 'Ya Non-Fibrous 

Beige Melted 100% Non-fibrous (other) 

Non-Fibrous 

Homogeneous 

Black Melted 95% Non·flbrous (other) 

Non-Fibrous 
Homogeneous 

Beige Melted 100% Non-fibrous (other) 

Non-Fibrous 

Homogeneous 

Beige Melted 100% Non-fibrous (other) 

Non-Fibrous 

Homogeneous 

.Gray Melted 5% Cellulose 95% Non-fibrous (other) 

Non-Fibrous 

Homogeneous 

or other approved signatory 

PAGE 02/15 

Asbestos 

% Type 

None Detected 

5% Chrysotlle 

None Detected 

Not Analyzed 

Nona Detect~. 

Not Analyzed 

None Detected 

Due 10 magnifoc:iUon Um1111uoru; 1nneren1 In PLM, :1~1!$.l<ll' ft~ in dlmens!ons below lh~ ~oMlon capealllty or PLM moy not ~ det91:ted. 5smples repOl'lt>d ;;i~ "1 % or none deteclt!d 
""'Y mqutre BC!ditlonal lesllng by TEM to conlJrtn esl>eatos qu:intitw.;, Th\1 i;ibove teat repar1 relales only ta the 11ems testeel and m:iy not be 11iip~uced In any form without 1110 express 
· iten 3pprov~l cl El.ISL An11ty111:91, Inc:. EMSL"s lloblllty I& limiteel IO lhe coilt cf analy$b, eMSL beers no regponslblllly r0r sampl~ conecUon acU\11111!!: Of ii~lytli:al metno<I llmilotiono. 
erpratallon arid u~ of lc~t ~t& e1re the responsibifily er the dlenl. · 
9lysl5 per1ormed by EMSL lni!l"n~pollt; (NVl.AP #200168.0) 

I 
I 



~~/11/2004 ,05:48 3178033047 

EMSL Analytical 
2001 East S2nd St, lndf3n:ipo!IS, IN 443205 

•· :.~~;: ~~1':!!-°!!':e~···m~~i:_~?;a~.~~~;:'f .. !+.',b'"dlanTlislab@¥i*!M5-& ... • . **=mr1ss ,;;, 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 266-0555 Phone: (630)26~555 

Fort Sheridan Resld~nces -111155.0001.001 Bldg 837 

Customer ID: 
Customer PO: 
Received: 

EMSLOrder: 

EMSLProj: 

Analysis Date: 

Report Dat.e: 

VERS56 

09103/0410:25 AM 

· 160407567 

9/1012004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy · · 

Non-Asbestos 

LcC8tion A~pearance Treatment % Fibrous % Non-Fibrous 

837-04/B MASTIC Black Melted 2% Cellulose 93% Non-fibrous (other) 

180407567-0050 Non-Fibrous 
Hom<?Q'eneous 

837-05/A FLOOR Gray Melted 3% Cellulose 97% Non-fibrous (Other) 
TILE Non-Fibrcus 
160407567'-ooas 

Homogeneous 

837-0518 MASTIC 
1804075(!;7.00St 

837-06/A FLOOR Gray Melted 3% Cellulose 97% Non-fibrous (other) 
TILE Non-Fibrous 
160407567-(}()()8 

Homogeneous 

837-0618 MASTIC 
160407567°0052 

Tan Melted 100% Non-fibrous (other} 

Non-Fibrous 
11So.iora67-0001 

Homogeneous 

637-0718 MASTIC Brown Melted 100% Non-fibrous (other) 

·160•01~67-0053 Non-Fibrous 
Homogeneous 

Jaryst(s) 

Margaret Phi11ips (64) 
or other approved signatory 

PAGE 03/15 

Asbestos 

% Type 

5% Chrysotlle 

NonQ Detected 

Not Analyzed 

None Detected 

Not Analyzed 

None Detected 

None Detected 

u~ 10 magn;ncauon lin'lit.:iUcn~ /nheren1 In PLM, 3Sl:les1~ ftl>ef& tn dlmenstons below !he •960IU11on capability of PlM may no1 be deled~. SsfTlllles repott~ :i~ <1 % or none detected 
IT13Y requlr" ildd/ttonal lesllng by TEM lo connrm esDeBlas qu3ntltk:$, The ebave lest repott 113l11te& Dilly lo tne HMis 10$t9d and may nlll be tqltodvc;ed In any ram wfllioul the expreg 
"'lflllen ap~I or EMSl Analyllcel. Inc. EMSL'i lh;blhty ts limited lo 111¢ ~Olit ol analyel!I. EMSL boor:; no respan!llbRily ror $<'1mlll0 conecllon :icuvm~~ °'analytical ~od Um~•llons. 

t9'J)l'elst1on and ""' or t1Jst !'65UllB are me respon~lblDly or 1ne e11en1 •. 

alY!I! pet1'0tmed by E;MSL lndlenapor~ (NVLAP ~0188-ol 

PLM-1 2 

I 



EMSL Analytical 
2001 Ea$t 52nd St., lndlanapolis, IN 46205 

,;.h~~~: ~31.n ~.o~.~;ea~ .. 
2 

.~~.~: .(3.17!.a~st:Lcr~:;:~.~: ,':~•an?:W:!'!::!:.s'·:~.m 
t!'RC: ;, tN7TICV744?&r:t .ffi¥1 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

' Fax: (630) 268-0555 Phohe; (630) 268-8555 

Project: Fort Sheridan R@sidences - 111155.0-001.001 Bldg 837 

Customer ID: 
Customer PO: 

Received: 

EMSLOrder: 

EMSLProj: 

Analysis Date: 

Report Date: 

VERSSG 

09/03/04 10:25 AM 

160407567 

9/1012004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

160407567--0009 

83HJ9/B MASTIC 

160407567·0055 

37-12 

837-13 

11604075~7-0013 

lnalyst(s) 

Location 

Margaret Phi/lips (64) 

Ap~arance 

Tan 
Non-Fibrous 

Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Tan 
Non-Fibrous 

Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Black 

Non-fibrous 
Homogeneous 

Black 
Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Melted 100% Non-fibrous (other) 

Melted 100% Non-fibrous (other) 

Melted 100% Non-fibrous (other} 

Melted 100% Non-fibrous (other) 

Ashed 100% Non-fibrous (other) 
Melted 

Ashed 100% Non-fibrous (o.ther) 
Melted 

Ashed 100% Non-fibrous (o!her) 
Melted 

or other approved signatory 

PAGE 04/15 

Asbestos 

% Type 

None Detected 

None Detected 

NoM Detected 

None Detected 

Not Submitted 

None Detected 

None Detected 

None Detected 

w to ma(ll'ifrc:>tion llmltstlcna 1n11erenl in Pf.I.!, BBbeBlos n~ In O'lrnenslOna below Inc ~lullon capallilily Of PLM may nal be del~ted. SampleS report'1CI es <;1% or no"e detecte<l 
""'Y require addiliona11r:::~lng by TcM to conr.1111 ;isbeatos qllllnlilie$. Tiie abaw lest ~ort relates only lo the ffCml; lei;led and m:JY l'lal be reprolluced in llny fOllll wnnoul the ('.Jt?('eSS 
wl'illcn ~pprova1 or EMSL M.ilyll~. Inc. EMSL's IQblllly ts llmlted to th~ c:Qst of MBlll5f9. EMSL b<i~n; no reepon!:lbllity for sample cal~an ac~\'ftles Of snslyll«>I method llmll3tlOt1$. 

terpr~l:ILi<Jn and use or tesl r~ull!; "re ttie ~panSiblllly of lile Cllenl 

sly.lo p!iO'forrriecl byEMSL ltldl;uiePQ!Js (N'llAP 1l2001BS.0J 

3 
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I 

;:11 fl:U1;;!;;11::14 I 

EMSL Analytical 
2001 Ease S2nd St., lndlan:ipolis, IN 46205 

Phone: (317} BOJ..2997 ,Fax: (3171803-3047 
c ... ··;;,,.. , ............. &+:z'» .... ..,,, .... r-r==..,= 

Email: lndlana;mstat>@emsl.com 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

F'a;ii;: (630) 268-0555 Phone; (630) 268-8555 

Project Fort Sheridan ~esidences -111155.0001.001Bldg837 

Customer ID: 

Customer PO: 
Received: 

EMSL Order: 

EMSLProj; 

Analysis Date: 

Report Date; 

z@ 

VERS56 

09/03/04 10~25 AM 
160407567 

9/10/2004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Locatipn Appearance Treatment % Fibn;ius % Non-Fibrous 

Brown Ashed 100% Non-fibrous (other) 

150-I07567·00f4 Non-Fibrous Malted 

Homogeneous 

Brown Ashe<! 1'00% Non-fibrous (other) 

160407587-0015 Non-Fibrous · Melted 

Homogeneous 

White Ashed 100% Non-fibrous {other} 

Non-Fibrous Melted 

Homogeneous 

White Ashed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

White Ashed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Tan Teased 95% Cellulose 5% Non-fibrous (other} 

Fibrous 
Homogeneous 

Tari Teased 95% Cellulose 5% Non-fibrous (other) 

Fibrous 
Homogeneous 

37-21 Tan Teased 95% Cellulose 5% Non-fibrous (other) 

160107567-0021 Fibrous 

I Homogeneous 

.. -LU 7 ;f .__;L, -
lalyst(s) 

'·" Margaret Phillips (64) 
or other.approved signatory 

PAGE 05/15 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

~ lo "'El~n!Ocation limlt.itiQns lnherenl In PUA 11Sbe8109 Dben: in d1mene10ns tlelowtlle reeolUUon ~p;i Hllv or PLM m:iy llQt Ile lleletl<!d. Samples repott~ as <1 % or none delectl!d 
mav requirr:> <1dd1Ucnal tl!!llng by TEM to ccnflffll ~:;be5toa qusnlitlc. The abave tM1 rcpQit relate! only to the Heins tes1ed ~nd ITlllY nal be reprc1duceel In any rorni without 11\e ex~ 
wntten approor.il cf EMSL Anal)llie31. Inc. 5MSL'e li:iblllty I~ llmlt8" to Ille co:.t gf anal:;aia. EMS!, b<.-~n; 110 re!lllon~lbllity tor sampl~ colieclicn actMti~• or 911elytlcal M~lliod llmllatlofl!. 

erpr~1<1non and use ar t"5t results ere lh~ "'t'POr>Slbnlly Of lhr. client. 

oly,;ls performed byEMSL l11dlanspol~ (NVlAPll200188-0) 

4 

I 



I 
.:i.L I t!tJ.:1.:ltJq I 

EMSL Analytical 
2001 east 52nd SL, lndiMapolls, IN 46205 

1 ~h~~~: 1~1~1 ~o3.-~~~~~ _,_ ~~>c ~~,.,;~:;= Eaj$;,!::':~•s•ab@e~~~':1 . 

Attn: Shaun Terranova 
Versar, ln~c. 
.100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fa~; (630)268-0555 Phone: (630)268-8555 
Project: Fort Sheridan Rl!Sidenc:es -111155.0001.001 Bldg 837 

Customer ID: 

Customer PO: 

Received: 

E;MSL Order: 

EMSL ProJ: 
Analysis Date: 

Report Date: 

EE AR :;;;;;;.+ 

VERS56 

09103104 10:25 AM 

160407567 

9/10/2004 
9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R ... 93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

White Ashed 100% Non-fibrous (other) 

'G0407567-CXJ22 Non-Fibrous Melted 

Homogeneous 

White Ashed 100% Non-fibrous (other) 

1G04o7G57-0023 Non-Fibrous Melted 

Homogeneous 

White Ashed 100% Non-fibrous {other) 

160407SG7-0024 Non· Fibrous Melted 

Homogeneous 

Tan Ashed 100% Non-fibrous (other) 

150'!07567-0025 Non-Fibrous Melted 

Homogeneous 

Tan Ashed 100% NOl'l"tibrous (other) 

160407SG7-00Z5 Non-Fibrous Melted 

Homogeneous 

837-27 White Ashed 100% Non-fibrous (other) 

150407567·00:<7 Non-Fibrous Melted 

· Homogeneous 

837-28 Black Ashed 100% Non.fibrous (pther) 

I' BO<f 07567 -0028 

11$37-29 

Non-Fibrous Melted 

Homogeneous 

Black Ashed 100% Non-fibrous (other) 

Non-Fibrous Mel led 

Homogeneous 

.lalysl(s) 

Margaret Phillips (64) 
or other approved signatory 

PAGE 05/15 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detectl!d 

None Detectad 

Noni! Detected 

None Detected 

None Detected 

e lo m.;ignrl!Qlllon llmi\3Uon~ lnh0rent In PLM, :tsbre;tQll 111"!rS in Climensians below the ~alutlQn i:apeDlllty Of PLM mc>y not be dl!teded, Samples repotl.cd 9& <1% or ncllt! dot~eo 
may reQulte ;oddlllonel lesling b~ TEU to c:ooffml ssbc!~a; qu9ntllie8. Tiie :tbav11 test report rellll~ only la the Items IC~l<.ld and may not lie ~uced In :trty form without \hi!! expr!ll'-$ 
written s~prov:tl ar El.IS~ Anelylic.:il, Inc:. EIASL"& liSbmty I!: llmlteO lo lhe cos\ al ;JMl~IS. EMSL be:iN: no !'<11;ponallltllty for =:imple collec!IOll lldivllles Of analyll<:al mc::thcid 11mttetion~. 

l'.>rpnJtauan and use of 1c:;1 "-'t:u1ts are lhe tespan;1b111ty or the CllMI. 

~lyl'ls perfDmted by EMSL. lndletlapoli~ fNVl.AP ~001118-0) 

5 
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PAGE 07/15 

EMSL Analytical 
2001 East 52nd St., Indianapolis, IN 46~05 

. Phone; (317) 803.;?997 Fax: f317) 803-3047 liinail; lndlanapollt;lal3@emsl.eom 
's'"'" ............ -==·,,...,...,............ . . -=··= ........ _ .... #¥ rzr:rzr -·- s-:ru s;-.____=:=¥5*4 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-05.55 Phone: (630) 26~655 

Project: Fort Sheridan Residences • 111155.0001.001 Bldg 837 

Customer ID: 
Customer PO: 

ReCEJfved: 

EMSL Order. 

EMSL Ptoj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407567 

9110/2004 

9/10/2004 

Asbestos Analysis of Bulk Material~ via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

160407547~030 

160407567·0031 

160d07SB7-0032 

1 B04075G7·0033 

160•07567-0034 

837·35 

IB0407547-003!i 

837-36 
11;CM07587·003G 

37-37/A JOINT 
COMPOUND 

'0407~G7-0037 

lalyst(s) 

Location 

Margaret Phillips (64) 

Appeara.nce 

Black 

Nori-Fibrous 
Homogeneous 

White/Tan 

Fibrous 
Heterogeneous 

White/Tan 

Fibrous 
Heterogeneous 

':M'ite/Tan 

Flbrdus 
Heterogeneous 

Black 

Non-Fibrous 
Homogeneous 

Cream 

Non-Fibrous 

Homogeneous 

Non·ASbestos 

Treatment % Fibrous % Non-Fibrous 

Ashed 100% Nori-fibrous (other) 
Melted 

Crushed 35% Cefful0$e 65% Gypsum 

Crushed 35% Cellulose 65% Gypsum 

Crushed 35% Cl'lllutose 65% Gypsum 

Ash~ 100% Non-fibrous (other) 
Matted 

Dissolved 98% Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Not Submitted 

Not Submitted 

i% Chrysotile 

.. ro maanific:ilicn t1111uanong inhe;.,nt 1n PLM. 3Sb61os r1aera in diman:;lo11& below lhe ~Olutlcn csp3blllly cl PLM m:iy nQt be <Jetected. Ssrnples reported ii& .,, % or non~ ~reeled 
m:iy rcqulll! ooOlliOn:il le;tlng by 1'EM lo canltrm a!llleslll!: qusn"uea. Tile :i~~ ll!al report rcl<ole:; only lo l~e llorm; lealed :ind 111;1y not De ~rOdui:ed In 3ny IOrni without ll'le nxpress 
.,vrlllen i'IPP'O'l<'I of EMSL An•lyll<:el, lrfi:. EMSL ':; ltabl!lly ls limlli;:d IC lhe COSI of ;1n;.dyi;l5. EMSL b<cln; no re&pOtl~lblllly fgr sam,oie cclie«lon aellvlUe• Qr el18lyllcal l'llQihod 11mll3Uon~. 

rpretstion ond u,e al tegt result:: i're the re9Jl0Mlblll1y g( tne Client, 

tyslg pertonned by EMSL lndlllni'pOUa (NVU\P #:!0018$-0) 

6 
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I 
EMSL Analytical 
2001 E:a$t 52nd SL, l"dianapolls, IN 46205 

Phone: (317) 803-.2997 Jaic (317 803·3047 Emall: lndianapollsla emsl.com 
~~m;allllliii--====-BlliiiSiiiiil 

Attn; Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 ·. Phone: (630) 268-8555 

Fort Sheridan Residences· 111155.0001.001 Bldg 8:l7 

Customer 10: 

Customer PO; 

Received: 

EMSL Order. 

_ EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407567 

9/10/2004 
9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R•93/116 Method using Polarized 
light Microscopy 

150407567.0039 

37·40/AJOINT 
OM POUND 

160407567-0040 

137-4018 
DRYWALL 
160407567.00SB 

LoeatiQn Appearanee 

White/Tan 

Fibrous 

Heterogeneous 

Tan 
Fibrous 
Homogeneous 

Cream 

Non-Fibrous 

Homogeneous 

Whileffan 

Fibrous 

Heterogeneous 

Cream 

Non-Fibrous 

Homogeneous 

Whlterran 

Fibrous 

Heteroge11eous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Crushed 30% Cellulose 70% Gypsum 

Teased 95% Cellulose 5% Non-fibrous (other} 

Olssolved 98% Non-fibrous (other) 

Crushed 40% Cellulose 60% Gypsum 

Dissolved 98% Non-fibrous (other) 

Crushecl 35% Cellulose 65% Gypsum 

PAGE 08/15 

Asbestos 

% Type 

None Detect9d 

None D~eeted 

. 2% Chrysotll e 

None Det&Cted 

2% Chrysotile 

None Detected 

37-41/A JOINT 
COMPOUND 

Cream 

Non-Fibrous 

Dfssolved 98% Non-fibrous (other) . 2'¥o Chrysotile 

.150107587·0.041 Homogeneous 

lalys!(S) 
l.l.//i_L. . --l':\ 

or other approvfld signatory 

r. lo rnagnmcalkln li1Wl;:iliQ<lS 1nnerent in PLM, a51>eStoa libeos;,, drmenfdons bl!!low ll1s ll!SOllJ!lon c~~bUtty o( PLM m:iy not be detected .. S;i""'le5 reparted ~$ <1 % or none dlllQeled 
m3y r~ulro sdCllVonal testing by TEM la confirm ;i~bestoa auanUUr.$, The above ll!sl rcpgrt rellitl!s only to lhe llama te!led :ind lNlY not be reproduced In any farm without the el<I!~~ 
W!lllen ~llln>""I of EMSL An~lytical, Inc, eMSL'~ 1"'1billly 1$ llmlled to the~ of enelySfS. EMSL t:Mlaro na respanslbllltyfor aampt~ ~llect/on actlVlliee 0r ~nalytlcal method llrn1ta11ons. 

rpretsllan :ind ~s of lest resull~ .:.,.., the reeponSibility ol lhtt client. · 

1)"15 perfQrrnea l>Y EMSL lndl:ln~polls (NVLAP #200188--0) · 

.. 

I 
7 



I 
3178033047 

EMSL Analytical 
2001 E~st 52nd St., Indianapolis, IN 48205. 

Phone; (317) 803~2997 P<ix: (317) 803~3047 Email; lncrianap0Hsl!~Gmal.co111 
I"*·~-··"¥ : .... -- zr-==t"' ?SF'rrn==e- m·=mnrnri1N4¥11¥ 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630)268·0555 Phone: (630)268-8555 
Project: Fort Sheridan ~esldences • 111155.0001.001 Bldg 837 

Customer ID: 
Customer PO: 

Received: 

EMSL Order: 

EMSL Proj: 

Analysis Date: 
Report Dale: 

·ME¥4 .W 

VERSS6 

09/03/04 10;25 AfJ. 

160407567 

911012004 

9/10/2004 

PAGE ·0'3/15 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestog Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous % Type 

White/Tan Crushed 2% Glass 63% Gypsum None Detected 

Fibrous 35% Cellulose 
1GD40758NJ059 

Heterogeneous 

Tan Teased 95% Cellulose 5% Non-fibrous (other) None Detect~ 

160407561-0042 Fibrous 
Homogeneous 

837-43/A JOINT Cream Dissolved 98% Non-fibrous (other) 2% Chrysotile 
COMPOUND NOl'l-Fibrous 
160407567-0043 

Homogeneous 

White/Tan Crushed 50% Cellulosa 50% Gypsum None Detected 

Fibrous 
160407567..()0E;O 

Heterogeneous 

837-44A/A JOINT ·•See Nole at Cream Dissolved 98% Non-fibrous (other) 2% Chrysotile 
COMPOUND · end of report NOl'l-Fibrous 
160407567-0044 

Homogeneous 

•• See-Note at White/Tan Crushed 35% Cellulose 65% Gypsum None Detected 

end of report Fibrous 
ll040?S57-0061 

Heterogeneous 

837-44BIA JOINT ••See Note at Cream Oissolved 98% Non-fibrous (other) 2% Chrysatile 
COMPOUND end of report Non-Fibrous 

160407567-0062 
. Homogeneous 

laryst(s) 
IL 7.i I u. "---·-"'·~ 

. '-
Margaret Phillips (64) . 

or o.ther approved signatory 

lo 1T1<1grimcati0n lirl'lilaUon& lnheri!nl in PLM, allllesla~ ftben; In Climen!'Oans below lhe ~ut!on capllblUly ol PLM may not be Cle!ec:ted. S..mples repelled a~ <1% or none delected 
may requirr. <iddiUanal testing by TEM lo conflmi 85besli>s ~u;inlltles. the :ibo"" lest report rc~tes only to Ille Homs tesled .and rnay not De reptoduoec! In any ICTIT1 whhout lhe Axpress 
wn11en apPro...:il af eMSL AMlyttc;:d, Ill<:. EMSL's liolbililY ta RMltl!d ID Ille cost or ::1n::1l)"'ls, EMSL ba::l'I: no r~~lbillty for sample CQll~ acUllllia$ or ans1ym::i1 method llmiblionc,, 

~rpretaUon and Ll!'.C c;if teat regullS '"'-' lhe regpon!llb!Uty ol tne Cfll!l'IL 

IY<ls peffonned byE;MSL lnellanitpoll; (NVLAP 11200188-01 

PLM-1 8 

I 



PAGE 10/15 

EMSL Analytical 
2001 East 52nd St., lndl.ilnapolls, IN 46205 

, ;~01:e~-~~;t!97 J~e17l eoa-30:1 Email: in~iana~~.'!Wa,omal.c°"' a 2 55 @UH14-zmrmmn nn -· 
Attn: Shaun Terranova 

Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 26B-05o5 Phone: (630) 268·8555 

Fort Sheridan Residences -111155.0001.001 Bldg 837 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10;25 AM 

160407567 

S/1012004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R.~93/116 Method using Polarized 
Light Microscopy 

Non-AsbestQ& 

Location Appearance Treatment "lo Fibro1.1s % Non·Fibrcus 

••See Note at Whlterran Crushed 50% Cellulose 50% Gypsum 
end of report .. Fibrous 

1G0407567-00B3 

. HeterogQneous 

Tan Teased 95% Cellulose 5% Non-fibrous (other) 

16CMCJ7587.()()45 Fibrous · 
Homogeneous 

837-46/A JOINT Cream Dissolved 98% Non-fibrous (other) 
COMPOUND Non.Fibrous 
160407567-QD48 

Homogeneous 

White/Tan Crushed 40% Cellulose 60% Gypsum 

Fibrous 
160407587.octl.d 

·Heterogeneous 

Two samples labeled 44 were re-labeled 44A and 448. 

11 
I 
lalyst(s) 

Marg<Jret Phillips (64) 
or other approved signatory 

Asbestos 

% Type 

None Detected 

None Deteci:ed 

2% Chry.sotile 

None Detected 

e lo m;ignlflcatlon llmil~llons 1n11erenlin PLM. asDeslOs fib~r.; In dimensian:; beiQW Ille resolllllgn call!lbllity of Pl.IA' may not l)c detected. S3MJ;iles reponed ~ <1% or no11e detected . 
m~y require ~ddlllon91 teslin9 by TEI.I 10 confirm ;i:-J:ieslos QUlli'IUll.,,., The abOll!! 10$1 "Jport rel.1te.. Qnly 10 l~e Ile~ lei;~ and rn:iy noi: be reS>roduclld In any rorm wffhQut tM e><prc•~ 
wtitlcn ~pproval Of EMSL Anslytlcsl, Inc. !OMSl.'8 rl8b~lly !:<limned to Ille Cl;l$I of analysis. ENSL bears no ""51X>OBIDllily f0< '<'Elmllle COllectJon (lctMlles ot M<!lyttcal method llm~ellons. 

erpr~l<!llgn and use of te.."1 results are IM "3span91billty Of the e1tent. · 

oly>;ls performed by EMSL lnd'o:in:ipolls (NVLAP fJ20018~1 

THIS IS THE LAST PAGE OF THE REPORT. 9 

I 



I 
I 

Chain of Custody 

PAGE 12/15 

Page 1of2 

EMSL Analytic:nl, Inc. 
200 I East 52nd Street 

Indiana.polis. IN 46205 .. 
•=«print all information legibly. 

Asbestos Lab Services Phone: (317) 803-2997 
Fax: (3 t 7) 803-3047 

· http://www.emsl.com 

Vcrsarlnc. Bill To: Vcrsa.r Inc. 

100 West 22nd Street Addrt!ssl: 100 West 22nd Street 

Suite 15 l Address2.· Suite 151 

Lombard, IL City, State: Lomba.rd, IL 

60148 Zip/Post Code: 60148 

Coul'ttry: 

Shaun Terranova Attn: Shaun Terranova 

630-268-8555 Phone: 630-268·8555 

630·268~0555 Fa:r.: 630-268-0555 

Email: 

Paul Nyfield P.O. Number: 
uect Name/Number: Fon Sheridan Residences· l 11155.000LOOl .-

'Air 
MATRIX TURNAROUND 

0 Soil 0 Mi~ro-V~u: 0 3 Hours 0 6Hours 0 Same Day 0 24Hours 
or 12 Hours* (1 day) .I Bulk 

0 Drinking 0 48Iloun ~2Hours 0 9oHours 0 1:20 Hours 
Water. (2 days) (3days) (4 days) (5 days) 

0 Wipe 0 Wastewater 0 144+ hoots (6-10 day;) 

I 
AIR, 3 .houl'l!. 6 houtS, Plc:MC call ahud to schedule. Th<!re is a pre~lum ~a.-ge (or 3-k~r tat, ple.ise c:aU l-800-~0-3675 for pri<c prior to sending 

lcs. You'fiUbeaskedtosl11n111,11ulhoriuCioa. formforchlsscrnc:c. ...,

1 
~. _ l £AQJ_ H-SA U ..\-l \ 

· ours (must :arrive by l1!00.::i.m. l\olon •Fri.), Please Ref«!r to Price Quote J,,... ea_~ ~~r "1 

NIOSH 7400(A) Issue 2: Augufl 199J 

OOSHAwrrwA tther: 

Eu 

PA 600/R.-931116 
PA Point Coum 

l y Stratified Point Count 

LM NOB (Gravimetric} NYS 198.I 

IOSH 9002: • 

I MSL Standard Addition: 

Air....~.r..P.!!1~ 

J Qualitative 

u:i.ntitmivc 

I 

. IV 
TEM Air '.IE.MJY.AJ'_E_R 

D AHERA 40 CFR, Part 763 Subpart E 0 EPA 100. l 

0NIOSH7402 DEPA 100.2 

0EPA Level II DNYS 198.2 

TEM Bt!LK TEM Microvac/Wia~ 
0 Drop Mount (Qualitative) . 0 AS1M D 5155-95 (qu.llltativc mcthad) 

0 Chatfield SOP· 1988-02 0 Wipe Qualitative 

01EM NOB {Oravimctric) NYS 19B.4 

0 EMSL Standard Addition: Kim 

PLMSoil 

0 EPA Pro~ol Qualitative 

DEPA Protocol Quanlirativc 

0 EMS(. MSD 9000 McthClJ tiht:tilicr,..,,, 

DAsbestos 

0 Silica NIOSH 7500 

P.JJ'.lER 
D 



I . ·----

1 

•• 

-···-, -. 
.:>J. /Ot::J.:>.:>t::J4( 

Chain of Custody 

Asbestos Lab Services 

' I Please print all infonnation legibly. 

Client Sample #(s). ________ -------

• Rdhiqoished: '2ti • · ~· Dato: "f- I· 0 'f 
Received: ~ ='::! _.&--z.o ... _ Date: q..- "2- -a 1J 

I Relinq~ished:, _________ ---'--_,_ate:. _____ _ 

Received: __________ Date=--~---

. SAMPLE NT.JMBEk 

" 
\ ( 

'l t. ( 

~35-0ll/. 

PAGE 13/15 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://www.emsl.com 

Total Samples#:. ___ _ 

Tune: _J 1
• 3'::l ~ , 

· Th>uo, q; IL v~ 
Time:,_,. _____ _ 

Time~'-----~-

licable 

Ql"lf\J(lA 



I 
I 

•• 
Chain of Custody 

Asbestos Lab Services 

IE'lcase print all information legibly. 

&;.ieot Saro.pie# (s).._. --·------ --------

lelioqu~b«l: ~'\?~ 
eceived: ~ .P ... ----__,: 

Date: q "'I· Q~ 
Date:. ________ _ 

relinquish~:. __ ~------------------· Date:. ________ _ 

~eceived: ___________ _,_ate:. ___ -...-__ _ 

SAMPLE NUMBER 

-0(5 

~i. ( t 

6Q3--a p ,, 

fEB-ct 
u "" 
\,L . lf 

l ( 

\l, \C 

I 

PAGE 14/15 

Page 2 of2 

EMSL Analytical, Inc. 
2001 East 52nd Street 

Indianapolis. IN 46205 

Phone: (317) 803-2997 B36 . 
F~: (317) 803-3047 

http://mvw~emsl.com· 

Total Samples#:·--~--

Time: · J 11 3"~ & 

Time:._· --------

. ..-· IIDlC:, _ _.._ _____ _ 
I 
~ 

Time:. __________ _ 

VOLUME iCa lic:able . '!'- ,_.1,::_,. · 

Ol'll\lf\A 



I 
I .. 

•• 

.:H tt:ll:'.l.::1.::11:'.14/ 

Chain of Custody 

Asbestos Lab Services 

tlease print all i~fon:nation legibly. 

Client Sample# (s). __ . ----....,.-- ----'----

,cf~qubbod'~. : 

Received:-~ ::::._cr_-_t--o-'-\f--
telinquished:. __________ Date:, _____ _ 

Received: 

SAMPLE NUMBER 

-o3o ~ ' ( 
\l \ l -

\l \ Ir 

\( ' { 

.. Jl 

\I r ' 

,, 

I 

PAGE 15/15 

Page 2of2 

EMSL Analytical, Inc. 
200 l East 52nd Street 

ln.dianapolis, IN 46205 6~ 
Ph<>ne: (3 l 7) 803-2997 

Fax:. (317) 803-3047 
http://www.emslcom 

Total Samples#: ___ ___ 

Time: 3 '/'Sz:> 

Time:. ________ ....__ 

·. 

.• .. ··~-- ....... 

ltn•J/,uurnt .. ~cf rnn'lfr°'flr' n~;,..+ ,..f'....,').,,...;....,..,._ .. ..; ... g.<:1.,..,.,;,.._r<-•Ct-I--•-., 0,f -L-C"-1--+-T-A:-----t:- 0 l?f'llt'IA 



I 
I 

•• 
Chain of Custody 

Asbestos-Lab Services 

I Please print all infonnatiQn legibly. 

Client Sample# (s)__________ ----------

1"";,,q-..i, s ~. ~ Dnte: 9 · (-·O 'f 

·Received~. --
Date;, _____ _ 

IRelinquished:. __________ ,,-ate: . ..;...· ------

·Received: 

I SAMPLE NUMBER 

I 836Ao4s 
I <fgB-d-f 

I 
I 

PAGE 15/15 

Page 2 of2 

EMSL Analytical, Inc. 
200 l East 52nd Street 

Indianapolis, IN 46205 

PhQnc: (317) 803-2997 e ~ c_ 
Fax: (317) 803-3047 (_) 

http://www.emsLC:om 

Total Samples#:. ___ _ 

Time: s'·~ 0 
Time: ______ _ 

TIDle . ._· ------

Time:. ______ _ 

VOLUME ifa licable ' ~·~ 1 Ur!i~ '.'. 



EMSL Analytical 
2001 east 52nd St., Indianapolis, IN 46205 

Phone: (317) B03·2997 Fax: (317} 803·3047 .Email; Indiana Usll!lb@emgl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Sd:reet 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (530) 266-8555 

Fort Sheridan Residences -111155.0001.001Bldg838 

CustOmer ID: 
CustOmer PO: 

Received: 
EMSL Order. 

eMSL Pro): 

Analysis Date: 

Report Date: 

VERS56 

09/02104 9:15 AM 

160407558 

9/8/2004 

9/812004 

Asbestos Analysis of Bulk Materials via EPA 600/R~93/116 Method using Polarized 
Light Microscopy 

838-001/A FLOOR 
TILE 

838-001/B MASTIC 

38-002/A FLOOR 
TILE 
160107a!i8-0002 

138-002/B MASTIC 
160407558.0054 

~38-003/A FLOOR 
llt1LE 

1504oraaa.ooc:i 

133-003/9 MASTIC 
'60407S58·00SS 

138-004/A 
ASEBOARD 

160107558-0004 

I 
lnalyst(s) . 

Crciig Nixon (71) 

Location Appearance 

Tan. 

Non-Fibrous 

Homogeneous 

Yellow/Black 

Non•Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homo9eneous 

Tan 

Non-Fibrous 

Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Ctushed 100% Non-fibrous (other) 
Melted 

Di9solved 98% Non-fibrous (oilier) 

Crushed 100% Non-fibrous (other) 
Melted 

Crushed 100% Non-fibrous (other) 
Melted 

Melted 100% Non-fibrous (other) 

or other approved signatory 

PAGE 02/15 

Asbestos 

% Type 

None Detected 

2% Chrysotile 

None Oet~ted 

Not Analyzed 

None Detected 

Not Analyzed 

None Deteciec:I 

l.111 to m;ognlfic"Uan Dmit~tions tnherenlln PLM, asbeslDS nbefl; In OllTien$h;in~ bdow lht1 tesaluUon apabnity Of PLM may not Ile detected. Sami;>les rvi;>o<ied ~$ "1 % or ncme d<!leeted 
m<>y roqulte "ddiUonal lesUng by TEM ID coon rm asb es loo quanUtle&. The abo-e tesl report .relates only lo the Items lealed and may not be 1'13prodvecel 11' My lottn wit~oUI th"' ~· 
wrill~n ~pptov.:11 Of EMSL Analytical, Inc. EMSL'& llablllty I& llmlled tO tho ~<;! of :inalysts. EMSL bears nc responstll~lty for 5e1mple o;ollecllon «~llvlllr,o.$ ar ;ion~1y11c:a1 method nmttallans. 

lcrpret"tion snd use Of lest reauns era Ille respon$1b411ty 1;1f thco dicnl. • 

n<>ly•i~ perfotr'l\ed b~ EMSL lndlB11BPOli& (NVlAP #200199.0) . 



I EMSL Analytical 
20o1 Easl 52nd Sl, Indianapolis, IN 46~05 

Phone; (317) 8~29111 Fax: (317) 803-3047 Emal!: lndlanaJJl>!lslab &msl.com 

I 
Attn: Shaun.Terranova 

Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 26S-a555 lax: 
Project: Fort Sheridan Residence!> - 111155.0001.001 Bldg 839 

I 

Customer 10; 
Customer PO: 
Received: 

EMSL Order: 

EMSL Proj: 

Analysls Date: 

Report Date: 

PAGE 03/15 

VERS56 

09102/04 9:15 AM 

160407558 

9/812004 

9/812004 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy 

ampl9 

8-00418 MASTIC 

1G0407SSIM058 

1:-38·005/A 
~ASEBOARD 

160407558--0005 

138-00518 MASTIC 

160407558°0057 

38-006/A 
ASEBOARD 

1604075~8-COOG 

38-00618 MASTIC 

38-007fA FLOOR 
ILE 

160407558·0007 • 

38-007 /8 MASTIC 

I . 1504075~-00$9 

I 
lalyst(s) 

Craig Ni>i:on (71) 

Location Appearance 

Brown 
Non·Flbrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Brown 

Non· Fibrous 
Homogeneous 

Gray 
Non· Fibrous 

Homogeneous 

Yellow 

Non· Fibrous 
Homogeneous 

Treatment 

Dissolved 

Melted 

Dissolved 

Melted 

Dissolved' . 

Crushed 
Melted 

Dissolved 

% Fibrous 

Non·Asbestos 

% Non.fibrous 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

Asb9stos 

o/o Type 

None Detected 

None Detected 

None Detected 

100% Non-fibrous (other) None Detected 

100% Non-fibrous (other) None ~ected 

100% Non-fibrous (other) None Detected 

100% Non-fibrous (other) None Detected 

or other approved signatory 

oue lo magnlroC&lion limitstloM innerenl In PLM, slllleslos miers In <llmen91Dn8 llelow 111a reSOluUon capablllly or ?LM may nat be detactecl, Samples repone<1 es -<1 'l'o or none ae10<:1ed 
may reQulre a<l<llll0081 testing by TEM to con11nn a!lbestos QllSnUUes. The sb<M! te51 r11P011 rela1es only to the llem5 1ested end may not be reproduood In any fonn without !he e~D!'E!SS 

lllen ~pptMI Of !;:MSL Anlllytlell. Inc. !;:MSL.,,, A:!lblllly I~ Hml1M lo lllC CO!:! of Mlll~~- !;:MSL llO:I~ "o r~on~lblllly lor,U>mpk! eolloellOI\ adMllU 01 analytlcAI mathod llmit:lllon~ 
erpret:ltion and 11M! or test results are Ille responsuimty ar 1111! croent. 

;oly>;I!; pcrlcrrmod by E;MSL lndl•n•PDll~ (NVLAP lt200188.0) 

I 



I EMSL Analytical 
2001 East 52nd St., lndlanapalls, IN 46205 

Phone; (317) 803-2997 f41x: (317 803-3047 Email; Indiana 

I 
Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 26~555 ~ Phone; (630)268-6555 &ax; 
~reject: Fort Slleridan R.esidences - 111155.0001.001 Bldg 838 

I 

Customer ID: 

Customer PO: 

Received: 
EMSL Order. 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/02/04 9:15 AM 

160407558 

9/8/2004 
9/812004 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy 

ample 

38-008/A FLOOR 
TILE 
11!0407558·0008 

138-008/B MASTIC 

160407558-00GC 

38-009/A FLOOR 
TILE 
1604075~ 

138-009/B MASTIC 
1601075!X!-<i061 

36-010/A FLOOR 
!LE 

Ja..010/B MASTIC 

160~07558-0062 

136-011 
ll0407SS8·0011 

lalyst(s) 

Craig Nixon (71) 

I 

Location Appearance 

Gray 
Non·Flbrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous · 

Gray 

Non-Fibrous 

Homogeneous 

Green 

Non-Fibrous 

Homogeneous 

Black/Yellow 

Non-Fibrous 
Heterogeneous 

Treatment 

Crushed 
Melted 

Dissolved 

Crushed 
Melted 

Crushed. 
Melted· 

Non-Asbestos 

% fibrous 

3% Cellulose 

3% Cellulose 

% Non-Fibrous 

97% Non-fibrous (other) 

95% Non-fibrous (other) 

97% Non-fibrous (other) 

95% Non-fibrous {other} 

98% Non-fibrous (other} 

-I.LI /.i.. f -
. -'-(\ 

or other approved signatory 

PAGE 04/15 

Asbestos 

% Type 

None Detected 

5% Chrysotile 

None Detected 

Not Aoaly;oted 

5% Chrysotile 

2% Chrysotue 

Not Analyzed 

· Not Analyzed 

Dile lo magnmcauon nmnsnons lnl'lerent In PLM, asbestos Tibera in <llmenSlons below tile resclullon capablPty or PLM may not De detected. Samples reported es <1 % or none detected 
. may reQUl"1 additional les11ng by TEM lo confllm esbeotcs ll\lentltles. The above test reDQl1 relates ooly lo lhe Items tested and may not be reproduced In any form without the expres! 

ltgn ~pprQv;il Qf eMSl A~lyt~I. In~. eMSI.'~ tl;iblllly ls llml19d to lliq <;Q5' ol 8flilfy;ls, eMSl b981"S llO respon•lblllty for samplq <;Q!lectloo ac~vttles or anall/llcal metnod t1m1tatlons. 
erPf'!'l~liot1 :ind use or tesl resuU• 3te tl'M! te!.:ponslblllly ol tile diMl. 

ly•i• p!!rlOrmed by EMSL lndianapolls (NVLAP 11200188-0) 

,-1 3 



I EMSL Analytical 
2001 I0311t S2nd st., Indianapolis, IN 4620~ 
Phono: (317 803·2997. Fait: 1317 803..3047 Email: indlan:a ollslab@emsl.com 

Attn; 

I 
lax: 

Shaun Terranova 
Versar, Inc. 
100 W. ~2nd Street 
Suite 151 

. Lombard,. IL 60148 · 

(630) 26S-0555 Phone: (630) 268-8555 · 

Project Fort Sheridan Residences • 111155.0001.001 a1dg 838 .. 

I 

Customer 10: 
Customer PO: 
Received: 

EMSLOrder: 

EMSL Proj: 
Analysis Date: 

Report Date: 

VERS56 

09/02104 9:15 AM 

160407558 

9/612004 

9/812004 

PAGE 05/15 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy · 

ample 

38-013 

'00407558-0013 

138-014 

160407558-0011 

138-016 

60d07558-0016 

138-017 

60401~~-0017 

l
n38·018 

60407558-0018 

S38-019 

IG0407S50°0019 . 

838-020 

' 160407558-0020 

lalyst(s) 

Craig Nixon (71) 

I 

., Location Appearance 

Black 

Non-Fibrous 
Homogeneous 

Blaek 
Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Hom09eneous 

Black 

Non-Fibrous 
Homogeneous 

Black 
Non-Fibrous 
Homogeneous 

Black 
Non-Fibrous 
Homogeneous 

Non-Asbestos Asbestos 

Treatment ·% . Fibrous % Non-Fibrous %. Type 

Melted 100% Non-fibrous (other) None Detected 

Melted 100% Non-flbro~ (other} NoneDet~ed 

Melted 100% Non-fibrous (other) None Detected 

Dissolved 100% Non-fibrous (other) Nono Detected 

Dissolved 100% Non-fibrous (other) None Detected 

· Dlssolvad 100% Non-fibrous (other) None Detact9d 

Melted 100% Non-fibrous {other) None Detected 

Melted .100% Noncflbrous (other} None Detected 

or other approved signatory 

Ouc to ~g11ifi~lio~ fimil3lions inllerenl In PLM, a91le9loa n1>era 1n 01men5loo& belgw l~e r~uUgn C<IP<!blllly Of PLM m~ not bl!! detected. samples repaned as <1% or none Oelectl!d 
m3y t~uirl! addlllonal tf!9Ung tiy TeM 10 confirm esbeS1os quenUUei;. The above ~$1 report rclalc$ only lo the II~ lestl!d and may not tie reproduced In any form Without the e~sa 

Lien appr0\1111 of EMSL Anet)llteaf, Ilic. EMSL'5 fl<iblll1y ls Umltli!d to 11111 t=:I or ~11:11~. EMSL bears no respon91bUll)I' for salTlllle cotlectlon BCIMUes or enelyncal melhad llmltallolls. 
lefllrn(atKm aod u5e of l~t r¢:".ullt. ~'" ll'le r~ponslbilily or Ille dil!nl. · 

~1y:;1:; p'1rfom1cd by EMSL lndl:i~:ipolis (NVLAP 11200188-0) 



.:u. fOt::l.::l.::lt::l .. ( 

IEMSL Analytical 
2001 S;ist 52nd St., lndi;inapoll9, IN 46205 

Phone: (J11) 803-2997 F~x: (317) 803-3047 Emel!; indiM::tpollsle omsl.eom 

Attn; 

I 
Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 PhOne: (630) 268-8555 

Project: Fort Sheridan Residences· 111155.0001.001Bldg8~8 

I 

· Customer ID: VERS56 

Customer PO: 
Received; 09/02/04 9:15 AM 

EMSL Order: 160407558 

EMSL Pro]: 

Analysis Date: 9/8/2004 

Report Date: 9/8/2004 

I Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance. Treatment % Fibrous % Non-Fibrous 

38-021 Black Melted 100% Non•fibrous (other) 

Non-Fibrous 
Homogeneous 

38-022 White Dissolved 100% Non-fibrous (other) 

150407SSS.0022 Non-Fibrous 

138-023. 

Homogeneous 

White Dissolved 100% Non-fibrous (other) 

J B0407558-oaZ3 Non-Fibrous 
Homogeneous 

35-024 White Dissolved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

138-025 White/Brtiwn Melted 5% Fibrous (other) 95% Non-fibrous (other) 

BQ407558·0025 Non-Fibrous 
Homogeneous 

138-026 Whi~ Melted 100% Non-fibrous (other) 

604075~8..aa.;s Nan-Fibrous 
Homogeneous 

138-027 White Melted 100% Non-fibrous (other) 

60407558-0027 Non-Fibrous 
Homogeneous 

838-028 White/Brown Teased 30% Cellulose 5% Non-fibrous {other) 

160107558-00ZS Fibrous Crushed 653 Gypsum 
Heterogeneous 

lalyst(s) I.Liz i.~~"-
~-'i lraig Nhmn (71) 

.. 
or other approved signatory 

PAGE 05/15 

Asb~stos 

o/o Type 

None Detec:ted 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Ou(' IQ m~g~ifiC3Uon HmllBllDA> lnh~rr;'"I i~ PLM, 3!1bestas flllera In d1mensiot1~ ~elow Ille resolution ~~bUlty OI PLM may not be detected. S;;imp~ tepOl'led aa ,., ,., or none detec:t¢ 

f 
y reQulre addlaonal tEJitlng by TEM to canlllm a&b9&t0$ qu;intill<!~. The allove test repgrl rtoli;it~ Ollly lo Ille Items tested 81'ld ~Y not b<! reproduced In any form wtthaul th" eoqirl!!~s 
illen approval of EMSL Mslyllcsl. Inc. EMSL'~ li~'oifil.y i~ limited 10 me <:est of en;I~. EMSL beare n.o respon61bPlly for $.>mple coRet:Uon actJVIUes or ;onalyll<;al ~hod nmue.tlona. 
erpretallQn ~nd ~~ or test resutts are lite ~poMibKity or me Client. · 
;ilr.J~ p"'1ormed by EMSL lndls~spol1$ (NVU\P ft'200188-0) . . . . ,., 5 



.::1.1. I Ol:J.:1.:1()4 ( 

I 
llEMSL Analytical 
l:zoo1 E."lst 52nd St., lndianapol~s. IN 46205 

Phone: (317) 803-2997 fa)(; 317) 803-3047 email.: lndlailapoflt;la emsl.com 

I 
Shaun Terranoya 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 lax: 
l!Jroject: Fort Sheridli!O Residtmces • 111155.0001.001 Bldg 838 

I 

Customer ID: 

Customer PO: 
Received: 

EMSL Order. 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/02104 9: 15 AM 

160407558 

9/tl/2004 

9/812004 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy 

mple 

38-029 

160107558-0029 

38-030 

18-032 

Qd075SB·0032 

18-033 

0407558·0033 

.38-034 

.04075!i8-00J4 

838-035 

838-036 

10407550.0036 

llyst(s) 

Craig Nixon (71) 

Location Appearance 

White/Brown 

Fibrous 
Heterogeneous 

White/Brown 

Fibrous 
Heterogenaous 

White/Brown 

Fibrous 
Heterogeneous 

White/Brown 

Fibrous 
Heterogeneous 

White/Brown 

Fibrous 
Heterogeneous 

White/Brown 

Fibrous 
Heterogeneous 

Brown 

Fibrous 
HeterogElneous 

Brown 
Fibrous 
Heter<igerleous 

Treatment 

Teased 
Crushed 

.Teased 
Crushed 

Teased 
Crushed 

Teased 
Crushed 

Teased 
Crushed 

Teased 
Crushed 

Teased 
Crushed 

Teased 
Crushed 

Non-Asbestos 

% Fibrous 

30% Cellulose 

30% Cellulose 

5% Glass 

25% Cellulose 

5% Glass 

30% Cellulose 

35% Cellulose 

35% Cellulose 

35% Cellulose 

35% Cellulose 

% Non-Fibrous 

15% Non-flbrous (other) 

55% GyPsum 

15% Non-fibrous (other) 

55% Gypsum 

15% Non-fibrous (other) 

55% Gypsum 

5% Non-fibrous (other) 

60% Gypsum 

15% Non-fibrous (other) 

50% Gypsum 

15% Non-fibrous (other) 
50% Gypsum 

5% Non-fibrous (other) 

60% Gypsum 

5% Non-fibrous (other) 

60% Gypsum 

or other approved signatory 

PAGE 07/15 

AsbestO$ 

% Type 

<1% Chrysotile 

<1% Chrysotile 

<1 % Chrysctile 

None Detected 

<1 "lo Chrysotile 

<1"'• Chrysotile 

None Detected 

None Detected 

Olli! to magnlt\ceUQ<l hmlt;nH;1n:; inhctcnl in PLM, asllestos noora In dl"11111&I011s bQlow the resoruuon CSP3bUlty or PLM may not be dalech;d. s:imptes reported ag <1% or none detecled 
m9y r11quln:> .. ddllion:il testing by TEM to con1irrl! &Sb~~ q1,1;1nllll~. The :ibove leS1 reCJOrt relates only to lhe ll'.lrT'I$ t~ed :rnd m~y not be reproduced In any rorrll wltho~t lhe ll•P'd'S 
·u~ 3pptOV31 of EMSL An~l)lllail, ll'IC. EIASL'~ ll::ibillly JUmlle<I to tile CO&I o1 sn;ilysls. EiMSL b~ri: no respomilblllty for samPll! COlll!CtlOll aCIMlllJ!' or """lylle>!I tnelhod llmitallons. 
rpretetio~ end u~e of 1~1.,,....ult: :i~ the responsibility or tile cP('nt. 

lySis petfQl'med by EMSL tndi:in:i~OI~ (NVLAP #200161'1-QJ 

::>LM-1 

I 
6 



I 
llEMSL Analytical 
'2001 East 52nd Sl, lndlanapolis, IN 4e2QS 

Phone: ~3171803-2997 Fa:>1: f317) 803-3047 Email: lndlana 

ttn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8665 lax: 
'troject: Fort Sheridan Resiclences • 111155.0001.001 Bldg 838 

I 

Customer ID: 

Customer PO: 
Recalved: 

EMSLOrder. 

EMSL Proj: 
Analysis Date: 

Report Date: 

VERS56 

09/02104 9: 15 AM 

160407558 

9/8/:2004 

9/812004 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy 

136-040 

604075S8-C040 

138-041 

60<!07558-0041 

838-042 

I IB0401s58-0042 

838-043 

: 10407558-00~3 

~ 836-044 

ir~··~ 

lalyst{s) 

Craig Nixon (71) 

Location Appearance 

Brown 

Fibrous 
Heterogeneous 

White 
Non-Fibrous 
Homogeneous 

White 
Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
. Homogeneous 

Brown 
Fibrous 
Homogeneous 

BroWl'I 

Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Treatment 

Teased 
Crushed 

Melted 

Melted 

Melted 

Teased 

Teased 

Teased 

Teased 

Non-Asbestos 

% Fibrous % Non-Fibrous 

35% Cellulose 5% Non-fibrous (other) 

60% Gypsum 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-flbroi.Js (other} 

99% Cellulose 1 % Non-fibrous (other) 

99% Cellulose 1% Non-fibrous (other) 

99% Cellulose 1% Non-fibrous {other) 

98% Cellulose 2% Non-fibrous (other) 

or other approved signatory 

PAGE 08/15 

Asbestos 

% Type 

None Detected 

None Detected 

None Datected 

None O@tectod 

None Detected 

None Detected 

None Detected 

None Detected 

cue lo maanmcallon ffml1all0n6 Jntwren~ In PLM. "~~~lo~ libel's In dltllen91on9 below tne resolution Qlpabnlty ol PUA ~not II<! detected. samples nipone~ as .. , 'Y• or none dete<:led 
may require eddldon<il t~lng by TEM lo conr.rrn aSlleslos quanuues. The above test rePQ<1 relatl$ only to the llems les~ anel may not be reproduced In any form wlthoul the e"l)1'Vtt 

ltcn ~pptOll~I Of EMSL Anal).'ttcal, 1nc. EMSL's llabmty 15 hflllled to lhe cm:I al ~l'alytls. EMSL beal'!I no rl!!lpon!llblllty ror sample collec110n attMllcs or <in;dyllc:d method lll'llffallons. 
l!fprelallon end u5e ot 1as1 ,_,i1~ "~th~ rl)!".pDllSlblllly or the Cltenl. · 
l~IS per1onne<l by eus~ lndl;,""pa\I,; (NVLAP ll200188-0) 

PLM-1 

I 
7 



I 
::11 /l:ll:'.l::l::ll:'.l.4 / 

93.MSL Analytical , 
.l001 E:ist S2nd St., lndianapon~. IN 4tl20S 

Phone: (317) 803-2997 F~>c (317} 803-3047 Email: indlanapollela umgl.corn 

I. 
Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Customer ID: 

Customer PO: 
Received; 

EMSLOrder: 

VERS56 

09102104 9:15 AM 
160407558 

lax: 
.,roject Fort Sheridan Residences - 111155.0001.001 Bldg 838 

EMSLProj; 

Analysis Date: 9/8/2004 

9/812004 

I 
Report Date; 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy · 

mple 

38-045 

160107558-004~ 

38-046 

, 8..()46 

0407558-0048 

f
8·049 
401~58-0049 

838-050/A FLOOR 

,~~7~~8-0DSO 

838-05019 MASTIC 

t407558-0D63 

838·051fA FLOOR 

0407558-0051 . I LE 

lalyst(s) 

Craig Nixon (71) 

I 

Location Appt:!aranee 

Brown 
Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Black 
Non-Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Treatment 

Teased 

Teased 

Melted 

Dissolved 

Melted 

Non-Asbestos · · 

% Fibrous. % Non-Fibrous 

96% Cellulose 2% Non-fibrous (other) 

2% Non-fibrous (other) 

100% Non-fibrous (other) 

97% Non-fibrous (other) 

100% Non-fibrous (olher) 

or other. approved signatory 

PAGE 09/15 

Asbestos 

% Type 

None Detected 

None Dete<:ted 

Not Submitted 

Not Submitted 

Not Submitted 

None Detected 

3% Chrysotllo 

None Detected 

Due to ma11nmcet1on nmnatlons lnheretit In Pl.M, 11$b<J$11;1$ Rbero In clh'lle11$lon$ llelO'N tne rMcluuon cspaDlnty er PLM may not be aete«ea. S9mp!es reponad as <1% or ni;inv d01~sd 
msy require additional teo~ng by TIOM lo i;:gnfirm ;1$b~oi: quMliU6. The atiove lesl l'ellOlt relates· cnly 10 the llama lasted end mey not be reproduced In env form wlthclvt lho oicpro;$ 

lltcn ~pprov:il or EMSl Ansly!lall, Inc. EMSl '8 llaDIHIY la limited to the cost of ElnEllYol&. eMSt. bq;lr:; no ~~JbRHy fat!::lmple cOlll!dlOn 3dMl~~ or :iMlytlc:!ll rriell'IDd llmltallons. 
erpretellon eri<i 11&11 of tei;l ~ti; :11<1 tl\o te-.. poiulbllity or Ille t:flent. 

t>ly&Js po!rfr;im111d by EMSL tndlan~paJ;,. (NVlAP fl20011l8-0) 

8 



I 
IEMSL Analytical · · 

2001East52nd St., lndi:in:apolls, IN 46205 

Phone: (317) 803-2997 Fax: (317) 803-3047 im:ill: 

I 
lax; 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268..()555 Phone: (630) 268-8555 

Project: For1: Sherld~m Residences - 111155.0001.001 Bldg 838 

I 

customer. to: 
Customer PO: 
Received: 
EMSLOrder: 

eMSL Proj: 
Analysis Date: 

Report Date: 

VERS56 

09/02104 9: 15 AM 

160407558 

9/812004 

918/2004 

PAGE 10/15 

I
. Asbestos Analysis of Bulk Materials via EPA 600/R-93/116.Method using Polarized 

Light Microscopy 

mph~ 

38-051/B MASTIC 
11;0407558·0084 

38-052/A FLOOR 
ILE 

180d07558·0052 

138·052/B MASTIC 
160401~58-()065. 

8-053/A FLOOR 
1LE 
160407~~64 

38-053/B MASTIC 

38·054/A FLOOR 
ILE 

1504075$8--00G? 

l8·054/B MASTIC 
qo1~1J6.-tJ070 

I 
la1yst(s) 

Craig Nixon (71) 

I 

Location Appearance 

Tan 

Non-Fibrous 

Homogeneous 

Beige 

Non-Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Ho1TIQgeneous 

Beige 

Non-Fibrous 

Homogeneous 

Treatment· % Fibrous 

Melted 

Melted 

Dissolved 

Melted 

Non-Asbestos 

% Non-Fibrous 

Asbestos 

o/o Typa 

Not Analyzed 

100% Non-fibrous (other).. None Detected 

Not Analyzed . 

100% Non-fibre~ {other) None Detected 

98% Non-fibrous (other) 2% Chrysotile 

100% Nori-fibrous (other) None Detected 

Not Analyzed 

or other approved signatory 

Oue to ITill;nlflC!tlon llM!t:itions inl\el'l!!nl In PLM, 8Sl!e9105 Obera In ~lmenstons tH!lgw tlJe reSQh,iUQl'I c:ip;obllHy of PLM ~Y net Ile delected. Samples repof1ed as <1 % or nQl'l9 dat~l>d 
m;iy requi~ .:u:kHUonal tesunq lly TEM to connrm !'Sb981os quenllt19$. The ;ii;q..,, b:i~ report 1i!!~tes only to tile nems test.ed and rney not be reproduoed In any fQim wltho;ivt ll'IG o·~~ 

lien 3pprowt ol EMSL AnalytlcGI, Inc. EIASl.'t. H~bllll!r' Is ltmllell to the CC!!! DI analysis. EMSL bears no responslb~hy for g;iml)le eolledlon 3dMtl6 or ana1yuca1 melhOd llmltellons. 
rpretatton 9nd v;F.t of ti;o;t .,,....ul~ :ite thl!! responsibility or the crient. 
lysta perf<ilmed by EiMSL lndi~n~polls (NVlAP *2001 B8-Q) 

9 



I 
t.MsL Analytical 

2001 East 52nd St., lndlanapolls, IN 48205 

Phone: (317) Ba3-2997 Fax; 317) 803.3047 Email: lndi:inapollsla emsl.com 

Attn: 

I 
Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 
Project: Fort Sheridan R9Sldences -111155.0001.001 Bldg 838 . 

I 

Customer ID: 
Customer PO: 
Received:· 
EMSL Order: 

EMSLProj: 

Analysis Date: 

Report Date: 

VER556 

09/02/04 9:15 AM 

160407558 

9/812004 
9/6/2004 

I. Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

-~04075SB.OOSB • 

I 
I 

!I 
I 

I 
I 
lalyst(s) 

Craig Nixon (71) 

I 

Location 

•· 

. Appearance 

Beige 
Non-Fibrous 

Homogeneous 

Treatment 

Melted 

Non-Asbestos 

% Fibrous 'Yo Non-Fibrous 

100% Non-fibrous (other) 

or other approved signatory 

PAGE 11/15 

Asbestos 

% Type 

None Detected 

Not Analyzed 

Due lo ~gnif.calion llmllallona lnlle<ent In PLM, 88tlestos 11lJera In dlmem;IQns bdow th~ l'CSOILlllOl'I ~p:lblllty or PLM may nol l>e aetecled. samples repo!ted es <1 '!'o or none aetecte<l 
may r-eQu~e eodmorui I te&llng by T5M to c;Of1f1rm .,~tic;lo; q11<1ritltf~ Tll<!• ~bove fesl report relale! only to 111a ttema tested and may nol be reproduced In any form without 1he 8lQ)r9Ss 

I ""'" •pprov~I of EMSL An:llytl~. Inc. EMSL's n:illlllty Is llmltec! to 111e cost or anal!ISls: t:MSL beiln; no responsibility tor 6l'mpf9 ~lo;in ~o;:!lvltl'.1$ 01 ~n;dylbl ftll!!ftlod llmllMloll~. 
r.rp<ct.::llion ~~d 11$e Of test results are lhe responslllmty or tile Client. . 

:1ly~$ petfotmed l>y EMSL lne118napOll9 (NVLAP 11<!001 ee-0) . . 

THIS IS THE LAST PAGE OF THE REPORT: 10 



PAGE 10/14 

I 
Page l of 2 

I 

•• 
Chain 9f Custody 

Asbestos Lab Services 

EMSL Analytical, lnc. 
2001 Ease S2nd Street 

Indianapolis, IN 46205 

I Please print nll information legibly. 

_Phone: (Jl7) 803-2997 
Fax: (317) 803"3047 

/ ~ J t/tJ ?S-)~tp://www.emsl.com 
'Company: Vetsar Inc. Bill To: Vcrsar Inc. 

I Address/: lOO West 22nd _Street Address/: . 100 West 22nd Street 
'vtddress2: Suite 151 Address2: Suite 151 

I 
City. State:. Lombard, IL City, State: . Lomb:trd. IL 
~ip/Post Code: 60148 Zip/Post Code: 60148 

Country: Co1'fltry: 

I EntactName: Shaun Terranova Attn: Sh:lun Terranova 

hone: 630-268-8555 Phone: 630-268~8555 

f'ax: 630-268-0555 Fa.r.: 630-268-0555 

til: .. Email: 
SL Rep: Paul Nyfield P.O. Number: 

Project Name/Number: Fort Sheridan Res~denccs - l 11155.0001.001 - "&\Ao. ~ ~q 

I u 

l\.tATRIX TURNAROUND f.;, 0 Soil 0 Micro-Vac D 3Hours 0 6Hours 0 Same Day 0 24Hours 
or 12 Rour.s"' (1 day) 

Bulk 0 Drinking 0 48Hours ~2Hours 0 96Hours 0 120Hours 

ll Wipe 

Water (2days) (3days) · (4 days) (S days) 

0 Wastewater D 144+ hours (6-10 days) 
rEM AIR. 3 hours, 6 hours, Plc:BSl! ~u ahead co &ehedufe. There Is a premium ch:il'Jle for J..hour tat, pfe~ call l-800-'U0·367S for pr.Ice prfor ta s~g • 

·111•~$. You"'"' be asked to slKft an aulhorintlon fonn ror Ch!S Sl!M';c:e. ~ ~'ZR.... '2~ l-\SA ~ -ro~:rt~ ue. 
oUl"li (must arrlY!! b_y 11 :00~.at. IUOl'I ·Fri.), Pf use Refer to Price Quole (\j)..: ~a . , . 

~C..M..:Ai!: 
. CINIOSH 7400(A)Jssuc2: Augus1 l99~ 
~SHAwffWA • 

]Other: 

Stratified Point Count JIM NOB (Gravimetric) NYS 198. t 
1 OSH9002: 

TEMAir TEMWATER 
0 AHERA 40 CFR. Part 763 Subpart E 0 EPA 100. l 
0 NIOSH 7402 0 EPA 100.2 
DEPA Level U 0NYS 198.2 

]"EM BULK :rEM Microvac/Wi~ 
0 Drop Mount (Qualitative) D ASTM D 5755-95 (quant~tivc mett>odJ 

0 Chatfield SOP - f 988-02 0 Wipe Qualitative 

OTEM NOB (Gravimetric) NYS.t98.4 

0 EMSL Standard Addition: XRD 

· 0Asbcstos 

J EMS.L $(andard Addition: ftM SgiJ 0 Silica N[OSH 7500 

-~~JM;.ulk DEPA Protocol Quafitalivc · 

0 EPA Protocol Quanli.tativc 

Quantitative 0 EMSL MSD CJOOO Mctho<l libmtgruin 

I 



3178033047 

I 
I 

•• 
Chain of Custody . 

Asbestos Lab Services · 

I 
... Ple~ print all information legibly. 

.. Client Sample I# (s) ~· -

Relinquished:~Q:Q~ ~ Pate: ~ { 1 / n t./ 

1 · Recdved~~==. ~ate:=q==-""2..,;====o=y==== 
I 

Relinqoished: ____________ .-.• te: 

Received: -------------~Da.fo: _____ _ 

I· 
.. 

SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

\<)'' ~..G\;. + b'~~~ .... 

I 
- ~ 

\ I \l 

I 
I 

"aJ5 
l~ I ' 

-OC:b If f \ '\),..~ 
\}'l C('~~·-L ~ bt"-. ~ -001 ,~ l ~.. ... A-

-ceB 
(\ " 

-t;efl H '( 

" \ c 

\< t l 

(.I . I( 

PAGE 11/14 

·Page 2of2 

EM.SL Analytical, Inc. 
2444 W. George Street 6 ~ Q 

Chicago, IL 60618 ~ l 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

. http://www.emsl.com 

Total Samples#: ___ _ 

Time: ~ { 3.. /) -e~ 

Thne: · C/ I") ~ .$ 

Time=-----~-

Time: ______ _ 

licable · 



I 

:• 
Please print all infonnation legibly. 

Chain of Custody 

Asbestos Lab Services 

I ClientSample#b:::: 

. Rdinq.;.&ed' .; 

. I Reccived:__d ~ - -= 

. Date: 1 ... 1-oY 
.Date: _____ _ 

PAGE 12/14 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. George Street 8 ~Q 

Chicago, IL 60618 \ 

Phone: (877) 888-3675 
Fu: (773) 313-0139 

http:l/www.emsl.com 

Total Samples#: ___ _ 

Time: S 1.3l> 
Time: ______ _ 

Rclinquisbed: _____ __.. ____ .,._ate: Time: ______ _ 

I Rec:eivell: __ _,_ _______ D.ate: Time: ______ _ 

I · SAMPLE NUMBER 

'839-- 0\ 

I 834-o\ 

I ~3'-6(1 
.. &3cr,_ o · 
IB3 

I 

SAMPLE DESCRIPTIONILOCA TION VOLUME if a licablc 

~~*~~~~-
" t ' 

I r ( ( 

H II ~".F- ~~~ 

l • \I 

\" 

l'-. • .. 

" ,, 
'. 

lp://www .emsl.com/COC_Print.cf m?action:;print&ServiceCatSclP-c.t='l-" T ~h~~ .... 1 .. --'"'a. =-- -- "' "'"" " -- .. _. 



I 

•• I 

Chain of Custody 

Asbestos Lab Services 

Please print all infonnation legibly. 

I Client Sample# (s) -~-----------

R<Unquhhed• LhUA> Q:J :;:;>= ..... , '3+ o'I • 

I Received: ~==1'-~=-===-::-J.Dale: _____ _ 

Relinqu~hed: ____ ~ ____ _,Date: ______ _ 

I Received: --~-~----~-Daw=--~~~--

I SAMPLE NUMBER 

31 ~q 

I co~9 -a3o 

I s-s1 -051 

,, 93 4 -03.). 

9 ~~3· 

I 

It \( 

•l \.f. 

.t'- ' ( 

\ <. ( ,( 

l I ( 

PAGE 13/14 

Page 2 of2 

EMSL Analytical, Inc. 
2444 W. Oeorge Street 

Chicago, IL 60618 

Phone: (877} 888-3675 
Fu: (773) 313-0139 

http :/fwww.emsl.com 

· Total Samples#: ___ _ 

~'.:20 Time:_.....~.,.__,.~;..=.---

Time: ___ __._. __ 

Ti:i:ne: _____ _ 

Time: _____ _ 

VOLUME 

·--. .... 

'l://www.emsl.com/COC_PrlnLcfm?actioncprint&ServiceQitSelect=3&LabsSelect=Chic"""· %?.n fl.M.fllf\A 



I 
I 
I 

.:11 ttH::J::S::Sl'.14 f 

• 
Chain of Custody 

Asbestos Lab Services 

Please print all infonnation legibly. 

I Client Sample~~ . • 

Rermquish<d:~~..;a: p ... , Jlrf-O'i 
I Received: ~::::::·===----',Date:. ______ _ 

Relinquished:. ___________ ate:. ______ _ 

I Received: 

1· SA.MPLE NUMBER SAMPLE Dlr.SClUPTIONJLOCAl'ION 

~3,., -ol.{ '-{ 
t()' 1 brtJ'VJ'<\ ~..ir \:>"'-. ~~-e. · 

--rl/\ A •"-~ ~ l \ •. , -L.. ~- . • ,~..{.{ \{, L- b~ 
"-l 

PAGE 14/14 

75-s-d-
Page 2of2 

E~SL Analytical, Inc. e ~~ 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Pax: (773) 313-0139 

http:/Jwww.emsl.com 

Tomi Samples#:. ___ _ 

Time: -$ 1
' 3 C> 

Time:. ______ _ 

Time:. _______ _ 

T"lOle: _______ __.._ 

VOLUME-fit annlkable) 

. 

I 8sCf "°qs { \ ' ' ~ £-\f"~ o .. :.A. 
~S4 

c 

I -d-(0 \(. I \ u .... ~ >'~~~a ~~ 
--

I . 

I 
I 
I 

' I 

l I 
I 

~· --
I . 

I .. 

tp:l/www.emsi.com/COC_Print.cfm?action=1:1rint&Service~atSelC'.r.t=".t~f j\hc::~PlPrt:::rhi"~an q:,?n 
SH'tf)/()A 



I 
.:H ( t!t'.J.:l.:!1:14 { 

EMSL Analytical 
2001 East S:lnd St., Indianapolis, IN 4620S 

1 .jr:;i~~L'~~.~>J.~~;~1nm_:;~f.1.7.~.e:;:1 Em:ail: '=!~"aeo1111ra!£!omsr.coin. 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd street 
Suite 151 
Lombard, IL 60148 

(630} 268-0555 Phone; (630) 268-8555 

Fon Sheridan Residences -111155.0001.001 Bldg 839 

Customer ID: 
custorner PO: 

Received: 

EMSL Order; 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

0910.2104 9: 15 AM 

160407552 

9/9/.2004 

919/2004 

Asbestos Analysis of Bulk Materials via ~PA 600/R-93/116 Method using Polarized 

839-001/A FLOOR 
TILE 
1604075~2-0001 

839-001/B MASTIC 

839-002/A FLOOR 
ILE 

140407$52-0002 

39-002/B MASTIC 
8040756~-C048 

l 39-003/A FLOOR 
ILE 
50407552-0003 

139-003/B MASTIC 
804075~2-0049 

E9·004/A 
SES OARD 
0755:1-0004 

I 
l!yst(s) 

Location 

Light Microscopy · 

Non-Asbestos 

Appearance Treatment % Fibrout: % Non-Fibrous 

Tan Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Black Dissolved 97% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Tan Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Tan Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Tan Melted · 100% Non-fibrous (other) 

Non-Fibrous 

Homogeneous 

or other approved signatory 

PAGE 02/14 

Asbestos 

% Type 

None Detectecf 

3°~ Chryscitlle 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

None Detected 

IC) 1T1{1!1llflcatlon nmil~lcm6 lnll!!ll!f!l in PL.P.1, asbeala9 fibert; In lllmenBions beh:1w t~e reaolutlorl capablnly or PLM m;,iy oot De deled~. Samples reported 11s <1 % or nCHie delecled 
y requlr~ addlUonal tesllng by TEM to connrm Sl;bestos qU.:1nlllles. The sl>aw. ~1 report relates only to the nems le$!9d and may rioJ be repraduO!!d Jn any form Willloul the express 

wrftlen ~pPl'tMll ol EMSL An•lyth:1;1t, Inc. EMSL '!:; ll<>bdlty ls llmlted IQ the cost Df an.i~. EMSL beat!: no reSllon!llDlllty fat !'ample CCll«:tian sdMUee 01 lln;ilyllcat metllOd UmltailOns. 
In pre!3lion ~nd u51! or tat r~ults are the re!ponstb~lty al the dll!i'lt. · . 

I~~ pcrfO!TTI0<1 DY EMSL tndlan11pall! (N\llAP ~00186·0) 

I 



I 
.I 
I 
I 

PAGE. 03/14 

EMSL Analytical 
2001 E:ast 52nd St., lndian~polls, IN 49205 

Phorto; (317) 803-2997 F.;ix; (317~ 803·3047 Emall: !ndlmt1aPoll!ll.:11b@em!ll.com . 
i-T" )O"'»c "71'5Z-:afu· ;n···'" ·£·-±att• ' 5" 27 '7. J · · z=rt: = me 

Attn: Shaun Terranova 
Customer ID; VERS56 

Versar, Inc. Customer PO: 
100 W. 22nd Street Received: · 09/02/04 9: 15 AM 
Suite 151 EMSL Order: 160407552 
Lombard, IL 60148 

Fa>c: (630) 268-0555"' Phone: (630} 268-8555 
EMSLProj; 

Fort Sheridan Residences -111155.0001.001 Bldg 839 
Analysis Date: 9/9/2004 
Report Date: 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

839-00416 MASTIC 

llS0407552-0050 

'60407$52-0005 

839-005/9 MASTIC 

839--006/A 
BASEBOARD 

839--006/6 MASTIC 

Looation Appaaraoce 

Brown 
Non-Fibrous 
Homogeneous 

Tan 
Non-Fibrous 

Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Tan 
Non-Fibrous 

Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Non-Asbestos 

Treatment % Fibrous %. Non-Fibrous 

Dissolved 100% Non-fibrous·(other) 

Melted 100% Nol'l-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Melted 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Asbestos· 

% Typ9 

None Detect~d 

None Detected 

None Detected 

None Detected 

None Detected 

39-007/A FLOOR 
ILE 

Gray 

Non-Fibrous 

Crushed 
Melted 

5% Cellulose 95% Non-fibrous (other) Ncme Detec(ed 

139-007/B MASTIC 

G0407552-0053 

I 

Homogeneous 

Black 

Non·Fibrous 
Homogeneous 

Dissolved 95% Non-fibrous {other) 

or other approved signatory 

ta magnmcalio~ limi!<lllon& lorlerent In Pt.M. esbesto::; fibers Jn dimet'ISlons below !lie tu:;QluUon CSJ13blllty o1 PLM m3y nof be llelected. SarlllliM rep~ as <1 % or norie detected 
may requl"' ~dd~lonsl lesling by TEM to confirm eSl!eslos lfl"ll'lltlee. Tl1t! ;ibQve teat report telalea only lo the ttems tested end maynOI bq 1'9J)roduced In ~ny form Wllhout the expr~ 
written opptav11I of EMSL An.:ilytlcs(, Inc. EMSl.'s liability IS Ymlted to the cml gf analY919. EMS~ b981'! no ra!:panslb!lltyfor t:1mpfe coUeellon i;ic;tfvme-a or.a,...,ly!ICl'i metnod 11mnAt1Qna. 
1 • prel~~on ond u""' or test l'e"..ull::; Are the respcn•lblllty or Ille dlonl, -

ly:;ts perf~d by EMSL lndl:i~;opo!ls (N\/LAP 112001~) 

I 

5% Chrysotile 

2 



I 
I 
I 
I 

PAGE 04/14 

EMSL Analytical 
2001 East 52nd St, Indianapolis, IN 46205 

1 P~~n~~ .. <:1.~!5B,~3!e1 _, ; , F?~; ·~~!:;J _s~!:?!~ .. !:S!~~ 1;d1ana?llslab2ems1.com 
&emR 

Attn: Shaun Terranova 
Versar, Inc. 

Customer I 0; vERS56 
Customer PO: 

100 W. 22nd Street Received: . 09102/04 9:15 AM 
Suite 151 EMSL Order. . 160407552 

Lombard, IL 60148 
Fa:w;; (630) 268-0555 Phone: (630) 268-8555 

EMSL Proj: 
Project: Fon Sheridan ~esidences • 111155.0001.001 Bldg 839 

Analysis Date: 919f.2004 

Report Dare: 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

839-00S/A FLOOR 
TILE 
1604ll75!iZ-0008 

, Location 

839-008/B MASTIC 
16040755'.-0054 

839-009/A FLOOR 
TILE 

839-009/B MASTIC 

39-011 

639-012 I 80•07552-0012 

839-013 

Appearance 

T311 
Non-Fibrous 

Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Blad< 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

White/Brown 
Fibrous 
Heterogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

. Crushed 5% Cellulose 95% Non-fibrous (other) 
Melted 

Crushed 5% Cellulose 95% Non-fibrous (other) 
Me Ired 

Melted 100% _Nan-fibrous (other) 

Mel led 100% Non-fibrous (other) 

Melted 100% Non-fibrous (other) 

Teased 5% Glass 5% Non-fibrous (other) 
Crushed 25% Celful0$e 65% Gypsum 

Asbestos 

% Type 

None Detected 

NotAnal~ed 

None Detected 

Not Analyzed . 

None Detected 

None Detected 

None· Detected 

None Detected 

I.ii/ ;l_L,. 
' ' (,,_) 

I 
· lalyst(s) 

or other approved signatory 

• lo rn.;tgnmcauon ~mll~llon! innen:nt In PLM, :iobE11;tos roben: In Cl1met1Sion~ below Ille reooqlutlOn C8p.1bHlty ot PLM tn:iy not Ile det~ed. sempkl!; repened ~-;;<,,.,or nanc delected 
mey require "ddmonsl !~ting by TEM la c1;111flrrn ll!be;IC>I' quenliU~. The abO'le k!~I NOl)Olt reb1R$ onlY t£> Iha ll~IT18 te!li!<j :ind may not b" •'l!lrO<luc~ In ~nY klrm wl!hQVt ine apciisa 
w11UC,n ~pprovsl Of E;MS~ l\nsl\ltit::1I, Inc. EMSL \:. ll:>bRlty ~ nml!i:o to tne co;,1 gf anel\'Sis: EiMSL bea~ na 111sponsltlillly fgr 83tnplt! collection :icUvlues or sMly11cal method llrnltl!tlori~. 
' rprel.!llion ~nd use or 1<;$1 results ar_, 1he respon~ibility of uie Client. 

ly!i• ~rformed by EMSL lndian:ipcli~ (JllVLAP #200185-0) 

I 
3 



I 
I 
I 
I 

PAGE 05/14 

EMSL Analytical 
2001 east S2nd si., lndl:111apolls, IN 48205 

Phone: (317) 803-2997 Fa><; (317) 803-3047 Em~ll: Jndianapofislab@omel.~m · 
I -·y-zr• 7 

I .... -·-;*-·-- ··-·~?¥i&·y•·rT•·-·•r·· - f?ii*r4PO' mm Jt ",,, **§'4 &&3i!m=41 

Attn: Shaun Terranova· 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 26B-0555 Phone: (630)268-Ssss 

Project: Fort Sheridan Residences· 1.11155.0001.001 61dg 839 

Customer ID: 

customer PO: 
Received; 

EMSL Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

I f*U· 

VERS56 

09102104 9:15 AM 
160407552 

919/2004 

9/9/2004 

,, 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
light Microscopy 

Location AppQararic;e Treatme!'lt 

\Nhile/6rown Teased 

1 G0407552°0014 Fibrous Crushed 

Heterogeneous 

White/Brown Teased 

Fibrous Crushed 

Heterogeneous 

White/Brown Teased 

16040755:>,.0016 Fibrous Crushed 

Helel'Ogeneous 

WhltefSrown Teased 

1G0407552°0017 Fibrous Crushed 

Heterogeneous 

Whits/Brown Teased 

1110407~!;2·0018 Fibrous Crushed 

Heterogeneous 

839-019 Whileterown Teased 
Fibrous Crushed 

Heterogeneous 

839-020 Slack Dissolved 

Non-Fibrous 
Homogeneous 

Blaek Dissolved · 

100407552-0021 Non-Fibrous 

.I Homogeneous 

Non-Asbestos 

% ·Fibrous 

5% Glass 

30% Cellulose 

5% Glass 

25% Cellulose 

30% Cellulose 

30% Celluross 

5% Glass 

25% Cellulose 

30% Cellulose 

% Non-Fibrous 

5% Non-fibrous (other) 

60% Gypsum 

10% Non-fibrous (other) 

60% Gypsurn 

.10% Non"fibroµs (other} 

60% Gypsum 

10% Non-fibrous (other) 

60% Gypsum 

5% Non-fibrous (other) 

65% Gypsum 

10% Non-libtous (othet) 

60% Gypsum 

100% Non·flbrous (other) 

100% Non-fibrous (other) 

_;J . I / 
7:.'i//. )£... ,,.(-"\' 

') 

or other approved signatory 

Asbestos 

°lo Type 

None Dot~ted 

None Detected 

<1 % ChrysQ1ile 

None Detected 

None Detected 

<1% ChrysotHe 

None Detected 

Nono Detected 

· lo 1TJE1Qlltr.C3ti0ll lltTllletlOll~ inh<.!1?111 In PLM. estiestas; flb~ ilH!im~&lons b~ow tne r~lutlon capability or PLM ftl<'ly net Ile dlllQC:tecl. &Imp/es l'el)Ol'IQd as <1 % er none d~l~/8<1 
rney require E1'1dlll0NI tosllnR by TEM 10 confiflh <1sbestos qlJilnlllle$. The ~boYe l~I report rel:llcs only to lhe Uema lesled ~nd msy nol be reproducl!d In any farm "litnout I~ ex~" 
written epprov;ol ol EMSL An<1IYllC8f, Inc. EM$L'fl li~blllty IB limilcd lo '1!e cost of anal)191s. EMSL bears no respcnslblllly tor s:imple collection actM!les ar ~el)'tle31 m<.11hoa llmll;:dfons. 

rpn;11~11on and ul'(I of tesf "'sultt; ~re lhe '"-o;po<JBlbiBly al the Clie'll. 
y~IS pel101med by EMSL /ndl<.1naPOli!o (NVLl>J" 112001Ba-0) 

LM-1 4 

I 



I 
I 
I 
I 

PAGE 05/14 

EMSL Analytical 
2001 la"ast S2ctd St, lndlan11polls, IN 4620!ii 

Phano; (317)803.2997 Fax: 317)803-3047 Email; ·rncnanapolit;Jab &msl.cotn 

Attn: Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Project: Fort Sheridan Residences • 111155.0001.001 Bldg 839 

Customer ID: 

Customer PO: 
Received: 

EMSL Order; 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09102104 9:15AM 
160407552 

9/9/2004 
91912004 

Asbestos Ana(ysis of Bulk Materials via EPA 600/R-931116 Method using Polarized 
Light Microscopy 

Location 

839-025 

•IS0407552·00~S 

839-026 
... 

1/S0407552·00~7 

llJ04075~2-Q029 

I 
llyst(s) 

Appearance 

Black 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Whl(e 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Non-A$bestos 

Treatment % Fibrous % Non-Fibrous 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Melted . 100% Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Typ9 

Nono Detected 

None Detected 

None Defected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

t ic m3gilifi""11on llmil:illon& ln/leret11 in PLM, s5b.,,.tQS flbers in dlrmmsron~ below the ~~oli.rtlon ca~blllly of PLM MllY not be dctoe\ecl. S:.mptes repol'led ai; <1 % or none detecl<:<I 
"'ll''''e addmon;ol 1es11ng by TEM to conflml l'&be!ilo~ quE'fltltieS. Tho <11!0\le ~~ r11par1 rel:ilct; only 10 Ille Items te!lled a11d may not be reproduc!ld In any form wtl/1Clul lhc el(l)ress 

en apprgvsl or EMSL AneiY11C3I, Inc. EIA&.'~ ll:obnlty 18 r.mllad to ine cos! Qf analyslS. EMSUeal'$ rio re5(l0n~b11Uyfor~mpl& collecllon !1ClUl/IUes 0ranalY1lcal mctflod llmit.'!llQlls. 
lnl~rprelation ~nd use Ol l6t '!l'WllS are tht' reapan!:iblllty Of !tie Cfient, · 

I& peffarmcd by EMSL lndl~napOli! (NVl.Af> "20018eo0) 

5 

I 
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I 
I 

PAGE 07/14 

EMSL Analytic.al 
2001 E:ist S2nd St, lndianapolls, IN 4620r;; 

Phon": (317) 803-2997 Fax: 317} 803-3047. 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Ernail; lndlanaPQllsla 

Fax: (630) 268-0555 Phone: (630) 268-8555 
Project: ~ort Sheridan Resldeoces • 111155.0001.001 Bldg 839 

e!Tl$l.~om 

Customer ID: VERS56 
Customer PO: 
Received: 09/02/04 9: 15 AM 
EMSL Order: 160407552 

EMSL Ptoj; 

Analysis i;>ate: 9/9/2004 
Report Date: 9/9f,?004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos · 

Location Appearance Treatment % Fibrous % Non-Fibrous 

White Melted 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

White Melted 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1% Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1% Non-fibrous {other) 

Fibrous 
Hom0geneous 

39-035 Brown Melted 100% Non-fibrous {other) 

Non-Fibrous 
Homogeneous 

39-036 Btown Melted 100% Non-fibrous (other) 

180d07552-<XJ36 Non-Fibrous 
Homogeneous 

Brown Melted 100% Non-fibrous (other) 

Non· Fibrous 
Homogeneous 

l./J /' ;l~~ 
or other approved signatory 

I 
llyst(s) 

Asbei:to~ 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

Nom~ Detected 

None Detected 

None Detected 

None Detected 

10 rnaQ11ifie11Uon fllTlllaliOn$ lnherenl In PU.A, 9Sbe11los fiti..rs In Cllm<m::lons below the r41a01uflon cip;it>Ul1Y or PLM 11111y not be detecled. &mpiea report<>Q ss <1 % or none det<!dcd 
require l>delllonal le•llng by TEM to confirm :s~tos quanllticl'. Tile above "351 report l'l!J;ites onl)l lo lt111 Item! ll!Slot;I am! IN ynot be r~ed In any'""" wnhoUt tho el!pf~ 

an appro.r.il err EMSL A~lytlcsl, Inc. ~MSl 's liabUity i,. ~mlled 10 lhc c;osl or an:ilyi;ls. Et.ISL brxirs no rM/Xlnslbmty ror ""ITlple collecllon a<:Uv/U6 er <0n81Jl(lc:sl melhoel 11m11ot1Qns. 
lnl•l'p'1"t9t•on and u•" ot 1es1 resull:; ""'Ille responsibility or the ~~I. 
Analy<;ls performed by eMSL tndilln<>pons (NVLAP lt.!00166-0) 

L 

I 
6 
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I 
I 
I 
I 

EMSL Analytical 
2001 EHl S2nd St., lndi~napolis, IN 411205 

Phone: (317) 803-2997 • F:\X: (317) 803-3047. 
I .. ga • · · 6«nm·••46:tc · z·o:&?&- -. ..,.,.,. E"4nt=; 

Emall: lildlanapoUslab@ornsLc:om 
wr&c *ef-... ;, 112 * M 

Attn: Shaun Terranova 
Versar, Inc. 
100 W, 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630} 21)8..0555 Phone: (630) 268·8$55 

Project: Fort Sheridan Rasidences - 111155.0001.001Bldg839 

, 

Customer ID: 

Customer PO; 

Received: 

EMSL Order: · 

:EMSL Proj: 

. Analysis Date: 

Report Oats: 

09/02/04 9; 15 AM 

160407552 

9/9/2004 

9/9/2004 

PAGE 08/14 

Asbestos Analysis of Bulk Materials via EPA 600/R·93/116 Method using Polarized 
Light Microscopy 

Loc:atlon Appearance Treatment 

Brown Teased 

1G040755U!C3S Fibrous Criished 

Heterogeneous 

Brown Teased 

150107552°0039 Fibrous Crushed 
Heterogeneous 

Brown Teased 

Fibrous Crushed 

Heterogeneous 

Brov.'n Teased 

Fibrous 
Homogeneous 

Brown Teased 

Fibrous 
Homogeneous 

Brown Teased 
60A07552-0043 Fibrous 

Homogeneous 

39-044/A FLOOR Brown Crushed 
TILE Non-Fibrous Melted 

180407552-oo44 
Homogeneous 

839-044/B MASTIC Black Dissolved 

'040?55Z·OOS6 Non-Fibrous 
Homogeneous 

llyst(s) 

lg Nixon (58; 

Non-Asbestos 

% Fibrous 

40% Cellulose 

· 30% Cellulose 

30% Cellulose ' 

99% Cellulose 

99% Cellulose 

99% Cellulo_se 

I 

% Non-Fibrous 

5% Non-fibrous (other) 

55% Gypsum 

5% Non-tlbl'QUS (other) 

· 65% Gypsum 

5% Non-fibrous (other) 

65% Gypsum 

1% Non-fibrous (other) 

1 % Non-fibrous (other} 

1% Non-fibrous (other) 

100% Non-fibrous (other) 

97% Non-f'ibrous (other) 

or other approved signatory 
1· 

Asbestos 

% Type 

None Detect~ 

None Detected 

None Detected 

None Detected 

NoM Detected 

None Detected 

- None Detectetf 

3% Chrysotlle 

to magn1fl<;;1llon llmil.1llans 1n11erel'lt in Pt.M. asbes:to; flDers in dlmens!ons bctQW tne resolL.rtlon capa~imy gf PLM ~Y ngt be defected. sample,. rworted ~" .. 1.,,, ar nooo detected 
re.quire Bc1dili011<1l leBtl~ by T6M to C:Ollflrm ~s!Jegtos qul'ntltie9. Tht:i ;ibol/e le~t rcpon re/al~ only to the Item~ tested 3nd may not b<!! l'EljlfO(lUCed In 9ny fOll'll wllho\Ji Ille ~·~~& 

wrllten ~pproval or EMSL Ana(y1IC31. Ir..;. EMSL'~ ll;obllity 18 fiMIU,d IQ tne ~I Qf arialyglS. EMSL ~ears no re5l)Oll!llbillly for ssm~e ~Clllecllon ::iclMUea Dr ~n;olytlCB( method li<nl\Stio~ ... 
lnt~rpretation and use of l""1 rtt&UllB are lhA rttuPonslblllty QI the client. 

,.i~ pert"otmcd by EMSl lndlanspOlls (Niil.AP 11200188-0) 

I 



I 
I 
I 

PAGE 0'3/14 

EMSL Analytical 
2ao1 EHi 52nd St., Indianapolis, IN 4B:Z05 

1 ~tione~ (:.1;.1 ~;~3:29.~7 'a;-~"x'. ;.3~.~l,~03::0.:!.--!~:.~:..:!':;:!ful!:!.:ab@e#!j~;+ ~ HS . ...,; I'::=:= ii 

Attn: Shaun Terranova 
Versar; Inc. 

Customer JO: vERS56 
Customer PO: 

100 W.
0

22nd Street Received: 09/02/04 9:15AM 

Suite 151 EMSL Order; 160407552 

Lombard, IL 60148 
Fax: (630) 268·0555 Phone: (630) 268-8555 

EMSL Ptoj; 
Project: Fo11 Sherldal'l Residences -111155.0001.001 Bldg 839 

Analysis Date: 9/9/2004 

Report Dale: 9/912004 

Asbestos Analysis of Bulk Materials via EPA 600/R..g3/116 Method using P9larized 
Light Microscopy 

Non-Asb~stos 

Location Appearance Treatment o/o Fi bro Lis % Non.Fibrou~ 

Asbestos 

% Type 

Brown Crushed 100% Non-fibrous (other) None Detected 

180407552-(}()45 

839-045/B MASTIC 
IGIJ407SS2·0057 

Non-Fibrous 

Homogeneous 

Melted 

Not Analyzed 

839c046/A FLOOR 
TILE 

Brown Crushed 100% Non-fibrous (other) None Detected 

160407552-0018 . 

839-046/B MASTIC 

16"407SSZ-cio58 

I 
I 

llyst(s) 

Non-Fibrous 

Homogeneous 

Melted 

Not Analyzed 

_j I 
A.··./_/. / }t .. _L°". 

'~~ 

or other approved signatory 

10 m;:ign!Ocatlon limllE1tlons inherr.nr In PLM, "•IHistoa filler..; In 01me~sion; below lhe lt'$CIUUon C:.pab!nty Of PLM rnsy not titi detecli!!d. Sample!! reported as -:1 % or none dQtec;Cecl 
reciulr! .1ddlll0<1al testi~11 by TeM lo crnnrrn a511!Slo:; quanUti"". The above !list report tr.l~tea only to the Items l~ed end m~y not tie r~tcdV<:ed 1n ~ny torrn Without rtie exl'fe"..; 

writlen •1111rova1 OI EMSL Ansl:t(icit, In~. EMSL'~ llE1bUlly I~ llmttl!(I to the. cc:;l or enal~$. Ell/ISL ll<l•rs ~o resp0<1$1billty lot e.1T1ple collei:llon actMUe~ or anelytfe;ll melllad llmllalroos. 
lnterprels 1;0n ;onti use or tc.r reeUl!s ~l'ri. thf3 fe&lll)nSlblMty or 1he cll(onl. 

ysts perfom\~ llY EMSt lndl&llBllOIO. (NVLAP •2001 &a-Ol 

THIS IS THE LAST PAGE OF THE REPORT. 

I 
8 



I 

I 

I 
I . 

Chain of Custody 

PAGE 09/12 

. Page l of 2 

EMSL Amdytical, Inc. 
200 I East 52nd Street 

Indianapolis, lN 46205 •• Asbestos Lab Services Phone: (317) 803-2997 
. Fait: (317) 803-3047 fr · 11 · ~ I 'bf case prmt a in ormauon cg1 y. 

/~tJL/tJ7537/ 
htt II I p: www.ems .corn 

. 
,...ompany: VcfSar Inc. Bill To: Vcrsar Inc. 

I ~ddressl: 100 West 22nd Street Address/: 100 West 22nd Street 

'4ddress2: Suite 151 Address2: Suire 1.5 I , 

I ~ily. State: Lombard, (L City, State: Lombard, IL 

ip!Post Code: 60148 Zip/Post Code: 60148 

·Country: Country: 

1 Fntact Name: Shaun Ten-anov:l A.ttn: Sh3un Tcrtllnova 

ho11c: 630-268-8555 Phone: 630~268-8555 

Fa:~: 630-268-0555 Fax: 630-268-0555 til: Email.· 
SL Rep: Pttul Nyfield P.O. Number: 

l/'roject Name/Number: Fon Sh.eridan Residences· t l 1155.0001.00 l -B\An ~40 I . .. . . . 
' 

IJ 

MATRIX TURNAROUND f.ir 0 Soil 0 Micro-Vac 0 3Hours 0 6Hours 0 Same Day 0 24Hours 
or 12Hours* (1 day) 

Bulk 0 Drinking 0 48 .Hours af72Hours 0 9ti Koors 0 120 Hours 

I Wipe 

Water (2 days) (3 days) (4 days) (S days) 

D Wastewater O 144+ houl'."S (6~10 days) 
TEM AUt, 3 houra, IS hours, Pluse call ahcllld to xhl!dule. There ls lll premium cha.-ae for 3-bour bit, please call 1-800-220-3675 Cor price prior t~l11g 
ra,IC$. l'ou 10·i0 be eked 10 slgn an .1utborludN1 Corm for this seM"lce.. A Ctl 'Za, &,.._ 't.\ S A; ~ ()S\ 
• ~ors (must arrive by t t ;OOa.m. Mon -Fri.),~ Rerer lo Price. Qi10C~ II\ t.2.e.. Q. . 

PCM-Ah: '.I:EM Air TEM\~TER 

. ~IOSH 7400(A) Issue 2: Augusc 1994 0 AHERA 40 CFR, Part 763 Subpart E 0 EPA l.00. I 
SHAwffWA 0NIOSH7402 DEPA 100.2 . 

DEPALcvdil ONYs 19s.2 [~' 
~~'!lk TEMBULK TEM Micazv1u:lWip~ f 600/R-93/116 0 Drop Mount (Qualitative) D ASTM D 5755-95 (qunnta!ivc method) 

A Point Count 0 Chatfield SOP· 1988-02. 0 Wipe Qualitative 

Stratified Point Count 0TEM NOB (Gravimetric) NYS 198.4 ILM NOB (Gravimetric) NYS 198. l 0 EMSL Standard Addition: XR1! 
IOSH 9002: · DAsbestos 

] EMSL Standard Addition: PLMSoil 0 Silica N(OSH 7500 .. 
~t~t.or Bulk 0 EPA P.ro~I Qualit:uivc ' 

] alitacive ·DEPA Protor.:ol Quantitative QlfilR 
} Qoantitati vc 0 EMSL MSD 9000 Method r.1>emi:ram 0 

,, 

I . 



I 

:• 
· Chain of Custody 

Asbestos Lab Services. 

I 
Plea-re print all information legibly. 

aientSample#(s). __ ---,,_ ____ -------

Rdinquished:. ~Q~ 
I Received: ~ f ~ + 

Date:---"""-9 {i--1l ......... fr-=..D--'-'-~. _ 

CJ .. 2-- 0 <..( Date: 

I 
Relinquished:. ______ '--"'-___ _,_ate:. ________ _ 

Received: _____________ Date:. _____ _ 

I SAMPLE NUMBER SAMPLE DESCRIP'l10NILOCATION 

\C)" ~.{'.-4:...~'o\~ ~~- ,~~( 
. V-1~-

I\ \t .• ~ 

PAGE 10/12 

Page 2of2 

EMSL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 gt/ D 

http:/twww.emsl.com /'Fh:'-
Total Sam.pies#:. ____ ~ 

Ti.nae: 3 '-30 
Time: _q .... t.r- ~~ 
Time:. ______ _ 

VOLUME if a lieable . 

T~~ ... ~~~~C.. 
t •.(: ' ............ ~ ... 

' I 
\.\ 

\. '· 

I' . \' 

I ( I ' 



I 

:• 

.;J.1. f Ot'.J.J.Jt'.J4 ( 

Chain of Custody 

Asbestos Lab Services 

Please print all infonnadon legibly. · I Client Sainp(e # (s) • . _. . . .------~ 
IMi0qalshed: ~L<v>\l.-4?}- . Date:_Cf: ...... ,..---'-J_-_O..._..,,_lf __ 

IR . d ,A. /""2· .. _.... . ·--· ecet.ve : .,..,~~-~ • Date:.__,_ ___ -:-_ 

Relinquisbed: __ ~-~------·Date: __ ~--

l Received: ---------_.,......-ate: _______ _ 

l'd!o-cHh 
I 6tiO-of 

·- 6 o-ots· 
~-O( 

-oa. 

I 

SAMPLE DF.SCRIPTIONILOCATION 

~ti.¥..~~ 
---~. 

\1 I • 

'' I I 

' ' 

1(. 

' ' 

PAGE 11/12 

Pa.ge 2of2 

EMSL Analytical, Inc 
2444 W. George Street 

Chicago, n. 60618 

Phone: (877) 888-3675 
Fax: (173) 313-0139 

http://www.emsl.com 

Total Samples#: ___ ~ 

Time: 3'.30 
'time: ______ _ 

Time: ______ _ 

Tim~-~-----

VOLUME if a Ucable · .. 

rtp://www.emsLcom/COC_Print.cfm?action;:;;:print&ServiceCatSelect=3&LabsSelect=Chicago.%20 ... 8/30/04 



I 

•• I 

_..._' vvw .. , .. H,..l"'T' 

Chain of Custody 

Asbestos Lab Services · 

Please pri11t all information legibly. 

I Client Sample# (s>---=----- -------'--

R.UnqWshed: ~~ Dote: qft Joy_ 

I Received:~ ~ ; :c:=: Date: ___ __,_ __ _ 
~ 

Q.elinquished: ___________ Date: _____ _ 

' I Received: 
_____________ Date: _____ _ 

SAMPLE NUMBER SA.MPLE DESCRIPTION/LOCATION . 

\l II 

\ I. \I 

\ ( . \ l 

\' 
\\ 

I 

! . 

PAGE 12/12 

Page 2of2 

EMSL Analytical, hie. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0l39 

http://www.emsl.corn 

Total Samples#: __ .,....___ 

Time: 3'· 30 

Time:---'------

:Time: ______ _ 

.Time: ______ _ 

VOLUME if a lkable 

·' 

lttp://www.emsl.com/COC_Pdnt.cfm?action~r:int&ServiceCatSelect::;3&UbsSelect=Chicago,%20 ... 8/30/04 . 



EMSL Analytical 
2001 East 52nd St; lndlanapolls, IN 4620!! 

Phone: {317) 803-2997 Fax; (317} 803-3047 Email; lndlanapollslal>@emsl.com 
I " .• ): ·- - ·~c #~~ ... .... ..... er . ,.,-, )'TJF'5 11' ... 'SKCD§k'%"i*i?w&±6Li51'1dliifoUt' g7q1 r.'@"WW rfi %·44°#1·4f . .1 11 i ¥6¥4¥41 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 
Fort Sheridan Ret:iden~s • 111155.0001.001 Bldg 840 

Customer ID: 
Customer PO: 
Received: 

EMSLOrder: 

EMSLProj: 
Analysis Oate: 
Report Date: 

VERS56 

09/02104 9:15 AM 
160407554 

9/9/2004 
91912004 

Asbestos Analysis of Bulk Materials vi.a EPA 600/R-93/116 l\(lett:iod ·using Polarized 
Light Microscopy 

0-001/A FLOOR 
ILE 

40-00118 MASTIC 

140-002/B MASTIC 
t 80407554.0042 

0-003/A FLOOR 
ILE 

160407554-0003 

I ' l:o-003/8 MASTIC 

1 . ~07554-0043 

·0-00.4/A 
9ASEBOARO 
160•1)7~54-C004 

I 
llyst(s) 

Craig Nixon (49) 

Location Appearance 

Tan 

Non-Fibrous 

·Homogeneoos 

Black 

Non-Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Tan 

Nori·Fibrous 

Homogen~s 

Tan 

Non-Fibrous 

Homogeneous 

Non-Asbestos 

Treatment o/a Fibrous '.o/o Non-Fibrous 

Crushed : 100% Non-fibrous (other) 
Melted 'I 

Dissolved 95% Non-fibrous (other) 

Crushed . 100% Non-flbrous (other) 
Melted 

Crushed .100o/o Nan-fibrous (other) 
Melted 

Melted 100% Non-fibrous (C?ther) 

Iv/ .i--L.: 
' ' \.\ 

or other approv~ signatciry 

PAGE 02/12 

Asbestos 

% Type 

None Detacb~d 

5% Chrysotiie 

None Dete~ed 

Not Analyzed 

None Detected 

Not Analyzed 

None Detected 

lo magnification liMit3lion~ inh.,rcnt In P~M. <1&00sl0& nbera In dlmenalons below Ille ~utlon eo'lp•blllty !JI Pl.IA rney not be detected. samples reported ;it; -<1 'I' or nooe detecte<I 
ITll'Y require addlli0118l testing by TEM lo ccMitm :e:bc~llll' qV<1ndtles. Tlia above test report reiah!s only lo lhe llo= to;tod and may not be repr<l(IUCed 1n 3ny form wllhao,rt ltie G><PfaSs . 
written approvol of EMSL Ana!yllcal, Inc. EMSL's llabaily IS Utt\lled lo Ill(! cg.~l ol an<ilyslS. EMSL bear.1 no respoMlblnly for i:;:imp1101 coll~lon 9C!Mtle9 or anslytlC3t methOd llmffatlon~. 

re>re~llon ot1d """ oll""I =Ii.; <1rt1 the regponalb~lllf or the ctieflt · · ' · 

lysls il<!lfomtl!d by EMSL lt1dl"n~PQl1$ (NVLAP #200188-0) 

I 



EMSL Analytical 
2001 ~SI 62tid St., Indianapolis, IN 4620S 

Phoiie: (317) 8DJ·2997 fair:: (317) SOJ.3047 . Email! . lndlanapollsl:t om,l.eom 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Residences -111155.0001.001 Bldg 840 

Customer ID: 

Customer PO; 

Received: 

EMSlOrder: 

EMSL Proj: 

Analysis Date: 
Report Date: 

VERS55 

09/02104 9;15AM 

160407554 

9/9/2004 

9/9/2004 

. Asbestos Analysis of Bulk Materials via EPA 600/R..g3/116 Method using Polarized 
Light Microscopy 

40·005/A 
ASEBOARD 

160407554-0005 

&40-00518 MASTIC 

• 50407~54-004~ 

140-006/A 
ASE BOARD 

160407554-0006 

40·006/B MASTIC 

0407554·0046 

~
0-007/A FLOOR 
LE 
0407554-0007 

10-007/B MASTIC 

0407S!J4-0047 

I 
llyst(s) 

Location Appearance 

Brown 

Non-Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Yellow/Brown 
Non-Fibrous 
Homogeneous 

Tan 
Non-Fibrous 

Hom0g0neous 

Yellow/Brown 

Non·Fibn;ius 
· Homogeneous 

Gray 

Non-Fibrous 

Homogeneous 

Black 
Non-Fibrous 
Homogeneous 

Treatment 

Dissolved 

Melted 

Dissolved 

Melted 

Dissolved 

Crushed 
Melted 

Dissolved 

% Fibrous 

Non-Asbestos 

% Non-Fibrous 

100% Non-fibrous (other) 

100% Non-fibrous (olher) 

· 100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

98% Non-fibrous (other) 

or other approved signatory 

PAGE 03/12 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

2% Chrysotife 

to =gnifi<:<11i011 llmltauons Inherent in PL M, •:;bestos fillers In aim<!nston~ bc;f Qw Ille resolution capability af Pl.M lllflY not De aetected. S:lMpl~ reiioneci es <1 'll or none deleo;fed 
rnay reQu~e odditl0<1ol IG~1tn11 by TI:M to confitm o$bf!,.tos qoontllles. tile sllave l~t rcpori ~lei; only to the Item: to~d 111!d may not De reproduced In eny fonn withaul Ille ~ra•c, 
wnttcn ~pprovsl Of EMSL Analytlcal, Im:, EMS L's Uabmtr ls limited lo Ille cos1 ol <1nall'915. EMSL lle:lt'!: no l'(!Sponelbmty ror ::implt! ~Ol1')¢11on adMUea or ~n:ilytic;il method llm1tst1ons. · 

rp.-..~~llcn ;and vi;e o1 test resotts ~re th" m:-,pOn:;Jblffty or the cllenL 

ysi• performed by eMSL lndlanspor~ (NVLAP #~0113a-0) 

2 

I 



EMSL Analytical 
2001 Easl 52nd St., lndi~n~polis, IN 46205 

1 _P~~ne:.!~~!.~ .~o!:~7 ....... :~~:.~AT~ _ed~_l;}.°'.';. .. _;,m~U ~ ln!:~!°.~l:i!>fo:t;eom 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Reslde~cas • 111155.0001.001 Bldg 840 

.. 

Customer ID: 

Custorner PO: 

Received; 

EMSL Order: 

EMSL Proj: 

Analysis Date: 
Report Date: 

r TIM( ;;s;a;&&§tl 

VERS56 

os102Jo4 9:15 AM 
. 160407554 

9/9/2004 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-A&bostos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

840-008/A FLOOR Gray Crushed 3% Cellulo~e 97% Non-fibrous (other) 
TILE Non-Fibrous Melted 
f60407554°000B 

Homogeneous 

840-008/B MASTIC 
160407554°0048 

1-40-009/A FLOOR Gray Crushed 3% Cellulose 97% Non-fibrous (other) 
ILE Non-Fibrous · Melted 

160407554-0009 

Homogeneous 

140·009/B MASTIC 
60•07554-00•9 

., 
t0-010 ~lack Melted 100% Non-fibrous (other) 

. 0401a~4.0010 Nein-Fibrous 
Homogeneous 

140-011 Black Melted 100% Non-fibrous (other) 

60407554..(}()fl Non-Fibrous 
Homogeneous 

f0-012 Black Melted 100% Non-fibrous (other) 

1?7554-0012 Non-Fibrous 
Homogeneous 

840-013 Black Dissolved · 100% Non-fibrous (other) 

10407~:>4-0013 Non-Fibrous 
Homogeneous 

l . · I . 
lalyst(s) 

t.J// ). .. J-\. 
<..,) 

Craig Nixon (49) 
or other approved signatory 

•· 

PAGE 04/12 

Asbestos 

% Type 

None Detected 

Not Analyzed 

Non~ Detected 

Not Analyzed 

None Detected 

None Detected 

None Detected 

None Detected 

to =gnW""1tl011 NmUstions inhett!nl In Pl.I.I. astJestoa r.bers in dlllllln$1cn; below tile resaluilon c:ip;;iblllly Of PLM may nol be dcledecl. Semlll!!! reporl.!d ;!$ ~1 % or none detected 
m~y require 3ddillONI IC$11ng by 'l'EM to ccnrirm ~>bcr.:.10$ quanllttH. Tiit! above t.,,;t repon releles only 10 tl'la ff8"1~ tested and may nel bo ~uc:ed In any form wllhQi.it Ille express 
w~Hcn ~ppra111>! Of EMSL An:ll)'UC<ll, Im:. EMSL'~ Rablllty la limited 10 1111:: Cll31 er anstYsls. EMSL br.'.ars no respcnslbHll.y ror ~mpt1;1 conect1on aCUVllll!l: ct ~~I method limKollans. 

ret..Uon ~nd U"'1 Qf te&t results are. Ille ~nslblllty ol tile dienL 

t~s l)Marmad by Eli!SL tndianapol~ (NVLAP ~01 $S-O) 

3 

I 



EMSL Analytical 
2001 ~ut 52nd St., lndla~apolls, IN 4';205 

Phono: (317) 803-2997 Fax: (317) 803-3047 Ema II: lndlanapollslab emsl.com 

Shaun Terranova. 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, iL 60148 

(630)268-0555 Phone: (630)268-8555 

Fort Sharidan Residences -111155.0001.001Bldg840 

Customer ID: 

Customer PO; 

Received: 

EMSL Order; 

EMSL Proj: 

Analysis Date: 

Report Date.: 

VERS56 

09102/04 9:15 AM 
160407554 

919/2004 

9/912004 

Asbestos Analysis of Bulk Materials via EPA 600/R~93/116 Method using Polarized 

1GC40?G~·0015 

160~07554-00IG 

150407554·0017 

160407554-0016 

840-019 

160407554..0019 

840-020 

lalyst(s) 

Craig Nixon (41J) 

• · Light Microscopy 

Location Appearance Tre~ent 'Yo 

Blac~ Dissolved 

Non-Fibrous 
Homogeneous 

Black Dissolved 

Non-Fibrous 
Homogeneous 

White Dissolved 

Non-Fibrous 
Homogeneous 

White Dissolved 

Non-Fibrous 
Homogeneous 

White Dissolved 

Non-Fibrous 
Homogeneous 

White . Dissolved 
Non-Fibrous 
Homogeneous 

White Dissolved 

Non-Fibrous 
Homogeneous 

White Dlssolved 

Non-Fibrous 
Homogeneous 

Non-Asbestos 

Fibrous · % Non-Fibrous 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

· 100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non~fibrous (other) 

100% Non-fibrous (other) 

: 
100% Non-fibrous (oUier) 

100% Non-fibrous (other) 

.or other approved signatory 

PAGE 05/12 

Asbestos 

'Yo Ty~ 

None Detected 

Nona Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

e lo n'l:lgnlfl~llon NmllstlOns inhetenl In Pl.M, asbestos nt>ers in dlmen~on& below tile resalullon 1:apebl!lly or PLM ,,_.Y 'lClt be deteclerl. S:.rnple5 reponed a11 -<1% Or nQM uetected 
mey require addlUtWl;lf 111$11!1g byTEM lo conR1m ~9SI05 quanUlles. The :ibo..., fest report relate~ only 10 the llems tested :ind may not be repraduced In 11ny fonn !Mthilul the ~ 
wrllfcm ~pprovi!r Of EMSL 1111~)'11""1, In~. EMSL·s. riallftily Is llnittcd to Ille coat of anal~. EMSl biiera no rer.pontlbilllY for sample i:all$dion actl\llUB!I or anlllylleal melhod limilatlon~. 

rpmtatlon and u.e or test result.. i!"a !he re9pafl9ibiRty of !ht> dtant. 

lr-;J~ parlormed Dy EMSL lndl•""polls (NVl.AP #'zoo186-0) 

4 

I 



EMSL Analyticaf 
2001 E3St 52nel St., lndlanapofls, IN 4620S 

Phone: (3171 803-2997 Fax'. (317) 803.,3047 Ema II: lndlanapollslab amsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridari Residences -111155.0001.001 Bldg 840 

Customer ID: 

Customer PO: 
Received: 

EMSL Order: 

EMSL Proj: 
Analysis Data: 
Report Date: 

VERS56 

09/02/04 9;15AM 

'160407554 

S/9/.2004 
9/912004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized. 
Light Microscopy 

Non·Asbestos 

Location Appearance Treatment 'lo Fibrous % Non-Fibrous 

Brown Melted , 100% Non~fibrous {other) 

Non-Fibrous 
Homogeneous 

Brown Melted 100% Non·Hbrous Cother) 
Non-Fibrous 
Homogeneous 

Black Melted 100% Non·flbrous (other) 

Non-Fibrous 
Homogeneous 

White/Brown Teased 30% Cellulose 10% Non-fibrous (other) 

Fibrous Crushed 60% Gypsum 
Heterogeneous 

White/Brown Teased 30% Cellulose 10% No.n·ftbrous (other) 

Fibrous Crushed 60% Gypsum 
Heterogeneous 

0-027 White/Brown Teased 30% Cellulose 10% Non·fibrous (other) 

16040755~-~7 Fibrous crushed 

140-026 

Heterogeneous 

WhiteJBrown Teased 5% Glass 

60% Gypsum 

10% Non·flbrous (other} 

70040755-1·0028 Fibrous Crushed 30% Cellulose 55% Gypsum 
Heterogeneous 

0-029 White/Btown Teased 30% Cellulose 1 Q% Non·fibrous {other) 

1GD4DT~54·0029 Fibrous Crushed 60% Gypsum 

I 
Heterogenaous 

llyst(s) 

ig Nixon (49) 
or other approved signatory 

PAGE 06/12 

Asbestos 

% Type 

None Detected 

None Detected 

None Detect~ 

<1% Chrysotile 

<1 % Chrysotile 

<1% Chrysotlle 

<1 % Chrysotile 

<:1 % Chrysotrle 

co m11gnmcalion liniit.:.1lcn~ Inherent In PLM, :isbc:to:; flllen; In dlmeMians below Ille reao!Ullon ~p~blhty QI Pl.M may not be dct9Ctl!ll. S!ifTllllM repotlad 8$ <1 % or none delacls~ 
require RddlflOllBI 1estfn9 by Tl:M to c:Qnflrl11 esDe!IOS Qu:\nUV~. Tne &Dove test report C'lll~tes onlY to 111e iterni; m5le</ anel may net be ~uced In any fotfll wllhout lhe exoress 

wrntl!f'l l'PPf0\131 Of l:MSL AnAlyllt;t1I, Jn~ EMSL'o IL::iblllty 1:; Pmlleel to lhe co;I of analysl!I. EMS!. b~I'$ no re&llOllSlDllllyfCt ~Ml)le collection :iclllllll~ Or t>nslytlcal method llmll80ons. 
lnterprc1auon ano use Of lesl teo;~lls are the responsibility of the c~ent. 

Y'"~ IX'rfO~ by EMSL lndl•n;opall5 (Niii.AP 11200188-<l) 

I 



.:J.1. t OU.:>.:10'+ f 

EMSL Analytical 
2001 EHt S2nd St., fndlanap~lls, IN .U2os 

1 
~~.~:~:H~!~~!..s!!:.~m.i+:.J!!l::1 E:::!: 1nd1anaeon::=,~;,s.::c'am 3\b EF'f&&m,.._nm+;;umgg,j 

.Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (630) 268-8555 

Fort Sheridan Residences· 111155.0001.001Bldg840 

Customer I 0: 
Customer PO: 

Received: 

EMSLOrder: 

EMSL Proj: 
Analysis Date: 

Report Date; 

VERS56 

09/02/04 9:15 AM 

160407554. 

9/9/2004 

91912004 

PAGE 07/12 

Asbestos Analysis of Bulk Materials vi·a EPA 600/R-93/116 Method using Polarized 

840-031 

1~040755d·0031 

11540-032 
.6Q407S.54·0032 

840-033 

1604075SL0o33 

840·034 

· 160407554-003~ 

840-035 

1 G0407554·/X1.36 

0-037 

160407~!;4-0037 

I 
llyst(s) 

· Light Microscopy 

Location Appearance Treatment 

White/Brown Teased 
Fibrous Crushed 
Heterogeneous 

White/8rown 

Flbrous 
Heterogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous · 

Teased 
Crushed 

Meltsd 

Melted 

Melted 

Teased 

Teased 

Teased· 

Non-Asb@stos 

% Fibrous 

. 30% Cellulose 

5% Glass 

30% Cellulose 

.· 143 Glass 

85% Cellulose 

99% Cellulose 

99% · Cellulose 

'Ya Non-Fibrous 

. 10% Non-fibrous (other) 

60% Gypsum 

5% Non-fibrous {other) 

60% Gypsum 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

. 100% Non-fibrous (other) 

1 % Non-fibrous (other) 

1% Non-fibrous (other) · 

1% .Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

<1% Chrysotile 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Nona Det@cted 

.None Detected 

10 mognWi;citlo•,.llrnltallom lnhcmnl In PLM, a!lbestot. fibt;:11; in dlmens!OOS below t~e re60luti0n c.11~blllty or PLM may not bQ detected. S3Mp~ repgnea as <1 % or none delected 
m;oy require addllion,,11,,~ung by TEM lo coiifinn ~l'bealoa QIJ3!111Ues. Thi! above teet repor1 rnl;>ll'& cnlY to IM Rcll"ll' lesled and 11111y nal bi;i rSllrodUCed In ""Y lono wnnout the cxpr41~p 
Wfilt~n •l'l"""'~I of EMS\. Anlllytlcil. In~. EMSL'~ liability~ OmHEld to Ille cosl of :in;>lysJs, EMSL be:ir~ no 1'8$11DnSl~llily fot t.;imple colleclion .:iellvllles or enalyUe.:il melhod llm113Uon!.. 
I rore1atior. ~nd u5e: ol lesl resoll! Ill'<!! the rG$PQ11&1Dlllty Ol lhe client, 

ySis performCO by EMSL lndia,,~p I~ (!WI.AP #200188-0) 

6 
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EMSL Analytical 
2001 En• 52nd SI., lnclial\apolis, iN 46205 

Phorie: (317) 803•2997 Fax: (317) 803..3047 . Email: lndianaPollelall@emsl.com 
I· ,-.-z@ 2£27Ewt''*''' 4 ....... ..,..'t'ld .. ;_,,=nr·~'~ ·m·44 · a A ajjjjjii@ 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268·0555 Phone; (630)268-8555 

Project; Fort Sheridan Residences· 111155.0001.001 Bldg 840 

Customer ID; 
Customer PO; 

Received; 

EMSL Order: 

EMSLProj: 

Analysls Date: 

Report Date; 

¥Maia&&,_ 

VERS56 

09/02/04 9: 15 AM 

160407554 

9/9/2004 
9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment .. % Fibrous % Non-Fibrous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1% Non-fibrous (o!her) 

t 604117554-0039 Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

1eoao7554.()()IJO Fibrous 
Homogeneous 

I 
I 
I 
I 
I 
laryst(s) 

Craig Nixon (49) 
or other approved signatory 

PAGE '08/12 

.Asbestos 

% Type 

None Detected 

None Detected 

None Detected · 

e 10 magntncallon irnil~llaru; lnheranl in PLM, :i~be:otoi; ftbera In dimenSion~ bQ!ow ihe reaolU6on cop:iblll(y ol PLM may nol be c!Eilmed. Samples n!!pott9d es <1 % or none dlilG~led 
rn~ ri:qvh addHlonaT l!!9ting by TE;M lg connrm a!llest~ q,.i;1ridlles. The above 11!$1 ni>p0rt relates only to the Items lesled and m:iy r1Qt be reproduced In ""Y fgrm without lhe ~xprrj~s 
wt lien :ipprov.il ol EMSL Analyli~I. Inc. EMSt:s llal>illly iS llmlled lo the cos! Df analyslS. EMSL beara ng respon$ibQHy for sample colledi0n ecilvltles or analytle;il mqlhod nmttauon~. 

rpretati0r1 11 fl<l use ot 1~ resuns are the t'l!!~poni:lbllllY Of me Client. 

lySIS pelf armed by EMSL lndlansoolls (NVL\P ~00189-0) 

'LM·1 

I 
THIS IS THE LAST PAGE OF THE REPORT. 7 
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I 
Page l of 2 

I 

•• 
Chain of Custody 

Asbestos Lab Services 

. EMSL A ... alyti~I, foe. 
2001 East S2od Street 

lncJittnapolis,JN 46205 

I 
-

I 
I 
l 

Please print all infor111'1tion legibly. 

ompany: Versru- lni:. 

Phone: (317) 803-2997 
·Fax: (317) 803-3047 

/ / ~Jt/tJ75Sh http://www.cmsl.com 

Bill To: Versar lnc. .. 

ddressl: 100 West 22nd Street Address/: 100 West 22nd.Street 

Viddress2: Suite 151 · Address2.-. Suite 151 
City, State: Lomlmrd, IL City, State:• Lombard; IL 
Zip/Post Code: . 60148· Zip/Post Code: 60l48 

Country: Country: 

~oritact Name: Shaun Tetranov:i Attn: Sh;iun Tcmlnovoi 

/l(me: .630-268-8555 Phone: 630-268-8555 

Fax: 630-268-055.5 · ·Fax: 630-268~0555 

mail: Em.ail:' 
MSLRep: Paul Nyfield P.o; Number: 

~ .. qject Name/Number: Fort Sheridan Rcs(dences - 111155.0001.001 -~\An. B4\ 
v 

·MATRIX TURNAROUND f Air 0 Soil 0 Micro.Vac 0 3 llours 0 6Hours 0 S~melJay . 0 · 24. liours 
or12Houts* (1 day} -

j)i(°Bulk D Drinking 0 48 Hours fl{72llours D 96Hours 0 120Hours 

I Wipe 

Water. (2 days) . (3 days} (4 days) (Sdays) 

0 Wastewater 0 144+ hours (6·10 da~} · 
rEM AIR, 3 hours, Ii haun, Pll!2k call ahe.:a~ to schedule.. There ls a premium ch:11~ car 3·hour qt, plYS<: caU l-800.·220-3675 for price prior Co~. . g , :l[ll!l. You.willbc:ul<.o:dto:s<gn.:i1111utbanz3tionromiforthis.sc"lce.. · l. ("'_._ti l\S 1. ~.t( · + \)fl., 
' . ouC'$(musUrrivebyll:Q(Ja.m ... Mon·f'ri.),l"l~aseRd'ertoPriceQuote :AV\{).. ~2£... ~. ""t' /"'f . · 0$.1 (. · 

=-e-it . . 
NIOSH 740o(A) I~sue 2: August 199~ 

SHAwffWA . 

A Point Count 

] NY Strati tied Point Count 11M NOB (Gravimetric). NYS 198.I 
I OSH 9002: • ·· . 

i EMSL Standard Addition: 

l iror(Julk 

lit<itivc 

I 

IEM.Ak IEM \V ATER 
0 AHERA 40 CFR, Part 763 Subpart E 0 EPA tOO. l 
0NIOSH7402 . DEPA 100.2 
0 EPA Level II DNYS l98.2. 

IEM BUJ,..K IEM MicrovaV\Vip~ 
0 Drop Mount (Qualitative) D ASTM P 5755-95 (qll~~tlve method) 

0 Chatfield SOP· 1988-02 · 0 Wipe Q~alitarive 
0 TEM NOB (Gw1i.mctric) NYS · t 98 .4 . 

0 EMSL Standard Addition: X@. 

~_MS oil 

0 EPA ProtO;ol Qualitadvc 

0 EPA Protocol Quan~wtivc 
0 EMSL MSD 9000 Method lihe~li;r.:im 

' 
OAsbestos. 
0Silica NIOSH 7500 ; . 



PAGE 02/12 

I 
EMSL Analytical 
2001 East 52nd St., lndianapalls, IN 46205 

Pho110: (317) 803-2997 F;ax: (317) 803-3047 E~U: lndlan:apolislab@emsl.com 
I. w •• "' ......... 'E"' ';s==T'"~·· .. ·t-:s ,., . -~~. ·····?T?C" ':0""" ..... .,&r- e =W 

I 
I Attn: Shaun Terranova 

Verser, Inc. 
Customer ID; 

customer PO: 
VERS56 

Fax: 

100 W. 22nd Str.eet 
Suite 151 
Lombard, IL 60148 

(630) 268..0555 

Received: 

EMSL Order: 

Phone: (630)268-8555 

09/02/04 9: 15 AM 

160407566 

Project: Fort Sheridan Residonc~s • 111155.0001.001 Bldg 84t 
EMSL Proj: 

Analysis. Date; 

Report Date: 

9/S/2004 

9/8/2004 .. 

Asbestos Analysis of Bulk Materials via EPA 600/R..gJ/116 Method using Polarized 

Sample 

841·001/A FLOOR 
TILE 
160407556-0001 

841·001/8 MASTIC 

1804Q 7558·0044 

.. ~ 841-002/A FLOOR 
TILE 

• 7 6040 755G-o002 

841 ·002/8 MASTIC 

41-003/A FLOOR 
Tll.E 

'

. 41-003/B MASTIC 

B0407Ga5-004B 

841-004/A FLOOR 

l lLE 
80401558-0004 

I 
ig Nixon (52) 

Location 

Light Microscopy · 
Non-Asbestos 

Appearance Tr~ment % Fibrous o/o Non-Fibrous 

Tan Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

_Homogeneous 

Black/Brown Dissolved 97% Non-fibrous (other) 

Non-Fibrous 
Heterogeneous 

Tan Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Tan Crushed 100% Non·flbrous (other) 

Non-Fibrous Melted 

Homogeneous . 

Gray Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

11omogeneous 

or other approved signatory 

Asbestos 

% Type 

None D~~cted 

3% Chrysotile 

None Oete~ed 

Not Analyzed 

None Detectod 

Not Analyzed 

None Detected 

I to n'l.:lgnlflcaUon limll~llOl19 lnhc~qt I~ PLM, .. ~os fibr;:r,; 111 dimen!;jgns Detow lhe raSDlullon CQpeblllly of PLM m:!y "°'be del«led. SSmpl'15 r~polted as <01% 0r 11one aeteetett 
l'l!QUlre ~ddillonel tesfing by TEM lo r:oollrm :!$bastoa qu:tntitlei;. tile <'lb11111! fest tOPon retal~ only to ti'IC Items testnd and INiy not be re9<'ad~ed 1n :inyfOITTI Wilhou1 tile e>ti>r= 

r,.n aP!lrov.ot of EMSL l\n'.1lyt1ca1. tne. EMSL's li<lbdlly I& tlmll!:d to tne ~I of '.1netyats. EMS!. beat!: no resllO/ISlblllly fOf ~lhple ~oll~lion <ICIJlllU<!S "'"'"l8iytle31 me1nod llmH~tlona: 
lnterpret..1lon and u~ al teal r~ulU; ~re the tet-PQnslblllty of 11"! c"ent. · -

- lysis f'l'rlormed by EMSL JndiOn:tPQll& (NVLAP IQQ01eB·O) 

I 



I 
I 
I 
I 

.:ll /l::H'.l.:1.:11::141 

EMSL Analytical 
2001 ~:;t 52nd St., lndlanapolls, IN 46205 

Phone: (317) 803·2997 · Fa1c (317) 803-30,47 .. Emil: lndianapolislat>@emsl.eom 
•. .. ·-. ·-Z - .. c~·-·•h'l'·•··-··-;rg•d•~+ean·- - :mvvi*SS-r EC"" ;,.,., , i • ma ·soo4fis== BM 

Attn: Shaun Terra.nova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: {630) 26&-0555 Phone: (630) 266-8555 

Project: Fort Sheridan Residences -111155.0001.001Bldg841 

.. 

Customer ID: 
Customer PO: 
Reoeived: 

EMSLOrder. 

EMSL Proj: 

Analysi$ Oate: 

Report Date: 

VE!R.$56 

09/02/04 9: 15 AM 

160407556 

9/8/2004 

9/8/2004 

PAGE 03/12 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy · 

Non-Asbestos Asbestos 

Location Appearance lreatment % FihroUs % Non-J:ibrous % Type 

841-004/B MASTIC Black DIS$olved 93% Non-fibrous (other) 7% Chrysotile 

1804075,6--0047 Non-Fibrous 
Homogeneous 

Gray Crushed 100% Non-fibrous (oltler) None D«ected 

Non-Fibrous Melted 
1B0407G56-0005 

Homogeneous 

\ 841-005/B MASTIC Not Analyzed 

! Go407556°00Ae 

841-006/A FLOOR Gray Crushed 100% Non-fibrous (other) None Detected 

TILE Non-Fibrous Malled 
16040755~0006 

Homogeneous 

841-006/B MASTIC Not AnalyZed 

1604075~/S..1)0~9 

Tan Melted 100% Non-fibroU$ (other) None Detected 

Non-Fibrous 
180A07558-0007 

Homogeneous 

r.1·007/B MASTIC Yellow Dissolved 100% Non-fibrous (other} · None Detected 

0407558-0050 Non-Fibrous 
. Hom0geneous 

I 
t;ryst(s) 

-l.J_// i . .i"'. 
~~' 

ig Nixon (5Z) 
ot other approved signatory 

_ lo m;ignmcaliotl llmOallonJ inkenmt in PLA.4. asb~05 flbe1S ill dtrnension~ ~low tile nJ:;Qf\JtlOn CIP<!bllll)" Of P~M may nol be IU!lecl<Jd. Samplo5 raported ;;is "1% 0r none detected 
y require ,.ddflfonal !~ting by TEM 10 confitm <!Sbesl~ q~anutte.s. Tiu! ebov~ ltJ51l't!DOrl1'111<otes Ol'lly lo the l!etn• testea: 3nd m<1Ynot be f9prod\Jccd In any form Wlttlout tk<.1 expre~~ 

wtilli:n ;;ipprov:il of eMsL An .. 1yr1wi. Inc. E;MSL's r1o:1b1l11y la fi"111cd to Ule t""1 or analyt.ls. EMSL h~rs na 1'1!,"PO<lSll>iRty fi;ir sample ~ollection ;i.tMues ef ~nalytlc:il method limttatkms . 
. lr;!erprel~llQn end ~e oftest tesult:; ere Ill& re$PQn!libUity ol lhe clle~t. 

lysis pqr1orrnea by eMSL lndl~"8POMS (NVLAP 112<101 Be·O) 

2 

I 



I 
I 
I 
I 

PAGE 04/12. 

EMSL Analytical 
2001 E:!.$1 52nd St,, lndl:iin~polls, IN 46205 

M 

Phone: /317)803·2997 Fax: {317) 803..3047 . E:mall: l"dianapcUslal>@omsl.com 
rg. .. .. -c.;.' •,ts · ·· ----· '·n . 'T" _,, .. " mt ... f4¥R ......... P?EE .;;;g 

Attn: Shaun Terranova VERS56 Customer I 0: 
Versar, Inc. Customer PO: 
100 W. 22nd Street Received: 09/02/04 9: 15 AM 

Suite 151 EMSL Order: 160407556 

Lombard, IL 60148 
Fax: (630) 268-0555 Phone: (630) 268·8555 

cMSL Proj: 
Project: Fort Sheridan Residences - 111155.0001.<)01 Bldg 841 

Analysis Date: 9/8/2004. 
Report Date: 9/812004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearanco Treatment ¥e fibrous "!. Non-Fibrous 

Asbestos 

% Type 

Tan 

Non-Fibrous 

Melted 100% .Non-fibrous (other) Non~ Detected 

100407555-0008 

841-008/B MASTIC 

1fiC40755d-0041 

841-009/A 
BASEBOARD 

·· 160401SS&-0009 

160407556-0052 

141-010 

80407S'°-0010 

141-011 

60407551;-.00l 1 

B41-012 

,l60407SSS-0012 

841-013 

0•07558-0013 

Homogeneous 

Yellow 

Non-Fibrous 
Homogeneous 

Tan 
Non-Fibrous 

Homogeneous 

Yenew 
Non-Fibrous 
Homogeneous 

WhitefBrown 

Fibrous 
Heterogeneous 

· White/Brown 

Fibrous 
Heterogeneous 

White/Brown 

Fibrous 
Heterogeneous 

White/Srown · 

Fibrous 
Heterogeneous 

Dissolved 

Melted 

Dissolved 

Teased 
Crushed 

Teased 
· Crushed 

Teased 
Crushed 

Teased 
Crushed 

100% Non-fibrous (other) None Detected 

· 100% Non-fibrous (other} None Detected 

100% Non-fibrous (other) None Detected 

35% Cellulose 5% Non-fibrous (other) None Detected 

'60% Gypsum 

35% Cellulose 5% Non-fibrous {other) None Detected 

60% Gypsum 

5% Glass 5% Non-fibrous (other) None Detected 

20% Cellulose 70% Gypsum 

5% Glass 5% Non-fibrous (other) None Detected 

20% Cellulose 70% Gypsurn 

If// i_ I J.... . ,.,._.A.-, . 
\..) 

or oth~r approved signatory 

to maonific:il>Qrl tlmil:sllon~ lnller!nl rn PLM, "2~bestaa liller.i 1ri Olm<!~siQ<l& llelow the re9CllJ1ion capability or PLM l'n;ly not be dlJlectecl. S;unplea reported B! <1 o/1 or nana d&tected 
require alldlllon:il te&Ung llyTeM lo connrrn aS!>e!il<1$ quanlltie;. Tne alltMJ teat repot\ ref ates 0nty to 1111!! Items tesled and may 11cit be felltoduced 111 ~ny form wllh<Jut tile ei<press 

wrih~n eppro...t of EMSL Arialytl~I. Inc. EMSL'~ ~(11)1111)1 ll Um~ecl to lh1> cost Of :>narysla. EM&. Deal'$ n<;i ~.on!:lbll~y fer s:unple coll~dlori actMI~ or analyll""I mell'IOd Um~atlot1~. 
1nterprn1~1ion and u-..e of tesl rcia*& afe lhn ~blUljl or Ille dl1111t. 

ysi~ P11rlormed by eMSL lndi~nl'J)Olis (NVLAP 1120019&-0} 

3 



I 
I 

PAGE 05/12 

EMSL Analytical 
2001 Eaat ~l'ld St., ll'ldianapoli&, IN 46205 

Phol'le; (317) 803-2997 Faio:; (3171803..3047 Email: lndlanapoli&lab@cmsf.cam 
* -"a- ·T 'cz-·· v-...... .....," 15-' * ... -·rastt:... 11 F 4a;4i" ¥" ... 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL ·60148 

Fax: (630)268-0$55 Phone: (630)268-8555 
Project; Fort Sheridan Residences • 111155.0001.001 Bldg 841 

Customer ID: 

Customer PO: 

Received: 

EMSL Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VER SSS 

09/02104 9:15 AM 
160407556 

9/8/2004 

9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

Locatio11 

160107556-0014 

1601075SG-0021 

I 

Ap~rance 

Whitelarown 

Fibrous 
Helerogeneous 

White/Brown 

Fibrous· 
Heterogeneous 

White/Brown 

Fibrous 
Heterogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 
Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous · 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Treatment 

Teased 
Crushed 

leased 
Crushed 

Teased 
Crushed 

Melted 

Melted 

Melted 

Oissolv~d 

Dissolved 

Non-Asbestos 

'Yo Fibrous 

25% Cellulose 

30% Cellulose 

25% Cellulose 

% Non-Fibrous 

5% Ni:ln·flbrol.IS {other) 

70% Gypsum 

10% Non-fibrous (o!her} 

60% Gypsum 

5% Non-fibrous (o1her) 

70% Gypsum 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100_% Non-fibrous (other) 

100% Non-fibrous (other) 

1 · · ~I / t1-lJ/ ;t .. _,.,A0. 
<...:. 

or other approved signatory 

Asbestos 

% Type 

None Detected 

None Detected 

<1 % Chrysotlle 

None Detected 

None Detected 

None Detected 

None Detected 

None DetectGd 

. tQ msgnilic:ouon llmil:J11c;ms 1nneron11n PLM. ~ealos fibl!'li In dimensions bcl- tile resalu~on c:1p.->bill1Y Of PLM may not be <lei~. Sample$ reported aa <1 % er none dela1;led 
may reqvlrg eddilion;il lesling by TEM 10 cQnllrm 3~tos qu:1nlhlea. lhi!!! i'bove le~I repat rel;'lles only to the nems 1851ed and may nol ba reproducad In any farm Without Iha ek!ll'CSS 
wiicten spproval or EMSL Anslylic;of, ltl~ EMSI. 's 11.!bNily I& Nmlt~ lo ll'le cost ol anal~. EMSL b~n; no ~pgnslbllily for 911mpi<! ce1llec!ion ;it11V1tle!I ot l!lnal)l!Jc;:il rnelhod fmllaJlon•. 

l
rpr~lalian >Ind use Of l~t reaulls ""' tile respQllslblllty Of t11e ct~I. 

ly.;ls petfotmed by EMSL lndl.!n;ipQlls CNVLAP #200188-CI) 

I 



I 
I 
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EMSL Analytical 
2001 east S2nd St., lndi:.napolls, IN 46206 

Phone: (317) 1103-2997 Faic p1718034047 !:mall: Jndlanapoli&lab@o-m:sl.co"' 
I·•··· 7 . ·-- , .. ,._.,_ ·r· · ·-; q;e·, · .. i--zc:···"'4?t"-·d 6 " CT ;-• 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 ., 
Lombard, IL 60148 

Fax: (630) 268--0555 Phone: (630) 268-8555 

Project: Fort Sheridan Residences -111155.0001.001 61dg 841 

Customer-ID: VERS56 
Customer PO: 
Received: 09/02/04 9: 15 AM 

EMSL Order. '180407556 

EMSL Proj: 

Analysis Date: 9/6/2004 

Report Date: 9/612004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/11.6 Method using Polarized 
Light Microscopy 

160407556-0022 

160d07S5B-00~3 

16D4CJ7SSG-002d 

160407556-0025 

841•027 

1-029 

f G0107S5l!-0029 

I 
fryst(s) 

Craig Nixon (52) 

Location Appearance 

Black 

Non· Fibrous 
Homogeneous 

White 

Non-Fibrous 
Homogeneous 

White 
Non-Fibrous 
Homogeneous 

White 

Nor'!·Flbrous 
Homogeneous 

'White 

Non-Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Non-Asbe$tos 

Treatment °/. FibrOU$ % Non-Fibrous 

Dissolved 100% Non-fibrous (other) 

Dissolved 98% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non-fibrous (other) 

Oissolved 100% Non-fibrous (other) 

Teased 99% Cellulose 1% Non-fibrous (other) 

or other approved signatory 

Asb8Sl0$. 

% Type 

None Detected 

2% Chiysotlle 

Not Analyzed 

Not Analyzed 

None Detected 

None Detected 

None Detected 

None Detected 

'lo msl)llific:tiUon limil~~ons lnherr.nt In PLM, asbesto~ fibeti in dlmanSfons below me n::;olu!JQll C..!JllbRllyof PLM majl not De detected. ~nipl9f> reporfod ea <1 % or noM detected 
may tcqutre addlil0091 tesUng by 'tEM 10 ;llnflrm ~•beslos qu;inttUes. Th6 above te•I repon ~•tea anry lo the Item~ fJ36ted and may no! b.., reproduced In any fQCITI wllhaul the ~o&a 
wrlllen sj)provpl or EMSL Analytic..J, Inc. EMSL's Rabfflly rs nmned to the cost of anafY!is. EMSL "".•rs no rc-..ponafbHify fQr sampr~ i;ollection a1:lfvltle$ er anary11i:o.r rnelhOd llrnltatlon!:. 
t • pn;itstlon ~nd 115e of'lc:i;I results ~iv l~e respori&Jbillly of the c:fictll, 

·~s perfatmcid ~y EMSL Jrnlfsn:ipall& (NVLAP #'-00188-QJ 

_M-1 5 



1. 
I 
I 

PAGE 07/12 
.:l.L f t:l~.:1.:H:J'I / 

EMSL Analytical 
2001 E~gt ~nd St., lndl:inapolls, IN 48205 

Phone: (317) 803·2997 Fax: (317) 803-3047. Email: lndlan:i 

Attn: Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL.60148 

(630) 268-0555 Phone: (630) 266-8555 

Project: Fort Sheridan Reslderices ·-111155.0001.001Bldg841 

Customer ID: 

Customer PO: 
Received: 

EMSL Order. 

l;;MSL Proj: 

Analysis Dat.e: 

Report Date: 

VER.556 

09/02104 9:15 AM 

160407556 

9/8/2004 

918/2004 
' 

Asbestos Analysis.of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrou$ % Non-Fibrous 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) 

Fibrous 
Homogt,!neous 

Brown Teased 99% C€Hulose 1% Non-fibrous (other) 

Fibrous 
Homogeneous 

Black/Brown Teased 30% CeUulose' S% Non-fibrous (other) 

Fibrous Crushed 65% Gypsum 
Heterogeneous . 

Black/Brown Teased 25% Cellulose 5% Non-fibrous (other) 

Fibrous Crushed 70% Gypsum 
Heterogeneous 

Tan Crushed 5% Cellulose· 5% Non-flbrous (other) 

Non-Fibrous 90% Gypsum 
Homogeneous 

Black Melted 100% Non-fibrous (other) 

. G0407551l·0035 Non-Fibrous 
Homogeneous 

41·036 Black Melted 100% ·Non-fibrous (other) 

16CM07556-003~ Non·Fibrous 
Homogeneous 

1-037 Black Melted 100% Non-fibrous (other) 

111oaorss6-C037 Non-Fibrous 

I 
Homogeneous 

llyst(s) 

~ig Nixon (52) 
or other approved signatory 

Asbestos 

% Type 

None Detl!cted 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

lo rtll'gn;nc,,uan r1mUatiOnl" 1r1nerenl In PLM. ~~b~loa fibers II' Climet1Glons bel.:rw lhe resolu~on cap:iblUty or PLM may net ~ Oe!ected. Sample reponed ii& <1 % 0r nor.e deloc:lad 
req~ire ~d~i<llllll lc&llng by TEM 10. conflmi asbeslc& quanllll~. 'l'lie above test ~relate~· only ta th& 1181118 r~t~ end m:iy nQI tie r&produ~d In '-'"I' fOl'ln w11hout lhc q~~s 

Wlllten ;ipproval af EMSL A""lytlcal, lne. eMSL's ll~bmty Is llmltl!ll lO lhe CO$! or an..lyi;IS. EMSL bears no r9spooslblllty for s~mple colleetlon actlllitlc;1s or an:ilyl~I meli'IQd llmlllll!Qns. 
· 1~1r.rpretation ~nd U!e of lesl re!Ul1$ ~re Ille tri5ponaillifily of ll1e diml. · · 

)/SlB p~<;mned by E:MSL lndl•111;1pOllS (NVIJV' #2001ae-o) 

6 
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UUe ""tU 

I 
EMSL Analytical 
~001 E:ist 52nd SL, lndl;1napolis, IN 46~05 

Phone: {317) 803-2997 Fax: f317J 803-3047 Email: lnclianapollslab amsl.com 

I Attn: Shaun Terranova Customer ID: VER$56 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax; (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan <Residences • 111155.0001.001 Bldg 841 

Customer PO: 

Received: 09/02/04 9:15 AM 

EMSLOrder: 160407556 

EMSL ProJ: 
Anaiysfs Date: 91812004 

Report Date: 916/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Meth~d using Polariz:ed 

160407556-0038 

1G0407556-0039 

1604075~6-0040 

841-041 

.16040?558·0041 

841-042 

,~07558-0042 

841-043 

I 
llyst(s) 

Location 

Light Microscopy · 
-' Non-Asbestos 

Appearance Treatment % Fibrous % Non-Fibrous 

White Melted 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

White .Melted 100% Non-flbrovs (other) 

Non-Fibrous 
Homogeneous 

White Melted 100% Non-fibrous {oiher) 

Nori-Fibrous 
Homogeneous 

Brown Teased 99% Cellulose 1% Non-~brous (other) 

Fibrous 
Homogeneous 

Brown Teased " 99%' Cellulose 1 % Non-fibrous (other) 

fibrous 
Homogeneous 

Brown Teased 99% Cellulbse 1% Non-fibrous (other) 

Fibrous 
Homogeneous 

ILtziJ~ 

or other approved signatory 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Oet9Cted 

o m~gnlfiC;JllCJ11 llmi~11ons in~rcml in PLM, ~los fl be"' 1,, dlme<1$10n8 belo;iw tne toi;QlullDll 1:<1pa!)jllly o1 PLM ni11y not be 11e1ectlld. Samples reported as <1 ~or none Cleleeted 
requlto ilddltion<>I tesling by TEM 11;1 oonfirm <>st>estO; quantiUo&. The "bove test repan flil<olea Diiiy to tne ltr.>mS teslcd and tNynot b'> l'l!PfOdUc~ tn any ft>1111...ilhout tM ,..press 

wrillen. approv;il of EMSL Analyllc;ol. rnc. Ell(SL"s u~blnty ~ timlell lo ltN! oosl of ;i1'1(1J~I$. eMsL bc-.are no n:sponsRSlltyfor ~mp(e collec;Uon '.:!leltvtues or anaryu.,,..r melllod tlmit811Qna. 
ln1erp<1>1':1tlon and use or 11>~ resur~ :;1re the r¢spensil!Hity of ll"lc ~flenl. 

\ . s performed by EMSl lnd;;,napotiS (N\/LAP #20018&.0) 

THIS IS THE LAST PAGE OF THE REPORT. 7 

I 



PAGE HJ/12 
3178033047 11':l/ 11':l/ :Ll::ll::l4 

I 

•• I -

06:48 

~~ Uj;fl (jJb:Ji~ Page 2of2 

Chain of Custody 

Asbestos Lab Services 

Please print all information legibly. I Client Sample# (s)_________ ----'-----,..---"-"--

• ::.::_:~~: it:d</ 
, Relinqulshcd:. __________ Da.te:. ____ ~-

1 Received: 

SAMPLE l>ESCRIPTIONILOCA'l10N 

EMSL Analytical, Inc. 

~o~~ 
Phone: (877) 888-3675 84 l 

Fax: l/73) 313-0139 
http:/lwww.emsl.corn 

·Total $.Qmples #: ___ _ 

Time:. ____ -'-__ _.___ 

VOLUME it a Iicable I SAMPLE NUMBER 

\)•' ~ .C'.~~~~c:- l~.ct ~ ... ___... .... 
. ool 

-oo(p 

I l I• 

l\ l.\ 

- 010 

I' I ' 

I ' 
,, 

\\ \ I 

"\ \( 

.I 
f ://www .emsl.com/COC_Print.cfm?action=print&ServiceCatSelect=1&T .Slh~~,..,,..,,..,,,,.rhir~nn at..'1n 

on.ntnA 



I 

:• 

::11/8033047 

Chain of Custody 

Asbestos Lab Services 

Please print all information legibly. 

I Oient Sample# (s) . . . - ....... ------~ 

1.::-:~~=-·-q._~_1i_~_tf __ 

PAGE 11/12 

Page 2of2 

EMSL Analytical, Inc. 
24~et 
~60618 

Phone: (877) 888-3675 8 '-/ J 
Fait: (173) 313-0139 

http://W\VW.enisl.com 

Total Satnpla #: ___ _ 

· ; 'l'ime:.___,,3.=:..'--.i'Q~/l--==--___._ 
{ 

Time: ...... -----"'-

. Relinquished:. _______ __..._ _____ ate: · Time: _____ _ 

I Received; _________ __,_.ate: Time: _____ _ 

I SAMPLE NUMBER 

8~ ' 

SAMPLE DESCRlPTIONJLOCA TION VOLUME if a Ucable 

-a.A.A 

h ' ( 

~I -oJ7 I<. l t 

I I (< 

I 
... n .. 



~~/~~/L~~q ~b:4~ ::11/8033047 

I 
I • I 

R.elinquished: 

Received: 

I ~4 \ 
I ~4 

'BY 
I 

Chain of Custody 

Asbestos Lab Services 

Date: _____ _ 

_________ _...,ate: _____ _ 

lt I 1 

PAGE 12/12 

Page 2 of2 

EMSL Analytical, c. 
24 treel 

0618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://www.emsl.com 

'robl Sam.pies#:. ___ _ 

Time:.~ 
Time=·-~----

Titne:·----~-

Time:, _____ ~ 

elf\ 

li.-<5~4 ~\ _-__,0?1-:....J..1._t'~'-' -~~~~~--.1------~ 
8Lfl"' 635 

(-040 

6tl l - D~ 3 
I 

,, 
\I 

il ll 

,, 
... 

\ ' 

ltp://www .emsl.c<m':COC_Print.cfm?action==orint&ServiceC.ar~eJP"t=~Rl'T .::.he.~ ... , ...... ~_.. ... ,,. .. ..,,.. cz...,n 



.::1.1. i Ot:J.::l.::lt:I'+ ( 

I 
PAGE 12/15 

Page 1of2 

:+ Chain of Custody 

Asbestos Lab Services 

EMSL Analyticid, Inc. 
2001 East 52nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

..-~://www.emsl.com 

I 

lease print all information legibly . . 

ontact Name: 

Versarlnc. . Bill To: Versarlnc . 

100 West 22nd Street Address/: 100 West 22nd Street 

Suite 151. AJdress2: Suite 151 

Lombard, n.. City, State: Lombard, IL 

60148 Zip/Post Cede: 60148 

Country: 

Shaun Tetranova Attn: Shaun Terranova 

63~268-8555 Phone: 630-268-8555 

630-268-0555 Fax: 630-268-0555 

Email; 

Paul Nyfie1d . P.O. Number: 

MATRIX TIJRNAROUND. 
raJ Soil fill Micro-Vac Iii 3 Hou.-s ffil 6 llours rn Same Day 

or 12 Hours* 

mJ Driokidg 
WaU.-

[] Wast.ewater 

Ii 48Hours 
(2-days) 

Iii 144+ hours {6-10 dayS) 

I] 96Hours 
(4,days) 

'.r.EMAiI: TEM WATER 
IJJ AHHRA 40 CFR, Part 763 Subpart E &!J EPA 100.1 

GJNIOSH7402 (])EPA 100.2 

DIBPALevelll EINYS 198.2 

TEM BULK TEM Mic:x.oyac/Wipe 

[J 24Hours 
(1 day) 

EiEI 120 Hool"S 
(5 days) 

Cl Drop Mount (Qualitative) · [] ASTM D 5755-95 (~tative melltod) 

0 NY Stratified Point Count 

0 PLM NOB (Gravimetric) NYS _198.l 
CJ NIOSH 9002:. 

D Chatfield SOP - 1988-02 0 Wipe Qualitative 
D lEM NOB (Gravimetric) NYS 198.4 
l]I EMSL Standard Addition: XRD · 

0Asbestos 

PLMSoil D Silica NIOSH 75.00 
DEPA Protocol Qualitative 
DEPA Protocol Quantitative OTHER 

D EMSL MSD 9000 Meth.od fibel!l/grull D 

Jttp;//www.emsl:com/COC_Printcfm?action=print&ServiceCatSelect=:3&LabsSelect=Indianapolis,... 8/30/04 



PAGE. 13/15 

Time: 

Time: 

I
Relinqnished:. __ _.__ _____ ____.. __ Date:. _____ _ 

Received: ________ --.......--ate: _____ _ 

Time:. ___ .....__ __ ___..._..__ 

Time: _____ _ 

I SAMPLENUMBER· VOLUME SAMPLE DESCRIPTIONILOCA TlON 

I 
LJL--ot rz;e.\L-1~ r=r~ WA-~\ 

o~ ~1)-

~: 

l..__+--0~3~1------a...------~--~_e-_. -4-~------1 
o · 12~1"2... Otf LU lda-~ lt---+----"-"f'--+-----------~-~___,..._-----___._.._....~ ........ ,. .. -··.~ .. ·- .. . 
(J~ 

l11--~0~~v~~~~~~~~~!..:..:.---~ 
6g 

\ I 

(2 (__ 

3 

I 
lmp://www.emsLcom/COC_Prinlcfm?action::::pri.nt&ServiceCatSelec~3&LabsSelect==Indianaoolis.... 8/30/04 



I 

:+ Chain of Custody 

Asbestos Lab Services 

I 
Please print all information legibly. · 

Client Sample # (s) . . 

I 
Relinquished: Ji{U.f..k J~oate:.---=t/~£~}...:D4-f-' __ 

:r;r~ r1 
Received:~ ..,dJ.....:y==- Date:. _____ _ 

I
. Relinquished:. _______________ Date:. _____ _ 

Received: _______ _.__ __ _,ate: _____ _ 

I SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

I 
41-- <' ~~lculc~ o...J_(i 

.~ ~ \ 

PAGE 14/16 

Page 2of2 

EMSL Analytical, Inc. 
200 l Bast 52nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Pax: (317) 803-3047 

htq.:/twww.emsl.com 

Total Samples#:. ___ _ 

Time: 3~~ 
Time: ______ _ 

11me:. ______ _ 

Time:. ______ _ 

VOLUME 

l._____,_~v--+-------+--------~~----=--.._-------____. 

1.0 

-~A-

:t'S 

~ 

~1 

-i-~ 

' 

I 



I 
I 

•• 
Chain of Custody 

Asbestos Lab Services 

.lease print all tnfonnation legibly. 

' 9Jient Sample# (s) .. • ------

relinquished: . ~~Date: q l JD'/ 
. ,,/ ~ T/ 

eceived:>-~ Date:. _____ _ 

relinquiShed:. __________ Date:. _____ _ 

l\.eceiv.ed: __________ ate: _____ _ 

SAMPLE NUMBER 

1SS3 
PAGE 15/15 

Page 2of2 

EMSL Analytical, Inc. 
2001East52nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (311) 803-3047 

http://www.emslcom 

Total Samples#:, ___ _ 

Time: ;3.!~ : 

T"mle:_,....-:-___,..----..---

o'L ·2'.c~Yocn.~\£.,-~ _____ ...__;;:;;__,._ _________________ ~-----------f ........ ---··"·-·~.· .. . 
33 

-~A 

4\ 

I 
lmo://www.emsl.com/COC_Print.cfm?action==print&ServiceCatSelect=3&LabsSelect:=Indianapolis,... 8/30/04 



I 

'+· I -
Chain of Custody 

Asbestos Lab Services 

.
1 

Please print al. 1 information legibly. 

Client Sample# (s), _____ ___,......_ ---~--

I
Relinquished:, __ . ________ Datt:. ________ __; 

Receive~:: __. Date:. _____ _ 

l
·ReJinquished:. __ -r-____ ...;.._ _ _,Date:. _____ .__ 

Received: __________ ate:. _____ _ 

SAMPLE DESCRIPTION/LOCATION 

PAGE 15/15 

Page2 of2 

EMSL Analytical, Inc:. 
2001 Bast 52nd Stteet 

Indianapolis, IN" 4620.S 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http:f/www.emsl.com 

Total Sample,,#:. ___ ...;.... 

Time:. _____ _ 

T'une:._-'------

Thne:. _____ _ 

Ume:._· · ------

I SAMPLENUMBER 

I 
0c.t2-'t3 q¥..9..~'f=-J--'2NA~Ml~~C.{~-~ 

4q, 0,, l<. C\ GnCUA r-r-~ c_ 
\ 

l.----·~~~-t------+--------1----t--"""-----~ 
l-f & ... / "I 

11------+--------------1-----~ ····--·-··--·-···-.··· 
i.t1 l'Z-,c\-z_ "Dk.G~ (JJ/w~SkuJcD Ft-~~-=: . 

'~·------·-4~i~·1-------------1+--~'--,;,.._._.. __ ~-l--+---~-+--~~·~L~ 
IJ--------!~~14----------~~~-----~~~---l~\~.·'--;~~~J_~r~~u~~* 

qK °" L+. 6)\~ ~lCi..tt~T..iL-- lsT~. ll~ -l~ (_ 

I s-1 'k,,, w~~b· .... ct-µ:Q.... -1.,,.~ IJ, -13t>...t..k.tbc.. ~ f::'.-
so 

1 ~z.. fZ.J('.\2-6v?~ r-:r-(s,-~ .:...~ .~-~L 
1r-----------~..;;....;,,__----------4------~ 

5) I 
I 

I 
t-----~~.+---~--------------------"---------------..1 

I~-----~·~~~-'---~ 

I 
tttp://www.emsl.com/COC_frint.cfm?action=print&SelV'iceCatSelect=3&LabsSelect=Indianapolis,... 8/30/04 



I 
PAGE 02/15 

I EMSL Analytical 
2001 East 52nd St .. lndianapolls, IN 46205 

Email: lndlanapcllslib@emsl.com Phone: (317) BO:!i-299T f:ix: (317} 803-3047 
.:.or ertrCS =mz ne ** ri=ts·R I · ·A···nrsrr c F' ·-v --.-··.-=* · 

I 

I 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 

"' Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 
Fort Sheridan Re$idencas • 1'11155.0001.001 Bldg 842 

Customer ID: 

Cus~omer PO: 

Received: 

EMSLOrder; 

EMSL Proj: 
Analysis Date: 

Report Date: 

VERS56 

09/02/04 9:15 AM 

160407553 

91912004 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Location 

842-01/A FLOOR 
TILE 
1110407553·0001 

842-01/B MASTIC 

"' 1 G040755.'.l·0055 

160407553·000'-

842·02/B MASTIC 
1B0407553·005G 

1 B04075$l-Ollll3 

1604075Sl-0057 

642·04/A FLOOR 
TILE 
1G0407SSJ;oo04 

"' 

nalyst(s) 

Light Microscopy 

Appearance Treatment 

Beige Melted 

Non-Fibrous 

Homogeneous 

Black Melted 

Non-Fibrou$ 
Homogeneous 

Beige Melted 

Non-Fibrous 

Homogeneous 

Beige Melted 

Non-Fibrous 

Homogeneous 

Tan Melted 

· Non-Fibrous 

Homogeneous 

Noo-Asbostos 

% Fibrous 

2% Cellulose 

5% Cellulose 

"la Non-Fi.brous 

100% Non-fibrous (other) 

93% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

95% Non-fibrous (other} 

•Ill/ /';~ .. .L" .. . \ "-; 

Asbestos 

% Type 

None Detected 

5% Chrysotile 

None Detected 

Not Analyzed 

None Detected 

Not .Analyzed 

None Detected 

Margarot Phillips (74) 
or other approved signatory 

Due 10 fT1"9nlf1C.1Uon Urnllatklns /nhoirenl ;,, PLM. aalleslos Ober1< ;,, dlmenglD11fi below lhc resotuuon capalll/llY of PLM m3y nol ae oote~•l3d. S:lmples re;iorled El6 <1%0t ,,Ol'le aetectea 
may reQulre <1ddiliCMI tatlng by TEM IO connrm asbeslos quanli~. The abo"8 lel;l ro;iO<t ~ates only lo lhe llCIYI$ IMled alld may nol be roproduced In any fonn wltl\OUI lhe expregs 
wrlllcn ~pproval of EMSI. An"lylic:ll, Inc. EMSl.'s ll~billly ~ llmllea to tne oost Qi' ;:in~lysl!I. EMSL bears l1Q rr.spon!lblllly ror sample ccll.,ctlotl 3ctlVllles or eneiyllCAI mcli'lod 11m1uwooa. 
lnterprelellon s~d u,.., of le~I resulla are th<;: =pon!.llllllly of l!le ~em. 

Af!Sly!!l9 per1QITT1o:d by E:MSL ln<lia110poU~ (NVLAP 11200168-0} 



I 
3178033047 PAGE 03/15 

I EMSL Analytical 
2001 East 52nd St., lndlanapoUs, IN 46205 

Phone: (317) 803-ZBS1 Fa11.: (317) 80l-3D47 Email: lndlana ll$1ab@em&l.com 

Attn: Shaun Terranova Customer 10: VERS56 

I Versar, Inc. Customer PO: 

1 oo W. 22nd Street Received: 09102104 9: 15 AM 

Suite 151 EMSL Order: 160407553 

IF ax: 

Lombard, IL 6G148 
(630) 268-0555 Phone: (630)268-855~ 

EMSLProj: 
Project: Fort Sheridan Residences -111155.0001;001 Bldg 842 

Analysis Date: 9/912004 

Report Date: 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polariz:ed 
Light Microscopy 

ample 

842-04/B MASTIC 

160407553-0058 

842·05/A FLOOR 
TILE 
1604075~3-0005 

150107553-00IJ6 

842-0616 MASTIC 
16D-1075~3-0Q60 

'60407553-001'7 

842-07 /B MASTIC 

180d07513-ll061 

Location 

Margsrat Phil/lps (74) 

Appearance _ 

Black/Orange 

Non-Fibrous 
Heterogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Tan 

Non-Fibrous 

Ho!l'logeneous 

Tan 

NM-Fibrous 

Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Treatment 

Melted 

Melted 

Melted 

Melted 

Melted 

Non-Asbestos Asbestos 

% Type % Fibrous % Non-Fibrous 

96% Non-fibrous (other) 5% Chrysotlle 

5% Cellulose 95% Non~fibrous (other) None Detected 

Not Analyzed 

100% Non-fibrous (other) None Detected 

Not Analyzed 

100% Non.fibrous (other) None Detectad 

100% Non-fibrous (other) None Detected 

or o,ther approved signatory 

Dv~ 10 magnmcsuan llmll,~liOM lnllerani In PLM, a!lbeatoa fib~ in dimenalon& below lhe rl!90lutlon ~~bllity Of PLM may riot bl! detected. &mp~ reportB!l as ~1".' or none delaeled 
=v rciiuire aC<lltlo11<1l l~~ling by TEM lo i;Qn.firm agbealos QVOlfltities. The eboVG test repon relates only la the Items tetled :ind may not be reproduced In any form wilhcut the expr~5t, · 
wrlllen approv:il of EMSL Ans1y11e>1, Inc. EMSL·~ nablllly I~ llmtl~ to l~c co:;! of anslyale, l;MSL ile~l'!I: no resPQn•lblllty ror !SIT\llte ro~~dlcn :actMllee or anslyll=I melholl nmnatlonc.. 
1n10rpr~1.:1llon an<! uw of t~-.t 1~1ts are lhe =pon!librnty of the dicnl. 

Anely~• petlorrnro by SMSL ln<lianaPQlls (NVLAP #200186-0J 

2 



I 
I EMSL Analytical 

2001 East 5Znd St., lndian:ipolls, IN 46205 

Phonq: (317) 803-2997 Fax; 317) 803-3047 em:aU: 

Attn: Shaun Terranova 

I 
'lax; 

Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268·0555 Phone: (630) 266--8555 

Project: Fort Sheridan R!!~ldances -111155.0001.1)01Bldg842 

I 

Customer ID: 

Customer PO; 

Received: 

EMSL Order; 

EMSLPro]: 
Analysis Data: 

Report Date: 

VER.$56 

09/02f04 9:15 AM 
160407563 

. 9/912004 

91912004 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R~93/116 Method using Polarized 

Light Microscopy 

ample 

842-08/A COVE 
BASE 
1B0407~'3-000B 

1842-08/B MASTIC 

180407553-00G?. 

1842·09 
1 G0•07553·0009 

180407553-00•0 

160407553-0011 

1604075!i3.0012 

nalyst(s) 

Locatio.n 

Margaret Phillips (74) 

Appearance 

Tan 

Non-Fibrous 

Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrou9 
Homogeneous 

Slack 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-fibrous 

Melted 100% Non-fibrous (other) 

Melted 100% Non-fibrous (other) 

Ashed · 100% Non-fibrous (other) 
Malted 

Ashed 100% Non-fibrous (other) 
Malted 

Ashed 100% Non·flbrous (other) 
Melted 

Ashed 100% Non-fibrous (other) 
Melted 

Ashed 100% Non-fibrous (other) 
Melted 

fl/zJL 1_ -
. -"() 

or other approved signatory 

PAGE 04/15 

Asbestos 

"/.Type 

None Detected 

None Detected 

Not Submitted 

Non!!Detected 

None Detect!!d 

None Detected 

None Detected 

None Detect!!d 

Due to magnlll<;<>Uan limi!aliens 1nmren1 In Pl.M, ost>eslos naen; In <11nmn::ton!: below Ille re&011111Qn e>~enny or PLM may l'ICll bo daleell!d. Samples reported ~$ <l % or none <le1ectad 
m..y r~uit~ add1Uonal testlr>g by lEM lo connrm asbestos qu;inUU~. The above tasl rqxlrl l\!13le9 only to tne lle<n!' lcslcd :iM may not be rell'Q<luccd In :iny form wn11au1the 9'<p=;:< 
wrillen approval of l:MSL Anolytlcsl, Inc. EMS!.'~ ~~!laity l!I Rmlleel to the ta~t or :matygls. EMSL l)e~ri: no ~ponslbutly ror sample ~lr,dlan dctlvittes or enefYltCsl mQlhcd llmilollor1&. 
lntcrprcl~tion snd uae ol l9$1 rr..ul~ :ire tl1e reeponelblllly of Ille dient. 

n~ly:;i• pet!ormed by EMSL lndi.:!n:ipoli! (NVLAl" 11'-001BB.O) 

.3 



.:ll. ( tlt'.J.:l.jt'.)q ( PAGE 05/15 

I 
·I EMSL Analytical 
! 2001 East 5lnd St., lndlanapoUs, IN 46205 

.J,';'.":·~:" 3~....::0~~?!:.'!.';: -,=:an mm&m1 

I 
Attn: Shaun Terranova 

Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 
Fort Sheridan Re3ldences -111155.0001.001 Bldg 842 

Customer 10: 
Customer PO: 

Received; 

EMSL Order. 

EMSL Proj: 

Analysis Date: 
Report Date: 

VERS56 

09/02104 9:15 AM 

160407553 

9/9/2004 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 

Location 

Light Microscopy · 

Appearance 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Blacl( 

Non-Fibrous 
l;iornogeneous 

Cream 

Non-Fibrous 

Hom09eneous 

WhiterTan 

Fibrous 

Heterogeneous 

White/Tan 

Fibrous 
Heterogeneous 

Tmatment 

Ashed 
Melted 

Ashed 
Melted 

Ashed 
Melted 

Ashed 
Melted 

Dissolved 

Crushed 

Crushed 

Non-Asbestos 

% Fibrous % Non-Fibrous 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-flbrou's (other) 

100% Non.fibrous {other) 

98% Non-fibrous (other) 

35% Cellulose 65% Gypsum 

35% Cellulose 65% Gypsum 

or other approved signatory 

Asbestos 

"lo Type 

None Detected 

None Detected 

None Detected 

None Detected 

2% Chrysotile 

None Dete¢ted 

· None Detected 

Due le 1'1'13(1nincatlon 11m11011Q11s lnn-nt In PLM, asbei;tos l'Jb.....,.111 dlmenstcna below tile ni;oiutlan capab!Aty or P\.M may l"IQI be detected. samples rGported .,. '-1 'Ya or none detecl~ 
may reQUINI eddl~l t~~lillll by TE'.M to confirm ~be~ quantillea. The ebglffl I~ report relates only to tin• ltQmt. tesled ana may not be roproduced In any Form wtthoUI the expr4ss 
woncn ~pprovol or EMSL Anslylfl;ll\, lne. EMSL's Uat>ilny le llrnilftl lo th~ cost or anal~. EMSL wrs: no respon51blntYfllr S«mpie r;i:dl'-'CUon adlilllles llf snalY!lcal method llmtt~t!ons. 
lnterp1~tat1on and use Qf te!'t results are Ille rGaponsiblllty of IN! dil!lll. 

:ily•i• performed by F.MSL lndi3n3pOli9 fNVt.APnocl1SB..O) 

I 
4 



I EMSL Analytical 
2001 East 52nd St., Indianapolis, IN 46205 

Phone: IJH) SOJ.2997 Fax; (317 803-3047 Email: lndlanapallslab einsl.cam 

I 
lax: 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 I 

(630) 268-0555 Phone: (630) 268-8555 I 
Project: Fort Sheridan Residences· 111155.0001.001 Bldg 842 

~ I 

I 

Customer ID: 
Customer PO: 

Received: 

EMSL Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/02/04 9: 15 AM 

160407553 

9/9/2004 

9/9/2004 

I 
I 

Asbestos Analysls of Bulk Materials vij EPA 600/R-93/116 Method using Polarized 
Light l\111croscopy 

I No~·A.i::bestos 
ample Location 

42-21/A JOINT 
COMPOUND 

1160407553-~21 

842-21/8 
DRYWALL 

1160401~~3-0084 

1342-22 

160407~53-0022 

142·23/A JOINT 
COMPOUND 

l60407553-0023 

42-23/B 
DRYWALL 

160407553-0005 

842-24/A CEILING 
ITLE 

160407~53-0Q?.4 

842-24113 

fRYWALL 
00407553-0066 

lalyst(s) ~ 

i Margaret Phillips (74) 

·1 

Appearance 

White/Cream 

"Non-Fibrous 

Heterogeneous 

White/Tan 

Fibrous 

Heterogeneous 

Whitefran 

Fibrous 
Heterogeneous 

Cream 

Non-Fibrous 

Homogeneous 

Whileffan 

Fibrous 

Heterogeneous 

Tan 
Fibrous 

Homogeneous 

White/Tan 

Fibrous 

Heterogeneous 

Treatment % Fibrous % Non-Fibrous 

Dissolved 

Crushed 30% Cellulose 

Crushed 50% Cellulose 

Dissolved 

crushed 40% Cellulose 

Teased 95% Cellulose 

Crushed 30% Cellulose 

98% Non-fibrous (other) 

70% Gypsum 

50% Gypsum 

98% Non-fibrous (other) 

60% Gypsum 

5% Non-fibrous (other) 

70% Gypsum 

I/ . i / .,_,lj/ .. ~"' 
\ .. \ 

·or other approved signatory 

PAGE 05/15 

Asbestos· 

% Type 

2% Chrysotile 

None Detected 

None Detected 

2% Chrysotlle 

None Detected 

Nona Detected 

None Det~cted 

Due to maanmcellon. lllTill<>tlans innerenl in PLM. l!SC!l$l111; f1bcsr.; In dimensions llelO\V tile resolullon c:i~bilily Of PLM may nol tie de•~o:cl. ~~es repoflea as <I 'Vo o< none detect~ 
may reqv\re ~ddlll~ t~till{l by TEM lo conllrm ~"..bestos qll.!ntlUes. Tne ebove lil:;t report rel~les only to tile nenis l9$llld end m:iy not be reproducl!d In any form wlll'lol.ol the express 

U~n ~p~rov:il of EMSL Ansl~. Inc. E;MSL'~ ll:lbllHy ls Umhed 10 IM CO$t or ~n:alysls. EMSL bean; no respO!'l.,lblDly ror sample conec11on ·actMtles 01 onolytieal metooa nmll911ans. 
tcrprcl~lion ena use o( 1111;1 r~IU: :.ii; tfte responell>rnty ot lh'-' clh;rnl. · 

11<1ly.~I~ pelfoln'leel by EMSL lndlen<ipoli~ (NVLAP tr.!00168.QJ 

r-1 



~~/1~~~~~4 ~b:~q 3178033047 ., 

I EMSL Analytical 
2001 East 52nd St., ln<lian:apolls, IN 46205 

Phone: (317) 803-2997 fax: (317) 803-3047 I err'" iiiP+::='t111 r&.,.·om 

Emell; lndlaria~!l!lleb@emsl.c:om 
t·rcctt ' ±* f&'i@ 

Attn; Shaun Terranova 

I 
Versar, Inc. 

IF ax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Fort Sheridan Residences· 111155.0001.001Bldg842 Project 

I 

Customi;:r ID: 

customer PO: 

Received: 
EMSL Order: 

EMSL Pro]: 

Analysis Date: 
Report Date: 

= §§!§iii 

VERS56 

09/02/04 9:15 AM 

160407553 

919/2004 

9/9/2004 

u 

I 
Asbestos Analysis of Bulk Materials via EPA 600/R.:93/116 Method using Polarized 

Light Microscopy 

Location Appearance . 

Tan 
Fibrous 

Homogeneous 

White/Tan 

Fibrous 

Heterogeneous 

White 

Non-Fibrous 
Homogeneous 

White 

Non· Fibrous 
Homogeneous 

While 

Non-Fibrous 
Homogeneous 

Tan 

Fibrous 
Homogeneous . 

Tan 

Fibrous 
Homogeneous 

Tan 

Fibrous 
Homogeneous 

Treatment 

Teased 

Crushed 

Ashed 
Melted 

Ashed 
Melted 

Ashed 
Melted 

Teased. 

Teased 

Teased 

Non-Asbegtos 

% Fibrow: % Non-Fibrous 

95% Cellulose 5% Non-fibrous (other) 

30% Cellulose 70% Gypsum 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

95% Cellulosa 5% Non-fibrous (other) 

95% Cellulose 5% Non-fibrous (other) 

. 95% Cellulose 5% Non-fibrous (other) 

f . I / -1./...I / );..~ ~"'. 
I..) 

or other approved signatory 

PAGE 07/15 , 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Due to magntrlcalKin Mmlt;abons lnhe11!!nl tn PlM, asties\oi; ltWi tn 01111e11Sion! below me reaoiuuon Q1P<1billly al PlM rnsy nol De llelec1e<1. Sampt11$ "'Ported '1! <1 % or none detected 
may niqu1rc ~ddiUan~I testing by TEM lo C011Cinn a~.b 1:$1~ qu:snUlies . .'Trle ab0"9 tesl report rel::ites only 10 tM Items las led and rn<IY nQl Ile reptadu~ In any form Wflhoul tho 'l•prr.z 

·ucn ~pPf'OV31 ol EMSl Analytical. In~. EMSl'~ ll:Jbtllty IS llmlled to lhe cost of ;;in:ilysiS. EMSl bear3 na l'eSIJonslbUlly for ~mple collection ectlvttles or analytical melhcd llMllallon!. 
nll!lprelation enc! use ol lesl ~~ ::ite l!\e rMponBltllllly of tile c;hent, ' 

rr.ill"'~ pl!lfooned by EMSL 1ndl;,...polis (NVlAP 11200188-0) 

6 



09/10/2004 06:24 3178033047 

EMSJ,.. Analytical 
2001 E;ist 52nd St., lndi;in:!polls, IN 46205 

PhOne: (317) BOl-2997 Fax: (317} 803-3047 · Email: lndianapollsla emsl.c:om 

Attn: Shaun Terranova Customer ID: VERS56 
Versar, Inc. Customer PO: 
100 w. 22nd street Received: 09/02104 9:15 AM 

Suite 151 EMSL Order; 160407553 

Lombard, IL 60148 
Fax: (630) 268..0555 Phone: (530) 268•8555 

EMSLProj: 
Project: Fort Sheridan Residences -111155.0001.001 Bldg 842 

Analysis Date: '9/912004 

Report Date: 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R~93/116 Method using Polarized 
Light Microscopy 

Non-Asbsstos 

Sample Location Appearance Treatment "la Fibrous % Non-Fibrous 

842·32 Tan Ashed 100% Non-fibrous (other) 

160407553·0032 Non-Fibrous Melted 
Homogene<ius 

842-33 Tan AShed 100% Non-fibrous (other) 

1604075$3-0033 Non-Fibrous Melted 

Homogeneous 

842·34 Tan Ashed . 100% Non-fibrous (other) 

180407553-0034 Non-Fibrous Melted 

Homogeneous 

842-35 White Ashed 100% Non-fibrous (other) 

160407553-003~ Non-Fibrous Melted 

Homogeneous 

842-36 White AShed 100% Non-fibrous (other) 

1G040755:J..003B Non-Fibrous Melted 

Homogeneous 

842-37 White Ashed 100% Non-fibrous (other) 

160<!07553-0037 Non-Fibrous Melted 

Homogeneous 

842-38 Tan Crushed 35% Cellulose 65% Gypsum 

1B040755HJ038 Fibrous 
Heterogeneous 

842-39 Tan Crushed 35% Cellulose · 65% Gypsum 

160407~iU-OCl39 Fibrous 
Heterogeneous 

Ana!yst{s) 

Margaret Phfllfps (74) 
or other approved signatory 

PAGE 08/16 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Oue to m;:ignlflt.:itiO~ lfml1ali<ln8 lntle ~11n P~M. :iswlos fiber.I In lllmenslOll$ below the ri!SOluUon capa!llJllY of PLM m~y no! ~e delectell. samples nipgrted as <1% or none det~e<J 
m::iy require aaamonat 1~9 by TEM lo conn rm llSl>estoi; qUllntllle$. The .:ibove 18!11 report relBl8$ gn(y lo the Items le!!led and may not be roprodueed in .-iny rorm Wl!lloul the 4•P<'<I"" 
written aPlll'Qvel gf EMSL An:slylieal, Inc. EMS\.'s li~bollty ~ limll~ lo tne oosl of antolYfZ'.. EllASL bears no regpon61DllHy for ixvnplt'> a:illectlon ac11V111es er enalyucal mcthod.llm11'9Uon~. 
ln1~rpre1;>tion .:IM u9e or 1es1 reauila ero 111.., reopon•lbUlly or Ille cneot. 
An;ily~i. pcrion"ned by EM$L lndlBMPQlls (NVLAP 112001 BS-OJ 

PLM-1 7 

I 
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I 

09/10/2004 06:24 3178033047 PAGE 09/16 

I EMSL Analytical ~ 

I 

2001 East 52nd St., lndlanapollt;, IN 48205 

Phone: (317) 803..zgg7 Fax: (317 8.03.3047 

Shaun Terrano"a 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Email: lndlan&PIJllSla 

{630) 268·0555 Phone; (630) 268-8555 

Fort Sh!!ridan Residences· 111155.0001.001 Bldg 84:l 

~nisLcom 

Customer 10: VERS56 
Customer PO: 
Received: 09/02104 9:15 AM 

EMSL Order: 160407553 

EMSLProJ: 

Analysis Date: 9/9/2004 

Report Date; 9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

.160407S5J·0040 

S4:Z-41/A FLOOR · 
TIL.E 
1G0407553.00d1 

842-41/B MASTIC 

! G04D7553·00B8 

l(lD4D7SS3·D042 

1 G0407553'00d3 

84244/A FLOOR 
TILE 
I 60407553·1»14 

842-4418 MASTIC 

160407553-0069 

'60407553·0045 

nalyst(s) 

· Location 

Margaret Phillips (74) 

Appearance 

Tan/Black 
Fibrous 
Heterogeneous. 

Tan 

Non-Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Gray 
Non· Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

·Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Crushed 40% · Cellulose 60% Gypsum 

Melted 9S% Non-fibrous (other) 

Melted 95% Non-fibrous (other) 

. Melted 98% Non-fibrous (other) 

Melted 95% Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

None Detected 

2% Chrysotile 

5% Chrysotile 

Not Analyz:ed 

Not Analyi:ed 

2% Chrysotile 

5% Chrysotile 

Not Analyzed 

0...E> re m;:ignificatian llmltatloos rnl!Gl1)nl In PLM, 3SDe!lt09 R!>era In dlml;>'ISlons be!aw tl1e resol\IUon c;::op;ibilly of PLM may not be deleci~d. So'lm~s reported es <1 % or ncm;: dclected 
m.oy require addlllonEll t~Ung by TEM lo cormrm BSlleslos qv1J11tiUcs. Tile ab!M! te!lt re.,oo relate=; Ol'll)I lo !he Items leSled and rn~y not be.reproduced In any form wltkout ~express 
wnuan ~pprav;d af EMSL Anslytlcal, In<:. EMSL'$ l~biHty 1$ limtled 101ne oosr of <IMl~IS. EMSL bears no resporislblllly for sample cDllecuon adlVltlc:; or """lyU.:31 melll04 llmReUO!lS. 
lnterprel9tion Md use OI te9t resul'1;'°re lh'1 l'MpCltlstbHlly or the diem. 
Analyi;le PQ!formcd by EMSL lndlanapoll; {NV LAP #200188-0) 

8 



3178033047 

EMSL Analytical 
2001 East S2nd St., lndlanapolls, 1111 46205 

Phone: (317) 803·2997 Fa'ic: (317) 803-3047 Email: indlana!JOll&la emsl_.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268·0555 • Phone: (630) 268-8555 

Fort Sheridan Re.sidenees • 111155.0001.001Bldg842 

Customer 10: 

Customer PO; 

Received: 

EMSL Order. 

EMSLProj: 

Analysis Dato: 
Report Date; 

VERS56 

09/02/04 9: 15 AM 

160407553 

919/2004 
919/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

160407~53-0046 

t604D7S53-0041 

842-4718 MASTIC 

160407553-()()70 

160407553-0048 

842-4819 MASTIC 
1 G0•07SS3°0071 

160401.5~72 

nalyst(s) 

Location 

Margaret Phi/lips (74) 

Appearance 

Gray 

Non-Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Gray 

Non-Fibrous 

Homogeneous 

Gray 

Non-Fibrous 

Homogeneous 

Non-Asbestos 

Treatment "la Fibrous ' % Non-Fibrou& 

Melted· 2% Cellulose 98% Non-fibrous (other) 

Melted 5% Cellulose 90% Non-fibrous (other) 

Melted 2% Cellulose · 98% Non-fibrous (other) 

Melted 2% Cellulose 98% Non-fibrous (other) 

or other approved signatory 

PAGE 10/15 

Asbestoi:; 

o/o Type 

Not Analyzed 

Nono Detected 

5% Chrysotlle 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

O~e 10 m:lgnlfieaUon llmttaUons irlh<:'l'l!rlt in PLM, asbesla& 11"'31'$ In di~MioM belaw the resolution c;,pabmty or PLM IT18Y nQt be deteded. 5a111'Jle& report..,d ~ <I% or none detected 
~.Y r~Q~lre a°"111crtal te;llnti by TEM to canTirm asbe:;tQ; ~Iliff. Tile above tei;l rr:porl 1'1!\3l~s only to the ~1!111s t~ted and may not be reprodur»:l In all)' form Wfll10Ul the expniss 
written apprc'l31 of.EMSL Anslytlt:91, Inc. EMSL's Rablllly IB llrnttGd tQ lht cost Of anal~a. EMSI. ti<:uir.: no re~lllllltY ror ssrnple Q;JliectlOl'I 3Clillltles or enalytic:el 111~hcd tlmHolloM. 
lnlerprct~lion 3nd use ar lest results ;re lt\e n!spanslblhty of the Cll!!nl • 
Analy&IS perlQrml:d by EMSL 1ne11en0polh; (NVl.AP '200168--0) 

9 



::1118033047 

EMSL Analytical 
2001 e:1st S2nd St, lndianapolts, IN 4B20S 

Phone; (317) 803·2897 Fax: (317) B03-3047 Email; lndlanapollsla emsl.com 

Shaun Terrano·va 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268·0555 Phone: (630)268-8555 

Fort Sheridan Residences· 111155.0001.001Bldg842 

Customer ID: 
Customer PO: 
Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56. 

09/02104 9: 15 AM 

160407553 

9/9/2004 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/1'16.Method using Polarized 
Light Microscopy 

Location 

1110407553-00~2 

Appearance 

Gray 

Non-Fibrous 

Homogeneous 

Black/Oran~ 

Non-Fibrous 
Heterogeneous 

Gray 

Non-Fibrous 

Homogeneous 

Black/White 

Non-Fibrous 
Heterogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Treatment 

Melted 

Melted 

Melted 

Melted 

Melted 

Non-Asbestos 

'Ya· Fibrous , "lo Non-Fibrous 

5% Cellulose 95% Non-fibrous (other) 

3% Cellulose 95% Non-fibrous (other) 

3% Cellulose 97% Non-flbrous (other) 

97% Non-fibrous (other) 

100% Non-fibrous (other) 

PAGE 11/15 

Asbestos 

% Type 

None Detocted 

2% Chrysotile 

None Detected 

3% Chrysotile 

None Detected 

Tan 

Non-Fibrous 

Melted 2% Cellulose 98% Non-fibrous (other) None Detected 

160407~53·0053 

Homogeneous 

Tan 

Non-Fibrous 
Melted 2% Cellulose 96% Non-fibrous (other} Nooe Detected 

Homogeneous 

·_1 / I. I 
7;,._/_// ):.... .A---., . 

I....\ 

or other approved signatory 

0\111 10 n'l:lgnificatlon AmllsUon:; lnh~nlin PLM, ssbe&tos flbo;r.; In dlmenstona below lh11 =olution capeDHlty of Pl.M n'l:ll/ not be <!elected. Sample$ reporled as <1 % or none ~loded 
m.oy l'l!\1Ulre a<lll!tJonsl tesllng by ~to confirm asbe&lo>; q112nti1le9. The sb<MI 10$1 t~n relates only lo ~ ~Gil\$ tested ana may not b9 reptOdui:ed In any torin wtthcul tile ~Kpr•m 
Wflllen BPllfOVil cf El.ISL AnalytlC81. In<;:, eM$L':11ll:i.b!Rty19 llmlted lo lhe c~ of analy!1111. EMSL bean; no """'pon~bnlty ror saniplc c:gncc:tJcn 3Cll\11Uea or anaM1c9I molhod llmH~lions. 
lnle!Jlretall11r1 ;ind ~e or test rssul15 11re IM ~porelb~lty OI Ille dhinL 

alyslB p9r101TT1<Jd by EMSL ln<Jlenapolls (NVLAP #2001B&-0) 

THIS IS THE LAST PAGE OF THE REPORT. 10 



PAGE 12/15 
~.L 'ou..:>.:H:J'+ I 

I 

•• Chain of Custody 

Asbestos Lab Services 

Page 1of2 

EMSL Analytical, Inc:. 
200 t East 52nd Street 

Indianapolis. 1N 46205 

I 
I 
I 
I 
I 
I 
I 
I 

Please print all infoO¥tioo legibly. 

'Compan:1: Versarlnc. 
IAddressl: 100 West 22nd Street 

'Addrus2: Suite lSl 

!City, Stale: Lombar-Q, IL 
Zip/Post Code: 60148 
Counlry: 

Crmtact Name: · Shaun Terranova 

Phone: 630-268-8555 

Fax: 630-268-0555. 
Email: .. 
BMSLRep: Paul Nyfield 

Phone: (317) 803-2997 
fax.; (317) 803-3047 

j ~ /) t./O . 7-.ST~http://www.emsleotn 
Bill To: Versarlnc. 

Address!: 100 Wt!St 22nd Street 
Address2.: Suite 151 

City, State: Lombard, lL 

Zip/Post Cotk: 6014a 

Country: 

Attn: Shaun Terranova 
Phont!: 630-26S.:8S55 

Fu: 630-268-0555 
Email: . 
P.O, Number: 

Projea NmlU!INumber: Port Sheridan Residences - 111155.0001.001 -~\ ~r ~4~ 
._.) 

MATRIX TURNAROUND 
(i3 Ail:" Els u 0 ti Micr:o-Vac ~ 3Hours ffiJ 6Honrs 81.SameDay fill 24 Hont"S 

- or 12 flours• (1 day) 

Ji(Bnlk . ml Drlnkmg Im 481lours Jir721t0Qrs iii 96 Hours @120Honn 
Water (2days) (3days) {4days) (5 days) 

fill Wipe (] Wastewater · I§ 144+ hours (6-10 days) 

I TEI\( AlR, J !lours, 6 •oeh, Please can 11~ to sche4ale. Thefe b a premlam dlarge ror 3.-llom· tat, .,tease Clll 1-800·220-3675 roe price prfOl' to~ ,.. 
SQIDples. \'oawtJlbe~loslgnanaqfborlratio11formfOl"Cb.lsSl!t'\'lcc. \/\ ll\~JL t\5A. ~ "t'~ 
•12 hoan_(most arr1..: by U:OOa.m. Mon ·Fri.). PIUR Refer to Prtce Q11ole M • ~~ · (\ - -~. tA. · 

·. 13 NY Stratified Point Count 

· .. PLM NOB (Gravimetric) NYS 198.t 

::, NIOSH 9002: 

· EMSL Standard A.<ldition: 
E JJ:fil:]J.Qlk 

I 

TEM Air TEM WA.n...R 
ta AHERA 40 CFR, Part 763 Subpart B (i BPA 100.I 

[!] NIOSH 7402 ffiJ EPA 100.2 

IJIEPALevel ll 0NYS 198.2 

TEMBULK ~ 
EJ Drop Mount (Qualitative) [] ASTM D 5155-95 (quantatlve mcdlod) 

GI Chatfield SOP - 1988-02 a Wip~ Qualitative 

DTEM NOB (Gravimetric) NYS 198.4 

[] EMSL Standard Addition: XBl! 
0Asbestos 

PLMSoiJ Q Silica NIOSH 7500 

GEPA Protocol Qualitative 

DEPA Protocol Quantitative OTHER 
0 EMSL'MSD 9000 Method fibl!l'S/grarn 0 

rp:/lwww.emsl.com/COC_Printcfm?actlon~print&servkeCalSelcct~J&LabsSelect=Indianapolis,.:· 8/30/04 



I 

•• I 

.... J..L. lUU..J·•,;:H;,J ... I 

· Chain of Custody 
'f\noLo2t-. l-\jAo ~CJ>oo\~ 

Asbestos Lab Services 

Please print all information legibly. . I Client Sample# (s) · . - .. 

Rcll~ab;t:~,§iHo~. I llecem:~: , te: q "'2:----V "f' 
Relinquished: ____________ .Date:. _____ _ 

I ·Received: 

I SAMPLE NUMBER 

, '-I~- 0 ( 

I 

SAMPLE DF.SCRIPTION/LOCA'OON 

•, 

PAGE 13/15 

Page 2of2 

·1sss 
EMSL Aaalyti.cal. Inc. 

2001 East 52nd Srreet 
lndianapoti~. IN 46205 ~ 

Phone: (317) 803~2997 
Pax: (317) 803-3047 

http://WW-W.emsl.com 

Total Samples#: __ ---'_ 

3·.~.~' . 'l'ime:___,"---""'~--..,,::....c;;;;.=--

Time: L} lJ- . 4(r ~ 
·Time:. ____ --"-_ 

Time:. _____ _ 

-~ 

rp://wV-tw.emsl.com/COC_Print.cfm?action=print&ServiceCatSclect=3&LabsSelect~Tndi::in~nnli..: Sl/1.()lf\A 



I 

•• I · .. 

.:11 ft!tL;kll'.14 f 

Chain of Custody 

Asbestos Lab Services 

Please print all infoonation legibly. 

I Client S:lUlple # (s>-.-. ---""----"--- -------

Relinqubbed' ~ /~i,U,l);.U!.tDat.,, #i 
I Reeeiv~: .._-d/6 p<O' , += .......-:= Date: _____ _ 

Reliuquished: ____ ~-------"--'--D.ate:. _____ ~ 

I Received: ---~-------ate:. __ __..~-~ 

I SAMPLE NUMBER .SAMPLE DESCRIPTION/LOCATION 

I 

PAGE 14/15 

Page 2 of2 

EMSL Analytical, Inc. 
2001 East S2nd Street 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
Fax: (317} 803-3047 

ht:tp://w\VW.emsl~com 

Total Samples#: ___ _ 

'l"'lDle: $'~ 

·Tirue=·---~---

Tune: _____ ___..._ 

VOLUME lt .a Hcable · ~··•:: fJ:r: .. i., . : 

1--~--t.----4!~~:::::.Jc..~~~~!:::!l.:C:::::..::...~::.:...::~~~~~i::;:_.....,J..~~---..d-~ 

1.__~~---+---------+-----t-~~~ 
,,..__...._.....,-.--_______ _.,_ ______ ----t·-·"·"··--- .. ---···-··" 

I 
t://www.emsl.com/COC_Print.cfm?action=print&ServiceCatSelect=3&LabsSclect::;Jnrli~n:tnnlio;: Sl/"Ulll\A 



I 

•• ,I 
Please print all information legibly. 

Chain of Custody 

Asbestos Lab Services 
• 

I Cli.cnt Sampie # CV;- . . - · . 
Relinquished~~~~ Date:_ij~~-~4-=k-+-;: _ 

I Received: ~-e- - Date=---~--
Relinquished:. _______ ~_...-1.te: _____ _ 

I Received:' _________ D.ate:_--'----

w~w 

t-'A(.jt. l!J/15 

Page 2of2 
r"" 

7§5 
EMSL Analytical, Inc. 

200 l East 52nd Street 
Indianapolis, IN 46205 

Phone: (317} 803-2997 
Fax: (317) 803-3047 

http://www.emsl.com 
Total Samples#:, _______ ___ 

Time: .?! ~;o 

Time: __ ~-'---

'lime: _____ ____ 

Time: _____ _ 

-~l 

·-~ ----+----1-----------1-----------+----------_,;._-----1 ' .......... -... ~--.·-~ ... .. 
-~b 

I 
y://www.emsl.com/COC_Print.cfm?action=pdnt&ServiceCatSelect=3&LabsSelect=fntli~n~nnlieo i:znn.tn.A 



i: l'.l':l/ l'.l':l/ Ll11::14 
3178033047 

:• 
Chain of Custody 

Asbestos Lab Services 

Please print all infonnation legibly. 

I Client Sample# (s) - -------------

Reli"'lUbhed: ,J,/.a..1.,;:.. ~ Oak: #ti 
I Recei~ed:~~ Date: / /. 

R.dinquished: ___ _..__ ______ _,_ate: ________ _ 

I Received: -------------~ate: _____ ~ 

I 

PAGE 15/15 

rte;r< 
Page 2of2 

EMSL Analytical1 Inc. 
2001 East 52nd Street 

Indianapolis, IN 46205 

Phone:(317)803-2997 
Fa": (317) 803~3047 

http://www.cmsLcom 

. Total Samples#: ___ _ 

Tune: .3"¥ 
Time: _____ ~-

'l'ime:. ______ _ 

Time: ______ _ 



:::11 /l:!l::l:::!:::ll::l4 7. 

EMSL Analytical 
2001Eul52nd SI., lndlanapolis, IN 46205 

•· :h°-".~: .. (3~.~>_ao:i._29~7 ..... ;!s,3:': .. <!~~1.i:=: .. 4::1~:. "lildlanapoll:la'!en;~!;:T; nmar:.;;g 

Attn: Shaun Terranova · 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan R~idenc<Ji: • 111155.0001.001 Bldg 843 

Customer ID; 
Customer PO: 
Received: 

EMSLOrder; 

EMSL ProJ: 
AnalySIS Date; 

Report Data: 

tn mWC'"" 

VERS56 

09/02/04 9:15 AM 

160407555 

9/S/2004 
9/8/2004 

PAGE 02/15 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

843·01/A COVE 
SASE 
l BlJA0755S·0001 

843-01/B MASTIC 

16040755:5-00$1 

1843-02/A COVE 
BASE 
160407555-0002 

1843-0216 MASTIC 

. rG0407555-00S2 

· 143-03/A COVE 
ASE 

180407555-{/Qr)J 

.43-03/B MASTIC 

114.J.04/A FLOOR 
.ILE 

160407555·0004 

I 

Locatkln 

l alyst(s) 

srg11ret Philllps (42) 

Rich<ird Haraing (29) 

Appearancs 

Tan 
Non-Fl bro.us 

Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Tan 

Non-Fibrous 

Homogeneous 

Treatment 

Melted 

Melted 

Melted 

Brown Melted 

Non-Fibrous 
Homogeneous . 

'ran · Melted 

Non-Fibrous 

Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Beige 

Non-Fibrous 

Homogeneous 

Melted 

Melted 

% Fibrous 

Non-AGbestos 

% Non-Fibrous 

100% Non-fibrous (olher) 

100% Non-fibrous (other) 

100% Non.fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

Asbestos 

%·Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

100% Non-fibrous (other) None Detected 

100% Non-fibrous (othar) None De1ect~d 

/ .. ·.I / t!.ll/. ); .. _,<_.,. 
'-~ 

or other approved signatory 

e to magnmc:ition llmllstlcna lnherenl in Pl.M, esbe9lOS ftbnrto In ~menslOns below l~e resolution c:i~bl/lty ct PLM tray llOt be detec!ed. 5:1mple& repar1ed :is "1 'Ai or none delecll>d 
m~y requlra addll!ONI ~~Ing by TEM to confirm ~~oa qWJnliflci;, The above lest report relates only lo tti11 h91T15 lesled :ind m;)y not be reprodue.Jd In any ronn wiff'u;iul the ex~ 
writlen ~pp•oVE11 or EMSL An~lytlc"1, Irie. EMSL"s li:>blllty la limited 101111' co:;t of enal~9. EMS!. been: no r~en~lbllltytor sampll! eolloct!on seliViti<!~ ar analytlcal mell'!od llmlra11ons. 
n !!fP!et:iuon :;and uqe or teal resu~ :.ire tt>e responstblllly ot !lie ctlenL · · 

lysis ~ornvid byEMSL lndi:in::ipclls (N'ILAP112C01SS.O) 

I 



._. -· -- -· ------ ........ fUU..J..JU~( 

EMSL A.nalytical 
2001 e;st 52nd St.~ lndl;mapolls, IN 46205 

Ptione: (317) 803-2997 . F:a)(: (317) 803-3047 Emall: lndlanapollslab ctmsl.corn 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Residences • 111155.0001.001 Bldg 843 

Customer JO: 
Customer PO; 

Recelvecl: 
EMSL Order; 

EMSL Proj: 

AnafySis Date: 

Report Date: 

VERS56 

09/02/04 9: 15 AM 

160407555 

9/13/2004 
9/812004 

PAGE 03/15 

Asbestos Analysis of Bulk Materials Via EPA 600/R-93/116 Method using Polarized 

1C0407555-00D5 

843-05/B MASTIC 

43-06/A FLOOR ' 
ILE 

1604075~~006 

143-06/B MASTIC 

60407SM-005B 

f 
3-07/A FLOOR 
LE 

. 0407555·0D07 

, .43-07/B MASTIC 

. R°407!i55·0051 

I 
l!yst(s) 

Location ., 

Light Mic.roscopy · 
Non-Asbestos Asbestos 

Appearance Treatment % Flbro1.1$ % Non-Fibrous % Tyrie 

Slack Melted 2% Cellulose 90% Non-Hbrous (other) 8% Chrysotlle 

Non-Fibrous 
Homogeneous 

Beige Melled 100% Non-fibrous (other) None Detected 

Non-Fibrous 

Hom6geneous 

Not Analyzed 

Beige Melted 100% Non-fibrous (other) Non@ Detected 

Non-Fibrous 

Homogeneous 

Not Analyz@d 

Beige Melted 0% Cellulose 95% Non-fibrous (other) None Det~ted 

Non-Fibrous 

Homogeneous 

Black Melted 95% NOl'l,fibrous (other) 5% Chrysotile 

Non-Fibrous 
Homogeneous 

or other approved slgnato:ry 

r lo magnlOcalion llmitallonS inhr.rent In PLM. iil~OS fibcri; In di~ns below lhr. IVSDIUUon e;ipabl!lty Of Pl.I.I may not bo detected. S8rTl!lll!S re~ea SS <1 % or none d()l13cteO 
\ may requir~ odtf1t1on:11 tc:;ttng by TEM lg confirm :i~bestoa qu3nllde&. the 3bove test report relates only lo the rterm: tested anti f'll<IY not De rl!prod~ lfl ;iny form 'W!l~aVI the ei<ptW; 

wr111en slllltOv:.I ot EMSL An.,1y11ce1, Inc. EMS!.'s Rsbillly 16 Nmlled 1o the coal or :mi!lysla. EMSL b.eers no tR!;ponBlbilily far sample Collecllon Bcilvltlei; or an~lyllcal methOd 11m11su0t1~. 
etauon 3nd v&e cl test 1~ults are lh!! 1espan!libir.ly of Ille cnenL · 

ys!s perform~d by EMSL !ndl(lnapol~ {NVLAP ll200186-0) 

2 

I 



PAGE 04/15 
.;>J. I Otl.:1.:Jtl'+ { 

EMSL Analytical 
2001 East S2nd St., lndlan:ipolls, IN 46205 

Phone: (317) iOl-2997 Fax: (317) 803-3047 Email: fndlanapolislab@emtl.oom 
I·· · .... - .... _,.,. · · -.... 7 .......... · -fi .. ··-•·= .. ·S&ai.rra·"Am:=""'-· &m=r:··fin·g =@§grmltCM"' Si 

Attn; Shaun Terranova Customer 10; VERSSS 
Versar, Inc. Customer PO: 
100 W. 22nd Street Received: 09/02/04 9: 15 AM 
Suite 151 eMSL Order: 160407555 

Lombard, IL 60148 
Pax; (630) 268-0555 Phone: (630) 268-8555 

EMSL F'roj; 
Fort Sheridan Residon~s -111155.0001.001Bldg843 

Analysis Date: 9/Bf2004 

RePOrt Date: 9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R·93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment "lo Fibrous % Non-Fibfous 

843-08/A FLOOR Beige Melted .2% Cellulose 98% Non-fibrous (other) 
TILE Non-Fibrous 
160407~$5-0008 

Homogeneous 

843-08/B MASTIC 
16Dd07G~S-OOS8 

Beige Melted 2% Cellulose 98% Non-fibrous (other) 

Non-Fibrous 
16040750$-0009 

Homogeneous 

f.3·0S/B MASTIC 
0407G~s-oos9 

r.3·10 Brown Ashed 100% Non-fibro1,19 (other) 

B0407SS5-0010 Non-Fibrous Melted 

Homogeneous 

-43-11 Brown Ashed 100% Non-fibrous (other) 

6040~SSS-CJO11 Non-Fibrous Melted 

Homogeneous 

843·12 Brown Ashed 100%. Non-fibrous (other) 

td0755~12 Non-Fibrous Melted 

Homogeneous 

843-13 Black Ashed 100% Non-fibrous (other) 

10'207!155-0013 Non-Fibrous Melted 

Homogeneous 

I/ ·y I f. 
llyst(s} . 

7;.. .. U, . ;; __ ~ -~ 
. ~ ... 

~ . 
fgBref Phi/Ii/JS (42) 

Richard Harding (29) or other approved slsnatory 

Asbestos 

% Type 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

None Detected 

None Detected 

None Detected 

None Detected 

lo r113g11~/~stlon ~mil:!Uon& lnllerenl in PLM. asbt!!~/a; nDera in d/men&lons below the reselullon c;apabinly of PLM 1113y l'Klt be <Jeledco. Sam~ repar1l!CI ::i~ <1 % er none delectl!CI 
y require 3ddiliof1111 teating by TE"4 lo conRrm a&Destos quanUlles. The abo-.e 1e.~l l1ll>Ort rer.:ite$ c;mly to lhe Items tesled ~nd may nal be repraducoa In eny foml wlltiwl the express 

.wrrlfl!l'I approwl of EMSl Malytir::il, Inc. EMSL"" fiE!IJlllly I~ limited to tlle coi;\ or enaly!Js. EMSL bear• no responsibility IOf !MtplQ 1:0lleell011 ~~l"1lle9 or ~n<1fytlcal mellt<ttl lim11atlon$, 
I p~l.:lliori and we or loi;t resufls a~ ihe regpoMiblllly or IM dic<ll. 

'y~i• performed by EMSL lndi3""po11S (NVLAP #~0188-0) 

I 



I 
I 
I 
I 

3178033047 
PAGE 05/15 

EMSL Analytical 
2001 Eu! S2nd St., lndl~napol'9, IN 46.iOS 

Phon.:.: {31'7) 803·2997 FaJC: 317) 803-3047 Etnall~ illdlanapolit;lall@emsl.com 

Attn: Shaun Terra.nova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 PhoM; (630) 268-8555 

Project: Fort Sheridan Resldences·-111155.0001.001 Bldg 843 

Customer ID: 

Customer PO: 
Received: 

EMSL Order; 

eMSL Proj; 

Analysis Date: 
Report Date: 

VERS56 

09/02104 9: 15 AM 

160407555 

9/8/2004 
9/Bi2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Me~hod using Polarized 
Light Microscopy 

Location 

16040755~-C011 

180407555-0015 

160407~~!>{)016 

1604075SS.OD17 

1604075SS.OfJ18 

16040755~-{1019 

843·19/8 

I RYWALL 
. 6D40i'555-0060 

I 
laryst(s) 

Margaret Phillips (42) 

- hard Hal'C/ing (29) 

Appearance 

Black 

Non-Fibrous 
Homogeneous 

Black 

Noh·Flbrous 
Homogeneous 

Blaok 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogene6us 

Black 

Non-Fibrous 
Homogeneous 

Cream 

Non-Fibrous 

Homogeneous . 

White/Tan 

Fibrous 

Heterogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Ashed 100% Non-fibrous (other) 
Melted 

Ashed 100% Non-fibrous (other) 
Melted 

Melted 100% Non-fibrous (other) 

Ashed . 100% Non-fibrous (other) 
Melted 

Ashed 100% Non-fibrous (other) 
Melted 

Dissolved 100% Non-fibrous (other) 

Crushed 30% Celfulose 70% GyP,Sum 

or oti,er approved signatory 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

<1% Chrysotile 

None Detected 

e lo rnacnmcolian llmitalion.~ l~herent in P~lll. aebeSlas fibers In dimetlslons b'31gw llle ~\Ilion ca11:1bUlly or PLM m;oy nat be dr;:t~eo. &mples repotfed as <1 % or ~one deloc1iio 
ma~ r~ulr1;1 aOdlllon:il lo:>sHng by TEM ro eoolitm ;q;!Jeatos quRn1me11. The 11bove lest mpon relates onl}' lo IN! ll~l!lll lesled ;111d may not be rl!llroduciid tn any farm wnhO~t lhA im~• 
writl<.m approv:il QI Ef\olSL An;ilytlcal. Inc. EMSl's li:lblllly 16 Hmiled to !Ile cost cf ;inelyaiS. EMS~ bears no respon!lrlllllty for 93tnpk! coUl!dion ;ictMtlu at 1>nely1lc:il ITl'3!'100 llmlt..llons. 

prer..llon and u~ of lest resul~ pre 1he fC$ponallliroly cf Ille cnenL · 

1)'$i• ~ormed bySMSL lndi.:in"poll8CNVLAP11'200186-0) 

LM-1 4 

I 



I 
I 
I 
I 

PAGE 06/16 
::tl tl:H:.13304 7 

EMSL Analytical 
2001 East 52nd St., tndianapotls, IN 46205 

Phone; (317) 8C3-29H7 Fax: (317} 803-3047 Emal!: tndianapollslab@emsl.com 
inetrm:m=t"'maancD:A·mm• * -...... fr'·· ·- · · t••... ··-,. c····- ·H -·..-·a ........ -- ·a ........ , ... f1==r" =··== nt«·tzr&·-q=:· .... g wt 

Artri: Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (630) 268-8555 

Project Fort She.-idan Residences· 111155.0001.001 Bldg 843 

Customer ID; 
Customer PO: 
Received: 

EMSL Order: 

EMSL Proj; 

Analysls Oate: 

Report Date: 

VERS56 

09/02104 9:15 AM 

160407555 

91812004 

9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R·93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non-fibrous 

843-20/A JOINi Cream Dissolved 100% Non-fibrous (other) 
COMPOUND Non-Fibrous 
1iJ04075~5-0020 

Homogeneous 

Whlterran Crushed 30% Cellulose 70% Gypsum 

Fibrous 

Heterogeneous 

Cream Oi55olved 100% Non-fibrous (other) 

Non-Fibrous 

HomOQeneous 

While/Tan Crushed 35% Cellulose 65% Gypsum 

~ibrous 

.. 
Heterogeneous 

Tan Teased 95% Cellulose 5% Non-fibrous (other) 

Fibrous 
Homageneous 

3-23 Tan Teased 95% Cellulose 5% Non-fibrous (other} 

Fibrous 
Homogeneous 

Tan Teased 95% Cellulose 5% Non-fibrous (other) 

Fibrous 
Homogeneous 

I 
'L:t ~ rlyst(s) -j.: .J ):. . (~ 

~sret Phillips (42) 

Rlcllarr:J Harding (29) or other approved signatory 

Asbestos 

% !ype 

<:1% Chrysotilo 

None Detected 

<1%·Chrysotlle 

None Detected 

None Detecte!d 

Noiu~ Detected 

Nono Detected 

e 10 1719gnJnC3llon llmnauons tn~eran>! In PL~, a!lbesl0$ fibers In d"'1on51oos b!!law Iha resolutlQn capabRlty of PLM m:1y not be ctetOc:ted. samples reported a& <1 % or ngrie aetedi::d 
y requirm sddlllon~I lir.t1n11 by TEM to coolirrn '-'Sbestos qu~nuaea. TI'le 11bOl'e lest ~poit retat~ O!lly to tne 11ems tested ~nd mey not be rl!JlroeluC(ld In any fllrrn "lltnout lh1fexpn!s~ 

wri1ten SpPIOv<il of EMSL An;l)'llcal. lne. eMSl'~ ii;iblllty 18 Nmffcd ta tne cost l;lf anslysiS. EiMSL bea~ nQ respen~lblllty for s:impfe coll~lan eclf\litle• or E1nel)'lle:ll ""-'lh<>CI llrnlt;illona. 
rn1e1prctsuon stld u;e or test 1e~uftt; 9re lhe 1=1xin111buily of Ille cnenL 

tysi:; P<l!l'ormed by EMSL lnd~napgHs (NV\.J\?.112001118-01 

I 



PAGE 07/15 
..:.1.L 'ou .• :J..:JtJ._. t 

I 
EMSL Analytical 

I 2001 East S2nd St., lndi~napolls, IN 46205 

Phont!: {317) 803-2997. Fax: !317) 803-304T Entall: lnOlanapolislab@emsl.com 
I ·-··· ~, .......... ··· ..... -,., ....... -·;, .... ---·,er· ......... fa .. ·cn::·d&,£t·" ·e:.~··2·· r "aw=tt- m.· 

I Attn: ·Shaun Terranova Customer ID: VERS66 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Residences· 111155.0001.001 Bldg 843 

Customer PO: 
Received: 09/02/04 9: 15 AM 

EMSL Order: 160407555 

EMSL Proj: 

Analysis Date; 918/2004 

Report Date: 9/812004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-A.sbesto$ 

Location Appaarance Treatment % Fibrous % · Non-Fibrous· 

White Ashed 100% Non-fibrous (olher) 

11;0107555-COZS Non.fibrous Melted 
Homogeneous 

White Ashed 100% Non-fibrous (other) 

Non-Fibrous Mc;illed 

Homogeneous 

While/Brown Ashed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Heterogeneous 

White Ashed 100% Non-fibrous {olher) 

Non-Fibrous Melted 

Homogeneous 

White Ashed 100% Non-fibrous (other) 

Non-Fibtous Me lied 

Ho.mogeneous 

White Cruehed 100% Non-fibrous Collier) 
Non-Fibrous Melted 

Homogeneous 

3.32 White Crushed 100% Non-fibrous (other) 

150107555-4032 Non-Fibrous Heated 

I 
Homogeneous 

llyst(s) · 

or other approved signatory 

Asbestos 

% Type 

None Detected 

Nooe Detected 

Not Submitted 

None Detected 

None Detected 

None Detected 

None Detect~ 

None Detected 

lo magnlfi~lion lltnltaliono ln~eren! 11'1 PLM, ssbeclo& !IDers 11'1 dlrnensiOll~ below lhe ~oMJon e:opabmty of P!.M may not b(I aetectcd, Sample$ repor!ed ;i; <1 % or ~one l!ell!Cll)d 
requirr. ~dattron:il llJ';tl~g Dy TEM to confirm C\Sl:lestos: q\ISnllUes. The abOYe fe5t report tcletea only to the lle!T\$ rested and f1111Y nol be reprodUccd In any fi:um witnout f~ exprM~ 

wrino~ appr~r Qf EMSL Ans1J.11cal. Inc. EMSL'.1: ILob11ny ts Rmltl!d to the CQG1 of an3fY-;I:;, EMSL b~ara no rcr.ponelDlll!y for SBml)le cgllectlon ;lctJVfHes or ~n91ytlcsl m<!lhoa limll:iflons. 
1n1erp1t1;11lon and u:;~ ot 1eet ...,,.,u115 ere lhc "i'SPQn!lib~lly Of lhe di""'· 

y~~ p.irlormed by eMSL lnc!l;napef15 (NV~AP "20019$-0J. 

6 

I 



I 
I 
I 
I 

.:H f t! rJ .:s'.:H'.I q f 

EMSL Analytical 
2001 East S2nd St. ln~ia12apoli$, IN 4&205 

,,;h.°.~.e: f31~!!~;~!~+r~:11. ~!i°-~7 en;:;~_ indla11:1eona1ab@~ma1.co;.4&1jiiri@ ;;;;;w = '" Efi+a,. ;;;a 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: (630) 268-8555 

Project; Fort Sheridan Residences • 111155.0001.001 Bldg 843 

Customer ID: 

Customer PO: 
Received: 

EMSL Order: 

EMSL Proj: 

Analysis Date: · 

Report Date; 

V'eRS56 

09/02/04 9: 15 AM 

160407555 

'9/8/2004 

9/8/2004 

Asbestos Analysis of Bulk Materials via EPA 600IR-93/116 Method using Polarized 
Light Microscopy 

1G0407555-0CJ3 

160407555-0034 

160407S5S-CJ035 

643-37/A FLOOR 
TILE 
I Go107555·0037 

"'· 
Location Appearance 

White 

Non-Fibrous 
Homogeneous 

Brown/White 

Fibrous 
Layers: 2 

Brown/White 

Fibrous 
Layers: 2 

Brown/White 

Fibrous 
Layers: 2 

Tan 

Non-Fibrous 

Homogeneous 

Non-Asbc!$tos 

Treatment % Fibrow: % Non-Fibrous 

Crushed 100% Non.fibrous (other} 
Melted 

Teased 20% Cellulose 80% Gypsum 
Crushed 

Teased 20% Cellulose 80% Gypsum 
Crushed 

Teased 20% Cellulose BO% Gypsum 
Crushed 

Crushed 100% Non.fibrous (other} 
Melted 

Asbestos 

% Type 

None Detected 

None Detected 

None Detected 

None Det~ed 

None Detected 

843-37/B MASTIC 

180407555-0063 

Black Crushed 98% Non-fibrous (other) 2% Chrysotile 

843-38/A FLOOR 

.ILE 
.0040755!1-0038 

643·36/8 MASTIC 

10407555·~4 

rlysl(S) 

Non-Fibrous 
Homogeneous 

Tan 
Non-Fibrous 

Homogeneous 

Melted 

Crushed 100% Non-fibrous (other) None Detected 

Melted 

Not Analyzed 

or other approved signatory 

. to maQniflCC1tlon nmiblli;i~& lnhercnt tn PU.4, ~estos fib.iiri; In dlnlcn$10118 below tile re!otu11on cap.11b11ity or PLM 11111y nol be oolecled. Semple,; reported Iii:; «1% or none delectell 
req~lre aeldillorod testing by TEM to ccnfl!m esb<!;los Qtmntllles. The obQve test report rel:ilC!; only to Ille Item! le$1ed ana ~Y na111e· ~produc<!d In any form wllhOUl th1.> expres• 

written appl'O•al or EMSL Anelyftc:il. Irie. EMSL"& liability II' toinlled to thl' 0091 of ~na1ygr,. EiMSl Cl!!lll'S no ~~lblllly for !!<!mllle colle~llOn odlvhles or ::malytJcal 111ethod llmilatlons. 
1nte1pretation ~nd use Of 111$1 rHUllS :ir" the reSpOOSIOlllty Of 1119 Client 

lysis performed by EMSL lii<llB~pqjs {NVLAP ~1ll8-0) 

I 



I 
I 
I 
I 

3178033047 
PAGE 09/15 

EMSL Analytical 
2001 east 52nd St. Indianapolis, IN 46:?05 

cp:.°.~e:-~3~7!!~;~~: .~ F11x: ~~17~!;3047 .!'"ail: 1_~diana~Jislabfom::"tom 
5 2'&*14444¥• 

Attn: . Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Project Fort Sheridan Residences -111155.0001.001Bldg843 

Customer ID: 
Customer PO: 

Received: 

EMSI. Order. 

EMSL F'roj: 

Analysis Dale; 

Re?ort Date: 

VERS56 

09/02/04 9:15 AM 

160407555 

918/2004 

9/812004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

843-39/A FLOOR 
TILE 
16040755S.003S 

843-40/A FLOOR 
TILE 
11J0407S~5-0040 

843-40/B MASTIC 

Location Appearance 

Tan 

Non-Fibrous 

Homogeneous 

Brown 
Non-Fibrous 

Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Treatment 

Crushed 
MgJfed 

Crushed 
Melted 

crushed 
Melted 

% Fibrous 

No ti-Asbestos 

% Non-Fibrous 

100% Non-fibrous (other) 

92% Non-fibrous (other) 

96% Non-fibrous (other} 

Asbestos 

·%Type 

None Detected 

Not Analyzed 

8% ChrysotU!! 

4% Chrysotlle 

Not Analyzed 

Not Analyzed 

843-43/A FLOOR Tan 
Non-Flbr0us 

Crushed 
Melted 

100% Non-fibrous (other) · None Detected 

I J.E 
04075S5·00-S3 

843-43/B MASTIC 

llyst(S) 

HomogeneOtJs 

Black 

Non•Fibrous 
Homogeneous 

Crushed 
Melted 

97% Non-fibrous (other) 

or other approved signatory 

to maonific:iuon Ilrnibllan51n~-11~ PLM, ~-"eslos fib<Jrs In Clinlen<lcna below ine re011.111Q!l cap:iblluy or PLM ITlll)' nol be CletedC!d, Sempt.,... reported in; '<1 % or ocne de!r.o;ted 
requlNJ eC!diliOt1<1l 1estlng by TeM to conflnn es~~ quanot~s. "l'ne :ibolie test l"l>Qr1 re13IOS: only lo 11'1~ ltemg le:tod and m.oy not bl! tr.produced In MY fOttn wilhaul lh~ expres• 

wriltAn epl)(Ovol g( EMSL Analytle:JI, Inc;, EMSL'~ llsblffly is litJllleci to thto coal or <'l~lysfs. EMSL De.:JN: no mpan:;lbRlly for «impje eollecilon ~ellvl11ea or. ;inalytJC31 method Jimit;otJons. 
1n1erprc1<>11on and use of lesl n:sult9 are the respc>N:iblllty of the ~lien!. 

ysi~ performed by cMSL lndi<irispeli~ (NVu\P 11200166-0) 

I 

3% Chryscitile 

8 



I 
I 
I 
I 
I 

PAGE 10/15 

EMSL Analytical 
2001 Eut 52nd Sc., lndlanapolls, IN 46205 

Phone; (317} 803-:.?997 Fax: (317) 803-3047 
I ··-n· -·· ~''7F2 ;=e··+Mr;: .. ''ttWrtC t 

Emall: lndlanaeoHsl:.b@emsf.com 
nrd ti3 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: (630) 262-8555 

Project: Fort Sheridan Resld~nces • 111155.0001.001 Bldg 843 

= 

customer ID: 

Customer PO: 
Received: 

EMSL Order: 

EMSL Proj: 
Analysis Date; 
Report Date: 

veRsss 

09/02/04 9;15 AM 

160407555 

91812004. 

918/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R""93/116 Method using Polarized 
Light Microscopy 

100407SSS.Q044 

!$0d07SSS-0046 

843-47/A JOINT 
COMPOUND 
113040755$-0047 

843-47/8 
DRYWALL 
1 G"407SS5.0C68 

Location Appearance 

Brown/White 
Fibrous 
Layers:. 2 

Brown/White 

Fibrous 
Layers: 2 

Brown/Whl~ 

Fibrous 
Layers: 2 

White 

Non-Fibrous 

. Homogeneous 

Srown/White 

Fibrous 

Layers: 2 

Treatment 

Teased 
Crushed 

Teased 
Crushed 

Teased 
Crushed 

Crushed 

Teased 
Crushed 

Non.Asbestos 

.o/. Fibrous % Non-Fibrous 

20% Cellulose 80% Gypsum 

20% Cellulose 80% GyPsum 

20% Cellulose 80% Gyp3um 

100% Non-fibrous (other) 

20% Cellulose 80% Gypsum 

Asbestos 

% Type 

None Detected 

None ~tected 

None Detected 

<1% Chrysotile 

None Detected 

843-48/A FLOOR 
TILE 
160407~8 

White 

Non-Fibrous 

Crushed 
Melted 

100% Non-fibrous (other) NOf]e Detected 

t J-48/B MASTIC 
0407555-~~ 

I 
'alyst(s) 

. Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Crushed 
Melt8d 

9S% Non-fibrous (other) 

or other approved signat0ry 

e lo m;ognmcsuon "m11anons lnn901nt in PLM, astle5ta• 1'1!1!15 ll'I dim<lrla!OOS brolow Ille ~vuan C3p.ibWlty Df PLM rnsy l'IOt be oetectl!d. mp~ re~ ;a~ <1 % or nane deleelcO 
m:>y require .3ddlllonal tesling '1Y TEM lg confirm :i..-.b11StD9 flU'l"~Ues. Th!! 9boV@ le~ raPort rel"t~ oni)' to lhe llems le!:led and m:iy not lie reproduced In 9ny rorm wllhout lhto express 
wnuen ;opprowl Of t:;MSL AMI~~. Inc. EMSl..'8li8blll1y15 llmlted IQ tne <:Mt Qf anal~. eMSt. be~/$ no responsibility fat ;emple col~ron adlvmes or an::ilyl1ca1 mclhQd limll3llon~. 

retolion end U5e ar test regults <>re tile re~ponslbillly ol lhe CllMl. ' 

lysis ~rformeel by EMS~ IMtan.:ipoll& (WLAP il:>.Q01BB-0) 

•· 

2% Chrysotlle 



I 
I 
I 
I 

PAGE 11/15 
3178033047 

EMSL Analytical 
.:?001 E:ist '2nd St., lndl:inapoli!S:, IN 46205 

Phone: (317) 803-2997 Fal(: (317) 803-3047 Email; lndfanapolislab@cm&l.corn 
l-h~ ·=n:GZdomc··-- 4¥ix· ·&n=,.,.·-*== Si = 

Attn: Shaun Terranova 
Versar, Inc·. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268·8556 
Project: Fort Sheridan Residences" 111155.0001.001Bldg843 

• 

Customer 10: 
Customer PO: 
Received: 

EMSLOrder: 

EMSL Pm]: 

Analysis Date: 

Report Oare: 

a 

VERS56 

09/02104 9: 15 AM 

160407055 

9/8/2004 

9/812004 

Asbestos Analysis of Bulk Materials via EPA600/RM93/116 Method using Polarized 
Light Microscopy 

843-49/A FLOOR 
TILE 
16~0755S-OO<f9 

843-49/B MASTIC 
16'040755.5-007Cl 

160407555-0071 

I 
.1 
I 

Location 

lalyst(s) 

Matgaret Phillips (42) 

hard Harding (29) 

Appearance 

White 

Non-Fibrous 

Homogeneous 

White 

Non-Fibrous 

Homogeneous 

. Treatment 

Crushed 
Melted 

Crushed 
Melted 

"lo Fibr'Ol.IS 

Non-Asbestos 

% Non-Fibrous 

100% Non·flbrous (other) 

100% Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

None Detected 

Not Analy.z:ed 

None Detected 

Not Analyzed 

10 rnaanific;ollori nmi~dons ln~nt In PLM, ;osbestas fibl'!ll In d~ns!ons bc1GW uie ~utJon ~pebRl!)I of Pl.M may not be det~ed, 8.:lmplea reponed as <1 % or none detected 
m~y require £1domon~l testing by T&M lo i:a.llrm ssbr.;tos q11.1nllllea. The ~bOlll! lest report rtl•tl38 only lo 1he Uemi; les!e<I :ind ITlEIY nOI bA reprodu""o In 11ny fQrrn without llH! @xpt'9ss 
wtillr.:n aPOrO<r.JI of f:MSL Anal)llld. Inc. EMSL'• llE>blllly I• hmited ta th<;) cost of ~"8fys!S. EMSL lle~rs no r~ponslblllly tor mmple cofl@ctlon •~fvttles or iinelytlc:ll melhOd llmllaliOn;, 

I
. rpr~f;o!lon end US<l of test rcoulls are Iha responSlblllty Ol lh<i c;:tlenl. · 

lysi~ pel1om1ed by EMSL lndlenapelii; {NVtAP llW01 BS.0) · 

L -1 THIS IS THE LAST PAGE OF THE REPORT. 10 

I 



I 09/08/2004 15:17 7733130139 EMSL ANALYTICAL SERV PAGE 09 

Chain of Custody I 

•• I Please print all information legibly. 

Asbestos Lab Services Phone: (877) 888-3675 
Fax: (773) 313-0139 

http:l/www.emsl.com 

!Company: Versar: Inc. Bill To: Vetsar.nc. 

~ddrusl: 100 West 22nd Street Addressl: 100 West 22nci Street 

~ddres.r2: · Suite 151 Addrt!:rs2: Suite 151 I 
City, State: Lombard, Il, City, State: Lombard, IL 

!Zip/Post Codtt: 60148 Zip/Post Code: 60148 

Counlry: CoU11try: I 
Contact Name: Shaun Temmova Attn: Shaun Terranova 

Phone: 630-268~8555 Phone: 630-268-8555 

IF ax: 630-268-0555 Fax: 630-268-0555 
I 
I 

IE mail: .. Email: 

EMSLRep: Paul Nyfield r.o. Number: 

Project Name!Nu.mber: Fort Sheridan Residences - 11 USS.0001.001 ~UAR44 
u 

I MATRIX TURNAROUND 
0 Air 13 Soil D Micro~Vac I]) 3 Houi-s [116Hou~ Ci1 Same Day Dl 24Hours 

I - - or 12Hours* (1 day) 

[~ulk []Drinking Ell 48Hours ~2Hours D 96lloun 0 120H<>urs 
Water (2 days) (3days) (4 days) (5 days) 

I TEM AIR, 3 hours, 6 hours, Please i:all ahca.d to schedule. 'l'hcn: ls• tm:mlllill ch~tgc for 3·hono:-tnt, plemse all l-IJ00.210"3675 fOT price p~o~ to se.n~~,e 
samples. You wlU be asked to lllKft :m :iiatllorlzatlon fonn for tills service. A . _ ( ~ _ _ l ~l\ ~ 1 · •12 bour.i (most arrive by l t:OOa.m. Ma._ ·ll'ti.), Plca.'ll! Refer ta Pf!ICI! Quote ~().. ~ (:::.L~ 

0 Wipe D Wastewater [3 144+ hours (61 10 days) 

. l'.EM Ab: TEM WATER 

I 
0 NIOSH 7400(A) Cutse 2: August 1994 0 AHERA 40 CFR, Part 763 Subpart E 0 EPA i00.1 
00SHAwrrWA • 0NIOSH7402 0EPA100.2 
00ther: 

I ... ~~ 
I DEPA Point Count 

0 NY Stratified Point Count 

0PLM NOB (Gravimetric) NYS 198.l 

I D NIOSH 9002: 

0 EMSL Standard Addition: 

I D Quali.tative 

D Quantitative 

·I 

0 EPA Level ll Q NYS 198.2 

l'E.M..BJ11$. TEM.Micml'.ac/WiP,~ 

D Drop Mount (Qualitative)· 0 ASTM D 5755-95 (quan1alive method) 

0 Chatfield SOP ~ 1988-02 D Wipe Qualitative 

0 TEM NOB (Gravimetric) NYS l98.4. 

0 EMSL Standat;d Addition: XRi> 

0Asbcstos 

D Silica NIOSH 7500 

0 EPA Protocol Qualitative 

0 EPA Protocol Quantitative .OTHER 

D EMSL MSD 9000 Method fibccslgram 0 

I http://www.emsl.com/COCJ>rint.cfm?action=orint&SetviceCatSelect=3&LabsSelect=Chicasm.%?.O___ 8/30/04 



I 09/08/2004 15: 17 . 

I 

•• 

7733130139 EMSL ANALYTICAL SERV PAGE 10 

f\ l A~~ '1.oj _ ~ t-\s.\ . . 
/~t~~o~~~ 

Chain of Custody 

Asbestos Lab Services Phone: (877) 888·3675 
Fax: (773) 313~0139 

http://~msl.com 

Total Samples #:._-f@J~H---

. T'une:. __ C>""":_....30-....c..p::f"...._._....___ 

Time~----LJ_O ...... w.-;...,,.. Q\-~~-
Time:. ________ _ I Relinquished: 

· Received: _____________ __.Date:_· __ _....__, __ Time=--~-'-----

i 1....-SAM--PL-E-NUMB--ER ........ ...-----SAMlP' ...... ....._L-.,E-DES_C_R_IP_T_l_O_N ... IL-O-C_A_T-10-N-----....--VO-LUME--i-h ........ 1-ica-b-le-

\c;>'; ~ .C.t ..\- \,\\('lv'As--n'c._ -~ ~ 

l µ.::=.~--~O~o:::...J __ --1-----~--------~'~~~~!:.1.......t:::!i2!::~~~~-----------~..........J 
-~~ 

S"4- J;.\ -oo~ . 

I -003 

I EH -..oo~ 

I 
8'1 -DO°S> 

$ 

I 

I 01 -co 

I e,4. --010 

I ~4 -or 

I s 
6 

\( 

u 

\.. c.. r 

\\ ' ' 

I\ 'c 

I 1---~;::;....;....;...... __ ..__ _______________ ~~~L-!..--~.-L--__;, ______ ..,.......... __ _J 

I 

I http://www.emsl.com/COC_Priiltcfm?action=orint&ServiceCatSelect=3&T.ahsSelect::Chic~i:r~ %?.O . ~/10/M 



I 09/08/2004 15:17 i'.733130139 EMSL ANALYTICAL SERV PAGE 11 

I 

•• 
Chain of Custody 

Asbestos Lab Services 

I Please print all information legibly. 

Client Sample# (s) . . --·------

IRelh>qWshed: ~~Datt: $1\6'-l 
Received: ' ate:. _____ _ 

I Relinquished:. ______ ~ ___ Date:,~-----

Received: --------~-Date: ........ _--'----

I SAMPLE NUMBER 

I <34Y -o\S 

5tl4 -o\\o 

I -0\"1 

I ..... 01e 

-Ol4 

I 8'ilf -o~o 

I f>t.t .:.oa) ·· 

I 
~;) 

SAMPLE DF.sCRIPTION/LOCAnON 

~~~-~ 

\( . I I 

.... (t 

.. ' ' 

'' \A 

u t ( 

,, t ~ 

\ \ (I 

--
\_ l 

I·' I ' 

Page~f·2" 

2444 W. George Street 
chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

bttp:/lwww.emsl.com 

Tot.al Samples#:. ___ _ 

· Time:._~---'----

VOLUME if a lie.able 

~tbq 

I http:/lwww.emsl.com/COC_print.cfm?action=print&ServiceCat:Selcct=3&LabsSelect=Chicago, %20... S/30/04 



I 09/08/2004 15:17 7733130139 EMSL ANALYTICAL SERV PAGE 12 

:. Chain of Custody 

Asbestos Lab Services 

tlease print .all .information legibly. 

Client Sample ft (s~-:_ . ·- . 

11\elinqdished' ~iwl., Date: ~µ.1\0.,i 
Received: ate: ______ _ 

IR~linquisbed: ate:, ______ _ 
Received: 

SAMPLE DFSClUPTIONILOCATION 

II 64 -D~ 

6'-i~ -o S). \' 

I ~ - "'-0~ 
~ I 

I 'L\ . I \. 
\' 

I 
I 

ll \l ,., 

I 
I 8'-flf-O..S 

I 
e~tt-oyo 

fJ-f'-f - tYf 

I\ \I 

ll " 

I 
I 

SL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

Phone; (877) 888-3675 
Fax.: (773) 313-0139 

http://www.emsl.com 

Total Samples#:, ___ _ 

Tune: 3:~ 
Time: ______ _ 

VOLUME it a licable 

.-

I htto://~ww;ems].com/COC Print.r:fm?sir.tinn=nrint.Rr~P.MF;r,..r:it~P.IPrt:::1kT .:ih~~PlPrt::f'hil"::.a~ Cf,,')() R~f)/04 · 



I 
09/08/2004 15:17 7733130139 

EMSL Analytical,Jnc. 
2444 W. Georg9 Stroot. Chicago, 11. 00~18 

3) 313..0099 Fax; 3 :113-0139 E.mall; ChiC.."1 ala msl.eom 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268·0555 Phone: (630) 268-8555 · 

Project; fort Sheridan Residences -Bldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: 
Customer PO: 
Received: 

EMS.LOn::ler: 

EMSL Proj: 

Analysis Date: 

Report Dale: 

VERS56 
Bldg.844 

09/01/04 10:00 AM 

260402611 

9/7/2.004 

917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

N2n·.Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Unit B 1st Floor Black Dl!:solved 100%· Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Unit D 1st Floor Black D!ssolved 100% Nein-fibrous (other) 

Non-Fibrous 
Homogeneoue 

Unit D 2nd Floor Blacl( Dissolved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Sandhl Sobrl110 
or other approved signatory 

PAGE 08 

Asbestos 

o/o Type 

None Detected 

None Detected 

None Detected 

oue to magnlfte.3Uon limit3U~ lnhi!tt!il In PLM, ;:i:;be.,!Qs flb91'$ In d1mem;lon& below me resolution capalllllly of PLM may not b<!J dotectcd. Sani;ile$ 1'8Pt:Jr1ed es <1 % or none Oelected 
"""Y ulre dltlonei.testlng by TI:M lo connnn sllbestos qL1BnUlles. Tl'le :1bo~e ~ tepo<t "'lotre; cnly to t~e I tame tasled and may not be reproctuced In eny r-orm wt th cut the ""~-I' 
Wfltt eppro I Of EMSL Analytical, Inc. EMSL's ll:1blllly Is limited tQ the ~QI'\ !II sn9f)o;ls. EMSL bears no responglllllltyfor sa~le collec!ion ~t!lw1110$ Qr !lnal)'lli;al methcxf llmltstlons. 
lnle Uo lld use af test result• are lhe •<JiPQnslblllly of Iha c:llei>L 'tne test rl!!ult!I contained \lollllln this tcpa~ m~ lheo 11Jqulre1'118nt& or NELAC unless otlierwlse no~. 

perf b EMSL Chleaao /NVlAP ·200399-0). TOH Liem.~"' «!0.0<$9 

THIS IS THE LA.St PAGE OF THE REPORT. 7 



I 
09/08/2004 15:17 773313013'3 

EMSL Analytical, Inc. 
2444 W. Goorge Str«>t, Chicago, IL 60613 

Phone: (773 313-0099 fil!x: l173 313-0139 Email: 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 6{)148 

(630) 268-0555 . Phone: (630) 268-8555 

Fort Sheridan Reslden~s ·Bldg:8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: 
Customer PO,: 

Received: 
EMSL Order. 

EMSLPrcj: 

Analysis Date: 

Report Date:, 

VE::RSS6 
Bldg.844 

09/01/04 10:00 AM 

260402511 

9/7/2004 

917/2004 

Sandra Sobrino 
or other approved signatory 

PAGE 02 

oue to =gnlfi~flgn llmlt9~on& Inherent In f'LM, es!lestos fibers In dlmc~slons bslaw the resolution capablllly of PLM may nol be detected. Serrpies repcrteci ~$ <1 ':' 0r ngns delecled 
may quire llloMI lestlng by TEM la ainflrrn s&best01 quanllUea. ·TM eboYe lest report mlAt~ Qnly lg the Items lested and rmy not tie. rapraducAd In 11ny lorm v.1tnout 1~ ~pre".& 
w~ll ~ppr I of IOMSL. An(olylli:8J, 111~. EMSl'e llabilil!l IS Umlled lo lhe cast af AnlJIY&J~. EMS~ tJeeJ'll no respamlblllly for s::impl"' coll9oll•;m e~NllleB or enalyll~I melhOd llmlto>Ucns. 
lntc l:itic nd ua or lest results ere the re:!pOMlblllly Of the dl.,,,t, Th~ 1es1 resulla contained Wittlin this l'l!parl mcct lhA r9qv1remmts or NELAC unless otherwl::a no11od, . 

Ana d ~y EMSL Cllle<190 [NV~AP ·2003~ • TOH Ucense '3!Hl2B9 
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EMSL Analytical, Inc. 
2444 W. George Street, C"lc~go, IL 60618 

PMno: 773) J1~099 Fax: 773 31:M113.9 Emall: chlca ola Gll1$l.eom 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
.Suite 151 
Lombard,·IL 60148 

Fax: (630) 268-0555 ., Phone:. (630) 268-8555 

Project: Fort Shitrldan Reslderices -aldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer 10: VERS56 

Customer PO: Bldg.844 

Received: 09/01/04 10:00 AM 

EMSLOrder: 260402811 

EMSL Proj: 

Analysis Date: 91712004. 

Report Date: 91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non·Asba&tos 

Sample Location Appearance Treatment % Fibrous % Nori-Fibrous 

844-005/Bsaeboard Unit B 1st Fl. Tan Dissolved 100% Non-fibrous (o\her) 

28040261 HJOOS Kitchen Non-Fibrous 
Homogeneous 

844-005/Mastic Unit B 1st Fl. Yellow Ois$Olved 100% Nan-fibrous (other) 

250402~11-11046 
Kitchen Non-Fibrous 

Homogeneous 

844-006/Baseboard Unit C 1st Fl. Tan Oiseohied 100% Non-fibrous (other) 

28040281 HJ006 Kitchen Non-Fibrous 
Homogeneous 

844-006/Mastic Unit C 1st Fl. Yellow Dissolved 100% Non-fibrous (other) 

2GC40261 f-0047 Kitchen Non-Fibrous 
Homogeneous 

PAGE 03 

As!2~~os 

% Typo 

None Detected 

None Detected 

Nono Detected 

None Detected 

~ 844-007/-Tlle Unit A 1st Fl. Gray Oisao111ed 100% Non-fibrous (othl:lr) None Detected 

260A02811·0007 Bathroom Non-Fibrous 
Homogeneous 

~ 844-007/M•"'' 
Unit A 1st Fl. Black Dissolved. 95% Non-fibrous (other) 5% Chrysotue 

2G0402Gl1-0046 
Bathroom Non-Fibrous 

Homogeneous 

844-008/Floor Tile · Unit 8 Under Gray Dissolved 100% Non-fibrous (other) None Detected 
Stairs 1st Floor Non"Fibrous 

Homogeneous 

844·008/Mastic UnitB Under Not Anal'J'%ed 
Stairs 1st Floor 

Sandra Sobrino 
or other approved siQnatory 

Due to megnlftcatton llmltefions lllherenl In PLM, :1s~stos fl bet$ In d1rnan&lons below the re90lut1on cepablllly ar PLM m1y not bllt dvleded. Samples r!llloned eg <1 % or none detected 
mllY ulre dll~ ·testing by TEM to coofirm esbestas quan~tles. Tiie above l~ report ml<itv;; gnly to the ltOOlll tested and tray nal lie lt!pradueed Jn ;:iny form wlfhQUI tile 9xpr~sa 
wrlll ~PP I ot EHIASL A.n!>lvtical, Inc. EMSL's fiablllf~ Is llmffed lo the c= of """'%1$. liMS~ bears no reapanslblllly for 5.!!ll'llple coll~llan ;;iclhiltles or snelyUcal melhOd llmllaUons. 
1n1 !llUon nd use or test results 11re !he resparu:lblllly of the dlcnt. The tll&t results contained wtlhln tnts repor1 meet llir. rr.qulr"""-"1ts of NELAC unless otner\lolse naled. 

pi:rf d by 'EMSL Chicago (NVLAI' -2003811-0 • lDH license 1130.0289 
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EMSL Analytical, Inc. 
2444 W. George Street, Chlc:'.IQQ. IL 60618 

. Phol'lci: {ns) 313-0099 Fax; 773 313..013\l Email: chlca otab omsl.CQm 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Shorl~an R~sldences -Bldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: VERS56 
Customer PO: . Bldg.844 

Received: ()9/01/04 10:00 AM 

EMSL Order. 260402611 

EMSL Proj: 

Analysis Date: 91712004 

Report Date: 9/7/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy · · 

~o!J-~Q~~S2~ 

Location Appearance Treatment % Fibrous o/o Non-Fibrous 

844-009/Floor Tile Unit C2nd Fl. Gray Dissolved 100.% Non-fibrous (other) 

26()4.0281 f.IJ009 Bedroom Non-Fibrous 
Homogeneous 

844-009/Maslic UnitC2nd FL 

'.61'40'.011-0050 Bedroom 

844·01 O/Floor Tile Unit A Hallway Beige Dissolved 100% Non-fibrous (other) 

260402611~10 Non-Fibrous 
Homogeneous 

Unit A Hallway Black Dissolved 97% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Unit A 1st Fl. Black Dissolved 100% Non-fibrous (other) 
Living Room Non-Fibrous 

Homogeneous 

Unit B 1st Fl. Black Dissolved 100% Non-fibrous (other) 
Living Room Non-Fibrous 

Homogeneous 

UnilC 1st Fl. Black Dissolved 100% Non-fibrous (other) 
living Room Non-Fibrous 

Homogeneous 

Unit A 2nd Fl. Tub White Dissolved 100% Non-fibrous (other) 
Non-Fibrous 
Homogeneous 

Sandra Sobrino 
or other approved signatory 

PAGE 04 

Asbestos 

o/o Type 

Nooe Detected 

Not Analyzed 

None Detected 

3% Chrysotlle 

None Detll!cted 

None Dete<:ted 

None Detected 

None Detected 

Due IO magnlfl~tion llml;\tlgn; lriherent In Pt.M, a81Jeatca Pl>enl In dimenSlons below lh~ nl;olulh;in <;apabUlty of f'lM may nol be deteded. S:lfllJ111$ reported a& <1% or none detected 
ITl9Y Ire monet leallng by TEM ta confirm MbMIO!: quan11Ull$ The sbO'>IEI test reP011 relates only Ill Ille Hemi; les!i:d ;;nd may nQI be reproduced In any form w«"°"' tlWI Axpn;iss; 
wrftte af EMSL Matytl~. Inc. 9.181.'& ll~blllly Is llmlted to !he cos! ol aMIJ!llS. EMSt """"" ""n.>$pOl1slblllty ror samiite collectlon aetlvitl~ o.- """lytl=I method llmnauoiis. 
lilte nd uM! of leo;t ~Ito <1re the responSlblllty o! Ille Client. Tiie IMI _,,us cant.l"'ld within 1h15 report meet the requlremen~ Of NBAC ...,1~ othervifee notl!<l. 

ENSL Cltl.:3gO (NVLAP .2QQ39g.()), TDH License 1130-0289 
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EMSL Analytical, Inc. 
2444 W. George Street. Chle;:igo, IL 60618 

Phono: 1na1313-0099 fax: n3 :J13.C)139 Em'lil: chic., ol;ib emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridl\n Residencas ·Bldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder. 

EMSLPro]: 

Analysis Oste: 

Report Date: 

VERS56 
Bldg.844 

09/01/04 10:00 AM 
260402611 

9/7/2004 

9/7/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatme11t % Fibrous o/a Non-Fibrous 

Unit a 2nd Fl. Tub Whlta Dissolved 100% Non~fibrous (other) 

260402611-001, Non-Fibrous 
Homogeneous 

Unit C 2nd Fl. Tub White Dissolved 100% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Unit A 2nd Fl. Gray Teased 15% Glass 5% Non-fibrous (other) 
Bed Rm. Fibroua BO% Cellulose 

Homogeneous 

Unit B 2nd Fl. Gray Teased 15% Glass· 5% Non·flbrous (other) 
Bed Rm. Fibrous 80% Cellulose 

Homogeneous 

Unit C 2nd Fl. Gray Teased 15% Glass 5% Nori-fibrous (other) 
Bed Rm. Fibrous 80% Cellulose 

Homogeneous 

Unit A 2nd Fl. Gray Crushed 10% Cellulose 88% Non-fibrous (other) 
Bath Rm. Non-Fibrous Teased· 

Homogeneous 

Unit A Mechanlcal 
Rm. 

Unit B Living Rm. 
' 

S;;mdra Sobrino 
or other approved signatory 

PAGE 05 

Asbestos 

% Type 

Nooe Detected 

None Detected 

None Detected 

NoM Detected 

None Detected 

2% Chrysottle 

Not Analyzed 

NotAnaly;i:ed 

Oue ta magnlncauon llmltatlona rnnerent In PLM, 3!1bstcs fibers il'I dlM01'1~°'1$ b~IQW the resoMIQfl capetJilllY or PLM may not be detected. &1T9les reported u <1 'l(o or none dele<:ted 
may i Quire IUOl'l.11 losHng by TEM la ccnnrm ;i~IHRQi qwntltlell. The abe\'e te!l1 report relates a~ly to the llems IMt<!d ~nd ""'ll nal b<l n;>pl'QdVO!ld In any f'Drmwunout tile ei<press 
wrttl ~ppra ~I af EMS!. Ansl:t1h:al, Inc. EMSL's llablllly I& lmltecJ IC> tne cost Of analysis. EMSL be:;i"-' nq rci;ponslbUlty for 681111lle conecuon actlll1tle or snalyll~l in!ll'IOd lln"ll<!lh:ms. 
lnte U nd use Of test results ere tile responslblllly tJI the dtent, Th~ tci;1 nr..u11$ c;otllalned \Mtllln 1nl11 repor1 meet the reQtJlremenls or NELAC uni~ ot~s""1se flOll!d, 
Arl;l ~ p by.EMSL Chicago (NVLAP -200399-0J, TOH License 113D-02B!l 
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EMSL Analytical, Inc. 
2444 w. Geor510 St~Mt. Cnlcl'lgO, IL 60618 

F'hona: 773 313.QD!l9 F~uc 773 313•0139 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, I~ 60148 

Email: chlcagolab emsl.eom 

Fax: (630) 2613-0555 Phone: (630) :.!.66-8555 

Project: Fort Sheridan Residences -Bldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID; 
Customer PO: 

Received: 

EMSLOrder: 

EMSLProj; 

Analysis Date: 

Report Date: 

VERS56 

Bldg,844 
09/01/04 10:00 AM 

2604,02611 

. 91712004 

91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non·A!:bestos 

Location Appear.in~ Treabmmt % flbrou9 % Non-Fibrous 

S44-023 Unit C 2nd Fl. 

2$0.102G1f-00~3 Bed Rm .. 

844-024 Unit D 1st Fl. 
260402611"1)024 Kitchen 

844-025 Unit E 2nd Fl. 
26Q.102611-0025 9ed Rm. 

844-026 Unit F 1st Fl. 

260402611·0026 Kitchen 

844-027 Unit A Bath White Dissolved 100% Non-fibrous (olher) 

260402611-0027 Non-Fibrous 
Homogeneous 

844-028 Unit B Bath ·white· Dissolved 100% Non-fibrous (other) 

'.60402611.oo?,B Non-Fibrous 
Homogeneous 

844-029 Unit C Mech. White Dissolved 100% Non-fibrous (other) 

2Gll4021S11-002$ ·Non-Fibrous 
Homogeneous . 

PAGE 06 

A!:bestos 

% Type 

Not Analyzed 

Not Analyzed 

Not Analy.i:ed 

Not Analyzed 

None Detected 

None Detected 

None Detected 

• -030 
Unit A Entry Grayrran Dis solved 98% Non~fibrous (other) 2% Tnimollte 

260402511-0030 Non~Flbrous 
Homogeneous 

Sandn;i Sobrino 
or other approved signatory 

Due lo magnmc:suon llrnt:lllons inhdM! In Pl.M. 9Sbaslos nbera In dimengJiing belDW Ille resaMlon ~~blllty of Pl.M may not be Cletected. ~mples re~~,;; <1% or nQl19 detected 
m:iy r ulr>J d1llo11E1l t'3Sllng by TEM ID cannrm asDestO! qU3nUUes: TM =ibavc tR!O! rRPQrl relt1lfJ8 llf1lY to t1l8 ll!!ITl!I ~led 11nd M:l.y not b" '"praduclld tn r;inyfomi wnnout lh~ expre~ 
writ! Appro I of EMSL Aoolytlcal, Inc. EMSL's llabntly I! limited ta the cost Qr EinBIYlila. EMSL t>eera no n!laponslb!llly !Cit s:.11l'fe collei;!IQ!l ~Mlle& or anafytlcal me111D!l llml1:!Uon~. 
In! tall nd use Of te!l results are the ~!:ibllHy of the Qtlent. The .teal results conl.!lnl!d Within thl~ report IT<.161 1'111 requirements or NEIAC unle.!s clhetwt~ naled, 

~ by·SM31. Chlc:ego (NVU\P -200399-0), TOH Ucon= #3Q.Q?.S9 

5 



I 
09/08/2004 15:17 7733130139 

.. 
EMSL Analytical, Inc. 
2444 W. Goorge Stre9t, Chlengo, IL 60618 

Phone: (773 313..00951 Fax: 3 313-0139 Em~ll: 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) :ZSS-0555 Phone; (630) 26s.8555 

Project: Fort Sheridan Residences -Bldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: 
Customer PO: 

Received: 

EMSLOrder. 

EMSL Pro]: 

Analysis Date: 

Report Date; 

VERS56 

Blclg.844 

09101/04 10:00 AM 

260402611 

917/2004 
9/7/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location Appearance 

Unit B Entry 

Unit C Entry 

Unit A Rear l:ntry Gray/Brown 

Fibrous 
Heterogeneous 

Unit B Rear Entry Gray/Brown 

Fibrous 
Heterogeneous 

Unit C Rear Entry Gray/Brown 

Fibrous. 
Heterogeneous 

Unit A Back of 
Bldg. 

Unit B Back of 
Bldg. 

Unit C Back of 
Bldg. 

Black 

Non-Fibrous 
Homogeneous 

Treatment 

Crushed 
Teeaed 

Crushed 
Teased 

Crushed 
Teased 

Dissolved 

Non-Asbestos 

":"o Fibrous % Non-FTbrou$ 

60% Cellulose 40% Non-fibrous (other) 

60% Cellulose 40% Non-fibrous (other) 

60% Cellulose 40% Non-fibrous (other) 

97% Non-fibrous (other) 

Sandra Sobrino 
or other approved signatory 

PAGE 07 

Asbestos 

% Type 

Not Analyzed 

Not Analy;ied 

None Detected 

None Detected 

None Detected 

3% Chrysotlle 

Not Analyzed 

Not Analy;ied 

Due to M:Sgnlfic:illon llmllollO!Y: lnilel'Cnt In PLllA, ;i&besto& flbara In d1men81ons belaw lhe re!!Olutlon ea~blllly of Pl,M m;iy 11ol be detected. Samples reparted as <i % or none c!elecled 
mey r quire dltl0081 tesUn11 by TEM to connrm ssllestos CIU311t1Ue~. TM above tnsl ~ rel9tes oofy lo the Items tetlled and msy not bl! ~~ In Any lorm >1AthQ1.1t t~ express 
wrlti appro I of EMSL Anal)'li~l."lnc. EMSL" Uablllly Is llmHcd to the coil of analysis. EMSL bears no responslbtllty ror s:impl" call'lCIU:in <il;tl'Wltle& or ens1yuca1 memoa UIT'it:iUon$. 
lnte au /Id ~se of le$! t~lls ""' lh<:l n>:".poni:lblllty ol lhe c:Uent. TM le91 resuns contalnec! within 1111!'; tOpcil moot the r<Jqulr81118111S al NEl.AC unle~ otnerwse noted. 
/I.rial B perl med llY EMSL Cl!lca o NVU\P ·20o:!99-0), TOH Llc;m!"l #30.0:).S~ 
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I Pagel of 2 

Chain of Custody EMSL Analytical, lnc. 
200 I E.ist S2nd Street 

tnc.lianapolis, (N 46205 ·~ 
Asbestos Lab Services Phone: (317) 803-2997 

Fax.: (3 t 7) 803-3047-
http://www.cmsl.com Please print :ill information legibly. 

Vec-~arlnc. Bill To: Vcrsnr Inc. 

100 West 22nd Street Address I: 100 West 22nd Street 

Suite 151 Address2: Suite IS I · 
it)', Stale: Lombard, IL City, State: Lombard. lL 

ip!Post Code: 60148 Z1'p!Post Codi!.: 60148 

Country: 

ontact Naml!.: Shaun Terranova Attn: ·Shaun TetTanova 

630-268-8555 Phone: 630-268-8555 

630-268-0555 Fax: 630-268-oS55 

Ema.it: 
Paul Nyfield 

roject Name/Number: Fort Sheridan Residences - 111155.000LOOI 

b Air 

MATRIX TURNAROUND 
0 Soil D Micro-Vac 0 3Hours 0 6Hours D Same Day 0 24Hours 

~ 

or 12 H(>Urs* (lday) 

~Bulk 0 Drinking 0 48 Hout"S ~2Hours 0 96Hours D ~20Hours 
Water (2 days) (3 days) (4 days) (Sdays) 

D Wipe 0 Wastewater D 144+ houl"s (6-to days) 
~M AIR, 3 hours, 6 hours, Pl~ase call ahead CO siehc~fole. There Is a premium ehll!!"gl!! Cor 3-hour tat, pletil!! call l-ll00·2.20·U75 (or price prior to Kndlng 
In pies. You wlll be i\Sked lo sign an alithorlzalloli Conn for tllls sen-i.ce. ' ._ 

•u hours (mwt arrive b1 ll:OOa."'. Mnn -Fri.), Ple:ase Refer to Pri.:e Quote °A-IACiua-ZJL t2:A.cJ-lfS:A U..1..> .. .l:;i.l Post~ 

I 

NY Stratified Point C(lUnt 

PLM NOB (Gravimetric) NYS 198.1 

NIOSH9002: 
EMSL Standard Addition; 

I.EM Air I_f;M WATER 

0AttERA 40 CFR. Part 763 Subpart E DEPA 100.1 

0NIOSH7402 OEPA.100.2 
0 EPA Level lI 0 NYS 198.2 

:IEM BULK TEMMicrorac/Wjpc 

0 Drop Mount (Qu:ilitativc) 0 ASUVI D 5155-95 (q1.u11113llve method) 

0 Chatfield SOP - 1988-02 0 Wipe Qualitative 

0TEM NOB (Gravimetric) NYS 198.4 

D EMSL Standard Addition: ~ 
DAsbestos 

PLMSoil 0 Silic~ NrOSff 7500 

0 EPA Pro.~o( Qualitntivc 

0 EPA Protocol Quantitative PTHER 
D EMS[. MS,D 9000 Method filli:r~llJ!rn111 D 
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1· 
Chain of Custody 

PAGE 05/0'3 

Page 2of2 

EMSL Analytic:al, Inc. 
2444 W. George Street 

Chicago. IL 60618 •• I Please print all information legibly. 

Asbestos Lab Services 
A-f1AEtu 'i.tuL llSA ~fo5ke. 

Phone: (877) 888-3675 
Faic: (773) 313-0139 

http://WV1w.emsl.com 

Client Sample# (s} - . 

I lldtnqulshed: M-tw--- ~()...uc:rC/7.u.t.: #</ . 
Received: ,.,,.~~ Date: '1- 3- O 'I 

Total Samples#: ______ _ 

I Relinquished;_· ~---------~Date:__. ____ _ . T'lDle: ____ ~-

Received: _______ ..__ ___ Date: ___ _,_ __ Time:· ------
I SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION · VOLUME it a licable 

I '64 -tot 

I 
t:o-i. 
,::6.3 

I <6 i.-\ 4 - l=- D 14 

I ros •· 

t=ol.P 

I ~L-\ S- FOl 

, I \:D<6 

I 
Fb'\ 

I 
I 
I 
I 

IU:U\/l'M. 
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EMSL Analytical 
2001 East 52nd St., lneli;in:ipolis, IN 46205 

Phone: (317) 803-2997 Fax: (317) 803-3047 Email: lndi:anapollslab@emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Fort Sheridan Residences" 11.1155.0001.001 844/845/846 

Customer ID: 

Customer PO: 
Received: 

EMSL Order; 

EMSL. Proj: 

Analysis Oate: 

Report Date: 

VER$56 

09103/04 10:25 AM 

160407568 

9/9/2004 

9/912004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location 

1604Q756B·0001 

1601'07558-000G 

Appearance 

Brown 

Fibrous 
Homogeneous 

9rown 

Fibrous 
Homogeneous 

9rown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Non-Asbetotos 

Treatment % Fibrous % Non-Fibrous 

Teased 95% Cellulose 5% Non-fibrous (other) 

Teased 99% Cellulose 1% Non-fibrous (other) 

Teased 99% Cellulose 1 % Non·fibrous (other} 

Teased 99% Cellulose 1 % Non-fibrous (other) 

Teased 99% Cellulose 1% Non-fibrous (other) 

Teased 99% Cellulose 1 % Non-fibrous (other) 

Teased 99% Cellulose 1 % Non-fibrous (other) 

PAGE 02/0'3 

Asbestos 

'Yo Type 

None Detected 

None Detected 

Non~ Detect&d 

None Detected 

None Detecb~d 

None Detected 

None Detected 

Brown Teased 99% Cellulose 1 % Non-fibrous (other) .None Detected 

alyst(s) · 

Craig Nixon (9) 

I 

Fibrous 
Homogeneous 

l.l.1 /. i_.i"'' 
\_) 

or other approved signatory 

Due 10 m~nificslion limiLBUorr.i innerent In PLM, e&lleslos Dbers In <llmenslOOa Delow me reao1uuon capebUlly of PLM may not be det~cted. Sample; repgr1ed as ""1 % or none dete<:t8d 
m~y reQulre ad<lltlooel testing by TEM to confltm a5bo;to; q11<1nttdcs. ~ ;ibovt; lc$l rcpart rel<>tc~ only lo the Uems t~ted and 11111y nol be reproduced in :iny form without lhe expoe~ 

ritton Cl'PfOv:tl or EMSL l\ool~lc:il. Inc. EMSL's: n:it11111y Is llml!ed ta Ille CD!!I Df 3n:&lygls. EMSL Dears no raspDl"lslDlll1y for esmp1e collectlcn &e1Mlles or an3ly11cal method llmlUitJons. 
lerprel~lion and~ or test resull!I sre U'le responsibRlty 0( the Clil'fll, 

ns1ys1s i>el1"ormed bl' EMSL lndJanaPO/l9 (NVLAP 112ooiee-oi 

r-1 
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EMSL Analytical. 
2001 E'.!l$1 52nd st., lndlanapotiS, IN 46205 

PhOno: (3171 BO:i-2997 F3lC: (317)803.-3047 Email; tndian;ipollslab@emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phom;i: (630) 268-8555 

Fort Sheridan Residences - 111155.0001.001 84418451846 

Customer ID: 

Customer PO: 

Received: 

EMSL·Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407568 

919/2004 
9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location 

alyst(s) 

Appearance 

Brown 

Fibrous 
Homogeneous 

Treatment 

Tease<! 

Non-Asbestos 

O/o Fibrous "lo Non..fibrous 

99% Cellulose 1 % Non·fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

None Detected 

Due lo megolQcatlOO Pml19UOn6 lntierent In P~~. Cl!'li961Q$ nbarli In dlment;ioru; b'l:iow thJJ re;alutlan CAp•blllty DI P~M m;>y nal bl! dl!l..,.,h;d. ~mplrs n:portl)d A$ '"1 It. QI'~ d~l~d~d 
r=y ~u1n: oddillan:>l lMllng by TEM lo eot1firm ssbeslos qusftb'ties. Tiie above lest reparl relates only la the Items tested and may not be reprac!Uced In· any form Without tile expres~ 
Written approval or EMSL Arial;'llcal. Irle. EMSL's llstiPity 15 ~rnlled to the roo;I ot <1!1<'l~ts. EMSL ~1'$110 "lSP<l'lSl~llity for 5e1mple c:ollel;(lon ~clh1l1:1e& or ~11i>i)'ll~<1I method 1im11a11ons. 
lnterprel<illQn erid ~ Df ICl;I rr,$ull?; ;111:: ih(! rl'.':'.pan::ibollty af thr. dir.nl. 

An~IY!'I• pr.rlormr.d by EMSL lndl.,nopoll• (NVLAP #200188•0) 

THIS IS THE LAST PAGE OF THE REPORT. 

I 
2 



I 09/08/2004, 19:46 7733130139 EMSL ANALYTICAL SERV PAGE 09 

Page 1of2 

I 

•• 
Chain of Custody 

Asbestos Lab Services 

·0~1,tS" rJ.16¥ll•\£. 
-0'-' E~~ 

2444 W. George Street 
. Chicago, IL 6061 B 

I Please print all infonnation legibly. 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://www.emstcom 

I 
I 
I 
I 
I 
I 

',CQmpany: Versar Inc. Bill Ta: Vcrsarlnc. 

IA.ddrusl; 100 West 22nd Street Address I: l 00 West 22nd Street 

~ddress2: Suite 151 Address2; Suite 151 
City, State: Lombard, IL City, State: Lombard, IL 

'fZ.ip!Post Code: 60148 Zip/Post Code: 60148 

Country: Country; 

Contact Name: Shaun Terranova Attn: Shaun Terranova 

Phone: 630-268-8555 Phcne: 630-268-8555 

Fax: 630-268~0555 Fax:. 630-2681'0555 

lEmail: Email: 
EMSL Rep: Paul Nyfield P.O. Number: 

'.Project Name/Number: Fort Sheridan Residences • 111155.0001.001 · ~C(,'-\;~ 
v . 

MATRIX TURNAROUND 
CJ A~ CJ Soil 0 Micro-Vac [3 3Hours [J 6Hours Cl Same Day . 1 or 12 Houn* 

jg'BJJIC Cl Drinking D 4S Hours ~2Hours D 96Hours 
Watei: (2days) (3 days) (4 days) 

OJ 24Hours 
(1 day) 

0 l20Hou.-s 
(S d11YS) 

o"" lipe 0 W astewatet" D 144+ hours (6-10 days) I TEii[ .ut<, 3 bou.., •-~,Pl~~""'''~' " ...... ,. T .. ~ b • ...,.,_ "''"" ~. 3-bou• w, -all 14..,...._,..,, fw f"" p•w h ~""' 
~amplu.1 },"011 will 1f)e ASlo::ed f<' sign l'llJ llmthorlzatlon ronu for this Scrtice. /\. . __ l ~ 2.t. £A...C.!- \;\ 5 At 1 •12 hourls (must arrive by U:CIOa.m. Mon -FrL), Plea.~e Refer to Price Quote /~ O ~ ~e_. 

M l Air n.M.Mi: l'EM WATER 

I 0 NlOSH 7400(A)b.rue2: A.1J*11n 1994 OAHERA 40 CFR, Part 763 Subpart E 0 EPA 100.1 

QoSHA wrrwA ONIOSH 7402 DEPA 100.2 

0 Ot er: DEPA Level II 0 NYS 198.2 

I L u l];M BULK l:EM Mic;rcmc:/WiJ,tG 

EejA 600/R-93/116 • 0 Drop Mount (Qualitative) 0 ASTM D 5755-95 (q1•~n1=it\11e me1hod) 

I D EPIA Point Count 0 Chatfield SOP~ 1988-02 0 Wipe Qualitative 

0 wJ. Stratified Point Count 0 TEM NOB (Gravimetric) NYS 198.4 . 

0 PLlM NOB (Gravimetric) NYS l.98: l 0 EMSL Standard Addition: . XRll 

I 0 NibSH 9002: EJ Asbestos . 

0 E SL Standard Addition: ~.M..sml 0 Silica NIOSH 7500 

....... ~.,..,.·r • .oJ:.J.ulk DEPA Protocol Qualitative I D QJJalitative DI EPA Protocol Quantitative P.IJiE.R 
D Q antitative GI EMSL MSD 9000 Method flbcrsJgr:un D 

I 
I http:/ www.emsl.com/COC_Print.cfm?action:::;print&ServiceCatSelect=3&LabsSclect=Chicaf;!0.%20... 8130/04 



· 1 09/08/2004 19: 46 7733130139 EMSL ANALYTICAL SERV PAGE 10 

~~ u..~ ~ \t\~ . ~~o-~~~ I. Chain of Custody 

I .. . Asbestos Lab Services 

I Please print all information legibly. 
~4S" .. c43 Client Sample# (s) 9) c..\ ~ .. OC) 1 .. 

I Relinquished: ~D...UA--\~Date: ~~~~a: Received: 

I Relinquished: Date: 

Received: Date: 

I SAMPLE NiUMBER SAMPLE DESCRIPTION/LOCATION 

I 
\~'' ~ ~. ~~~··c._.-- ~A-

,, 
ti 

I (. 11 ·-
I 

~'·~ 
,~ .... ~\ 

,, 
I ~ -~..+B-\~,\ -~ 

I \f . '\ 
S~\ -

I 
,, 

I ' -LL~~8-,s·~ I - \~,\ h I' 

I --010 
,. L• .... \Si'f. ..O\~'Nsai 

I s -Of 
I t 

I 8tts --o\s J • I( 

~ 

I I ,-. ·1{$ .. 0 lt.J , , l l ~-A-~-~? 

I 

.Page2o£4 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://.w.com 
Tot.al Samples#: 

Time:_3..:..•:....'-~~~"-""'.___-

Time:_..l0..__.~-~----
Time: ______ _ 

Time: ______ _ 

licable 

t 

i I htto://www .emsl.cn.,,/r.OC. Mnt ,fm ?ortinn~,.;n•.O.~·~·•~r •• ~.1.rt->."1 •h•~·•-•-r'hl- M cz. on SV'lflmA 



I 09/08/2004 19:45 7733130139 EMSL ANALYTICAL SERV PAGE 11 

I 

•• 
Chain of Custody 

Asbestos Lab Services 

I Please print all infonnation legibly. 

Client Sample# (s)_.:....• ------- -----.....--

I Relinquished:~ µ,AA..~ate:--Eog.,_\,....'.?~~"'"\c='-{-4-__ 
Received: __________ _..ate: _____ _ 

I Relinquishcd: ___________ Date: _____ _ 

Received: ____________ Date: _____ _ 

I SAMPLE NUMBER 

I co11s

I Sis- o 

0£S-b 

I 
·- D-;;.1 

SAMPLE DESCRIPTION/LOCATION 

~~-~--

~\'t,. 1.,,-l ~""1 G>.,s\Ac!. ... ~ f:;.p. 
'!!:it- • 

11 I I 

I ' ~ 

\\ I ' 

I I I' 

\\ 

E SL Analytical, Inc • 
2444 W. Oeocge Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http:/lwww.emsl.com 

Total Samples#:_· ----

Time: ______ _ 

Time: ______ _ 

Time: ______ _ 

I ....... ....&,.;:l~~.:....a~--~---·-' __ ,_~ ____ -=-::;_--~::..;...~~.::.:;;c..L--~---------' 
I 



I 09/08/2004 . 19: 46 7733130139 EMSL ANALYTICAL SERV PAGE 12 

I 

•• 
Chain of Custody 

Asbestos Lab Services 

~f 
EMSL Analytical, Irie • 

IPlease print all information legibly. 

Client Sample# (s) -------,..--

I Relinquished: };;J~ J ~~te:_?5_.._,_3 ...... \\""""-6 ; __ 

lleceived: Date: _____ _ 

I Relinquished: Date: _____ _ 

Received: __________ Date: _____ _ 

I SAMPLE NUMBER SAMPLE DESCRIPTION/LOCA. TION 

\'6.. ~ -C'~' Ii-- b\ '(:.. f..N.\o~ - \.\. • -, ~ ~ 

,, 
I -O'?b 

1-4 $- 03 ) I• \ 

1 

~ -

2444 W. George Street 
Chicago, lL 60618 

Phone: (877) 888-3675 
Fax: (773) 3 l3-0139 

http://www.emsl.com 

Total Samples#:. ___ _ 

, Time:_·------

Time: ______ _ 

· Time: ______ _ 

VOLUME if a lkablc 

l~~-0~5~5---f-______ ~---~~~-1-----------~ 
-,, \I \I 

1µ.L:~~s~~o=-=::~!::........lf...------------~~~~~~----------1 
s-031 

I tfS- -os· 

f I ( ' 

l._..,_l/5" ___ ~~0~_~~---'' ______ 'r--~~~~:::..._----i------------1 

I 8'15 -o~o ·' '~ ~ c 
6£.lS- DL\ ~~~~ r~~,~.~~ 

I <6L( 5- DY")_ 

I Bi~ - oL\3 

'\ ~ \ I 

't ... f 

p c. 
~J) 

s:t /'lf\tn/I 



I 
09/08/2004 19:45 7733130139 

EMSL Analytical, tnc. 
2444 W, Gell'l!"1 Slrcot, Chicago. II.. B061B 

Phone; 77:J 313-0099 Fax: 773 313-0139 Email: 

Attn: Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 F>hona: (630) 266-8565 

Project: Fort Sheridan Resld1>nces ·Sldg.8451111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: VERS56 

Customer PO: 

Received; 09101/04 10:00 AM 

EMSL Order. 260402612 

EMSL Pro]: 

Analysis Date: 91712004 

Report Date: 9n/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Sample 

845-001/Floor Tile 

260402612.0001 

845-001/Mastic 

260402Gf l-00<!4 

845·002/Floor Tiie 

2G040,.41 ~.0002 

845·002/Mastic 
2BD402B12-00~5 

645·003/Floor Tile 

26040~612°0003 

845-003/Mastic 
2B04Q2612"CJ046 

845·004/Floor Tile 

280402812-000.f 

845-004/Mastic I 261M02812-0047 

I 
Analyst{s) I Su/1:1mlth Folz (55:1 

Location 

Unit A 

Unit A 

Unit q 2nd Fl. 
Bed Rm. 

UnilC 2nd Fl. 
Bed Rm. 

Unit D 1st Fl. 
Living Rm. 

Unit D 1st Fl .. 
Living Rm. 

Unit A 1st F'I. 
Kitchen 

Unit A 1st Fl. 
Kitchan 

•· 

AppHran.ce 

Brown 

Non-Fibrous 
Homogenaous 

Black 

Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Brown 

Non-Fibrous 
Homogeneous 

Tan 

Non-Fibrous 
Homogeneous 

Black 

Non"Fibrous 
Homogeneous 

1'reatment 

Ditsolved 

·Dissolved 

Dissolved 

Dissolved 

Dis solved 

Dissolved 

Non-Asbestos 

% Flbrou$ % Non-Fibrous 

100% Non-fibrous (other) 

95% Non-fibrous (other) 

100% Non-fibrous (othar) 

100% Non-fibrous (other) 

100% Non-fibrous (other} 

95% Non-fibrous (otlier} 

Sandra Sobrino 
· or other approvad signatory 

PAGE 02 

&Pestos 
% Type 

None Detected 

5% Chrysotlle 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

None Detected 

5% Chrysotlle 

Due to m:1gnificauon llmllatlorui IMerent In PLM, asbestos m1ers In aimensiong Delow tne reaDluUon capalllllty or PLM miy nol De e1e1ectee1. samples reported as <1 % or none detected 

I 
~yr q~lr~ dllli;>nRI tl,ll'Ung by TEM ta conflrm •:ob~.:!~ qu>\t1tlUru;. Thr.i •b0\111 tnr.l n>pcrl 11\l:tl"" only ta U,., ltQmi; !n$1Ad ""d """Y not b" ''praduc"d Jn '.lnyfi;>rrn wl1hQtJt lhi;- expr~~~ 
wrlll app al QI EMS~ AnalytlQll, Inc, EMSL'~ 11;\llllly I; llmllQd tg tho 'osl Q! 9Mlllysls, IOMSL be8rs no res11011~lblllty tor sample i;ollQC\lon 9Qllvllles or anal:lllc:al rmtMoo llmllallons, 
Inter aua nd use ar teal reaulla are tne rei;ponstbllllY ot the client. Tne lei!\ results contained Wltrnn true report meet tne raqulrementg Of NELAC unless othe!Wtae noted. 

m¢d by EMSL Cl'llc.,po (NVLAP -200399-0). TOH UC!!M¢ #3000269 



I 

~ 

09/08/2004 19:46 7733130139 

EMSL Analytical, Inc. 
:1444 W. Goorge Strt>li't. Chleago, IL 601>18 

Phone: (773 313-0099 Fax: 73 313.01::ie EmaH: tltjc., ol:lb emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 266-0555 • Phone; (630) 268-8555 

Fort Sheridan Residences -Blclg.845/111155.00D1.D01 

EMSL ANALYTICAL SERV 

Customer 10; 
Customer PO; 

Received: 

EMSL Order: 

EMSL.: Pro]: 

Analysls Date: 

Report Dale: 

VERS56 

09/01/04 10:00 AM 

260402612 

'9/7/2004 

917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-931116 Method using Polarized 
Light Microscopy 

Non-AsbestQS 

Location Appearance Treatmeot % Fibrous o/a Non-Fibrous 

645-005/Floor Tiie Unit 8 1st F'I. Tan Dissolved 100% Non-nbrous (either} 

2BDUJ2B12-000S 
Kilehgn Non-Fibrous 

Homogeneous 

Unit 8 1st Fl. 
Kitchen 

645-006/Floor Tile Unit C 1st Fl. Tan Dissolved 100% Non-fibrous (other) 

260402612·0006 Kitchen Non-Fibrous 
Homog,meous 

845-006/Mastlc Unit C 1st Fl. 
280402812..004!1 Kitchen 

845-007/Baseboard Unit A 1st Fl. Brown Dissolved 100% Non-fibrous (other) 

2G0402G12-0007 Kitchen Non-Fibrous 
Homogeneous 

845·007 /Mastic Unit A 1st Fl. YQllOW Dlssolved 100% Non-fibroua (othgr) 

26ll4021S12·0050 Kitchen Non-Fibrous 
Homogeneous 

845·008/Basebo~rd unite 1st Fl. Brown Dissolved 100% Non-fibrous (other) 

260402612-0008 Kitchen Non-Fibrous 
Homogeneous 

845-008/Mastie Unit B 1st Fl. Yellow Dissolved 100% Non-fibrous (other) 

260402912..0051 Kitchen Non·Florous 
Homogeneous 

. SrJ/amlth Folz (55) Sandra Sobrino 
or other approvgd signatory 

PAGE 03 

~J2e~12s 

% Type 

None Detected 

Not Analyzed 

Nooe Detected 

Not Analyzed 

None Detected 

None Detected 

None Detected 

None Detected 

Due to ma~nmcauon llmitattons Inherent In PLM, :1sbesto1 flbers in drmo~slOI\~ b~IOw tiu. nu:olullon ctop~blllly of P~M msy n"1 b'l detected. Sal!llles rePOr1ecl as <1% or none detected 
rmy u1,... ddltlon;il .t~Ung by Tl;M 10 ~onnrm ~i;ti~;to' ql)(lnQll'lS Tile above te91 report relates on!Y 10 111e Items tested :ind rn:iy not Ile tt!lll'Oduecd In ~ny rotn1 without thA ~""""'-"'~ 
wrltt ~ppro IJf or 5MSL An~IY1i~I. '"~· eMSL's lleblllly la llmlled to 111e cost 0( analysis. EMSL bears no r~on!lblllty ror sample collecUon ~e11v1tlr.l"i or ""'1ly1IQ1I rT111thod 11m11~t1ons. 
Int tauo no use of teat resuna are lhe respanslbillty or Ille Cllerrt. The ll!!lt resulls cotitalned .... nhln this tt!port moot thF.J requlremanls ol NEl.AC unless othe1'111se noted. 
An~ • ~ d by EM$L Chlc;..,gr:> (N\ll,AP •'-00399.0), TOH LIC911B9 #3~99 



09/08/2004 19:46 7733130139 

EMSL Analytical, Inc. 
;?444 W. George Stre:cit, Chlc~go, IL 6D618 

Phono: (773 313-0099 Fax: 73 313·0139 Email: chlca Ol~b cmsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 26$-0555 Phone: (830) 268-8555 

Fort Sheridan Residences ·Bldg .845111115~.0001.001 

EMSL ANALYTICAL SERV PAGE 04 

Customer ID: VERS56 

Customer PO: 

Received: 09/01/04 10:00 AM 

EMSL Order: 260402612 

EMSLPro]: 

Analysis Date: 91712004 
Report Date: 91712004 

. . 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

845-009/Baseboard 

2604026! 2-0009 

845--009/Mastic 

~804D'-B1l/.l:JOS2 

2B04D2B12"1Xl11 

260402812-0012 

26Cl402B12°0D 13 

260402612-{}()lli 

Sr.il8mfth Folz (55~ 

Location Appearance 

UnitC 1st ~1. Brown 
Kitchen Non-Fibrous 

Homogeneous 

Unit C 1st Fl. Yellow 
Kitchen Non· Fibrous 

Homogeneous 

Unit A 1st Fl. Bath Gray 

Non-Fibrous 
Homogeneous 

Unit A 1st Fl. 
Living Rm. 

Unit~ Exterior 
Mec:hanlcal Rm. 

Unit B 2nd Fl. 
Bath Rm. 

Unit El 1st Fl. 
Bath Rm. 

Unit C Under 
Stairs 

Gray 
Non-Fibrous 
Homogeneous 

Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Dissolved 100% Non-fibrous (other) 

Dissolved 100% Non·flbrous {other) 

Crushed 30% Cellulose 70% Non-fibrous {other) 

Crushed 10% Cellulose 87% Non-fibrous (Other) 

Sandra Sobrino 
or other approved signatory 

Asbestr;is 

% Type 

None Detected 

Nt1ne Detected 

<1% Chrysotiie 

3% Chryaotile 

Not Analyzed 

Not Analyzed 

Not Analyzed 

Not Analyzed 

D\J9 to magnmcauon 11m1taU00& 1nnerent In PLM, 89beatos fibers In dimensions below t~e rei-.olullon C<'lp;\l)lllly Qf PLM fllllY mit be detected. Samples reponecJ as ~1 % or none delecled 
rmy ulre dlllon:il testing by TEM lo confirm 11~bMl0$ ql.l{lnllt111$ 'The above te&t report relatl!I only 10 tM Items tested 3nd rmy not Ile reprodutl!d In Any form wtthwl th11 e•Pf"9$ 
wM\t oppro ~I of EMSL M~lyUc~I. Inc. EMSL'i; li~blllly I~ llmlt11d to Iha cQSI of anaf\lll!s. EMSL bears no responsibility ror S3tnple coll~i:ticn 01cllvltlc& or 11n;i!yll~I metliod llmit11t1ons. 
lnla t11llon nd u59 or test raaulla are the rasponelblltty or lhe clleroL T11e test results conblned within lhls rcpcrl mool thi: IT,)Q\•lremanr& or NELAC unless otnerwlse noted. 

rr med by- EMSL Clllcogo (NVlAP ·200399.0), TOI-I Llcl!lll~a #30·02S9 



I 
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----~--~--~~--~----~--~----~--------~~~ 

EMSL Analytical, Inc. 
24114 W. G(!Ofgo Sirl!et, ChlcagQ, IL 6DB1B 

Phoncr; 773) 313-0099 Fax; (773 313-0139 Email: chlca olab emsl.c;om 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Stteridan Residences ·Bldg.845/111155.0001.001 

Customer ID: 
Customer PO: 

Received: 

EMSL Order: 

EMSL Proj: 
Analysis Date; 

Report Date; 

VERS56 

09/01/04 10:00 AM 

260402612 

9/7/2004 

917/2004 

Asbestos Analysis of Bulk Materials via EPA GOO!R-93/116 Method using Polarized 
• Light Microscopy 

N2[!·Asbl!stos 

Location Appe11nmce Trl!atmant % Fibrous % Non-Fibrous 

Unit D 2nd Fl. 

260402612-0016 Bed Rrn. 

Unit A 1st Fl. Black Dissolved 100% Non-fibrous (other) 

260402812-0017 Living Rm. Non-Fibrous 
Homogeneous 

Unit B 1st FL Black. Dissolvad 100% Non-fibrous (other) 
Living Rrn. Non-Fibrous 

Homogeneous 

Unit C 1st Fl. Black Dissolved 100% Non-fibrous (other) 

260402812-001!1 
Living Rm. Non-Fibrous 

Homogeneous 

Unit A 2nd Fl. White Dis solved 100% Non-fibrous (other) 

' 261l'f02612-0020 . Bath Non-Fibrous · 
Homogeneous 

Unit B 2nd Fl. Wf1ite Disaolved 100% Non-fibrous (other) 
Bath Non-Fibrous 

Homogeneous 

Unit C ind Fl. White Dii;solved 100% Non-fibrous (other) 
Bath Non-Fibrous 

Homoget'leous 

Unit A Exterior White Dissolved 100% Non-fibrous (other) 

260402B12-D023 Non-Fibrous 
Homogeneous 

;~~[,_,:~ 

Sullf!mlth Fol;: (55) Sandra Sobrino 
or other approved signatory 

Asbestos 

% Type 

Not Analyzed 

None Detoct11d 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Cue to l'll:!gnificoUon 111'11/l~tion• lnh~t In PLM. ~;bc,;t«; fib11r.; In d11T18n:-.!Qr>i; b<.llow lh11 resolution cepablllty ol' l'LM may not be de1ecte<I. sa""'les rei:iorled :is <1 % or nont detQr;tod 
may ulre ddlllonsl testing by TED,I to connrm sebe51os QusntlUes. The ebO\le test reiiort ret:it~ only to Inn llll"1$ l~11d 11nd rn<OY m>t be reproduced In eny form w1tn0U1 lhe eKpress 
wrltt epp I o1 EMSL Anelytlcsl, Inc. IOMSL's llablllly Is trmiled le !he cc~! of Mol~•· l:MSL b"""' nQ rii~i:>nalblllty ror ssrnple collectton actMUea cranslytlcal method llMll~tlon •. 
lnler l:IUo nd u~e cf lest re$iJll~ :ire Ille ta~pon,lblllty tJf ll'H! ellAnt. Th!il l!il:;I r1:m1lla 1:cnlaln~d Ylilhln this report rneel the requirements of NELAC unle~• olMrwl~c noted, 
Ana B perT <I b flMSL cn1ca o NVLA? ·200399·0 , TOH License f\'30-0289 
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EMSL Analytical,.lnc. 
2444 W. {;lc:tQrge Street, Chicago, II. 60B1B 

' Phone; 7731313-0099 Fax; [773 313-0139 Email: ehle.'l olab em&l.com 

Shaun Terranova 
Versar1 Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268·8555 

Fort Stieridan Residene9s ·Bldg.8451111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: VERS66 
Customer PO: 

Received: 09/01/04 10:00 AM 
EMSL Order: 260402612 

EMSL Proj; 

Analysls Date: 91112004 

Report Date: 917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

NQC·~bestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Unit B Bath White Dissolved 1 00% Non-fibrous (other) 

?,60Jlll2612.0024 Window Non-Fibrous 
Homogeneous 

Unit C Bath White Dissolved 100% Non-fibrous (other) 

2604ll2612-0025 Window Non-Fibrous 
Homogeneous 

Unit A Entry Door White/Grey Dissolved 98% Non-fibrous (othQr) 

2B04ll2612-0026 Non-Fibrous 
Homogeneous 

Unit B Entry Door 
260(02812-0027 

Unit C Entry Door 

260402812-0028 

Unite Living Rm. Gray Dissolved 100% Non-fibrous (other) 

280402812.0029 Non-Fibrous 
Homogeneous 

645-029/Mastlc Unit B Living Rm. Black Oissolved 95% Non-fibrous (other) 

260402612-00~3 Non-Fibrous 
Homogeneous 

845-030/i:'loor Tile Unit B Living Rm. Gray Dissolved 100% Non-fibrous (other) 
280402612-oo:IO Non-Fibrous 

Homogeneous 

Su/amith Folz (55) Sandra Sobrtno 
or other approved signatory 

PAGE 06 

Asbestos 

o/o Type 

Nooe Detected 

None Detected 

2% Chrysotlle 

Not Analyzed 

Not Analyzed 

None Detected 

5% Chrysotile 

None Detected 

Due to magntncauon 11m11auons Inherent In PLM, asbestos flbers in CfiMl!nSlot1~ bel¢w lht. ri:Jsolutlg11 C(lpablllty of PLM may nol be <1e1ected. 5:l"l'!!S r.!!portee' :i~ <1 "A Of nQrle d9tacied 
~Yi ulre Cflllon:il le1.tin9 by TEM lo "~nnrrn ~W9$IQ& Quantllles. The at>ow 1891 report relate! Orly IC th! lleMJ: l~~d :ind m:;iy ngt bJJ flllll"Oduce<! In sny form wtthaul ltle eK~ress 
wrltt &ppro al Qf EMSL Analytl.;al, Inc. EMSL'a ltabl!llY la limited ta tM cost of an:!l~s. EMSL be;i.,, nQ !"llspClflslblllty for sample co11ectlan sctflllttes or analytical ~thOd llrnil~tion~.-- __ 
lnle taUon nd U!e ar lest resuus.lll'f! U'll! responsibility of lho dlr,"l· The lest 111sulls contained !Mthln lhls report meet the requiremenls of NE.LAC unl'.ls~ i;il~erwlse noted. · 
An!l 8 perf d by Et.ISL Ohil:SllO (NVLAf' -200389-0 • TDH License n30-02B9 



I 
09/08/2004 19:46 7733130139 

EMSL Analytical, Inc. 
2444 W. Georg~ SVCH!t, Chicago, IL l\Dl51R 

Pho11e: (773 313-00119 Fox: 3 313-0139 Email: chlea of:ib emal.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 1'51 
Lombard, IL 60148 

Fax'. (630) 268--0555 Phone: (630) 268·8555 

Project: Fort Sl'lcirldan Residences ·Bldg.8451111155.0001 ,001 

EMSL ANALYTICAL SERV 

Customer ID: 
Customer PO: 
Received: 

EMSL Order: 

EMSL Pro): 

Analysis Date: 

Repor1 Date: 

VERS56 

09/01/04 10:00 AM 
260402612 

9{7(2004 

9(7/2004 

Asbestos Analysis of. Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Locauon Appoarance nea~ment % Fibrous o/o Non-Fibrous 

Unit B Living Rm. 

260402612·0054 

Unit B Living Rm. Gray Dissolved 100% Non·flbrous (other) 

i6040~l$1 ~.Q031 Non-Fibrous 
Homogeneous 

645-031/Mastic Unit B Living Rm. 

2G0402612-0C55 

Unit 8 2nd Ft. Black Dis solved 100% Non-fibrous (other) 

26040251 :Z-0032 Non-Fibrous 
Homogeneoui; 

Unit C 1st Fl. Ella ck Dissolved 100% Non-fibrous (other) 

260402612-0033 Non-Fibrous 
Homogeneous 

Unit D 1st FL Black Dissolved i 00% Non-fibrous (other) 

26CJ.102B12-0034 Non-Fibrous 
Homogeneous 

Unit B 2nd Fl. Brown Teased 90% Cellulose 10% Non-fibrous (other) .. 
· 2i;0402s12-003a Fibrous 

Homogeneous 

Unit C 2nd Fl. Brown Teased 90% Cellulose 10% Non-fibrous (other) 

260402612-0006 Bed Rm. Fibrous 
Homogeneous 

Sulamfth Folz (55) Ssnclra Sobrino 
or other approved signatory 

PAGE 07 

Asbcistos 

o/o TYJle 

Not Aoatyzed 

None Detected 

Not AnalY2ed 

. Nona Detected 

None Dliltected 

None Detected 

Nooe Detected 

None Detected 

Due to M#gnlf~UQll ll!'llll~~ons lllher911t 111 PLM, asbestos flbera In dimensions ~elow lhe ~so1uuoft e::ii:ic;iblllty of Pl.M may nol ba del11ct11d. Se~lea reported as <1 % or nol'I!! dl)l~C1Qd 
may ulre ddlllonsl test1n1;1 by TEM ID connrm ~sbestos qu:inuucs. The sbQl/9 test repon relates only 10 lhe Items lesll!d 11ne1 JM)I not b(l l'ilp!'Odl,l~ed In e~y form wl1ho111 Ille e)(pl'!!ss 
Wfltl appro r fl EMSL AMlytic::il, Inc. EMSL's 11.:ibllllyls llmllod to IM l:OSI of analyals. eM9L llear.i na responSlbllity ror ~mplc a.lle!;lion 11~Mllas or analj.'llcal metno~ TlmlLallons. 
Inter tl!Uo nd use of lest r~'IUlt~ i;uo 111c rosp'111.ilblll1Y of !ht! client. "nie teat re5ulls cantlllned within lhls report meal the reqlllrements of NIOLAC unless ct~~~ not~d. 
Anp 8 perl d by j;;MSL Chica D [NVLAP ·200399-0), TOH LI can~~ #:lo.o;iag 

6 



I 
09/08/2004 19:46 7733130139 

EMSL Analytical, Inc. 
2444 W. George Streett. Chlc"go, IL 601)18 

Phono: 1773) 313-0099 Fax: 773 313·013.9 Email: chtc.i ol~ emal.eom 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268·0555 Phone: (630) 268-8555 

Fort Sheridan Reslden~s ·Bldg.8451111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID; VERS56 

Customer PO: 

Received; 09/01/04 10:00 AM 

EMSL Order. 260402612 

EMSL Proj: 

Analysls Date; 91712004 

Report Date: 9n/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

· Noa-A§be§tos 

Location Appearanc:e Treatmel'lt % Fibrous % Non-Fibrous 

Unit D 2nd Fl. Brown Teased 90% Cellulose 10% Non-flbrous (other) 

260402612-0037 Bed Rm. Fibrous .. 
Homoganeous 

Unit A Exterior Gray/9rown Crushed 60% Cellulose 40% Non-fibrous (other) 

Fibrous Teased 

Heterogeneous 

Unit B Exterior GrayfBrown Crushed 60% Cellulose 40% Non-fibrous (other) 

2110402612-CXJ39 Fibrous Teased 

Heterogeneous 

Unit C Exterior Gray/Brown Crushed 60% Cellulose 40% Non-fibrous (other) 

2tl0402612·0Dd0 Fibrous Teased 

Heterogeneous 

Unit B Outside 91ack Dissolved 98% Non-fibrous (other) 
Back Door Non-~ibrous 

Homogeoeou$ 

Unit C Outside 
260402612-00-42 Back Door 

Unit D Outside · 
Baek Door 

Sandra Sobrino 
or other approved signatory 

PAGE 1'.18 

Asbestos 

. % iype 

None Detected 

None Detected 

None Detected 

None Detected 

2% Chrysotile 

Not Analyzed 

Not Analyzed 

Due to m:ignlflc:illon llmitlltians lllhetMt In PLM. ~tb0..'110$ fiber; In dimensions belaw the resDluuon capability Of PtM m:iy nol be delcelcd. ~rnples reported ao <I% or n11ne detected 
may Quire dmonsl teallng llY TEM to connrm asbMlos qlllll'ltllles. Tl'le :11:10\ll! tc~ rt!pDrt rcJh;it.,.. gnly ro th11 ~Qms teeled end may not be re11roouced In :ll'IY fol'm wllhout lh" ''"l"<I';• 
wrill eppro I or EMSL Analytical, ll'le. EMSL's ll~blllly 1$ llrrlled tQ !he ~osl o1 enetys1s. EMSL bears no responsllllllly rar sample coll¢e11on ~ellvllle& gr 9nslytlcal metholl nmnanons. 
Inlet t~tio nd 11$¢ of lo~I r~11lls ~rll' Ilia rnponsibilllY d Iha <:llent ma tegl resull! contained within It'll• tcp11rl mial lhe requirements of NELAC unless otherwise ncled. 

d b EMSL C!llca~o NVLAP -200399-0), TOH Uccn"(l #30.0~S9 

THIS IS THE LAST PAGE OF THE REPORT. 



~ ~~/l~/~~~4 ~~=~b ::11 /8~33047 

1· 
Chain of Custody 

PAGE 05/0g 

Page 2of2 

EMSL Analytical, lnc. 
2444 W. George Street 

Chicago. IL 60618 •• Asbestos Lab Services · 
,4+,~VL Z~ /.15,4 llu1Jlf1YJJ4'ue. 

Phone: (877) 888-3675 
Fax: (773) 3 \3-0139 

http://www.emsl.com I Please print all information legibly. 

Client Sample# (s} --------

1 llelinqulshed• ~ ~tLu.~te: #'-/ 
Received: ~~~ Date: '1- 3- 0 t.f 

I ,.., ___ _ 
Relinquished: Date: _____ _ 

I 
I 
I 

Received: ----------~ate: _____ _ 

SAMPLE NUMBER SAMPLE DF.SCRIPTIONILOCA TION 

cg 4 -f 0) 

Total Samples#:. ___ _ 

Time:__._3.t...!:~i9~J>A.A-~---__ 

Time:. ___ /o_·_. 2._$"_· __ _ 

T'lDle: ______ _ 

Time=----'----

VOLUME it a licable 

·~D 

I ...._.:,<6_4,;_4_-_J:.._D_tt-a-:i....:.\.=~;::;!.\.:.::::OCM.::=:::;.,l ~~~----!:~---+!::~~~~~ 
I I=" 0 ? ( w.- ,,,.d_ l)W 

I 
I 
I; 
I 
I 
I 
I 
I 

F6'\ 

--~~~~------~-~----~-....... ------~-----~--~--~--' 

i.. .... _. 11, ........... ---1 ___ ,,...~,.,, T>-!-• ..... &_.,,"....,..:----~-· " .. C-pu~--r ...... caa.la..-.. -"'2 ..P ... r ,..,·....,C"~o1.a.-•-~i.-.;-.,.,,.n ~'Jn Rl~f\lflA. 
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I EMSL Analytical · 
· 2001 Ea!il S2nd St., lndiC\napolis, IN 46205 

I 
Attn: 

Fax: (317) 803-3047 Email: lnclianapoll!llsb@emal.com 
3~ f "tt: !!Tmz?S Af -

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 266·0555 Phone: (630) 266-8555 

Fort Shorldan Residences " 111155.0001.001 844/845/846 

Customer ID: 

Cuslomer PO: 

Received: 
EMSL Order; 

EMSL Pro): 

Analysis Cate:. 
Report Date; 

fiAS 

VERS56 

09/03/04 .10:25 AM 

160407568 

9/9/2004 

9/912004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Location 

Light Microscopy · 

Appoaranco 

Brown 
Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Brown 

fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homegeneous 

Brown 
Fibrous 
·Homogeneous 

Brown 

Fibrous 
Homogeneous 

Treatment 

Teased 

Teased 

Teased 

Teased 

Teased 

Teased 

Teased 

Teased 

NQO-A$bestos 

% Fibrous % Non-Fibrous 

95% Cellulose 5% Non-fibrous (olher) 

99% Cellulose 1% Non.fibrous (olher) 

99% Cellulose 1 % Non-fibrous (other) 

99% Cellulose 1 % Non-fibrous (other) 

99% Collulose 1 % Non-fibrous (other) 

99% Cellulose 1 % Non-fibrous (other) 

99% cellulose 1 % Non-fibrous (other) 

99% Cellulose 1% Non.fibrous (other) 

l.l.1 /. i_.i"'' 
I...\ 

or other approved signatory 

Asbestos 

"I• Type 

None Detected 

Nono Detected 

None Detected 

None Detected 

None Detected 

None Detect9d 

None Detected 

None Detected 

Due lo msgnifie11tion limitations inherent ln PLM, aet>estos Ober& In <llmenalons below Ille reBOluUon capability or PLM may 111lt be dflt9~ed. Sample; rapgr1ed as "1 % or none detected 
ey require ad<littooal testing by TEM to 'onflrm ai;bestr;i; qu;intlllcs. ~.'.lboVI: 1(>$1 "'POil r¢l;llc$ only lo tllti Hems le$led ~nd m:iy nol be reproduced in :iny form will\out lhe e~~s 
·uan cipprov:il or EMSL J\rol~c:il. Inc. EMSL's 03blllty Is llmlted ta the cost of analysls. EMSL bears no resport!lblllly tor sample caUectlon actMtles or analyllcal method flmltStlons. 

nletp1e1:11ion 3nd lJ5l! or test reeullB are Ille responSibRlty or the Cli~t. 

11\nslysls performeo DY El/ISL lndlanapOOg (NVLAP 1!;200168-0J 



3178033047 PAGE 03/09 

EMSL Analytical 
:l001 E!l$t 52nd St., lndlanapoliS, IN 4G20S 

PhOn~: (317) 803-2997 FaJC: (317) 803-3047 Emall; lndian;PQllslab@emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Str'eet 
Suite 151 
Lombard, IL 6P148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Residences -111155.0001.001 84418451646 

Customer ID: 

Customer PO: 

Received: 

EMSL Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407568 

91912004 
I 

9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light rvricroscopy 

Location 

alyst(s) 

Appearance 

Brown 

Fibrous 
Homogeneous 

Treatment 

Teased 

Non-Asbestos 

'lo Fibrous % Non.fibrous 

99% Cellulose 1 % Non-fibrous (other) 

or other approved signatory 

Asbestos 

% Type 

None Detected 

Due lo m9gnlllcetl0!\ ~mll0Uons lnf1erent In Pl.fl.1. a~&IQ; nbGl'l; In dlmellt'loru; b<,:lo~tho:> l'l;)!ialutlon CRp•blllty DI P~M IT'l<IY nal bi;: d<!l;clr,d. S;;implro; rnpe>rt<)d A~ "1°"' QI' nQt\\l d~l~d~d 
m::iy rcqu1"' :iddillan:il lMllng by TEM lo C011firm 3Sbeslos qusnblies. The sbov! lest reporl relales only to Ille Items te9ted end may not be reproCIUced In any foml Wllhout tne e~l"'ess 

lten approval or t:MSL Aflal)11t<OI. Inc. EMSL's llsbPllY Is ~rnlted lo n1e coo;I ol <11'<'l)lt'll;, EMSL ~n; m:o 11!$poriSlbllllY for Rl"'lli'l c;cl!eo;l!011 <1cihtltle& or 11nsl)1lcal mettiotf 1'"111allons. 
1_.-e1~1IQn and ~ g( trn;l 1"1;'$uli<; ""' lhc n:i~pon?:lbillty of lhr. dir.nl. 

n•IY"I• pr.rfamicd by EMSL lndl,,n•poll• (NVLJ\P *200168·0) 

LM-1 

I 
THIS IS THE LAST PAGE OF THE REPORT. 2 



I tl':l/ tll:1/ :Ltltl4 7733130139 EMSL ANALYTICAL SERV PAGE 09 

Page 1of2 
,' 

I . 

•• 
Chain of Cu$t6dy 

Asbestos Lab Services 

I Please print all information lcgibl.y. 

Phone: (877) 888-3675 
Fu: (773) 313-0139 

http://www.cmsl.com 

I 
I 
I 
I 
I 
I 

lcomPQ'2y: Versarlnc. Bill To: Vei:sarlnc. 

l,Addressl: 100 West 22nd Street .Address/: 100 West 22nd Street 

li\ddre.S's2: ·suite 1.51 Address2: Suite 151 

City, Seate: Lombard, ll.. City, Sro.te: Lombard. IL 

'izip/Post Code: 60148 Zip/Post Code: 60148 

Country: Country: 
Contact Namr!: Shaun Ten:anova Attn: Shaun Terranova 

'Phone: 630-268·8555 Phone: 630-268-8555 

Fax: 630-268-0555 Fax: 630·268-0555 . 

Email: Email: 
EMSLRep: Paul Nyfield P.O. Number: 

'rroject Namt!!Number: Fort Sheridan Residences· 11t155.0001.00i B\~,, ~4la 
'-J 

MATRIX TURNAROUND 
0 Air 0 Soil 0 Micro-Vac DJ 3 Hours Cl 6Hours c:J Saine Day 

or 12Hours'*' -
~Bulk Cl Drinking [] 48Houn ~2Hours D 96llours 

·waler (2 day:\) (3days) (4 days) 

D Wipe 13] Wastewatcl:' 0 144+ houl"S (6·10 days) · 

IF~ ~ 

I· D NIOSH 7400(A) Issue 2; August 1994 

OosHAwrrwA 
0 AHERA 40 CFR, Part 763 Subpart E 0 EPA 100.1 

D NIOSH 7402 DEPA 100.2 

Dottier: DEPA Level TI 0 NYS 198.2 

I TEM lll1LK TEM Mic'f(Jv.,a,rMip~ 

0 24liours 
(1 day) 

0 120Houn 
(5 days) 

0 Drop Mount (Qualitative) 0 ASTM D 5755-9S (qu3llt:11J\<e method) 

I 0 Chatfield SOP· 1988-02 D Wipe Qualitative 

. 0 NY Stratified Point Count 0 TEM NOB (9ravimetric) NYS 198.4 
0 PLM NOB (Gravimetric) NYS 198.1 0 EMSL Standard Addition: 2IBl! 

I D NIOSH 9002: D Asbestos 

0 EMSL Standard Addition: PLM Soil 0 Silica NIOSH 7500 

...,........._~~!.....!.!.Wk DEPA Protocol Q\1atitativc I D Qualitative 0 EPA Protocol Quantitative OTHER 

0 Quantitative 0 EMSL MSD 9000 Method fibecslgram D 

n .. :~ .. ,..f ..... 'J,..,""" ... ,,... ... _ ...... =""•D.Ct--•• : .. -~,.. .. ~ ... t--•-"l .O..T ... \...AC'_,_,...._,.....k:---- fJl."'ln 0 l'll'\11"\A 



I t::J'j/ l'.ltl/ Ll'.lt::J'I I f::l::ll:::ll::Jl ::!':! EMSL ANALYTICAL SERV PAGE 10 

I . 

•• 
~~~~----'-~~~ .. 

t4VWOQ. ~~ l.\~ . 
· Chain of Custody 

Asbestos Lab Services 

I Please print all information legibly. . . 

ClientSample32#(•~:,00\ ... q,Y,Lo--. 64 \ 
I R•li~qol>hed,__c~l>•le' $1~~"f 

Received: L _Date: :l{l~Dti 

I 
SAMPLES ACCEmD F08..ANALYSIS 

Relinquished: a.Y EMSL ~RllC.-------
CHICAGO. L 

·I 
I 

Received: __________ D.ate: _____ _ 

SAMPLE NUMBER SAMPLE DE$CRIPTION/LOCA '!'ION 

\ 
~ Pi - a.""' ..QllZ)~ G.td.. 

J: \ 1)..'' 

'l 1t··~ ~- ,§~\CV(L 
1'5 • (\. .. 

\ \ 

' ' - '\..i..J..c\: 'G, -a fd .(:·t ~ 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://~l.com 

Total Samples#:~ 

Time: .3: W p \IC.A • 

· Time: / 'j), ~ ?JfS 
Time:. ______ _ 

Time: ______ _ 

VOLUME if a lic:.sble 

I s ,, ,, -~c-~~ ......... __ .. 
.................. __ _..._-+-----.-O:::.m.;.;;...;.-=;._;~~:i....i:c:;::,;i,,.~~--------------1 

1-· 8'16. 

I 
I 
I 
I 
I 
f- . 

i 

\( fl-~- ~G-f\ 

I\ 

I · j/www .emsl.com/COC_Print.cfm ?~ction~print&ServiceCatSelect=3&LabsSelect=Chicago, %20... 8/30/04 



~ ~~l~~IL~~q EMSL ANALYTICAL SERV PAGE 11 

I . 

•• 
. Chain of Custody 

Asbestos Lab Services 

I Please print all infonnation legibly. . 

Client Sample# (s) q; c..\ Ui --()() \ · __,~....,r{~(o--()..:;_c..._,{'-'-1 __ 

I ReDnqobhed• hJ.. D !.&-' -j:;,v..o,+<-/ J>al" ~\?di \Q<f 
Received: 

__________ Date: _____ _ 

· 1 Reliiaquished: __ ...:..---:.-___ ........,..Date: ____ ~-
Rec:eived: __________ Date=-~----

I 
I L"b -O~Cf.... 

51.(G·-oa_s 

I 
I 
I 

'' \( ~\d ~· $1.~ \~ 

~-q~~ 
I I \' 

\. 
r ~\& 

' I "' ,.-

tp\.v....~ {l,Af~""\ \_N\~ C'A~ 
I f\.:l .~ I 

~~~age le~~ 
. . \ f).,fl"k 8L\ & 

. EMSL AnalydcJ,1 Inc. 
2001 East S2nd SU"eet 

Indianapolis, IN 46205 

Phone: (317) 803-2997 
F~: (317) 803-3047 

http://wwvt.emsl.com 

Total Samples#:, ___ _ 

Tlme:__,Z,,_.L-!"-·, ~..x..IJ.f"'-L:~--
Time: ______ _ 

.Time:. ______ _ 

Time: ______ _ 

I htto:/lwww;emsl.com/COC Print.cfm?action=orint&ServiceCatSelect=3&LabsSelect=Indianaoolis .... 8130/04 



I l:'.J'j/ l:'.Jtl/ Ll:'.Jl:'.)q f f :.:kl l :::H:ll ::I ':I EMSL ANALYTICAL SERV PAGE 12 

I 

•• 
Chain of Custody 

·Asbestos Lab Services 

I Please print all information legibly. 

Client Sample# (s) S' 'tb · 00 \ ~ · _ _,,)$""-c-l_tD_~_c;_t-f __ I __ 

I Rellnqalshed: ,/;&(!,,.l#--:='(.1)0~ Dato: ~\~~b'j 
Received: ----------~ate: _____ _ 

I Relinquished: -----~-----Date: _____ _ 

Received: ___________ Date;_~----

I SAMPLE NUMBER 

I g 

I 
6Lt/o·D 

BY -o3 I 

\ ' '' 

I· 8tfb-05-;).._ 

I 
b·o~s 

8l(b·O~i/ 

I ~lfbr0~5 

I 0-lb -03', 

.6Lf 0 -on 
\ l t( 

( (, q 

I BL(fo -o.>5 

I ~lf& -03 

B~b -cJ-{o 

I ~(, -0'-(( 

cc ~ ' . 

( ' ') ( 

I 
I 

~~~ 
EMSL Analytical, lnc . 
2444 W. George Stteet 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313-0139 

http://www.emsl.com 

Total Samples#: ___ _ 

3 ·, -:u-.. L ... J. 
·Time:._· --=-~""""'""~+F-=---'---
Time: ______ _ 

Time: _____ ~-

Time: ______ _ 

VOLUME if a licable 

I http://www.emsl.com/COC_Print.cfm ?action;;::orint&ServiceCatSelect=3&LabsSelect=:Chicago, % 20... 8/30/04 



I 
09/08/2004 14:30 7733130139 

EMSL Analytical. Jnc. 
2444 W. GeQrg(I Stmet, Chicago, IL G0618 

Phono: (773 313.0099 Fax; 1773 313-0139 Email: chlC.'1 cl11b@4!msl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax; (630) 268-0655 Phone: {630) 26S.6555 

Project; fort Sheridan Residences ·Bldg.848/111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: VERS56 

Customer PO; 

Received: 09/01/04 10:00 AM 

EMSI. Order: 260402613 

EMSl. Proj: 

Analysis Date: 9/3/2004 

Report Date: 917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
· Light Microscopy 

Non-Asbesso~ 

l-ocatlon Appearance Treatment o/o Fibrous % Non-Fibrous 

S46-001/Floor Tile Unit A 2nd Fl. Bed Gray Dissolved 100% Non-fibrous (other) 

260402613-1'a01 Non-Fibrous 
Homogi:meous 

846·001 /Mastic Unit A 2nd Fl. Bed Black Diseolved 95% Non-fibrous (other) 

260402613-0042 Non-Fibrous 
Homogeneous 

846·002/Floor Tile Unit B 1st Fl. Cray Crushed 100% Non-fibrous.(other) 

26040267 3-0002 Living Rm. Non-Fibrous 
Homogeneous 

Unit B 1st Fl. 
260402G1 :l-0043 living Rm. 

846-003/Floor Tile Unit C 1st Fl. Gray Dissolved 100% Non-fibrous (other) 

2604~1$13-0003 Hallway Non-Fibrous 
Homogeneous 

846·003/Mastic Unit<; 1st Fl. 
26Q402a13.0044 Hallway 

Unit A 2nd Fl. White Dis solved 100% Non-fibrous (other) 
~~0402613-000A Non-Fibrous 

Homoganaous 

Unit B 2nd Fl. White Dissolved 100% Non-fibrous (other) 
26040261 J-OOO!J Non-Fibrous Crushed 

Homogeneous 

St.1l1Jmlth Fo/7. (51) Sandra Sobrino 
or other approved signatory 

PAGE 02 

AsbeS!O~ 

% Typo 

NoM Detected 

5% Chrysotlla 

None Detected 

Not Analyzed 

None Detected 

Not .A.r1111lyzed 

None Detected 

None Detected 

Due to magnlficaUon llmitanons Inherent In PLM, asbestos nben; tn dimensions below Iha nro01u11on cepc1bllltyllf PLM rray not be dst~~te<I. $amplC$ ~rteci ;')$ <1 % or none deteeled 
rrll'Y ulr~ ddltlon;ol t....ting by TEM to eonnrm ~sb~os Qu:nnUlles. Tiie above tesl rl!llOr! relates only lo tne ltelTl!I tested and may not t>e reproduced In any form Without the e~press 
wrltt appro I ot EMSI. Anl!lytti;:al, Inc. E;MSL''I' llAblllly I~ Umltod to the cm:t or:in3tysls. EMSL be:irs no·re!pcnstblllty ror sample cOlleCtlon sctJYltles or analytical iretnoo 11rn11a11ons. 
tnw taua nd use or test results are tne rasponslbllllY cl the dlent. The ta51 nm•lts c;QT\t~lnad IMthln thl; rllporl me~t Ill~ roqutt~1$ of NELAC ul'llM~ 01MtWi~e noted. 
Ana 9 err med b EMSL Chlcag"'o (NVLAP ·~0399-0), TOH ~IJ;l)nGC) 1130.0~89 
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7733130139 

EMSL Analytical, lnc. 
24.44 W. GQQrg.i Street, Ch~c11go, IL 61)1;.1 tl 

PhOn~: (773 313..0DgQ Fax: 13 313-0139 Email: chlC<I ol:i 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

FaK: (630) 268-0555 Phone: (930) 268-8555 

emGl.eom 

Project; Fort Sheridan Residences ·Bldg.846/111155.0001.001 

EMSL ANALYTICAL SERV 

Cu:slommr ID; 
Customer PO: 
Received: 

eMSL Ordar: 

EMSL Proj: 

Analysis Oata: 

Report Date: 

VERS56 

09/01/04 10:00 AM 

260402613 

9/3/2004 

917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-931116 Method using Polarized 
Light Microscopy 

Sample Location Appearance 

846·006 Unit C 2nd Fl. White 

2G0402G13-00DB Bath Non-Fibrous 
Homogeneous 

846-007 Unit A 2nd Fl. Gray/Brown 

260402613·0007 ea th Non-Fibrous 
Heterogam~ous 

846-008 Bldg. B Living Rm. 
260402613-0008 

646-009 Unit C 1st Fl. 
280402613-0009 Kitchen 

846-010 6Jdg. A 2nd FL Gray 

280402613-0010 Fibrous 
Homogeneous 

846-011 Bldg. B 2nd Fl. Gray 
260402~13"0011 Fibrous 

Homogeneous 

846-012 Uni!<;; 2nd Fl. Gray 

Z6040261'-001il Fibrous 
Homogeneous 

846.-013 Bldg. A 2nd Fl. Black 

26()4028 I 3·0013 Bed Rm. Non· Fibrous 
Homogeneous 

Analyst(s) 

Su/am/th Folz (51) 

Treatment 

Dissolved 

Crushed 
Teased 

Teaaed 

Teased 

Teased 

Dissolved 

Non-As!i!estor; 

% Fibrous % Non-Fibrous 

100% Non-fibrous (other) 

30% Cellulose 68% Non-fibrou!l (other) 

5% Glass 5% Non-fibrous (other) 

90% Cellulose 

15% Glass 5% Non-fibrous (other) 

BO% Cellulose 

5% Glass 5% Non-fibrous (other) 

90% Cellulose 

100% Non-fibrous (other) 

Sandra Sobrino 
or otl'ler al)proved signatory 

PAGE 03 

Asbestos 

o/o Type 

None Detected 

2% Chrysotile 

Not Analyzed 

Not Analyzed 

Nooe Detected 

None Detected 

None Detected 

None Detected 

Oue lo magnlacalloo lhnt<illgns lnherent In PLM. <:1$bC$10$ Rbet$ lt1 d1~ton~ below Ille r!llolutlon c:!p~~tity of PlM ITl3Y not be detecled. Samples reported as <1% or none detected 
~Y r uire dlUoNll tesllna by TEM ta confirm ast>est09 ciuenU11es. Tne ebave test repor1 relates only to the II ems tested and may nol be reproduced In any form wtlhoul the express 

I wrme ~ppto I of EMSl AnalyUcat, Inc. EMS l's llablllty ls limited lo lhe cost or analygla. EM9L beers no regpon!lblllly for ssmpte eolleclJon ecavttles ar enalytlcel method 11rr1tsuons. 
In! lallon nd use of le~ 1'9sult~ 11re lhc 11lSPQnslblllly Of 1hr: cllr;nt, The le_~ re~ull!: COlll~i~eo' wtlhln this re~lli'I meet lhe requirements or NELAC IJlll!lls olllel\Mse noted. 

p...-1 mo;d by EMSL Chlc.ogo (NVLAP -2003119-o), TOH LiceMe ll'JC-0289 

I 
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09/08/2004 14:30 773313013'3 

EMSL Analytical~ Inc. 
:t444 W. Gaor;io Stroot, ChlC<tgo. IL 6061 B 

Pho"ei: (773) 313·0099 Fax: :J 313-0139 Emal!: chics ola emsl.com 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 80148 

Fax: (630) 268-0555 Phone: (63Q) 268-8555 

Project: Fort Sheridan Re$1denee& ·Bldg.8461111155.0001.001 

EMSL ANALYTICAL SERV 

Customer ID: 
Customer PO: 

Received: 

· EMSL Order: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VER$56 

09101/04 10:.~0 AM 

260402613 

9/3/2004 
917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

Non·Asbastos 

Sample Location Appearance Treatment % Fibrous % Nori-Fibrous 

846-014 Bldg. B 1st Fl. Black Dissolved 100%. Non-fibrous (other) 

2tJ0402813-001' 
Living-Rm. . Non-Fibrous 

Homogeneous 

846·015 Unit C 1st Fl. Bia~ Dissolved 100% Non-fibrous (other) 

2~040~613-00 '5 Living Rm. Non-Fibrous 
Homogeneous 

646-016/Floor Tile Bldg. A 1st Fl. Tan Dis solved 100% Non-fibrous (other) 

26040261~1G 
Kitchen Non-Fibrous 

Homogeneous 

846-016/Mastlc Bldg. A 19t Fl. Black Dissolved 95% Non-fibrous (other) 

2f10402613·00'f$ 
Kitchen Non-Fibrous 

Homogeneous 

846..()17/F=loor TUe Bldg. B 1st Fl. Ten Dissolved 100% Non"fibrous (other) 

260402613-0017 
Kitchen Non-Fibrous 

Homogeneou& 

846·017/Mastic Bldg. B 1st FL 

2604rnG13-004G Kitchen 

846·018/Floor Tile Unit. C 1 $l Fl. Tan Dis solved 100% Non-fibrous (other) 

260402613-001 s Kitchen Non-Fibrous 
Homogeneous 

646-018/Mastic Unit. C 1st Fl. 
260402613-00:17 Kitchen 

Analyst(s) J~~~~;~ 
Sulamith Folz (51) Sandra Sobrino 

or other approved signatory 

PAGE 04 

Asbestos 

'Yo Type 

None Detected 

None Detected 

None Detected 

5% Chrysotlle 

None Detected 

Not Analyzed 

None Detected 

Not Analyzed 

Due to fl'l<IQninC3tton 11wri1;1110,,s 1,,ntretil 1n PLM, ~$beslo$ n~ In d1~1ons below Ille 1uuon c.;1p.;b111ty Of PLM ~Y not be dc1,.c1od. S<\l'l"q)IC$ rcpol'IOd as ~1% or noroe d~lleted. 
may qUll'! dlllonst testing by 'tEM to cannrm asl>eBIO!I ouanUlles. 'l'lle above lest report reteteB only ta tne llem9 te!lled and may not be reproduced In a11y rorm wnnout tile e1<preu 
w~U ~PPIO 31 Of EMSL Analyllc:!I, Inc. EMSL's ll3billty Is limited lo tile cost Of analysis. EMSL be3rs no r!sponSiblllly for s:imple collecllOl'I 3.:l.MUe$ ot an~ytlcal niell'IOd 11ni11.:i11on~. 
lnte tall nd use of test rvsults Bre Ille ~5i:>O~blllly Qf the ~lhml. The test result& ricntslned wlltil~ 1hl& raprm meet Ilia requlreman1s of NELAC unless olharwls11 noted. 
Ans ~ . d by EMSI. C'11Qlgo (NI/LAP ·200399.0), TOH U~el'l$C 113o.D289 
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EMSL Analytical, Inc. 
2444 W. Gr.orgr. Street. Chle:igo, IL li0~1!1 

r>hono: (773 313..0099 Fax; 773 313°01i11 Email: chlca ol~b emsl.corr• 

Attn: Shaun Terranova 
Versar, Inc. 

Fax: 

100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (630) 268-8555 

Project Fort Sherldan Residences -atdg.8461111155.0001.001 

Customer ID: 
Cuetomar PO: 

Received: 
EMSL. Order: 

EMSL. Proj; 

Analysis Date; 

Report Data: 

VERS56 

09/01/04 10:00 AM 

260402613 

91312004 

91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non·klbes~o~ 

Sample Location Appearanco Treatment "lo Fibrous 'Yo Non.fibrous 

846·019/Baseboard Bldg. A 1st Fl. ian Dissolved 100% Non·fibrous (otl'ler) 

260402613-0019 Kitchen Non-Fibrous 
Homogeneous 

846-019/MaaUc Bldg. A 1st Fl. ·Yellow Dissolved 100% Non.fibrous (other) 

260402613-IXMB 
Kitchen Non-Fibrous 

Homogeneous 

846-020/Baseboard Bldg. 8 1st Fl. Tan Dissolved 100% Non-fibrous (other) 

ZC040~G13°0020 Kitc!'len Non-Fibrous 
Homogeneous 

846-020/Mastlc Bldg. 6 1st Fl. Yellow Dissolved 100% Non·flbrous (other) 

260402613-0049 
Kitchen Non-Fibrous 

Homogeneous 

846-021 /Baseboard Unit C 1st Fl. Tan Dissolved 100% Non-fibrous (other) 

200402613·0021 Kitchen Non-Fibrous 
Homogeneous 

84B-021/Masllc Unit C 1st Fl. Yellow Dis solved 100% Non-fibrous (other) 

260402613-00SO 
Kitchen Non-Fibrous 

Homogeneous 

846·022 Bldg. A 1st Fl. Black Dissolved 100% Non-fibrous (other) 

260402613-0022 Non-Fibrous 
Homogeneous 

848-023 Bldg. B 1st Fl. Black Dissolved 100% Non-fibrous (other) 

26¢402613-0023 Non-Fibrous 
Homogeneous 

Asbestos 

% Type 

None Dotected 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Nor1e Detected 

None Detected 

I Analyst(s) JI?>~ ;1eh-r•'n1J. 

I 
Sulamith Folz (51) Sandra Sobrino 

or other approved signatory 

oue to magnification llmltallons lnnerent In PLM, astieslos nbers ln dimensu111s below Ille resoruuon capablllly or PLM rmy not ~e delecled. S~Mjlle~ reportod 11$ <1o/• or nOl'lo detected 
l'l'l!IY 11'8 dl"olll'I tesllng by TeM lo c:onflrrn El6b951Q8 quE1n"Ues The sbove lest repor1 relates only to th~ Items tea tea ana may not be repro!lucea In .11ny form Wllhoul t11e expre~s 

I IM1Ue appro ar EMSL Anslyllcal, Inc. EMSL'a llablllty 19 limited to Ille cost ol analysls. EMSL bear! no resporislblllly for umple COiiection 3CIMUes Cf ~n~lyile:ll ~lhod llmll~llon0, 
lnl !.!Itron nd use or test results ~re lhe responslblllly or Ille dlent. The ~sl re~utti: cont:ilnr.d wllhln thl• rr.~or1 mo~\ ll1e rv~u11'8menti ¢ Ne~AC vnle&s olh&rwl&e noted, 
Anal ll meo b EMSL CnleallQ (NVLAP -200399-0), TOH UCMse #30-0289 
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l;__~-----~~----~-------r------~ 
.EMSL Analytical, Inc. 
2444 W. Goorge Slrt.ll!t. Chicago, II. ~061!1 

Phorio: (773 313·0099 ·F.,1c: 773 313-<>139 Email: chle11 ale msl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Slreet 
Suite 151 
Lombard, IL 60148 

(630) 268..0555 Phone: (630) 268·8555 

Fort Sheridan Residences ·Bldg.8461111155.0001.001 

Customer ID: VERS56 

Customer PO: . 
Received: 09/01/04 10:00 AM 

EMSL Order: 260402613 

EMSL Pro): 

Analysis Date: 9/3/2004 

Report Date: 91712004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polari:zed 
Light Microscopy · 

N0!'.!·!~!2estos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Unit C 1st. Fl. Black Oi!lsolved 100% Non-fibrous (other) 

'-~0402813.0024 Non-Fibrous 
Homogeneous 

Bldg. A eath. Gray Diasolved 100% Non-fibrous (other) 

260f02813·002~ 
Wlndeiw 1st Fl. Non-Fibrous 

Homogeneous 

Unit B 1st Fl. Tan Dissolved 100% Non-fibrous (other) 
Batl'IR.m. Non-Fibrous 

Homogeneout; 

Unit C 1st Fl. Gray Dissolved 100% Non·flbrous (other) 

280402613-0027 Meehan I cal Non-Fibrous 
Homogeneous 

Bldg. A Front Door Tan/Gray Dissolved 98% Non-fibrous (other) 

ZBD-40261 S-0026 Non-Fibrous 
Homogeneous 

Unit B Front Door 

Unit C Front Door 
260402613-0030 

Unit B - 2nd Fl. Gray Crushed SO% Non-fibrous (other) 

Non-Fibrous 
Homogeneous 

Su/smith Pol:z (51) Sandra Sobrino 
. or other approved signatory 

.Mbesto$ 

% Type 

None Detected 

None Detected 

None Detected 

Nooe Detected 

2% Tremollte 

Not Analyzed 

Not Analyzed 

40% Chrysotlle 

Due to ~l)l'ltne:itlot1 llMllllU011s in~erenl in PLM, :3sbestos fibers 111 d1met1slons below IM! 1'!9Clutian Cll~"Oilll~ Cf PLM rna~ net be delecled. &mples reparted 8S ~1 % or none detected 
may r ulra dl~oriel teSllng by TEM to confirm 95b<J&fo5 qwn6tle&, Th'3 ebove ll!SI report relate5 only to the Items tested snd rney nol be reproduced tn any formwnhaut the e)(Jlress 
wtllte appro al or E:MSL Analytlcal, Inc. EMSL'9 l18bllity la llmlteo to the C09t ol enalyals. EM9L beer.a no regpcnslblllly fer sample conecnon act!Vltles or analyllcal methOd llmltallons. 
lnl !;,ii nd use al t~~t result!. are lhe l'e!;J)Onsl~lllly Cf Ille cll!!nl. The I~ re~ulU. eonl:lin<><l wllnln 1111$ tr.pgrl mnoit tn11 n,iqulremnn1$ r:if NE;t.AC 1111lllt's Q!hel"Ml'll nQled. 
Mal ~ d b EMSL Chica 0 NVLAP ·200399-0 • mH License 113D-02B9 
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EMSL Analytical, Inc. 
2444 W. Goorge St.rc!let, Chlc~go, ll Gl\G11J 

Phone: n3 313-0099 !=(uc: {773 313·01311 Email: chic.a ol;ib emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 • 
Lombard, IL 60148 

(630) 26S-0555 Phone: (630} 268·8555 

Fort Sheridan Residences -Bldg.848/111155.0001 .001 

~M~L ANALYl!CAL SERV 

Customer ID: 
customer PO: 

Received; 

EMSL Order: 

EMSL Proj; 

Analysis Date: 
Report Date: 

VER.$56 

09/01/04 10:00 AM 

260402613 

913/2004 
917/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

J!oJJ·~be!:tos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Unit B - 2nd Fl. 

2B0~02B13-0032 

Unit B - 2nd F'I. 
280402B13-0033 

Unit D • 2nd Fl. erown Dissolved 100% ·Non-fibrous (other) 

280402813.0004 Hallway Non-Fibrous 
Homogeneous 

846-034/Mastic Unit 0 - 2nd Fl. Yellow/Black Dissolved 95% Non·fibrous (other) 
Hallway Non-Fibrous 

Homogeneous 

Unit D • Under Gray/Brown Crushed 15% Cal1ulose 85% Non-fibrous (other) 

280102813-0035 
Stairs Non-Fibrous Teased 

Heterogeneous 

Unit E • Under Gray/Brown Crushed 15% Cellulose 85% Non-fibrous (other) 

2G010~13-0038 Stair.J Non-Fibrous Tea$ed 

Heterogeneous 

Unit F • 2nd Fl. Gray Crushed 97% Non-fibrous (other) 

2B0402Bt:J.CXl37 Bed Closet Non-Fibrous Teased 

Homogeneous 

Unit F • Exterior 
26'1'102813-0038 Hallway Closet 

Sr.ilamlth Fo/7.. (51) Sandra Sobrino 
or other approved signatory 

PAGE 07 

Asbestos 

% Type 

NotAnaly.i:ed 

Not Analyzed 

lllone Dete~d 

5% Chrysotlle 

None Detected 

None Detected 

3% Chrysotlle 

NotAoaly;i:ed 

Due la ""'ll"lflcillan lltntRllan~ lnhr.rrinl In PLM, lilijbe;tos ~bm In Olmenalona below trie resolution capablllly or PLM may no! lie deteeted. S:IMplo~ n:.par1Qd ~s <1 % Qr nQne de•ecled 
fT"EIY quire dW1;>11al testing by TeM lo ccn11rm asbestos quanUtles. The &Dove lest reporl ~Id~ only lo tMe II~ tr.•tCd l!lnd n11;1y '1Ql be reprodu<:Eid In any form Ydtllout tne express 
Wll!te 8lll.'f'O 1 or E:MSL Analyllcal, Inc. EMSL's ll8blllty IS lll'l'lltl!!d lo lhc CC11'1 of 11n;IY$1s. EiMS~ be11r5 no respcnelDlllty for SS1!11lle collecllon actlll1tles or analyUClll method llmlt:itlon~. 
Int !:Ille,, nd u~ olte~t rc~ullo etc the ~;pg~~lblllly oll!ie r;llenl. The test results contained wttnln 1n1s repon meet tile reiiulreme,,ts of NRAC uni~ atherwlSll noted, 
Anal erf med b EMSL Chi~ o NVLAP -200399-0), TOH llCc!rui~ jj3C.Q209 



~~/~~/~~~q iq:j~ //jjlj~lj~ ~M~L ANALYl!CAL ~~~V PAGE 08 
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I 

EMSL Analytical, Inc. 
2444 W. Georgl' $trnn1:, Chicago, IL 60619 

i ... ~~?c~~·!!l.~Yfl 3.1,If..:'.11111rn•'.:·~i,.Jf.'..J! ~.! ~ ... ~.~.~~.,,.,,:.:~~);.:..,~.~.~;:a~.~ 0 ~!~:.~.::.:~r . .,,., ,., .. ,, .. llll!tllll'r"'+ '""""''"· ::·""'""'!!'"'""' ., .. ,,,, ... ,,, .... ··'····· 

Attn; Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0~55 Phone: (630) 268-8555 

Project: Fort Sheridan Residences ·Bldg.8461111155.0001.001 

Customer ID: 

Customer PO: 

Received: 

l:MSL Order: 

EMSL Proj: 

Analysis Date; 

Report Date: 

VERS56 

09/01/04 10:00 AM 

260402613 

9/3/2004 

9f7/2o04. 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

646-039 

~4040:/61 ,!J.0039 

846..()40 
2G04C7.G13-004ll 

846-041 

260402513-004' 

Location 

Unit A 

UnitB 

UnitC . 

Appearance 

Black 
Non~ibro~G 
Homogeneous 

Non-Ai:bcu:tos 

Treatment % Fibrous % Non-Fibrous 

Dissolved 96% Non-fibrous (other) 

Sandr8 Sobrino 
or other approved signatory 

Asbest0$ 

o/o Type 

2% Chry.sotile 

Not Analyzed 

NotAnaly.i:ed 

oue lo ""1gnlflC3Uon llMllallons ll'll'ierent ln PLM, ubcstos flllCN: In dlmCn$1Qlls b<Jlgw the resoluuon capsblllty o1 PLM may not be detected. SalTlllles reported u <1 % or llOl'le det0c:t.,d 
n13y r quire Ucn:il l,,,.(lng by TEM tc ccnflrm IW>l!"IQ$ ll'Jlln1IHl!ll, The !ilbove teat repon relates 0111y to Ille llem!l tesled 3nd may 1101 be reproduced In ""Y fi;trm wllhoul the e>1Press 
"'Tille app l Cl! EMSL AnelyUe&l. Inc. EMSL's llablllty i1 Hmlted to the cost or .,l'lalysis. t.MSL b"""' no re~pan.o;iblllly lgr $9~e cc;>llec1lon ecllVIUes or anal)11cal method llmltallons. 
Inter l.!lli nd use af l~I resull$. ~re the respoMlblllly Of th~ ellont. The le$1 reoolts contained within this report meet lhe requtrements or NELAC unless oth!!Ml~o nolod. 
Anal etf med b EMSL c111c:1ga NVLAP -20039e.o). TOH LI~ llJ::I0.0289 

THIS IS THE LAST PAGE OF THE REPORT. 
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1· 
Chain of Custody 

PAGE 05/0'3 

Page 2of2 

EMSL Analyticalt U.c. 
2444 W. George Street 

Chicago. IL 60618 

~~~ f:'i.HI1~Po'~ I Please print all information legibly. ---0 
•• Phone: (877) 888-3675 

Fax: f/73) 3\3-0139 
http://www.emsl.com 

aient Sample# (s) ---------

1 IMinqulshed: Mtw...J;...,.tl-«~te: #<{ 
Received: ,_.,~~ Date: '1·3- o 'I 

I 

Total Samples#: ___ _ 

nme:__._3....,.:_..'#0~'.J>U--~--· --
Time:~/ o .... ~ ...... 2-__ $" __ · __ _ 

Relincluished; __________ Date: _____ _ Time: ______ _ 

Received: 
Time: ______ _ ____________ Date: _____ _ 

I 
SAMPLE NUMBER SAMPLE DF.SCRIPTION/LOCA TION VOLUME it a licable 

I i 4 -f" ot 

t:o-i. 
I ,::6.3 

1-~~.!'-.,;~~4~--~~D-~-1-1.~'~~\~0(M.~~~~~~---~~~~~~~ 
I l="o? (~\~~ L>w 

I 
I 
I 
I 
I 
I 
I 

A 

IH'U\/flA 



09/10/2004 09:06 3178033047 

EMSL Analytical 
2001,East S2nd SI., lndiM:ipolis, IN 46205 

Phone: (317) 803-2997 Fax: (3i7) 803-3047 Email: lndl~flapollslab@emsl.cam 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Project; Fo11 Sheridan Residences • 111155.0001 .001 844/845/846 

Customer ID: 

Customer PO: 

Received: 

EMSL Order; 

eMSL Pro): 

Analysis Cate: 

Report Dale: 

VERS56 

09/03/04 10:25 AM 

160407568 

9/912004 

9/912004 

PAGE 02/09 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location 

alyst(s) 

raig Nixon (9) 

Appearance 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 
.Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Brown 

Fibrous 
Homogeneous 

Treatment 

Teased 

Teased 

Teased 

Teased 

Teased 

Teased 

Teased 

Teased 

Asbestos 

% Fibrous % Non-Fibrous % Type 

95% Cellulose 5% Non-fibrous (other) None Detected 

99% Cellulose 1% Non-fibrous (other) Nono Detected 

99% Cellulose 1 % ·Non-fibrous (ottler) . None Detect&d 

99% Cellulose 1 % Non-fibrous (other) None Detected 

99% Cellulose 1 o/o Non-fibrous (other> Norie Detected 

99% Cellulose 1 % Non-fibrous (other) Nona Detected 

99% cellulose 1 % Non-fibrous (other) None Detected 

99% Cellulose 1 % Non-fibrous (other) None Detect!Ml 

or other approved signatory 

Due to m~gnificstioo limil.etions inherenl In PLIA, al!llesloa Dbera In <Jlmensloos Delow tile reaoluUon capabtllly of P~M may not be lk!t11cted. Sami;ikis repor1ed as .. 1 % or none detooted 
m~y require eaomooal testing by TEM to confirm a$b11:;tos qu~ntllh;s. Th1: '1bovt lc$l "'P'JI'( r(!i;ilc~ only fo lhc II~ t~led :anel m.:iy nol be r~uced in any form wili'IOut ~ exp"e~s · 
Wf'ittan cipprov:il or EMSL M:!l~lc:il. Inc. EMSt.'!I n~blllly Is limited la the cost of 3nalygls. EMSL bears no respoos1011i1y toc ssrt1Ple coUectlon aCIMIJes or an3lyllcal method llmltatJons. 
lnlefprel~lion 3nd ~e or test reeults are Ille respons<bRlty Of the c:tieiit. . , 

i'o.MIY919 performed bV EMSL lnd1Sll8PDA9(NI/LAP11200186-0J 



3178033047 PAGE 03/09 

EMSL Analytical 
;zoo1 E:l$1 52nd St., lndlanapol&s, IN 4G205 

Phono: (317) BOl-2997 FaJC: (317) 803-3047 Email; tndianipollslab@emel.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phona: (630) 268-8555 

Fort Sheridan Residences -111155.0001.001 84418451846 

Customer ID: 

Customer PO: 
Received: 

EMSLOrder: 

EMSLProj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407568 

j 

91912004 
9/9/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location Appearanea 

Brown 

Fibrous 
Homogeneous 

Treatment 

Tease<! 

Non-Asbestos 

e;. Fibrous % Non..fibrous 

99% Cellulose 1 % Non-fibrous (other) 

or: other approved signatory 

As~stos 

"lo Type 

None Detected 

oue to m9gnlQceUO!l Pm11euons lnf1erent In P1.M. al'b~lo; flbn In dlme~ciru; b<.:IQW thq 1"9$0lullon CRp~blllty ol P~M 11'1'.'Y nol b~ d<!h;.dr,d. ~mplr"' 111Partqd A~ '"1 "-Qr~ d~l1td4d 
""'Y require oddillan:il le~llng by TEM lo conf~m ssbeslos quo!lnlities. TM sbo•e test reporl relal!!!I only to the Items tested and msy noc be reproduced In any form Wllllout the e.i<l'tt!• 

!ten approval or EMSL MalyU<::<"I. II'\~. EMSL's l18'1Plty IS ~rnlted to the o;os1 ot ~1'1<11~1$. EMSL ~ .. 110 ll!$PQ'1Sl1Jlilty tar 58!T1P~ r;alleel:t1J11 «Cllvf~ or 11nl.'lytlcal melhad 11m11a11ons. 
ll'fPC'Gl<1llon end ~ of h;sl ~"II!;"'"' Iha rm;pon!:lbt111y of lho, dir.nl. 

n•l)l"l• lll:rfarmr.d by EMSL lndl;in~poll• (NVLJ\P #200188·0) 

THIS IS THE LAST PAGE OF THE REPORT. 2 
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I 

•• 
Chain of Custody 

Asbestos Lab. Services 

EMSL Analytical, Inc. 
2001 East 52nd Street 

lndinnapolis, lN 46205 

J1easc print all inform:tlion legibly. 
t1 ~?57~~ 

Phone: (317) 803-2997 
Fa~:(317)803-3047 

http://www.emsl.com 

1 
'Compa~y: Vcrsar [nc. Bill To: - Versadnc. 

l,,A.ddress/: 100 West 22nd Street Address/: lOO West 22nd Street 
Address2: ,$uitc 15 l Address2: Suite 151 I City, State: Lombard, IL City, State: . Lombard, IL 

Zip/Post Code: 60148 Zip/Post Code: 60148 
Country: Country: I Contact Name: Shaun Tertanova · Attn: Sh:iun Tcl'n!-nOva 

'r:>hoM: 630-268-$555 Phone: 630-268-8555 

Fa.r.: 630~268-0555 Fax: 630-268-0555 

I ~nwil: Email: 

MSLRep: l>'nul Nyfield · P.O. Number: : 

I r•j•d Name/Numb«: Fort Sheridan Residences - lU lSS.0001.001 -1'10 ~ g<.( e. ' 
MATRIX TURNAROUND 

IE~-
0 Soil D Micro-Vac: 0 3Hours 0 6Hours 0 Samel)ay 0 24 Hours 

./ or 12 Hours* (1 day) 

-~ulk 0 Drinking 0 48Hours"" ~72Hours 0 96 H'.ours D 120Hours 

'5 Wipe 

Water. (2 days) (3 days) (4 days) (5 days) 

0 Wastewater 0 144+ hours (6~10 day$) . 
TEM AIR, 3 hour5, 6 hours. P~iue call ahead to sclleduli!.. There IS 11 premium duu-gc for 3-hour tat, plcMc t:all l-SOO·ZZ0-3675 rar 1Jrlce~o~d1ttg -

Jples. Vou will~ QSked toSlgn an autharlzarlon fonn for thiu~rvl~. J\:\l\.G.~ ~ I f £ )\ fu ... \"OS\~ 
hours (cnllSt 111rnve by ll:OOa.m. Mon ·Ff!.), Pleasi: Refer 10 Prlcc Quote ~ ft - · r\ 

EPA Point Count 

0 NY Stratified Poinr Count 

I PLM NOB (Gravim_ctric) NYS 198. l 

NtOSH9002: 

0 EMSL Standard Addition: 
1 .,~l.t\i~ o~ Bul_k 

· Qualila!rvc 

Quantitative 

I 

TEM .Air IE.M.lYA'.I.KR 
0 AHERA 40 CFR, Part 763 Subpart E 0 EPA 100.l 

0NIOSH 7402 0 EPA 100.2 

DEPA Level II DNYS 198.2 

TEM BULK TEM MicrovaC/Wip_~ 

0 Dr<lp Mount (Qualitative) 0 ASlM D 5755-95 (qu1111tativc m~thod) 
0 Charfield SOP - 1988-02 0 Wipe Qualitative 

0 TEM NOB (Gravimetric) NYS l 98.4 

0 EMSL Standard Addition: X1m 
DAsbcstos 

rLM S,,q;I 0 Silica NlOSH 7500 

0 EPA.P~ol Qualitative 
· 0 EPA Protocol Quantitative QI.HER 

D EMSL MStJ 9000'Mcthod fibcr:Vi;r:irn 0 



I 
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Page 2 of2 

•• I 
Chain of Custod~· EMSL Auiytical, Inc. 

\
I A < I L\.. 'll t'\· · L·._. 2444 W. George Street f\V\O.UrZA.. ~ ,. . V\..WU..JI.. t'OSl~ Chicago, IL 60618 

Asbestos Lab Services · Phone: cs11) 888-3675 . 
Please print all infonnatioo legibly. I Client Sample# (s) -____ ......,._----! 

Relinquished: ~T..AM.a.µ.qt1....Date:__..~~.___-+---
I Received: / ~ & 4-".L-.,, __J)ate: _ __.__ ___ ....-::.....~-~ . 

Relinqoisbed;. _______ ..__----.l>ate: ____ +--

1 Roceived: ___Date: ______ _ 

·1 SAMPLE NUMBER SAMPLE UF.SCRIPTION/LOCATION 

B<-f 2> - oc 
I 

'· 

Fax: (773) 313-0139 
http://www.emsl.com 

Total Samples#:._·---~ 

Time: 3;~ 

Tim.e: /01"2§ 

Time: _____ _ 

Tame: _____ _ 

VOLUME if a tic.able 

l.,.._--+-_0_3-+---------------------~~~~---·B_. ----~ 
I otf w~~ t~l:> -~A 

6~ ~A 

11-----+--~~~-------~------~---t---~~-~--~ 
1~~-·~61~. ~~~-~~~k~~~b~~--~~--~~~~~~~ 

O~ A 
I o~ ~ 
1-----1---~-1-------------------------L---+---_..;..;;------~---1 

l~--1-~o~S~tnM.~~~-ttu.~.~a.c.L=·~-~~~-----------~ 
, I i 

1-

'~~~~~~~~~~___.___.... ________ ~ 
l '1 IL-_____i__:_~~~~~~L---~_.__ ________ ~ 

I 
tttp://www.emsJ.com/COC_Print.cfm?action=print&ServiceCatS .1ect=3&LabsSelect==Chicago,%20 ... 8/30/04 

. 



._ _,., -..,, • ----Y _._.• ..._,..._, -..J.&. r Vt.J..J..Jt.J.,. ( 

I 

:+ Chain of Custody 

Asbestos Lab Services 

l lease print all infonnation legibly. 

Client Sample# (s)·--........· _. _.._. _ ___...___ --------

jfdinqdidled:~O..U-----rue l>-<A-~:._____."-M..,._,_--+--
.eceived: ~· · Date: 4 ·3-n 'i 

relinquished: _____________ __.ate: _____ _ 

'eceived: ------' ___ _.Date:_..__ __ -!-_ 

SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 

'· 

PAGE Hl/11 

Page 2of2 

EM'.SL Analytical, Inc. 
2444 W. George Street 

Chicago, IL 60618 

Phone: (877) 888-3675 
Fax: (773) 313~0139 

http://www.emsl.com 

Total Samples#:. ___ -'--

TimJ: 3~ 
I ~ 

T. I •me: _____ _ 
I 

T.JnJ: 
T"uu1·-----~-

. I 

I tw-A-
1 . 

A-

:rsl 

-lWA-

lttp://www.emsl.com/COC PrinLcfm?aclion~rint&ServiceCatSe ct=3&T .ah~Select=(';hic:auo. %?..O... R/10/04 



I 
I 

•• 
Chain of Custody 

Asbestos Lab Services 

I Please print all infonnation legibly. 

Client Sample# (s>---------~ -------

IRdiuquisbed: ~~ 
Received: A6 · 

Date: ttkfo~ 
f . 

Date: 9-'? ,_ 0 t.( 

I Relinquished: ______ -..,...--'---·•te: 

Recciftd: Date: _____ _ 

I SAMPLE NUMBER SAMPLE DESCIUl'TlON/LOCA TION 

I '04 0 ""2~ t=·,~ tcSs. ~s~\A~~~Q "'-
30 ~: ~ 

I 3t ---f AAMA·c~ <(8- -k~~ 

I '!;1-. \I -
I 

I 

PAGE 11/11 

1~~age2of2 

EMSL An.aJytical, Inc. 
2001 East S2nd Street 

Indianapolis, IN 4620.S 

Phone: (317) 803-2997 
Fax: (317) 803-3047 

http://WVIW.emsl.com 

Total Samples#: ____ _ 

.. Time: ~~ 
Tiine: ______ _ 

Time:. ______ _ 

nme:, _ __.. ____ _ 

.......... -
VOLUME ifa Hcable ,. ,.7.~r:iN;~··' .: 



u~1ii1£uu~ ao.ao 

EMSL Analytical 
2001 E:att 52nd SL, lndlanapoli$, IN 46205 

Phone; (317) 803-2997 Fax: (317) 803-3047 E.mall: lndlana lisl•b@emsl.c:;om 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60,148 

(630) 268-0555 Phone: (630) 268-8555 

Fort Sheridan Resideoees • 111155.0001.001 Bldg 848 

Customer ID: 
Customer PO: 
Received: 

e:MSL Order: 

EMSLProj; 

An<1lysls Date; 

Report. Data: 

VERS56 

09/03/0410;2~ AM 

16"407566 

911012~ 

9/1012004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Location 

I 130407586-0008 

Appearance 

White/Gray 

Non-Fibrous 
Heterogeneous 

Brown 

Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Brown 
Fibrous 
Homogeneous 

Blad< 

Non-Fibrous 
Homogeneous 

Black 

Non-Fibrous 
Homogeneous 

Treatment 

Crushed 
Heated 

Teased 

Teased 

Teased 

Crushed 
Melted 

Crushed 
Melted 

Nori-Asbestos 

% Fibrous % Non.fibrous 

98% Non-fibrous (other) · 

100% Cellulose 

100% Cellulose 

100% Cellulose 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

or-other approved signatory 

PAGE 02/11 

Asbestos 

% Type 

2% Chrysotile 

Not Analyzed 

Nor Analyzed 

None Detected 

None Detected 

None Detected 

None Detected 

None Detected 

Due 10 rn~gmflc::illot1 lln1illlUon9 lnMrenl In PLM. 9sb~l'l<Y.: fib<!~ In dimensions bellll" lh9 reso;ilullo!'I e:ipisbiHly or PlM may nol be defect~. So:imples repDt1ed as <1 % or none detcictcd 
m<>y li!qul~ aadltional testing by Tet..I tQ conflfl'll asbestos quantllles. The 9bQvs; t~t report ~lstea only ta the hems l~ad :\r\d may not be reproduced In eny fOMI wllho"t t~e eicpress 

1itlet1 appr0"81 o( Et.ASL An:ilyli~. lne. EMSL'a leDlllly la llmlled lo Illa c~ or :in:il)'!ll!. E:MSL bear:; no r~slblllly fOr sample COiiection ac:tlvltle~ or ;an,.lyllcat melhot:l llmitallons. 
nlgrpro'<'d"" ~nd use or test reault8 ere Ille r<Jspon.tbllity or Ille client. · 

n:oly01• pO'(orml!d by EMSL tndlanapQll~ (NVLAP 11200188--0) 

I 



EMSL Analytical 
2001 E;ist 52nd SL, lndlari:ipolis, IN 46205 

Phone:. ~317 803-2897 Fax: (317) 803-3047 Ern;i11: lndlenapolislab em9l.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630} 268-0555 Phone: {630) 268-8555 

F.ort Sheridan Ro.,sldences -111155.0001.001 Bldg 848 

Customer ID: 
Customer PO: 

Received: 

EMSLOrder: 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 

09/03/04 10:25 AM 

160407566 

9/1012004 
9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment 'Y· Fibrous % Non-FibrOUG 

Black Crushed 100% Non-fibrous (other) 

160~0756(;.0009 Non-Fibrous Melted 

Homogeneous 

Black Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Brown Crushed 100% Non-fibrous (other) 

Non-Fibrous Heated 

Homogeneous 

Black Crushed 100% Non-fibrous (other} 

Non-Fibrous Heated 

Homogeneous 

BrownM'hite Teased 20% Cellulose 80% Gypsum 

Fibrous Crushed 

Layers: 2 

White Crushed 96% Non-fibrous (ot!'ler) 

Non-Fibrous 
f 50407~G-0014 

Homogeneous 

Brown/White Teased 20% Cellulose ao·% Gypsum 

1604075G~03B Fibrous Crushed 
Layers: 2 

alyst(s) 

Ric/1ard Harding (44) 

I or other approved signatory 

PAGE 03/11 

Asbestos 

% Type 

None Detected 

Nono Detected 

None Detected 

None Detected 

None Detected . 

2% Chrysotile 

None Detected 

·Due 10 megnlllcat1011 llml1<1ll<R'l• lt1hettint In PLM. a!ll>estoa 11be18 In dlmenS1o115 b<Jlow ''"' TC!OO!ullel'I ~~blRly or PLM may not be Ualecied. Sample:; reported 11~ <~% ot noM; detected 
,,,..Y reqt,1lrc :iddlflaMI testing by TEM to confirm asbe&to& q11an1lt~. The! :ibove !Ml rep(lrl ll!lalea only to the llems lmw ijnd "'"1Y not be reproduced In any fomi Wllllaut the express 

rilten apprCMll al EMSL Ari&tyticol, Int:. EMSL's Q:iblllly Is limited Ill Ille cost o! anst)'Sf&. t;MSL. bt~N: no rasponsllllll1y rar 98111ple collectton actMttes or 00<1f}'llr;al m.,lllOd lh'nll~llo.i~. 
nlerpretatlon t1nd use of tir.t tc$Ull!: 31'1! lhe respcMibRlty r:J( Ille dlent. i 

ne1Y81a IX!rlormed by EMSL lndi:in:ipolis fNVLAP #200188-0) 

2 



EMSL Analytical 
2001 East 52nd St., ln<lia1t:1polls, IN 46205 

Phone: (317) B03-:Z997 F;11ii: (3171803-3047 Email: incli""" llslab@emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Fort Sheridan Residem::es - 111155.0001.001 Bldg 848 

Customer 10: VERS56 

Customer PO: 

Received: 09/03/04 10:25 AM 
EMSLOrdar: 160407566 

EMSL Pro]: 

Analysis Date: 9/1012004 

Report Date: 9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy 

Non-Asbestos 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Brown/Wllite Teased 20% Cellulose 80% Gypsum 

Fibrous Crushed 
Layers: 2 

Black Crushed · 100% Non-flbrous (other) 
Non-Fibrous Heated 
Homogeneous 

Black Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Black Crushed 100% Non-fibrous (other) 
Non-Fibrous Melted 
Homogeneous 

PAGE 04/11 

Asb@stos 

% Type 

None Det@cted 

None Detected· 

None Detected 

Norte Detected 

White Crushed 100% Non-fibrous (other) None Detected 

Non-Fibrous Melted 

Homogeneous 

BlackNeltow Crushed , 94% Non-fibrous (other) 6% C:hrysotile 
Non-Fibrous Melted 

Heterogeneous 

\Nhile Crushed 100% Non-fibrous {other) None Detected 

Non•Fibrous Melted 

Homogeneous 

Not Analy;i:ed 

• 1 . I -
t~'/J /. )'., _ _i_ ___ . 

'-.:l 

or other approved signatory 

D>.•e 10 ITl9gnlhi;;;i1lon timll;:aUon• l~nt h'I PLM, :1sbestcs flbl!!tS itl dlmenslcns below Ille resolullOn capablllly or PLM may no! De d91ecled. Samples reported 11& <1% or l'Olle d<JUJcted 
m.-iy require ~dillol'll!I !~ling by TEM to conllrm a91leslaa quanuaea. Tne ebove lest nipor1 relates only tc;i the ttlinu; teo;ll!d ood rmiy ncit bo 111produeQd 11'1 any form wlihOLll l!lci QJ<Pr~~ 

tten 3pprowt of EMSL i\t1Qly1~1. IM. El.ASI,;~ lloblllty 1$ llftlltOd lo 11141 eMI of ~ll:llY"A EMSL ~aar.: no m!;pOMlllHty for =nple collecUon :aelil/lll~ or :analytical metnoa nmnatklns. 
ntefJl'alallon ~nd use of lest r~ultf. ~n;i lllO M$f)Dn~_b!lly0f tll<I dlenl 

nalysle performed by EMSL lnd1<111i1pQllt; (NVLAP #200188-0) 

3 



::11 /l::ll::l::S::Sl::l4/ PAGE 05/11 

EMSL Analytical 
2001 East 52nd St., lndlanapollS, IN <l@ZD5 

Phone: (3171 803-2997 Fax; (3171 803-3047 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151_ 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 

Fcrt Sheridan Residences - 111155.0001.001 Bldg 848 

Customer JO: VERS56 

Customer PO: 

Received: 09/03to4 10:25AM 

EMSLOrder: 160407566 

EMSLProj: 

.Analysis Date: 9/1012004 
Report Date: 9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R .. 93/116 Method using Polarized 
· Light Microscopy 

e to msgriH'lce«on llmtte~ons lnllerenl In PLM, asl:leslM fibcts Ir\ d1Mam;lon$ bljQW the rGaQIU11cn caPSblllty Of PLM may !IOI be del~C!d. S;;imples reported as <1 'Yo or none detected 
may require :addltlon.111 ln•li"ll by TE;M to <:o11flrm esl>elltoa quanlltie!I. Tile allaV!! test report l'Ct::llas; only IQ the Hems tasted and may not be re~UCl!d In .-iny ronn wttllout the express 
wnUEl!l approval Of EM!ll Analyttcal, Inc. EMSL'$ U"btlity Is llmllr.d to the coot or enBl!ollls. EM3L lleal'!I no respoMlblHty fot .=111pte i;allecucm ectMaes or ana1yoro1 metna!I 11m1t~llM~. 

1crprn1<111on <ind USfl of test resul!B ere lhe re9ponsttillity Of Ille dlcnl. 

~lysl~ pllf'fofriwid by EMSL lndlanaPOll9 CNVLAP ll200188-0) 

I 
4 
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EMSL Analyticaf 
2001 ~st 52nel St., Indianapolis, IN 46205 

1 
z~~\!!7) 803-2997 Fax: f317J 803~;:3il: lndlanamslab@em!ll.com 

fM EWE 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

fax: (630) 268-0555 Phone: (630) 268-8555 

Project: Fort Sheridan Residences -111155.0001.001Bldg848 

Customer ID: 

Customer PO: 
Received: 
EMSL Order. 

EiMSL Pro): 

Analysis Date; 

Report Date: 

'VERS56 

09/03104 10:25 AM 

160407566 

9/10/2004 

9/10/2004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method.using Polarized 
Light Microscopy 

160407561$-0028 

16040758~0 

1 B0407SB5°0031 

1348-32/A COVE 
9;!ASE 
.160407~32 

1i48-32/B MASTIC 

• B04or~oq.oc42 

848-33/A COVE 

'

ASE 
60407SGG-aOJ3 

~8-33/B MASTIC 

. • 60407SBfl-0043 

lalyst(s) 

Richard Harding (44) 

Location Appearance 

Black 

Fibrous 
Homogeneous 

Black 

Fibrous 
Homogeneous 

Bla~k 

Fibrous 
Homogeneous 

White 

Fibrous 
Homogeneous 

Beige 

Non-Fibrous 

Homogeneous 

Brown 
Non-Fibrous 
Homogeneous 

Beige 

Non-Fibrous 

Homogeneous 

Yellow 

Non-Fibrous 
Homogeneous 

Treatment 

Teased 

Teased 

Teased 

Teased 

Crushed 
Melted 

Crushed 
Melted 

. Crushed 
Melted 

Crushed 
Melted 

Non-Asbestos 

% Fibrous % . Non-Fibrous 

i 00% Cellulose 

100% Cellulose 

100% Cellulose 

S5% Non.fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% Non-fibrous (other) 

100% No11-fibrous (other) 

or othsr approved signatory 

PAGE 05/11 

Asbestos 

% Type 

None Detected 

None Detected 

Nooe Detected 

15% Chiysotile 

None D~ected 

None Detected 

None Detected 

None Detected 

e 10 magnmcatlon llmi~li~ lnh91'EJnl In PLM, sllbeStOS fiber$ Jn dtmen51ons Del~ the resolu!lon QilpabAlty or PLM ~y not bo <lat~ed. Samptea reported \1$ <1 % or none. detecll!d 
~Y require eddl~onel testing Dy TEM IP cgnnmi S&bealoa quanutles. Tiie obove lle&t report rela11!S Cll'lly to 1119 Item& teated snll 1113y nat ~ repnxluced In any Fotm wHhaut the express 
W111ten &Pllf0\1111 or EMSL AnelytlCat, !nc. EMSL 's llal!IUfy 1$ ltmned to tne coal or anatys~. EMSI. bears na n!5p0!1SfbUlly for$1!1mpl11 coMeclliln ac!Mti~ 0r afl<'lytlo;aJ me!hlid limlbllans. 

orpl'l!fevon and uge of lesl teSull= oru the resD011slbllity or the (llOnt, 

~1Yt'l1; perlormed l>yEMSL lndt..n"PQll5 (NV\.AP #200188-0) 

5 

I 



09/11/2004 06:08 3178033047 

EMSL Analytical 
2001East52nd St., lndianapoli~. IN 46205 

•· 
. Phone: (317) 803-2997 Fax: 1317) 803-3047 Email:_ indi,napollslab@emsl.com 

Shaun Terranova 
Versar, In~. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 266-0555 Phone; (630) 268-8555 

Project: ·Fort Sheridan Residences -111155.0001.001 Bldg 848 

Customer ID: 
Customer PO: 
Received: 
EMSLOrder: 

EMSL Pro): 

Analysis Date; 

Report Data: 

VERS56 

09103/04 10:25 AM 

160407566 

9/1012004 
9/1012004 

Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 
Light Microscopy· 

Non-Asbestos 
•· 

Location Appearance Treatment % Fibrous % Non-Fibrous 

Beige Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 

Homogeneous 

Yellow Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 
Homogeneous 

White Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 
Homogeneous 

White Crushed 100% Non-fibrous (other) 

Non· Fibrous Melted 
Homogeneous 

White Crushed 100% Non-fibrous (other) 

Non-Fibrous Melted 
Homogeneous 

/chard Harding (44) 
or other approved signatory 

PAGE 07/11 

Asbestos 

% Type 

NoneDet~gd 

None Detected 

None Detected 

None Detected 

Nong Detected 

cue to ~gnlfie:illon llmitotiOM ln~t In PLM, "~~IQS /lbers 1~ d11T19"5I011& til!lciw Ille resollltlon capabITTty or PLM may not Ile ~ected. So:ll'l'l!lles fllpotlo;rd ;o$ <1f• or ncine lk!t'Jciea 
y require addlUonal lestlng by TEM to canrrrm o~bestM. qu:in11Ur:!$. Thq eb~ \vsl report rel8tes only to the Items tested and may nee be reproeluced In orty fotn'I wlthQul ttie e~~ss 
nen approval of EMSL Ane1y11cal. Inc. i:MSL's llablllty IA Rmlled to the cost or :11'131ys~. EMSL b~:ors: no roi:po1\i:Jb4111y for ;ample oollec:tlon ac:IM11es or sll3iytlC31metllod111naotion=. 

nlcrpratstlon end use of 1es1 result& ere !he re1pDn!llllDny or the Client 

nal}'Sls .Per1Dmled by EMSL lndlenB?OllS INVl.AP ll2001 ~) 

THIS IS THE LAST PAGE OF THE REPORT. 6 
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I 

APPENDIXE 

POINT COUNTffEM-CHATFIELD LABORATORY DATA SHEETS 
AND . 

CHAIN-OF-CUSTODY FORMS 



I 
I 
I 
I 
I 

~~IL~IL~~q l~:~b ~lf~~~~~4f 
PAGE 03/43 

PAGE 02 

I 
I 
I' 
I 
I 
I' 
,I 

I 
I 
,I 
I 
I 
I 
I 

69/18/2084 18:36 77331301l9 EMSL ANALYTICAL ,SERV . . ' ' 

Olil/lll/04 _17: 09 PAI l~o • .;;;le:;;i:;8...,0~l~H:r---....:!BRm=~.J-e.N_g. ___ _ raio02 

Chain of Custody 

AsbestoS Lab Services 

- . VQ'l8r. lnc • •to: Verar, Jnc. 
r . ... 

{: 100Wtst~ Street Al.bull: 100 West 22nd Screec 
!\.~: Saile I.St MdnltJ: ~-1'1' 
Clh, $'°"1; t.oalbltd. n. CilJ. $t1dc: ~a.. 

111PA'o.rt a,u: 00148 ZJplPoJt Code: 60148 
Ir~-, __ .... USA C4&0llr)': . UM 
Codi«~ 8lleaill~ Aa3: Shaun~ 

"hone: 630-~'3 Pirone: ~5 
Ir~ 

.. 
M0-26&-0.'5S' Fa:r.· 6]0-Ztm-05!.S 

!fmrall: £mail; 
PaL.Ba: Paul~td : P.O. MullHrl 
il"ro~ Ntl1lllllNlatJkr 1\lt6S-.o¢ol. 00 - F~ ~ ... "!. \_ ·-

I 
·MATRIX i TURNAROUND 

DA.Jr D Soll C Mi!:a-u·V:ic C3Hoan Cl'n.n D SnneDllr Ll M)Jo.mr 
I or 12 Helll'5" (1 df,y) 

IJS(•t111: ti !>daklag I a allolu$ ~&Ian D HBMD Q l20Doan I 

Wlllfu' I (2..,.) (311Qs) (4d2p) (SdaJt) 

D Wive aw~ IJ 144+ ~ (G.10 da15) 
DMAD.1nlild,411.._.PtlUl_Alltl4._~~ll•,,__.dmif!~S... .... pwcGlll l ........ ,.tf*',._.IO~ 
wnptu. Y• 'lfll lledilill tDq. • .._ .... l'Gl'll IR-Gllnmb. 
-.~ heoai..i c.-&·awm l!iJ U100uil.ir._ .ftt.), .._ ... • ,_ (l,ilOe8 

0 NJDSlt 7400(A.) 1'racZ;Aqml J'fM 

OOSHAwfl'WA 
c O!ht:t: 

TJCMA;t T£MWATQ, 
[lAJIBtlA «»~Part 76) Subpad E DEPA too. t 
DNIOS!l 7402 . D SPA 100.1 

CJ EPA t.cvd ~ CJ NYS 198.1 

TEMBllLK TBM Ml&~~ 
0 EPA fi00/.R-93/ll6 0 Drop MOUllt (~w) tl ASl'M D S155-95 <~mtva llltlhOd) 

0 EPA Point Cowc 0 a,.a&fd SOP. lS188~ LI Vipe Qu.titative 
0 NY Strtr:ifdld Poiln Coo11t C] TBM N'0.9 (<blll.meoic:) NYS 198.4 
D PLM Non (GoMmeirtc) NYS 198.t Cl 6MSL Standard Addition; · Dn 
CJ NIOSH 9lJQ2.! CJ Mbcstos 
[j EMSL Stant:b(d Addition: Pl.M Sol 0 s-~NIOSH 7S<Xl 

DBfA Proroco1 Qualkatlve 
Cl Quzl~ [] 6PAProt«Ol Qataa~"" PJ'SEB. 
Cl · ·w. 0 m4SLMSD9000Metbodfl l:l ' 



UJIL,ILUU, UJ.if . 

EMSL Analytical 
2001 East 52nd St., lndian~polis, IN 46205 

Phone: (317) 803-2997 Fax: 317 8o3..3047 Emall: lndlanapollsla msl.com 

Shaun Terranova 
· Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone; (630)268-8555 

Customer 10; 
Customer PO: 
Received: 
EMSL Order. 

VERS56 

09/17/04 12:00 PM 

160407991 

111155.0001.001 • Fort Sheridan 
EMSLProj; 

Analysis Date; 

Report Date; 

912212004 
9/2312004 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method (rev 2) 

MATRIX 
COLOR MATERIAL 

Black 63.0% 

Black 98.8% 
White 

Brown 89.0% 
407991..(}003 Black 

B!ac;J.; 76.0% 
1GC401~1..0004 

88.0% J836-67 Brown 
4Q1991-COC' Black 

R-836-70 Black 90.2% 

12:03 

160407991·0006 

1:539~8- Black 
0407>1>11-0007 

96.6% 1-840-100 Black 
O~Q799Hl008 

' • '" '. ~'. 0 •• • ·~' •H 'o• 

I 

lalyst(s) 

NON-ASBESTOS ASBESTOS 
FIBERS RANGE 

33.0-40.0 

0.4-2.0% 

-- .. ... ·----
9.2-12.0% 

23.0-26.0 

····---··-··-· .. ··-.. ·-······-
9.2-14.0% 

9.1-10.0% 

26.0-31.0 

·--· _ ...... '3.o::3'.9%--

TYPE AVG 

Chrysotlle 37.0% 

Chrysotile 1.2% 

Chrysotile 11.0% 

Chrysotile 24.0% 

Chrysotlle 12.0% 

Chrysotile 9.8% 

Chrysotile 28.0% 

Chrysotlle · 3.4% 

l-l/;~;/_L. 
·~ 

or other approved slgnatoiy 

:.bove repott rebll!tl or11y to Ille Kerns !<!Sled. Tl'llS rl!jlatl may not Ile reprod~. ~pl In futl, WllllOUI .i111uen :ipllftMll by EMSl AMlylld, lne. 

ACCREDITATIONS: NV\AP 1112001118-0 
----------------------~--------------.. ·-
IMChatfleld·2 THIS IS THE LAST PAGE OF THE REPORT. 1. 



09/23/2004 15:56 3178033047 PAGE 02i43 

EMSL Analytical~ 
2001 Ec!st 52nd St., lndlanapo11s, IN 48~5 

,;~~ne: (3171 ao34j19L. 
0 

F8l(: (3171 ~034047 Email: lndlan;onslab@emsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268..()555 Phone: (630) 268-8.'355 

Project: 111155.0001.001 - Fort Sheridan 

Customer IO: 
Customer PO: 
Received: 
EMSLOrder: 

EMSLProJ: 

Analysis Date: 

Report Date; 

"VERS.56 

09/17/0412:00 PM 

160407992 

9121/2,004 
9/2212004 

J 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method (rev 2) 

MATRIX NON·ASBESTOS ASBESTOS· 
COLOR MATERIAL FIBERS RANGE TYPE AVG 

% Insufficient Material 

I 
I 
I 

laryst(s) 

Craig Nixon (1) 

I . or other approved signatory 

! .,e BtlM repotl telotet Only to Ille ~ems tested: Tiii! repott m:iy 11(11 be raproduced;·eicCe:pi In II.Ill. Without wrilten approval by EMSL An:llytbl, Ille. ----J--..., 
.. ACC.REDITATIONS: NVl.AP 1'2001 BS..O., .• _· . _ 

IMChatflel~-2 THIS IS THE LAST PAGE OF THE REPORT. 1 

I 



EMSL Analytical 
2001 E:i$t 52nd St., lndtan:apotis, IN 46205 

P'1on11; (317) 80$..2997 Fax: (317 803-3047 E111iil: lnd"iat1epollsl;1b Gm&l.com 

Shaun Terranova 
Versar, Inc. ~ 
1 oo W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone; (630) 268-8555 

Project 111155.0001.001 • Fort Sheridan 

Customer ID: 
Customer PO: 
Reoeived: 
EMSLOrder: 

EMSLProj; 

Analysis Date: 

Report Date: 

VERS5& 

09/17/04 12:00 PM 
1604o7993 

9/22/2004 
9122/2004 

PAGE 05/43 

Asbestos Analysis of Bulk Materials via Transmission Electron l\llicroscopy. Chatfield 
Method (rev 2) 

COLOR 

Black 
1t1o;io79$J-00al Tan 

II 

35-41-M 
60-407993-0003 

I 
~I 

I 
.I 

IMChatfield·2 

I 

Black ~ 

MATRIX NON-ASBESTOS 
MATERIAL FIBERS 

98.1% 

100.0% 

ASBESTOS 
RANGE . TYPE 

1.7-2.1% Chry$otile, 

<1% Chrysotile 

THIS IS T~E LAST PAGE OF THE REPORT. 

AVG 

1.9% 

<1% 



3178033047 

EMSL Analytical 
2001 E:ast 52nd St., Indiana polls, IN 48~06 

4 
-~zl:~o: (31

1
7) 80~7 Fax: (31_7) 8034047 ~n: lndlilnapollsl;ib@emsl.com 

Shaun Terranova 
Versar, Inc, 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 266-0555 Pho11e: (630) 268-8555 

111155.0001.001 ·Fort Sheridan 

Customer 10; 
Customer PO: 

Received: 
EMSLOrder: 

EMSLProj: 
Analysls Date: 
Report Date; 

hi 

09117/0412:00 PM 

160407993 

9/2212004 

912212004 

PAGE 05/43 

?• 

Asbestos Analysis of Bulk Material via EPA 600/R..S3/116. Quantitation using 400 Poin.t 

0407993-0004 

I 
I 
I 
I 
I 
I 
I 
l1yst(s) 
Craig Nixon (1) 

Location Appearance 

White 
. Non-Fibrous 
Homogeneous 

Count Procedure. 
Non-Asbestos 

Treatment % Fibrous % Non-Flbrour;. 

Asbestos 

% Type 

Crushed 0.50% Chrysotile 

/.Lt/i.~L~ 

or oVler approved signatory 

ctsiM~r:Somc ••mple~ rney ccnlllln asllestos fltx:n; preM11l In dlrneMklns llelew P1M reso1uuon Rmlfe. EMSL M~lytybl Inc: suggeata Ulal s:imp~ r9P01taa ae ..U.25% Cf' n0nc 
det9i;ted undergo aeldiUon:tl .:in;tlr,;4~ -via TeM. The 8llOV1! le$! n;:plllt relates only to Ille I~ 1e$1ed. This lt!pOn may nal be tep"1d~. eiooept In fl.Ill. v.rllhout wrttlen apprDVSI Of EMS~ 
An~lytlc;al Inc. Thia IE!!lt repotl tmJSI no;il b9 used by Ille Cllen! to da!M P'Qd~ endol'!emenl lly NVLAP Qr any agency al IN! United St81"11 Goliemmenl. EMSL ""'11ytlcal f'lc., be31'9 no 

ont.lblllly far' o:impl11 w!lec:llOn SCUViU~. O!n"lylbl m8'hod nmnaUon!, er the :actur;u:y ot l'llBUllB wnen requ~od lg :;aparate layered s:imple.. l:MSI. "°81)11k:al Inc .• ll:lbDlly I~ llmnec1 
hli! ~or sample ana~. 
lj.'t'IS perlormed ~y EMSL h'ldbl~PQ!la (NVl..AP '20018&-0) 

I 



I 
EMSL Analytical 
2001 Eat;t 52nd St, fndianapOll!i, IN 48205 

Phone; (3171803-2997 Filx: (3171803-3047 
en; ....... , . .- 4 

Shaun Terranova 
Versar, Inc •. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Email: lndl~2fOll&lab@emsl.eom 
i***"**-

Customer ID; 

Customer PO: 

Received: 

EMSL Order: 

(630) 268-0555 "' Phone; (630) 268-8555 
EMSLProj: 

111155.0001.001 • Fort Sheridan 
Analysis Date; 

Report Oa1e; 

1*&i!ciea. 

VERS56 

09117104 12:00 PM 

160407994 

9122/2004 
912212004 

1-'AC:it.. 1::1'3/43 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
, Method (rev 2) · 

AMPLE ID 

160407994-aoot 

, 6-04-B 
0407994-0COZ 

836-30-B 

COLOR 

Black 

'3~:
94

.~
3

-·---B-row_n___.,_ __ _ 
1QC)407!194-0004 

I 
I 
I 
I 
llyst(s) 

• . or other approved signatory 

~~a reciOii· relates 011ly I!) tho H~ tested: ~ repott nt:ay !'IOI 119 reproduced, 'except In full, without written eppr0w1 ~ EMSL An;:ilytl~I, Inc. 

A~~R.EOITATIONS! NVlAP ~om:a ____ _ 

THIS IS THE LAST PAGE OF THE REPORT. 

I 



~~/23!2004 15:56 3178033047 

EMSL Analytical 
.2001 East 52nd St., lndlanapolls, IN 46205 

,;~~.:,'E.ill7J 80.3-211!17 ¥~ax: (3171803== E~ll: lndlan.'!!':'ltslab@z:f.~ -
Attn: · Shaun Terranova 

Versar, Inc. 
·100 W. 22nd Street 
Suite 151 
Lombard1 IL 60148 

,(630) 268-0555 Phone: (630) 268-8555 

·111155.0001.001 ·Fort Sheri~n 

Customer ID: 
Customer PO: 

·Received: 

EMSL Order. 

eMSL Prcj: 

Analysis Date: 

Report Date: 

PAGE 10/43 

VERSS6 

09/17/04 12:00 PM 

160407994 

9122/2004 
912212004 

__ Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 

Od07994.000S 

I 
I 
I 
I 
I 
lalyst(s) 

Craig Nixon (1) 

Location Appearance 

White/Brown 
Fibrous 
Heterogeneous 

Count Procedure. 

Treatment 

Teased 
Crushed 

Non-Asbestos 

"la Fibrous; % Non-Fibrous 

j/ '/ 7:../J /. ;l_./ --- . 
'~ 

or other approved signatory 

Asbestos 

% Type 

None Detected 

SciE11mer:Some !l:ltnjlle!: may c;ontaln slllle9!09 fibO!t'S ple$9f\I In Glmen&lonS l>el®I PLM '8$Qfutfon llmlls. EMSL M:llytyf~l Inc: lllJVtll!91s !NI ~m11"1$ repcrtell SS <0.25% Qt nQlle 
detQcted undergo addltiOMI ~n~iy$1& via TeM. Tile above JFJil rePOr1 reliltH only Jo Ille llelTI$ te&Jed. Tnla repon !'MY nol be reprtioucea, eiceept In full, wldlout w~uen 3flrlfllV<ll Qf EMSL 
An<0ly!lcal Inc. Thl9 lesl report n'lusl riot be uaelf by 11le dl~I to claim product endOl'!emCf\t by NVLAP or any agency of !he United States Covttnment. EMSL Analylie:ll Inc,, ~rs no 

pcn<".ll>IUty for sample collection ~c:11v1til's, arisryucsr inelhod llml!<l~ona, or llle accul'3q of n:..wlb; when reqlle3ted Jo sep~r.or.., 1;1)18red sample!I. EMSL Arla111Ueal Jnc .• llsblllty I~ Umite<J 
tile co~t gf r-<Jrnple anslyglS. · 

ary!ls pcrfomwd by EMSL Jncllen3poUs {NVl.A,P #20018&-0) 

I 



::1111:1033,041 PAGE 13/43 

EMSL Analytical 
2001 East S2nd St., fndllinapolls, IN 46205 

PhoM: (317) 803-21107 Fax: p1n 803-3047 l:lmall: lndlaoapollslab@emst.oom 
I ·r-,. . .,. ..... 3 ; ..,. E - * 

Atlfl; Shaun Terranova Customer ID: VE;RS56 
Versar, Inc. Customer PO: 
100 W. 22nd Street Received: 09/17/04 12:00 PM 

Suite 151 EMSLOrder: 160407996 

Lombard, IL 60148 

Fax: {630) 268-0555 Phone: (630) 2Ge-8555 
EMSLProj: 

Project: 111155.0001.001 ·Fort Sheridan 
Analysis Cate: 9/2212004 

Report Date: 9/2212004 

Asbestos Analysis of Bulk Material via EPA 600/R .. 93/116. Quantitation using 400 Point 
.. · Count Procedure. 

Non-Asbestos 

Location Appearance Treatment · % Fibrous % Non.fibrous 
Asbestos 

% Type 

Cream 
Non-Fibrous 
Homogeneous 

Crushed 0.25% Chrys6tile 

CMQ7996-0001 

I 
I 
I 
·1 
'alyst(s) · 

roig Nixon (1) I 

or other approved signatory 

1se1a1mer.som~ ~s m;iy C011'81n.ssbeelos fftlm ptr.l';ent In dlmenstona l>elCW PLM ~uaon tlmlta. EMSL Anlllytyli;al Inc SUIHll!lllB 11181 !l!lmple:; rllPO!teel as <l.25% or none 
detedcd und~rgo sddltlonal analys/1l ~ Te\4. The above lest repolt l'l!IB1a& only 10 the Uerns tested. Thi& nrport may not be. l'llpr'Qd\i~ed. exoepl In M, wttllOlll written spµrowl Of EMSI. 
Anat~l In~. This lest J"E!llOlt mu!ll nol be u$P..d bylhe client to dalm ptOCIUC1 endorsement by NVU\P or al'ly agency ol 1he Unlll!d Stetes Government. EMS!. An;.!ytlc:al Inc., Dea!ll no 

ponslllllily for ~n'lple c;otk!ctton aciMlle!I. anatyt~ n.elhod ~mltaUcns, or Ille oco:.iraey of mults Wiien teQ1.1~ lo aeparale layered $'.lrnpl96. EMSL An3lytl~I ll'lc .. llebll11111S limited 
the cost Of !18mpl!> ~~~:;. · 

atl/819 pelfOrmcd by EMSI. lndianspD1is (NVLllP ~188.0) 

I 



EMSL Analytical 
2001 East 52nd St. lndl:inapolls, IN 48205 

1 , .~h?~%!~!,~°.!!:...... ~:ax: ~!17) 803-3047 ~-!:ail; lndl:anapollsla,omcr.co;p 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 · Phone; (630) 268-8555 

Project: 111155.0001.001 - Fort Sheridan 

Customer 10; 
Customer PO: 
Received; 
EMSLOrder: 

EMSLProj: 

Analysis Date: 

Report Date: 

*'&mma;;;;+szn::rz' 

VERS56 

09/17/04 12:00 PM 
160407997' 

9/2212004 
912212004 

t-'Al:lt. lb/4::1 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method (rev 2) 

I 
I 
'I 
lalyst{$) 

IMChatfield·2 

I 

COLOR. 
MAlRJX NON-ASBESTOS ASBESTOS 

MATERIAL FIBERS RANGE TYPE AVG 

% Insufficient Material 

% Insufficient Material 

% Insufficient Material 

% Insufficient Material 

THIS IS THE LAST PAGE OF THE REPORT. 



EMSL Analytical 
2001 East 52nd St., lndianapolls,IN.48205 

Ptlone: (317) 803.2il97 Fax: (31 &03-3047 £mall: lndla11apollsl;i omsl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 f>hQne: (630) 268-8555 

Project 111155.0001.001 - Fort Sheridan 

Customer 10: 

Customer Po: 
Received: 

EMSLOraer; 

EMSL Pro): 

Analysis Date: 
Report Date: 

VERS56 

09117/0412:00 PM 

160407997 

9/2212004 

912212004 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 
Count Procedure. 

Non-Asbastru; 

Location Appearance Treatment 'Yo Fibrous 

Asbestos 

% Type 

White/Brown Teased None Detected 
0407997-0005 Fibrous . Crushed 

Heterogeneous 

I 
I 
I 
I 
I 
I 
I 
lalyst(s) 

· or other approved signatory 

scia~:Somc """"!\>:; rrey C011taln awestos fibeis ~In Cllmenslona below PLM Te$Cllutlgn lflTllfB, EMSL AnalY'Yk=l Inc S\1111188'8 11181 eamples reported ~ <0.2Sl'lt or none 
81~ed under11a addlti0ft31 ;i~~~ via Tad. The sbDYe leSI l'l!!porl refl\llu6 only to the Items les!cd. This 111pgrt may not be r~d, ll>CQl!PI In rull, Wllhoul 'IMIHcn "PP"llval or EMSL 

i\n~lyll~l lrt~. This teal repart must ~ot bl!\ U$41d by the dlent ID ctalm procl~et endgn;emsnl by NVLAP or llny;(lgenQY of the United Sbles ~. EMSL Amlylle:il Inc, b~rt0 no 
ponsilllnty fot ~~mple col1ectlon !!dlv!!Je~. :in~ll(ff=I method llmltauons. or Ille ~of results when requMt~ lo ,..ptira~e IBY~re<I sample~. EMSL Analytical Inc., llabDity tt. llmllod 
thB co&t or sample 3n:ilr-J~. 
'11)";1S per10fl'l1e<l l>Y EMSL lndi:ln~polls (Nvt.AP #200188-0) 

I 



EMSL Analytical 
2001 East 52nd St., Indianapolis, IN 46205 

Phone: (317) 803-2DD7 Fax: (3f7 803-3047 l!mafl: lndlsn111polfslab@e111$l.COm 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151. 
Lombard, IL 60148 

Fax; (630)268-0555 Phone: (630)268-8555 
Project: 111155.0001.001" • Fort Sheridan 

Customer ID: 
Customer.PO: 
Received: 
EMSLOrder. 

EMSLProj: 

Analysis Date: 
Report Date: 

. VEiRS56 

09/17/04 12:00 PM 

160407999 

9122/2004 
912212004 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 
Count Procedure. 

Non-Asbestos 

Lo<:ation Appearance Treatment % Fibrous % Non-Fibrous 

Asbestos 

% Type 

White 

Non-Fibrous 
Homogeneous 

Crushed None Detecte<I 

I 
I 
I 
I 
tlyst(s) 

or other approved signatory 

clalmer:some ~ ~ ~cnlBln aalleslas fitll!nl pr1m1nt In <llmenalOn9 l>elOW PLM te$9111t1on 11mna. EMSL Analytyic:al I~ $Ullll9&1B ll111t samples r~d es <0.2$% or none 
elected uMergo addlllan111 ;11\\\lr.Js via TEM. tne all<llll! test report refales only 10 tne lll!ms l~Od. Thia repon may nat be reproduced. eicoePI rn 11J/1, wltnoul wtfflm .,pproval ol l:MSL 

J\n;ilytical Inc. Thia test report mu~t net be U&Gd by the client ta ~lttl ~uci endoniement Dy NVLAP ot any agency DI the Unftl!d Stlll!O$ GOvernment. EMSL M~\llfl!.\\l Inc .. besra no 
pon~lblllly for l'l!mpie coUedlon actMl~ • .;n;;ilytk:ill method flmltalions, at the S<:QJr&cy or resull!I Whl!!n req~ to separate layered !:lfllll11$. eMSL Analytlca11nc .• ll:lbilily r~ llmlloo 
lhe cost Of ~mpl<: """lysls. 
lysis perfa~d by eMSl lndlanapoUs (NVLJ\P #2001 SS.0) 

I 



EMSL Analytical 
2001 East 5:.?nd St, lndlanapolis, IN 48206 

Phone: (317) 80~897 Fax~ (317) 803-3047 
r,:rr mr .. ·····~ .. : 

Shaun· Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 2GS-.0555 Phone: (630) 268-8555 

111155.0001.001 "Fort Sheridan 

Customer ID: 
Customer PO: 
Received: 

EMSLOrder; 

EMSLProj: 

Analysis Date: 

Report Date: 

Am=,r=-n+ 

VERS56 

09/17/0412;00 PM 

160407999 

912212004 

912212004 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 

AMPLE ID 

S0407999-0002 

I 
I 
lalyst(s) 

Method (rev 2) · 

MATRIX NON-ASBESTOS 
COLOR MATERIAL FIBERS 

% 

% 

·-· .... ······------,-----

ASBESTOS 
RANGE TYPE AVG 

Insufficient Ma !erial 
Sample preped. Insufficient 
material for final analysis. 

·· · Insufficient Material 
Sample preped. Insufficient 
material for analysis. 

or other approved signatory 

I e a"cove report ~Erle$ on~ io uie Items l~tc::d. This rePDn riiay ~l be fCP11;1duc:ed, e,,E8pi In 11111. Wffhout written eii"Prowt 11y eMSI. A.nei>ilcaC loo. 

~~R!;2.n:AnO~S: N\ILA.P l!2001BS.O . .. . . . . ... _ __j 

IMChatfield-2 THIS IS THE LAST PAGE OF THE REPORT. 

I 



3178033047 

EMSL Analytical 
2001 East 52ncl $t., lndlana15<1Us, IN 4&20$ 

Phone: (317) 803-2997 Fax; (317 803-3047 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (&30) 268-0555 Phone; (630) 26S..S555 
Project: 111155.0001.001 ·Fort Sheridan 

PAGE 24/43 

Customer ID: VERS56 
Customer PO: 

Received: 09/17/04 12:00 PM 

EMSL. Order: 160408000 

EMSLProj: 

Analysis Date: 912212004 
Report Date; 9/2212004 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116, Quantitation using 400 Point 
Count Procedure. 

.. 
Location Appearance Treatment 

White/Brown Teased 
Fibrous Crushed 
Heterogeneous 

I 
laryst(s) 

Craig Nixon (1) 

Non-Asbestos 

% Fibrous % Non-Fibrous 

or other approved signatory 

Asbestos 

% Type 

None Detected 

sd:llmc;r.Sorne aarrciles may con~ln <1&t>e&IOe fibers~ In dimenslOns below PLM rwdutton nmna EMSL ~iyl)>IQll Inc suggests lh"I &alllPlee reported~ <>~5% or none 
detecte<I underga :iddltl~mal ar1111ysis WI TEM. The aboll'I! test n!port tel~ ooly to Ille Items ~I~. Thia report may not b~ reprgduced, except In ful, without wnu@n :ipptav<il or EMSL 
M~lytli;:al Inc. Thie le9! report mLJl;I not be usea l>y Ille dlr;int lo ~Im proauct endorwrr1'1nl by NVl.AP or My~~ of 111e UnNed SIA!~ GO"emmf.!nt EMS!. An~IJllk;:s( Inc., i>e31'S no 

oonslbnlly rot s.-1mpte colll!dian 8Clllllll9, ~~lyth:el melllod llmibti°""' 0r the accuracy Ol l'llSulta "Vhen reque9\ed lo $4lpllrale la)iiereci 93MP1a:;, EMSL Anal)'lic:il h'le,, llablllty Is rrmned 
ttie cost CJf 9atnpl~ ~ly:;~. · · 

9(l/SIB perfOrn"I~ by l;MSL lnd1Sn11pans (NVLAP ~00186-0) 

I 



EMSL Analytical 
:ZOOf EHt 52nd SL, lndlanapolls, IN 46205 

Phone: (317) 803-2997 Fax: (317) 8034047 
1 ..... fuftzr 1Mrr= &mme4 

Shaun Terranova 
Versar. Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 _ 

111155.0001.001 • Fort Sheridan 

Customer ID: 
Customer PO: 
Received: 
EMSLOrder: 

EMSL Proj: 
Analysis Date; 
Report Date: 

''. 

VERS56 

09/17 /04 12:00 PM 
160408000 

9122/2004 
9122/:2004 

PAGE 25/43 

Ai 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method (rev 2) 

COLOR 

I 
I 
lalyst(s) 

Richard Harding (1) 

MATRIX NON·ASBESTOS ASBESTOS 
MATERIAL FIBERS RANGE TYPE AVG 

Insufficient Material 
$ample preped. Insufficient 
material for analysis_ 

I _ - _ or other approved signatory 

~~ ~P<in rel3te~ Only1o the Items teated. Tlli~ ~may ~ot be repmcluCe<I. ekCllpl In M,-wiirioUI written .:lppte119I by EMSL Anal~I. lftC. -'------

- CCREDITATIONS! N\lt..AP#20011!S-O -----~----

IMChatfreld-2 THIS IS THE LAST PAGE OF THE REPORT. .1 

I 



EMSL Analytical 
2001 east 52nd St., lndi::inapolls, IN 48205 

Phono; (317} 803-2997 F.u: {317) ao~ 
•ETIT::c=-:: "'t= ±I ts I '* 

Shaun Terranova. 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, ll 60148. 

(630)268-0555 Phone; (630)268-8555 
111155.0001.001 • Fort Sheridan 

Cu.sto.mer IO: 

Customer PO: 

. Received: 
EMSLOrder: 

EMSL Proj: 
Analysis Data: 

Report Date; 

15, 

VERS56 

09/17/0412:00 PM 
160408012 

9122/2004 
9/2212004 

PAGE 28/43 

n 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method (rev 2) 

1~01-8 
160400012·0001 

I 
I 
I 
I 
I 
I 
lalyst(s) 

Richard Harding (2) 

COLOR 

White 

or other approved signatory 

e .:ib""" n;o~ l'lllaies on iv to the.11.eM!i: le:;tal. Thlli nipQn mar not be tepl'Dducal, ~xcept In fl.ii; wltnout written apptev;il by eMSL Anal)'tlcal, •~c. 

ACCREDITATlONS;MitAP~1B8-0 . ~----· -~------- -------

. IMChattleld-2 THIS IS THE LAST PAGE OF THE REPORT. 

I 



EMSL Analytical 
2001 East 52nd Sl, lndlanapOlls, IN 482os 

Phone! (317) 803-29117 fa)(: (317) 803-3047. Email; lndlanapollslab@emsl.com · 
·:=r= = 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 26a-o555 Phone: (630)2~555 

111155.0001.001 ·Fort Sheridan 

CUstomer ID: 
Customer PO: 
Received: 
eMSLOrdar: 

EMSL Proj: 

Analysis Date: 

Report Date: 

09/17/04 12:00 PM 
160408012 

9122/2004 

9122/2004 

PAGE 29/43 

AF' 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 

0408012·0003 

I 
I 

I 
I 
I 
llyst(s) 

Location Appearance 

White 
Non-Fibrous 
Homogeneous 

Count Procedure. 
Non-Asbestos 

Treatment % Abrous 

Crushed 

% Non-Fibrous 

or other approve<! signatory 

Asbestos 

% Type 

None Detected 

cL.lmer.Some samples may cct1l::lin 01$be$IQ8 n1>e11111l'l!9tnt In dlmeilslon$ below PLM resalUUcn HmH~. EMSI.. AiielYIYk:al Inc t~ ~ $11!'11>le& reported as <0.25"4 0r nQtlG 

ect<!!d undi;:r91;1 sddlUgnl!I ansl)'llla Via TEN. The ;ofxi119 l1181 report relates anly lo lho llam; tamed. Tnls report m:iy not b& 1'91lf1Jduced, eccept In full, wfthQul wrliten BP?rov:il Of EMSL 
Ansl)'llcal Inc. This l~I ttport mus! not be used by Ill!! dieof to dalm product endallltmenl by N\11.AP or any agency Of l~c Unfflld ~es Govemrnenl. EMSL ~~I Inc., llesrg no 
e gnslblllly fer !ampl! COllcdiOn adlvllles. anelylleel Mell'IOd ~mit;lffon1;. or the accuracy or resul~ wtiqn requeu111111a separ:ito b~ qmples. EMSL AN!i,tie;il In.;., llciblllly ls limited 

r. coi;t QI &0mple ana~. 
ly:;ls P'lrformea lly EMSL lndl~n:ipoll; (Niii.AF' #200168-0) 

I 



I 

.;;l.1. I OtJ.:>.:>tJ'+ ( 

EMSL Analytical 
2001 East 52nd SL, lndlanapolls, IN 46205 

Phone= (317) 803-2997 F11x: (317) 803-3047 Emall: lndianapollsla emsl.oom 

Attn: Shaun Terranova 
Versar, Inc. , 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phone: 

Project: 111155.0001.001 - Fort Sheridan 

(630) 268-8555 

Customer 10; 
Customer PO; 
Received: 
EMSL Ortter. 

EMSLPrnj: 

Analysis Date: 
Report Date: 

PAGE 33/43 

VERS56 

09117104 12:00 PM 

160408014 

9/2212004 

912212004 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitatlon using 400 Point 
Count Procedure. 

60408014-0005 

I 
I 
I 
'alyst(s) 

Location Appear~nce 

Cream 
Non-Fibrous 
Homogeneous 

Treatment 
Crushed 

Non-Asbestos 

~. Fibrous · % Non-Fibrous 

J/··v I/ µ!.// ,.lJ.;\ 

. or other approved signatory 

Asbestos 

% Type 

None Detected 

i"4,lmqr.Sorne &afllllles may contain UbfS!os fibo~ pr8$41111 In dlmenalona bl!loW PLl.f resotvtlon flmlll;. EMSL Analy1yle8l lne sugge$!~ 111'11 mmptes reported as <0.25'll. or OQne 
d~leelto<i undergo addl11on81 anelyal8 lllll TEM. Tiie 3bOW) le$t ~ relalllll only to Ille Items lested, This rePor1 may not be reproduc:ed, cxcopl In full. wlthOut W1111en ~Of EMSL 
Ana1yt1ca11nc. Thi$ lest tePQrt 111U$I not be uaed by Ille c:nent lo d~m product andoraamentlly NVLAP er :any~OMCY dthe Untted States Gavemn'IMI. E;MSL AnalVUcal Inc. b~~ no 

ons1b1ll1y tor sample colledla" =iem1it~. enalytleel method lmHatlalls, Dr Ille ~raq d reaulls when requested to separate layered esmples. EMSL Malyllea! Inc., llabnll)' I! nm11e6 
the cost or sample :in=itysf$ . 

.slys~ ~rform!!c! by EMSL lndlena11Dl!9 (NVl.AP #2001BB--D) 

I 



I 
09/23/2004 15:56 3178033047 

EMSL Analytical 
2001 ~~st 52nd St., lndla11;1pol1&, IN 46205 

•-=!:,~!?P111 ao349S7.. Fax; (3t7t 803~7 Emall; lndlanaz::h!•;sl·com 
A 

Shaun Terranova 
Versar, Inc, 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Phot'le: (630) 268-8555 

Project: 111155.0001.001 ·Fort Sheridan 

Customer ID: 
Customer PO: 
Received: 

EMSL Order: 

EMSL Proj: 
Analysis Date: 
Report Date: 

'5;+& ¥5Fmsa1 

VERSS6 

09117/04 12:00 F'M 

160408014 

9/22/2004 

9/2212004 

PAGE 32/43 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method.(rev 2) 

MATRIX NON·ASBESTOS 

842-50 

.18040801~0003 

COLOR 

Brown 

Gray 

---H•H ' ' o 

MATERIAL 

55.0% 

59.0% 

% 

Black 100.0% 642-51-B 

10040801~~.4-------------

.I 
I 
I 
I 
lalyst(s) 

Rlcl1ard Herding (4) 

FIBERS 

NO 

ASBESTOS 
RANGE TYPE AVG 

43.0-48.0 Chrysotile · 45.0% 

39.0-44.0 Chrysotile 41.0% 

Insufficient Material 
Sample preped. Insufficient 
material for analysis. 

ND 

--w . ·-· ·-~ 

l or other approved signatory 

1 ~-~bove rePon relsles 0tlly to the II.: lasted. Tiit8 .rePQn may not be tep~. eitCePI In fui1: iM1110U1 \\11llal ~~l'OV<ll by EMSL Anal'YtiCai. Inc. . . . .. ---i 
I ACCREDITATIONS! NVl.AP#2001B8.0 ___ ] 

IMChatfield-2 THIS IS THE. LAST PAGE OF THE REPORT. 

I 



EMSL Analytical 
:?001 East 52nd St, lndl:inapohs, IN 46205 

Phon!!: (317) Sa3-2li!Laa=ax: (317) 803·304; Email: lndlanrzisrab@em~;!om 
m=msi·= 

Shaun Terranova 
Versar. Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630) 268-8555 

111155.0001.001 ·Fon Sheridan 

Customer IO: 
Customer PO; 
Received; 
eMSLOrder: 

EMSL Prcj: 

Analysis Date; 

Report Date; 

nr:rWA" ====· 
VERSS6 

09117/0412:00 PM 
160408016 

9/2212004 

912212004 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
· Method (rev 2) 

MATRIX NON-ASBESTOS ASBESTOS 
COLOR MATERIAL FIBERS RANGE TYPE AVG 

% Insufficient Material 

------..-------%-----------------------=-,n-suffi-=--c-ie_n_t,--M-at:-e-rla:-1--···--·--

I 
I 
lalyst(s) 

% 

Sample preped. Insufficient 
material for analysls. 

Insufficient Material. 
Sample preped. Insufficient 
material for analysis. 

• or other approved signatory 

~ne above report te~.t~ only ta tha Items "iS!teo. Tiiis repotl ~not be reproduced, excePI In fUll, ~thou!""'"'" E!PllfOval ~)" E~L Anal~I. Inc. . 

CCRtDITATIONS; N\11.AP #200198-0 · . ____ , ____ . . - -- ·-··· . . -··· . ·--'-----
IMChatfleld-2 THIS IS THE LAST PAGE OF THE REPORT. 

I 



EMSL Analytical 
2001 East 52nd SL, lndlan11potis, IN 46205 

, ,~~~FQ; (317) :a..2997 ; Fax; (317) 803-3047 Emall; lndlan;o'lslab@ems1.co3. 
+*i&'WfR 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 -Phone: (630) 268-8555 

111155.0001.001 - Fort Sheridan 

customer ID: 
Customer PO; 
Reeeived: 
EMSLOrder: 

EMSL Proj: 
Analysis Date: 
Report Date; 

4 

VERS56 

09117/04 12:00 PM 

160408016 

9122/2004· 

9/2212004 

PAGE 37/43 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 

Location 

3-19-A 
010801 IH)004 

I 
I 

I 
I 
I 
laryst(s) 
Craig Nixon (1) 

Appearanca 

Cream 
Non-Fibrous 
Homogeneous 

Count Procedure. · 
Non-Asbestos 

Treatment % Fibrous % Non-Fibrous 

Crushed 

or other approved signatory 

Asbestos 

% Type 

None Detected 

scte1mer.some !ll!mpTes m::1y cant;il" "~ mrera preM!nt In dltllen$lctl$ betllW PLM re&lllutlan Umlls. EMSL Maljlfyk:al Inc su1111l!B!s lllat samples reportsd as <0.25% or none 
det~ undefl!O addftiOllal an:s~l vfO ~. The above lesl repa!t 1'1!1311!$ Cl'lly lo the Item& Caall!d. Tn!s repcirl may nol be raproducad, eiccept In f\111, Wlti'lol,d wr1tten epprovel or EMSL 
An~l l~c;. This teat repan musl nat lie \.$Cd by Ille dl9111 to clalm pradUCI end~nl by PM.AP or anr aaency Ill' il'le UnHAd Stllle& 0""'"11ll1!11L EMSL An:ilyllcal Inc., bl!'.1l's no 

pan!lllliRty fat e4mphl: eollec:tlon adlvltlea, anal~cal melhod llinll9Uona. or the BOCUlllC)' Cf resulb; when 111q1.18$1ed to separate layered $:1Mpll3S, EMSL Analylk:BI lne., ll:!llDity ~ llmUed 
the cost or sample 11na1y:i... 
alysls Pl!ffarmed by EMSL lndl;lnspoll& (NVtAP 12001118-0) 

I 



' '..:J.:J.1. .:JCJ.1. ..:> :J 

EMSL Anal~ica·r, Inc. 
2444 W. Georg!l Str"1eit, Chlcsgo. IL 80618 

Phone: (7731 313-0099 Fax: (773) 313-0139 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Emall: chic.'!. ol;ib em&l.com 

Fax; (630) 268-0555 ·Phone; (630) 268-8555 

Project Fort Sheridan Residences -Bldg.8441111155.0001.001 · 

c:.1•1::iL 1-%1'11-\L Y I J.(..;1-\L. ::Jt:.t<:V 

Customer ID: 

Customer PO; 
Received: 

EMSL Order; 

EMSL Proj: 

Analysis Date: 

Report Date: 

VERS56 
Bldg.844 

. 09f16/04 5:15. AM 

260402611 

9/21/2004 

9(21/2004 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 
Count Procedure, 

Non·AsbestQS 

Location Appearance Treatment o/o Fibrous % Non-Fibrous 

Asbestos 

o/o Type 

Unit A 2nd Fl. 
Bath Rm. 

Grsyrran 
Non-Fibrous 
Hom eneous 

Crushed 99.25% Non-fibrous (other) 0.75% Chrysotlle 

I 

· or other approved signatory 

almer:Soma SBl1¥lles m:ay cxmlsln 3~"'l'ros fibers present In dlman:;lgr\s below PLM re!IC!lullc:m llrrdts. EMSLAnalytylc:al Inc 9UgQas1s Illar s:imples reparlc;,d as <0.250/, Qf none 
detected undergo additional enalysl~ vie TEM. The 1>bove test MPQrt relate<> only lo tne Items te9ted. This report may net be teproduced, Qx~pl In full, without Written epprov;,I of EMSL 
~lyllcal Inc. n1s lest reporl "1U5t nol be u:-.tJd by tne dlc;mt to claim product endor.-.qrnent by NVIAP or any 11gency al lho Uniled 5"'14!5 ~overnRIAnl, EMSL Analytical Inc,. be>Jrs no 

onslbillly tur &ample eoll9clloo aCll-.!6A$, anal)'tie;>I method nmllnttons, or lhe ;occ;Uracy Of l'l'.l$\lllB wtien requested to "'eparste l:iy{lred sample:. eMSL An1>lyllcal Ille., lll'blllty is 
tea to t"9 ooat ol ~mpl{I anal~~- · 

ly~ts pertormed by EMSL CHICA.GO, (NVLAP #20039S.0,), TOH llc~r.nse P30-0289 

I 



09/24/2004 01:37 . 7733130139 

EMSL Analytical, Inc. 
24d4 W. Georgn Stmot, Chicago, IL 60618 

Phono: (773 313-0099 Fax: 773 313·D139 Email; chica ola .em!ill;com 

Shaun Terranova 
Versar, Inc. 
1 oo W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (63C)) 268-8555 

Project: Fort Sheiidari R;sldences ·Bldg.8441111155.0001.001 

EMSL ANALYTICAL SERV 

Cuatonier'ID; 
Customer PO; 

Received; 

EMSL Order. 

EMSLProj: 

Analysis Date: 

Report Date: 

VERS56 

81dg.~4 

09/16/04 5:15 AM 

260402611 

9/22/2004 

9/22/2004 

PAGE 02 

Asbestos Analysis ·of Bulk Materials via Transmission Electron Microscopy. Chatfield 
Method (rev 2) 

MATRIX NON-ASBESTOS ASBESTOS 
COLOR MATERIAL FIBERS RANGE TYPE AVG 

lnsuflioient Material 

··-~·¥• ··---
Tan 96.6% 1.1-:Z.3% Tremolite 1.7% 

1.1-2.3% Chrysotlle 1.7% 
.. ·-------------

Black 95.1% 3.3-El.6% Chrysotile 4.9% 

<1% Anthophylllte <1% 

I 
lalyst(a) 

Sandra Sobrino (3) 
, Sandra Sobrino 

or al.tier approved signatory 

'e sbavl! tcpor1 ~etea oniyi;;- in~ ill.'!m; tested. Thl9 repii.t ~ nol be repi~"tiuccd, cx;ept In lull, oMlhoul wrttten approval by EMSI. Analytical. Inc: . ---
ACCREDITA!IONS; NVLAP #2003S9-0: TOH .Llcenae.#3o--0289 

IMChatfield-2 THIS IS THE LAST PAG!= OF THE REPORT. 

I 

. =_] 



I I .::l.:H .::111! ::S':l EMSL ANALYTICAL SERV PAGE 04 

EMSL Analytical, Inc. 
2444 W. Goorge Street, Ch1<:11go, II. 6013111 

Phone: j773) 313..(1099 f'<i)I: 773) 31l.()1a9 Email; chlca ofab(lijemlif.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 268-0555 Phone: (630)268-8555 
Fort Sheridan Residences ·Bldg.845/111155.000'f.001 

Customer ID: 
Customer PO: 
~ecei11ed: 

eMSL Order. 

~MSL Proj; 

Analysis Date: 

Report Date: 

VERS56 

09!16/04 5;15 AM 

260402612 

9/21/2004 

9/21/2004 

Asbestos Analysis of Bulk Material via EPA 600/R-931116. Quantitation using 400 Point 
• Count Procedure. . 

Non-~bostos 

Location AppearanCG Treatment % Fibrous % Non-Fibro1.1s 

Asbestos 

% Type 

Unit A 1st Fl. Bath Grayrran 
Non-Fibrous 
Hom eneous 

Crushed 99. 75% Non-fibrous (other) 0.25% Chrysotile 

Sandra Sobrino 
or other approved signatory 

"..d1>1mer:5om!! s.3mpl"" may cxintaln asbestM flberi; present In dimen:-Jcms below PLM te~utlon llmll!. EMSL An<tl~cal Inc suggl)sts tha1 earrplM Mp<;irtad es ~.25% ot none 
detected und<'!rgo 9dcl/Uana1 anslysls•A;1 TeM. The al!ove t~ report relates only lo the lterris 1esled. Thi~ l'Rpo~ 11'18Y net be "'ProdlX:lld, except lri full, wttlloul wrrtten ;iwr011BI or EMSL 
An::ily!le:1I l"C. Thls 1e9t repott ~ ng~ be~ by the dlant IQ clalm P«'Oduci cndc;irnemenl by NVLAP QI' any Blletlcy Of the United Slates Gov01'!1rnenl. EMSL An<ilydcal Inc .. be~,.,,, no 

• c;inslblllty for 9aM!llc call~~don acll~Ues, sn3lyllc:;d method limllsllnn•, or lhe aCCUf~y Df l'l:';Uht' When requeotcd tc;i &11~rete l8yi!!rcd ssiroples. EMSL l\n;alytfcal Inc .. 113blllly Is 
t~d to the cost of ""mple <>nal~~- · 

ly.<ls performed ~ EMSL CHICAGO, (NVLAI' ll200399-0,), TOH License 113M2e9 

I 



EMSL Analyticalt Inc. 
2444 W. Goorgq .StrllOt, Chlt:ago, IL 60618 

773 313-0099 F;I)(: (773 313..0139 Email; chic.a ola msl.coni 

Shaun Terranova 
Versar, Inc. 
1 DO W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630) 26M555 Phone: (630) 268-8555 

For1 Sheridan Residences ·Bldg.8451111155.0001.001 

1:.1•1::.L ANAL Y I !l.;AL ~l:.~V 

Customer ID: 
Customer PO: 

Received: 

EMSL. Order; 

EMSL ProJ: 
Analysis Date: 
Report Date: 

VERS56 

09/16/04 5:15 AM 

260402612 

9/22/2004 

9/22/2004 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
M'ethQd (rev 2) 

0402612--0057 

I 
I 
I 
I 
I 
.llyst(s) 

Sandra Sobrino (2) 

COLOR 

Whita 
Gray 

Black 

MATRIX NON·ASBESTOS 
MATERIAL FIBERS 

100.0% 

86.0% 

ASBESTOS 
RANGE TYPE AVG 

<1% Chrysotile <1% 

-----···· ... 
13.0-16.0 Chrysotlle 14.0% 

Sandra Sobrino 

PAGE 02 

·-- ·--~- ·- .... 

I or other approved signatory 

~iiOve r1;por! n:lale:; only to the llerrs tl!Sled.'Tnis tePort may not be n!produced, excepl in fuii, wllhgo,d wr1Hen approwl.byEMSL iln=:ilyllc:<>I, Inc:. ----~ 
ACCRffilTATIONS; Nyt.AP t:200399-0, TOH Ucense "30-0289 ------·· ·-------

THIS IS THE LAST PAGE OF THE REPORT. 

I 



c:..1•1::.L ANAL Y I 1 ~AL ::it:J"<V PAGE 02 

EMSL Analytical, Inc. 
2444 W. Gecirge Street, Chic:igo, IL 60618 

1 ,~~~~~; .. }.:.:3) 313.-0~e~., ·m,. ~~~:. !!,~~~ :11 :i.om . e~.~~I; .. ~h.l~!ola~~~,5,.'·c~':' ... .,.. .. ,, .. ·- ............. g ... 4. r··· ..... ., ............. "" .. ~I 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lomba.rd, IL 60148 

Fax: (630) 268-0555 Phone: (630) 2138-8555 · 

Project: Fort Sheridan Residences -Bldg.846/111155.0001.001 

Customer ID: 

Customer PO:. 
Received; 

EMSL Order. 

EMSLProj: 

Analysis Datf!!: 

Report Date; 

VER$56 

09/16/04 5:15 AM I 

260402613 

9/21/.2004 

9121/2004 

Asbestos Analysis of Bulk Material via EPA 600/R-93/116. Quantitation using 400 Point 
Count Procedure. 

Non-At;bf!!stM 

Location Appearance Treatment % ·Fibrous % Non-Fibrous. 

A§bestos 

% Type 

Unit A 2nd Fl. Gray/Brown Crushed .. 99.50% Non-fibrous (othl!lf) 0.50% Chrysotlle 
Bath Non-Fibrous 

Hom rieous 

Unit F • 2nd Fl. Gray/Tan Crushed 
Bed Closet Non-Fibrous 

99.50% Non-fibrous (other) 0.50% Chrysotlle 

Hom neous 

~~ / · Sa ra Sobrino 
" ~ro::signatory 

lscl3l~r;Some samples ll'l:ly CQrit<lln aSllestos fibtlr.; present In <li~gr>s below PLM n;~11don llmlls. EMSL Anal~car rne ~ggest& triat sarrplC$ reportea as <0.25'Y• or none 
at<:1r:tecl undergo 3ddl!lonal enalygls '113 TEM. The aoove lest tapl:llt relall!!I only .ID the Items tested. Thh; rtOPort rmy not tm reproduced. exeepl In full, Wllllout written BPtll'OV31 of elnSL 

AnalvtlClll Inc. T~ls teat report mu.:t not be used by the diant ta ~laim ptO!tuct cndgrsement by NVIAP or any agency QI 1tie Unne<J Stal~ GQYllmmenl. EMS~ Anal~cal Inc., be8ra no 
es~o.i!<lblllly for ssrrpte 0'.111eetlan ar:IMtles. :in.:ilyt/cd rnethad liml~lon•. gr 1119 accuracy crl'.m$UllS wien requai;ll!d to eeparale l;oyr,rF.Jd samples. EMSL Arialyt1car Inc .• ll;ibllify Is 

tc;1d 10 the oosl al ~mplo el18!)'81s. . , · 

Blysl~ penarmed D EMSL CHICAGO, (NvlAP 1120039$..Q,), TOH liccn~.e #30-0289 

I 



09/24/2004 20:15 7733130139 

EMSL Analytical, Inc. 
2444 W. G(l(ltgq Strwl, ChJc;1go, IL 60618 

Phono: 773 .31.:J-0099 · J<ax; 773 313-0139. Emall: ehle<1 qltib G:l'J'ISl.com 

Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

Fax: (630) 268-0555 Pnone; {630) 268-8555 

Project: Fort Stieridan Residences -Sldg.8461111155.0001.001 

EMSL ANALYTICAL SERV 

Customer l_D; 
Customer PO: 
Received; 
EMSL Order: 

EMSLProj: 

Analysis Date: 

Report Date: 

VERS56 

09/16/04 5:15 AM 

260402613 

9/22/2004 
9/22/2004 

PAGE 02 

Asbestos Analysis of Bulk Materials via Transmission Electron Microscopy. Chatfield 
· Method (rev 2) 

MATRIX NON-ASBESTOS ASBESTOS 
COLOR MATERIAL FIBERS RANGE TYPE AVG 

Tan 97.2% 1.8-3.7% Tremolite. 2.8% 
Gray <1% Chryaotile <1% 

46-039 Bia~ 90.0% 8.0-12.0% Chry$otile 10.0% 

lalyst(s) 

Sandra Sobrino (2) 
Sandra Sobrino I . . · or other approved signatory 

~-r°epor1 relates ~y la lh0 llema tesie.:i. Thh; repan llll!Y ~Cl b~eed. 9'CCef)t In run. ;,llhCJ\11 wntten. opprovsl by EMSL Arial!lllCSI, 1ne. - ---, 

-· ... ~~: NVl.AP #200399-0, TOH U~<e ll30.02e9 · ·--· .· _ .. ----· _j 

IMChatfleld-2 THIS IS THE LAST PAGE OF THE REPORT. 

I. 



EMSL Analytical 
2001 E3$t s;<?11d St., lndlanapolls, IN 48;<?05 

,,!'.~~=6~!!3-2991 Fax: (S1'1) 803-3047. . Emall: lndlan;;11s1ab@emslgom . ;• 

Attn: Shaun Terranova 
Versar, Inc. 

Customer ID; 
Customer PO: 

f'SWW. = t* 

VERS56 

100 W. 22nd Street· 
Suite 151 

Received: 09/17104. 1.2:00 PM 
EMSL Order: 160408011 

Lombard, IL 60148 
Fax: 

Project: 

(630) 268-0555 • Phone: (630) 268-8555 

1111 ss.0001.001 • Fort Sheridan 
EMSLProj: 

Analysis Date: 9122/2004 

I 
Report Date: 912212004 

Asbestos Analysis of Bulk Materials via Transmission l;lectron Microscopy. Chatfield I Method (rev 2) · · · · 

AMPLE ID 

1604011017-0001 

1. 
I 
I 
I 
I 
I 
lalyst(s) 

Ric/Jard Harding (1) 

COi.OR 

White 

MATRIX NON-ASBESTOS ASBESTOS! 
MATERIAL FIBERS RANGE TYPE AVG 

100.0% <1% Chiysotlle <1% 

I 
of other approved signatory 

. e. 3bov" rcpOrt tCl<otlOli orily lo the ~ems teated: This repoo rn:iy not be mpn:id11C:01d. elCQ9PI In fuQ, witiiiiut wrtllen :ip~I by eMSI. Analytical. lne:·· .... 
. • ACCREDITATIONS: NVLAP•~OOIS$-O 

IMChatfield·2 THIS IS THf LAST PAGE OF THE REPORT. 

I 
-~.' ... 



EMSL Analytical 
2001 e~t 52nd St., lndlanapolls, IN 48205 

Phone; (317) 803-2997 F:ax: 317) 1103-3047 

Attn: Shaun Terranova 
Versar, Inc. 
100 W. 22nd Street 
Suite 151 
Lombard, IL 60148 

(630)268-0555 Phone: (630)268-8565 IF ax: 

Project: 111155.0001.001 ·Fort Sheridan· 

I 

Customer ID; 
Customer PO: 
Received: 
EMSLOrder: 

EMSLProj: 

AnalySis Date; 

Report Date: 

VERS56 

09/1710412:00 PM 
160408017 

9~004 

9f22/2o04 

PAGE 41/43 

Asbestos Analysis of Bulk Material via EPA 600/R..S3/116. Quantitation using 400 Point· 

I Count Procedure. 
Non-Asbl!stos Asbestos 

Location 

I 
I 
I 
I 
I 

I 
lalyst(s) 

Craig Nix:on (1) 

Appearance 

White 
Non·Abrous 
Homogeneous · 

Treatment 

Crushed 

% . Fibrous % Non-Fibrous · '· % Type 

NoM Detected 

ill/ i_L'\. 
, '~ 

. or other approved signatory 

s 1mer.same s:impl~ m~y conl:lln 90beslos 1lbera i:ireaenl In dlmensioM below PLM 11150luaan umne. EMSL Analylyltal lnc $"111l'J$1$ 1het sanlJlea reported :is <0.25% QI' n0<1e 
dc1ce1cd vndergo eQ'dlUonal ansly!IS Illa TEM. The ~bo"9 lest l1!POlt reta!ea only lO 1he Hems fesll)CI, Tfils report 11111>' not be repllllluceel, e~copt In fuU, wkhaut wmten approv:it of Ell.4$1.. · 
An31ytit:1l In<;, Thi:; 1.m report must not be u!led by Ille elem to d<1lm product endorsement by NVLAP or ~ny lt9"1C'/ of lhe Un~ed States Gor.ieMMCnt. EMS!. Analytical Inc .. bears no 

- onslblllly for s:impfl! ccllncllon :idlllilf~S. anetytlcel ml!lhod liMit:iUoni:, « lhc eccuraC'f ol reaulla when l'l!quested to $4".psl'<lhl laygred BBmples. EMSL AMl)'lk:;ll In~;. habtutyts llmtled 
lhe cost of sample an3lysi!:. . ' 
lyoi. p9rlarme0 oy EMSL lndiSnapoJI! (NVUIP 1t2()1)1aa.Q) 

I 


